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1. INTRODUCTION

This Groundwater Monitoring Report has been prepared to meet the requirements of Condition

IV.G of the Administrative Consent Order between the State of Maryland Department of the

Environment (MDE) and Black & Decker (U.S.) Inc. (April 1995) (Consent Order). Specifically,

Condition IV.G calls for preparation of a Groundwater Monitoring Report containing the

following information for each reporting period:

• The quantities of groundwater pumped, treated, and discharged.

• The calculation of quantities of contaminants removed from groundwater.

• A summary of all sampling analyses.

• An explanation of all operational or other problems encountered, and the manner in

which each problem was resolved.

• Copies of all reports submitted to the Department of Natural Resources in conjunction

with the Groundwater Appropriations Permit.

• Recommendations for changes to the Interim Groundwater Treatment System.

This document is one of several which are being prepared in response to the Consent Order; each

of these documents are to be submitted to the MDE in accordance with the schedule outlined in

the Consent Order. This document will become part of the Administrative Record for the site,

which is maintained at the Hampstead Public Library.
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2. SITE CHARACTERISTICS

2.1 HYDRAULIC PROPERTIES

In accordance with the Consent Order and the Water Appropriation Permit issued to the Black

and Decker (U.S.) Inc. Hampstead, Maryland, facility, the following pumping and water level

information is included for the period of January through March 2007.

Pumping records showing the total gallons pumped per month of treatment system operation are

presented in Table 2-1. The complete groundwater treatment system pumping records are

included in Appendix A.

Monthly water levels for wells included in the water level monitoring plan are presented in Table

2-2. For the reporting period of January through March 2007, the extraction wells were pumping

at an average combined rate of approximately 163 gallons per minute (gpm).

ID 2.2 EFFLUENT CHARACTERISTICS

Effluent characteristics of the NPDES discharge points are recorded monthly on Discharge

Monitoring Reports (DMRs) and are submitted to MDE, Water Management Administration, on

a quarterly basis. A summary of the sample results from the DMRs is presented in Table 2-3.

DMRs for the period of January through March 2007 are included in Appendix B.

2.3 GROUNDWATER QUALITY DATA

For the reporting period of January through March 2007, approximately 20 pounds of total

volatile organic compounds (VOCs) were removed from the groundwater by the extraction and

treatment system. In general, the total VOCs removed from the groundwater were comprised

primarily of trichloroethene (TCE) (63 %) and tetrachloroethene (PCE) (37 %). Analytical

results of the groundwater collected from the air stripper for the period of January through March

2007 are included in Appendix C.

A summary of the analytical results from the first quarter (February 2007) groundwater sampling

round of the extraction and monitor wells is included in Table 2-4. The complete
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Table 2-1

Treatment System Pumping Records - 1st Quarter 2007

Black & Decker
Hampstead, Maryland

January 2007 6,483,875

February 2007 6,216,560
March 2007 6,855,271
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Table 2-2

Groundwater Elevation Data - 4th Quarter 2006

Black & Decker

Hampstead, Maryland

.
NO ELZV

..........
Dfl'Tfl , flTW..LViiiiiii!iiglW 1EV DTw UV 

EW-1 847.21 • 55 DRY NA DRY NA DRY NA 

EW-2 849.21 110 76.12 773.09 67.92 781.29 69.01 780.20 

EW-3. 846.64 • 118 84.47 762.17 81.29 765.35 87.43 759.21 

EW-4 858.01 97.5 NA NA NA NA NA NA 

EW-5 864.17 98 68.18 795.99 69.48 794.69 69.38 794.79 

EW-6 831.98 115 103.16 728.82 95.29 736.69 92.41 739.57 

EW-7 818.38 78 45.11 773.27 49.49 768.89 56.31 762.07 

EW-8 811.13 98 64.36 746.77 71.69 739.44 77.80 733.33 

EW-9 811.35 141 99.41 711.94 91.28 720.07 103.50 707.85 

EW-10 807.74 NA 59.73 748.01 54.21 753.53 53.58 754.16 

RFW-1A 864.37 78 50.47 813.90 48.60 815.77 51.11 813.26 

RFVV-1B 864.23 200 50.49 813.74 48.64 815.59 51.15 813.08 

RFW-2A 857.41 35 15.17 842.24 14.57 842.84 15.71 841.70 

RFW-2B 857,73 75 15.59 842.14 15.32 842.41 16.15 841.58 

RFW-3B 839.21 153 35.83 803.38 33.90 805.31 34.61 804.60 

RFW-4A 830.37 . 62 37.98 792.39 37.94 792.43 37.14 793.23 

RFW-4B 830.37 120 38.74 791.63 37.80 792.57 37.02 793.35 

RFW-5A 817.50 30 . DRY NA DRY NA DRY NA 

RFW-6 785.04 120 3.96 781.08 4.55 780.49 2.94 782.10 

RFW-7 805.14 29 8.09 797.05 • 6.08 799.06 7.12 798.02 

RFW-8 860.07 56 DRY NA DRY NA DRY NA 

RFW-9 862.02 49 25.61 836.41 26.11 835.91 25.57 836.45 

RFW-10 852.06 58 DRY NA DRY NA DRY NA 

RFW-11A 849.32 72 NA NA NA NA NA NA 

RFW-11B 849.62 116 72.81 776.81 6.84 842.78 68.37 781.25 

RFW-12B 844.87 264 61.92 782.95 50.88 793.99 51.34 793.53 

RFW-13 849.11 150 61.57 787.54 64.23 784.88 64.81 784.30 

RFW-14B 812.39 281 50.60 761.79 51.79 760.60 53.21 759.18 

RFW-16 856.14 41 DRY NA DRY NA DRY NA 

RFW-.17 834.66 60.5 30.08 804.58 27.31 807.35 27.88 806.78 

RFW-20 842.49 142 37.55 804.94 35.02 807.47 35.41 807.08 

RFW-21 832.65 102 23.49 809.16 22.74 809.91 23.21 809.44 

PH-7 805.94 89 32.66 773.28 31.62 774.32 31.62 774.32 

P11-9 814.94 98 40.30 774.64 38.89 776.05 38.77 776.17 

PH-11 820.68 78 44.73 775.95 45.11 775.57 45.26 775.42 

PH-12 828.35 87 . 46.36 . 781.99 48.71 779.64 48.17 780.18 

B-3 803.02 83 NA NA NA NA NA NA 

Amoco 842.29 NA NA NA NA NA NA NA 

Hamp. Town #22 804.96 NA 31.12 773.84 26.53 778.43 28.79 776.17 

Pembroke #1 NA NA NA NA NA NA NA NA 

Pembroke #2 NA NA NA NA NA NA NA NA 

N. Houcks. Rd. NA NA 9.08 NA 8.98 NA 9.13 NA 

E. Century St. NA NA 14.95 NA 19.56 NA 20.25 NA

Lwr. Beckleys. Rd. NA NA 55.89 NA 53.86 NA 56.17 NA

NA - Not Available/Not Accessible
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Table 2-3
Effluent Characteristics Summary - 1st Quarter 2007

Black & Decker
Hampstead, Maryland

• '''' '

• • • •• • • • •

001 FLOW average
maximum

1,1,1-Trichloroethane
Tetrachloroethylene
Trichloroethylene
Total Residual Chlorine
Oil & Grease maximum

quarterly average
pH minimum

maximum
BOD
TSS maximum

quarterly average

101
(Monitoring

Point)

FLOW average
maximum

Fecal Coliform

201
(Monitoring

Point)

FLOW average
maximum

1,1,1-Trichloroethane
Tetrachloroethylene
Trichloroethylene

DMR - Discharge Monitoring Report

NA - Not Applicable

NR - Not Reported
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Units •  Permit
Limits

MGD NA
MGD NA
ughI 5
ugh1 5
ugh1 5
mg/1 <0.1
mg/1 15
mg/1 10
STD 6.0
STD 8.5
mg/I 15
mg/1 30
mg/1 20

MGD NA
MGD NA

MPN/100m1 200

MGD NA
MGD NA
ug/1 NA
ugh1 NA
ugh1 NA

21107r
'February

2007

0.113 0.132 0.317
0.132 0.302 0.693
< 1 < 1 < 1

< 1 < 1 < 1
< 1 < 1 < 1
<0.1 <0.1 <0.1
<5 <5 <5
NR NR <5
6.00 6.00 6.40
6.90 6.90 7.10
<2 3.0 4.0
<4 <4 17.0
NR NR 17.0

ND ND 0.037
ND ND 0.333
ND ND 1.0

0.209 NR 0.250
0.368 NR 0.693
< 1 NR < 1
< 1 NR < 1
< 1 NR < 1
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Summary of Groundwater Analytical Results - February 2007

Black & Decker
Hampstead, Maryland

:-:PARAMETER.. Units

EW,1 gw,2 ..EW40 .

Chloromethane ug/L NS 1 U 'U 'U 'U U 1U 1 U 'U 'U 1 U

Bromomethane ug/L NS 'U 'U 'U 'U 1U 1 U 1 U 'U 'U 'U

Vinyl Chloride ug/L NS 'U 'U 'U 1 U 'U 'U 'U 'U 'U 'U

Chloroethane ug/L NS 1 U 1 U 'U 'U 1 U 'U 0 'U 'U 1 U

Methylene Chloride ug/L NS 1 U 1 U 1U 'U 'U 'U 'U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

1,1-Dichloroethene ug/L NS 'U 'U 'U 'U 'U 'U 1 U 'U 'U 'U

1,1-Dichloroethane ug/L NS 'U 1 U 'U 1 U 1 U 1U 1 U 'U 'U 1 U

1,2-Dichloroethene (total) ug/L NS 2.7 2 1 U 'U 1 U 7.2 23 1 1U 'U

Chloroform ug/L NS 1 U 1 U 1 U 'U 'U 1U 'U 'U 'U 'U

1,2-Dichloroethane ug/L NS 1 U 1 U 'U 'U 'U 'U 1U 1U 'U 1 U

2-Butanone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

1,1,1-Trichloroethane ug/L NS 'U 'U 1 U 1.6 1 U 'U 'U 'U 1U 'U

Carbon Tetrachloride ug/L NS 'U 'U 'U 'U 1 U 1 U 1 U 1U 1U 1 U

Bromodichloromethane ug/L NS 1 U 1 U 'U 'U 1U 'U 'U 'U 1 U 1U

1,2-Dichloropropane ug/L NS 'U 'U 'U 'U 'U 1U 1 U 1U 1 U 1U

cis-1,3-Dichloropropene ug/L NS 1 U 'U 1 U 'U 1 U 'U 1U 1U 1 U 1U

Trichloroethene ug/L NS 400 140 1100 190 9 5.6 12 1.5 1.3 1 U

Dibromochloromethane ug/L NS 'U 'U 1 U 'U 'U 'U 'U 'U 'U 1 U

1,1,2-Trichloroethane ug/L NS 'U 'U 'U 'U 1 U 1 U 'U 1U 1U 1 U

Benzene ug/L NS 1 U 1 U 'U 1U 'U 'U 'U 1U 1 U 1 U

Trans-1,3-Dichloropropene ug/L NS 1U 1U 1U 1U 1U 'U 'U 1 U 'U 'U

Bromoform ug/L NS 'U 1U 'U 1 U 'U 'U 'U 'U 'U 'U

4-Methyl-2-pentanone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

2-Hexanone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

Tetrachloroethene ug/L NS 59 4 20 9 17 11 83 180 150 3.7

1,1,2,2-Tetrachloroethane ug/L NS 1 U 1U 1U 'U 1U 1U 'U 1U 1U 1 U

Toluene ug/L NS 1U 1 U 1U 'U 1U 1 U 1U 'U 1U 'U

Chlorobenzene ug/L NS 1U 'U 1U 1U 1 U 'U 1U 'U 'U 1U

Ethylbenzene ug/L NS 'U 'U 1 U 1U 'U 'U 'U 1U 1U 1U

Styrene ug/L NS 1U 'U 1U 1U 1 U 'U 'U 1U 1U 1 U

Xylene (total) ug/L NS 'U 1U 'U 'U 1U 1 U 1 U 1U 1 U 1U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

= Indicates an estimated value.
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Summary of Groundwater Analytical Results - February 2007

Black & Decker
Hampstead, Maryland

Units
RFIV-1A .4FW-2A :121714144i RFIV4B RF:VV-4B

•..

.. • ,, • .
•••RFW•10. •  • 

Chloromethane ug/L 1U 'U 'U 1 U 'U 1U 1U 1U NS 1U .1U NS 1 U NS

Bromomethane ug/L 'U 1 U 'U 1 U 1 U 'U 1U 1 U NS 1U 1U NS 1U NS

Vinyl Chloride

Chloroethane

ug/L 'U 'U 1 U 'U 1 U 'U 'U 1 U NS 1 U 1U NS 1 U NS

ug/L 'U 'U 1U 'U 'U 1 U 1U 1 U NS 1U 'U NS 1U NS

Methylene Chloride ug/L 'U 1 U 1U 'U 'U 1 U 1U 1 U NS 1U 'U NS 'U NS

Acetone ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

Carbon Disulfide ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

1,1-Dichloroethene ug/L 'U 'U 'U 1 U 'U 'U 1U 1 U NS 1 U 'U NS 1.4 NS

1,1-Dichloroethane ug/L 'U 'U 'U 'U 1 U 1U 1 U 1U NS 1U 'U NS 1 U NS

1,2-Dichloroethene (total) ug/L 'U 'U 1 U 1 U 6.5 1 U 4 3.8 NS 1U 1U NS 13 NS

Chloroform ug/L 'U 1 U 'U 1U 'U 1 1.8 1.7 NS 1U 1U NS 1U NS

1,2-Dichloroethane ug/L 'U 1 U 'U 'U 1 U 1U 1U 1 U NS 1 U 1U NS 1 U NS

2-Butanone ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

1,1,1-Trichloroethane ug/L 'U 'U 'U 'U '1 U 'U 'U 1U NS 1U 'U NS 1.7 NS

Carbon Tetrachloride ug/L 'U 'U 'U 1 U 1U 1 U 'U 1U NS 'U 1U NS 'U NS

Bromodichloromethane ug/L 'U 1U 1 U 'U 1U 1U 'U 'U NS 1U 1U NS 'U NS

1,2-Dichloropropane ug/L 1 U 1 U 'U 1 U 1 U 1U 1U 'U NS 'U 1U NS 'U NS

cis-1,3-Dichloropropene ug/L 'U 1U 1 U 'U 'U 'U 1U 1 U NS 1U 'U NS 1U NS

Trichloroethene ug/L 'U 'U 1.3 1.4 1.2 32 48 48 NS 2.8 6.4 NS 19 NS

Dibromochloromethane ug/L 'U 1 U 'U 1 U 1U 1U 1 U 1U NS 'U 1 U NS 'U NS

1,1,2-Trichloroethane ug/L 1 U 'U 1 U 'U 'U 1U 1U 1 U NS 'U 1 U NS 1U NS

Benzene ug/L 1 U 'U 1 U 1U 1U 1 U 'U 1U NS 1U 1U NS 1 U NS

Trans-1,3-Dichloropropene ug/L 'U 1 U 1 U 'U 1U 'U 1 U 1U NS 1U 1U NS 'U NS

Bromoform ug/L 'U 1U 1 U 'U 1U 1U 'U 1 U NS 1U 'U NS 1 U NS

4-Methyl-2-pentanone

2-Hexanone

ug/L 5U 5U 5U 'U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

Tetrachloroethene ug/L 'U 1U 1U 1U 2.4 30 80 84 NS 2.7 'U NS 6.7 NS

1,1,2,2-Tetrachloroethane ug/L 1 U 'U 1 U 1U 1 U 1 U 1U 1U NS 1U 1U NS 'U NS

Toluene ug/L 1U I U 'U 1U 1 U 1 U 1U 1U NS 1U 'U NS 1 U NS

Chlorobenzene ug/L 1U 'U 1 U 'U 1U 'U 'U 'U NS 1 U 1U NS 'U NS

Ethylbenzene ug/L 1U 'U 'U 1U 1 U 'U 1U 'U NS 'U 'U NS 'U NS

Styrene ug/L 'U 'U 1 U 1U 1U 1U 1 U 1 U NS 1 U 'U NS 1 U NS

Xylene (total) ug/L 1U 'U 1U 'U 1U 1U 'U 'U NS 1 U 1 U NS 1U NS

Notes: DUP = Duplicate sample

NS = Not sampled

U = Compound was analyzed for but not de ected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Summary of Groundwater Analytical Results - February 2007

Black & Decker

Hampstead, Maryland

pARAK.Ft.mtstIn*:

  R.F.W111ARiy.01B,RFW.12131k1FW0
 " ::

(5):: 

:Rkly*,!RtIvr4T, Logter:::
iip..itoyii:

1.:,:01,sce;
Res #1

i :i L.eisi*i  
'..RWfiZ

Trip..
: .111tirik:::

:13:1FWV.2.0
:::: : 

iIt;Fw .zt
'

. .  
Town #22Town #2.3 

;::H::: : ::::::

H:tfq0::::: 

:::Bianle

  VSEfAi:000;ing*geii0thi4S24:Z 

Chloromethane ug/L NS 1 U 5 U I U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromomethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 5 U 1 U NS I U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroethane ug/L NS 1U 5U 1 U NS 1U 1U 1U NS 1U 1U 1 U 1U 1U 1U

Methylene Chloride ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Acetone ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U 20 19 19 21 10 U

Carbon Disulfide ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U NA NA NA NA NA

1,1-Dichloroethene ug/L NS 1 U 5 U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1-Dichloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total) ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 u"
Chloroform ug/L NS I U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone ug/L NS 5U 25U 5U NS 5U 5U 5U NS 5U 10 U 10 U 10 U 10 U 10 U

1,1,1-Trichloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromodichloromethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloropropane ug/L NS 1 U 5 U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis-1,3-Dichloropropene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trichloroethene ug/L NS 19 520 4.6 NS 1 U 1 U 1 U NS 1 U 0.5 J 0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 1..1 0.5 U

1,1,2-Trichloroethane ug/L NS 1 U 5 U I U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Benzene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans-1,3-Dichloropropene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromoform ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

4-Methyl-2-pentarione ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U

2-Hexanone ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U

Tetrachloroethene ug/L NS 1.5 44 22 NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2,2-Tetrachloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Toluene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlorobenzene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbenzene ug/L NS I U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Xylene (total) ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection and

Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.
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analytical data package is included in Appendix D.

As found in earlier sampling events at the Black & Decker facility, TCE and PCE were the

VOCs detected at the highest concentrations in the groundwater samples. The highest

concentration of TCE was detected in the groundwater samples collected from wells RFW-12B

and EW-4 and the highest concentration of PCE was detected in the groundwater sample

collected from well EW-9. The remainder of VOCs present were detected at levels below the

Federal Maximum Contaminant Levels (MCL).

\NSw: \CLIENT11\Industrial\Folders.A-F\B&D-Hampstead 2006-2007\07 Reports\1 st0_2007gwmr11 007GWMR doc

2-8



3. OPERATION AND MAINTENANCE OF THE TREATMENT SYSTEM

A summary of the maintenance activities which were undertaken with the extraction and

treatment system during the reporting period (January through March 2007) is provided in Table

3-1. This table is comprehensive in summarizing significant maintenance events or activities,

while not including those activities considered unworthy of note (such as replacement of light

bulbs, lubrication of moving parts as appropriate or other routine activities).
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ID
Table 3-1

Treatment System Maintenance Activities 1st Quarter 2007

Black & Decker

Hampstead, Maryland

Jan-07
Alarm at stripper, due to power outage. Power was restored, the system is back

online.

Mar-07
Electricity turned off to wells EW-1 through EW-5 to repair electrical

connections. Wells were off for a few hours. The wells are back online.

\\Nswcl \ CLIENT\ I \Industnal\Folders.A-F B&D-Hampstead 2006-2007 \ 07 Reports lsta_2007gwmAlq072-1.xls



4. RECOMMENDATIONS

For the reporting period of January through March 2007, the treatment system continued to

create a hydraulic boundary preventing off-site migration of groundwater. The extraction system

will continue to operate as currently configured to pump and treat contaminated groundwater.

Depth-to-water measurements will continue to be collected on a monthly basis in all site monitor

wells to construct a groundwater elevation contour map for the site. The groundwater elevation

contour map will be used to verify that the required area of groundwater capture is being

maintained. If necessary, pumping rates will be adjusted to maintain groundwater capture due to

seasonal fluctuations in groundwater elevations. The treatment system will also continue to

operate as currently configured, as data collected have proven that the treatment system is fully

effective in removing VOCs from the extracted groundwater.

N swc I ;CL IENT\ I \ Industrial Wolders.A-FIB&D-Hampstead 2006-2007107 ReportsVIstQ_2007gwmAl Q07GWMR doc

4-1



APPENDIX A
GROUNDWATER TREATMENT SYSTEM PUMPING RECORDS

(JANUARY- MARCH 2007)
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Justin Myers, ESS
Maryland Environmental Service

11111 111111 11111 MN NIB 1111.1 all 11111140111111

BTR CAPITAL GROUP
HAMPSTEAD, MARYLAND 21074

PROCESS LAKE OPERATING RECORD

January 2007
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)00( )00( >00( >03< XXX >00( )00( >90( >00( >X< )00( XXX >00( >00( >00( >00( XXX X)0( .. OUTFALL cool #001 pool cool cool coot coot coot 4101 #201 OUTFALL 4(201

1 mon cloudt 000 clear o none none 0% none none clear 0 204048

2 tue clear .000 clear 0 none none 0% none none

_

0 1150 clear 6 7 000 0 194667

3 wed clear 0.00 16.0 clear 57 000 107 o none none 0% none none 0 0980 clear 6 9 000 0 172624

4 thur clear 020 15.0 clear 58 000 11.0 0 none none 0% none none 0 0950 clear 6 7 000 0 166792

5 lri rain 000 150 clear 6 1 000 10 6 0 none none 0% none none 0 1080 clear 6 9 0.00 0.166793

6 sat dear 000 150 clear 000 0 none none 0% none none 0 1290 clear 000 <2 0 216870

7 sun clear 1 00 clear 000 0 none none 0% none none 0 1120 000 0 189858

8 mon rain 0 10 11 0 clear 6 0 000 103 0 none none 0% none none 0 1040 clear 69 000 0 178896

9 tue dear 0.00 100 clear 58 000 107 0 none none 0% none none 0 1210 clear 67 000 0 198633

10 wed clear 000 100 clear 6.0 000 104 0 none none 0% none none 0 1130 dear 67 000 <2 0 175301

11 thur dear 000 100 clear 59 000 11 0 o none none 1% none none 0 1100 clear 6 8 000 0 368185

12 In cloudy 000 100 clear 58 000 8 6 0 none none 0% none none 0 1180 clear 6.7 000 0.195158

• 13 sat cloudy 020 clear 000 o none none 0% none none 0 1080 000 0 180212

14 sun rain . 000 clear 0.00 o none • none 0% none none 0 1200 000 0 189875

15 mon cloudy 000 clear 0 00 0 none none 0% none none 0 1120 000 0 188303

16 tue cloudy 000 11 0 clear . 56 000 66 o none none • 0% none none 0 1120 clear 67 000 <5 <1 <2 <4 <2 <1 0 190863

17 wed ' clear 000 12 0 clear 6 0 000 77 o none none 0% none none 0 1060 clear 6 1 000 0 184104 _

18 thur cloudy 0 00 13 0 clear 58 0.00 11 0 0 none none 1% none none 0 1110 clear 6 7 000 0 220807_

19 In clear 000 130 clear 58 000 10.9 0 none none 0% none none 0 1250 clear 67 000 0 233674

20 sat clear 000 130 clear 0.00 0 none none 0% none none 0 1080 clear 0.00 • 0 221235

21 sun cloudy 0 10 14 0 clear 000 o none none 95% none none 0 1060 clear 000
1

0 234323

22 mon fog 000 140 clear 63 000 9.5 0 none none 80% none none 0 1170 clear 68 0.00 <2 0 191466

23 tue clear 000 14 0 clear 5 9 000 11 8 0 none none 10% none none 0 1180 clear 6 8 000
4.--

0 240116

24 wed cloudy 000 140 clear 6 7 000 107 o none none 1% none none 0 1080 clear 6 9 000 0 219536-

25 thur cloudy 000 140 clear 6.2 000 104 0 none none 0% none none 0 1090 clear 6 6 000 0 216536.

26 In clear 0.00 14.0 clear 59 000 11 5 0 none none 100% none none 0 1140 . clear 69 000 0 219000

27 sat cloudy 000 14 0 clear 000 o none none 100% none none 0 1110 clear 000 0 216000

28 sun cloudy 000 14 0 clear 0.00 0 none none 50% none none

,

0 1320

_

clear 000 0 263000

29 mon clear 000 140 clear 58 000 12 1 o none none 20% none none 0.1050 clear 60 000 <2 0 200000

30 tue dear 0.00 140 clear , 57 000 99 0 none none 100% none none 0 1160 clear 69 0.00 0 242000

31 wed clear 000 140 dear 58 000 120 o none none
—

80% none none 0 1160 . clear 67 000 0 205000 —

TOTAL 1 60 328 0 118 6 000 207 0 0 0 0 none none 6 38 none none 3 3770 clear 140 8 000 6 483875

AVG 005 131 dear 59 000 104 ##### 0 0 0.0 none none 02 none none 0 1126 clear 67 <0 1 <5 <1 <2 <5 <2 <1 0 209157



MARYLAND DEPARTM ENT or the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Operator Justin Myers, ESS Certification # 8406

rwsio# 106-0004 County: Carroll

Address: BTR CAPITAL GROUP, Hampstead, MD 21073

625 Hanover Pike, Hampstead, Carroll County, Maryland

Black & Decker WTP
Operated by

Maryland Environmental Service

mono) Februan/

Year: 2007

t:l NER V (DOMESTIC wATER) CHEMICAL M0N110ILING DISTRIBUTION RAW wATER
Date Day Weather Flew meter rending MGD

Total FOIR

pH

P.O E

Free

Cl2

Na2CO3

(lbs/day)

Na2CO3

(mg/I)
Na0CL

(ozs./day

Na0CL

(mg/I)

VOOS

(ppb)

Bacti

Pos/Neg

pH

su

TRC

mg/I

DISTRIBUTION

LOCATION

Operator

Initials

pH

su

TOTAL RAW

WATER WELL (mgd)

Comments

Thur Cloudy 0 0.0104 8.0 1.83 , 38.00 3.00 63.00 0.00 0.227546

2 Fri Cloudy 0 0.0074 8.1 1.70 35.00 4.00 63.00 0.00, 8.2 1.50 Eng Lab 0.223470

3 Sat Clear 0 0.0065 8.2 1.33 57.00 1.00 63.00 0.00 0.234062

4 Sun Clear 0 0.0082 8.2 1.42 56.00 3.00 63.00 0.00 _ 0.212676

5 Mon Clear 0 0.0166 8.1 1.31 53.00 5.00 63.00 0.00 8.3 _1.10 Loading Dock 0.226663

Tue Clear 0 0.0110 8.0 1.44 48.00 3.00 63.00 0.00 0.245736
_ _

_

7 Wed Clear 0 0.0085 8.0 1.28 45.00 3.00 63.00 0.00 8,3 0.90 Admin. 3rd Fl
. ..
0.203951

8 Thur Clear 0 0.0112 8.1 1.22 45.00 4.00 63.00 0.00
..

0.222479 

9 Fri Clear 0 0.0090 7.7 1.11 38.00 I 3.00 63.00 0.00 8.2 , 1.00 Eng Lab I 0.249090

10 Sat Clear 0 0.0054 8.0 1.23 35.00 2.00 63.00 0.00 0.219967

11 Sun 0 0.0078 8.0 1.34 33.00 3.00 63.00 0.00 0.223131

12 Mon

_Clear

Clear 0 0.0088 8.0 1.32 51.00 3.00 63.00 0.00 8.3 0.50 Admin. 3rd Fl 0.213967
_

_
13 Tue Snow 0 0.0069 8.0 1.37 48.00 2.00 63.00 0.00 0.209205

14 Wed Rain 0 0.0103 8.0 1.28 46.00 3.00 63.00 0.00 0.215010

15 Thur Cloudy 0 0.0097 7.8 1.31 43.00 3.00 63.00 0.00 8.0 1.10 Loading Dock 0.215499

16 Fri Clear 0 0.0068 7.9 1.13 40.00 3.00 63.00 0.00 7.6 1.20 Eng Lab 0.214841

17 Sat Clear 0 0.0061 8.0 1.22 37.00 2.00 63.00 0.00 0.214460

18 Sun Clear 0 0.0050 8.0 1.23 35.00 1.00_ 63.00 0.00 0.203100

19 Mon Clear 0 0.0119 8.0 1.26 34.00 4.00 63.00 0.00 0.245725

20 Tue Cloudy 0 0.0090 7.0 1.30 30.00 3.00 63.00 0.00 5.70 0.238131

21 Wed Clear 0 0.0091 7.9 1.06 27.00 3.00 63.00 0.00 8.0 0.70 Admin 3rd Fl 0.213333

22 Thur Cloudy 0 0.0082 6.7 1.18 24.00 4.00 63.00 0.00 0.205450

23 Fri Clear 0 0.0107 8.4 1.66 62.00 3.00 63.00 0.00 6.9 1.40 Loading Dock 0.246122

24 Sat Clear 0 0.0050 7.9 1.41 59.00 2.00 63.00 0.00 0.198278

-)25 Sun Snow 0 0.0069 7.8 1.37 57.00 3.00 63.00 0.00 , - 0.235133

26 Mon Cloudy 0 0.0092 7.7 1.42 54.00 2.00 63.00 0.00 0.218022

27 Tue Clear 0 0.0094 8.0 1.46 52.00 3.00 63.00 0.00 8.3 1.30 Admin 1st Fl 0.221331

28 Wed

_

Clear 0 0.0101 6.6 1.53 49.00 3.00 63.00 0.00 6.1 1.20 Eng Lab 0.220182

29

30  ._
31

Total 0.2451 220.1 37.72 1231.0 81.00 1764.0 0.00 0.0 0.0 86 12 6.216560

Average 0.0088 7.86 1.35 43.96 2.89 63.00 0.00 0.0 0.0 7.84 1.08 0.222020

Minimum 0.0050 6.60 1.06 24.00 1.00 63.00 0.00 0.0 0.0 6.10 0.50 0.198278

Maximum 0.0166 8.40 1.83 62.00 5.00 63.00 0.30 0.0 0.0 8.30 1.50 0.249090

11111 NM NMI 11111 11111 MN IIP Ell NIB 111111 - IMO Ell NMI 11111114411111 SIM
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MARYLAND DEPARTMENT 01 the ENVIRONMENT, WATER MANAGEMENT ADM1N1STRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Operator Justin Myers, ESS Certification # 8406

PWSID /4 106-0004 County: Carroll

Address: BTR CAPITAL GROUP, Hampstead, MD 21073

625 Hanover Pike, Hampstead, Carroll County, Maryland

Black & Decker WTP
(Aerated by

Ma; viand Environmental Service

Month: March

Year: 2007

.:1 NEBAi (00m P:STIC wATF.P.) CIIENDCAL MONITORING DISTRIBUTION RAW WX1'ER

Date Day Weather pi,,,iiii.,,,,,ii:ig

o

MGD

Total FQIR

pH.

P.O.E

Free

Cl2

Na2003

(lbs/day)

Na2CO3

(mg/I)

Na0CL

(ozs./day'

Na0CL

(mg/I)

VOC'S

(ppb)

Bacti

Pos/Neg

pH

su

TRC

mg/I

DISTRIBUTION

LOCATION

Operator

Initials

pH

su

TOTAL RAW

WATER WELL (mgd)

Comments

1 Thur Clear 0 0.0109 6.7 1.62 46.00 3.00 63.00 0.00 0.234323

2 Fri Clear 0 0.0084 7.0 1.51 43.00 2.00 63.00 0.00 6.9 1.30 Loading Dock 0.231392

3 Sat Clear 0 0.0052 6.9 1.53 41.00 3.00 63.00 0.00 0.224029

4 Sun Clear 0 0.0086 6.8 1.45 38.00 3,00 63.00 0.00 0.223079

5 Mon Clear 0 0.0108 6.7 0.92 35.00 3.00 63.00 0.00 6.3 1.10 3rd Floor Admin 0.213631

.! 6 Tue Clear 0 0.0117 6.7 1.16 32.00 4.00 63.00 0.00 '0.205631

I 7 Wed Snow 0 0.0099 7.0 1.52 28.00 3.00 63.00 0.00 6.7 , 1.40 Eng Lab 0.228745

8
I

Thur 1 Clear 0 0.0090 7.0 1.25 25.00 1.00 63.00 0.00 0.2161.83

I 9 Fri Clear 0 0.0100 7.3 1.09 45.00 2.00 63.00 0.00 6.8 1.00 Loading Dock 5.40 0.244097

10 Sat Clear 0 0.0050 7.4 1.00 43.00 1.00 63.00 0.00 0.205466

11 Sun Clear 0 0.0083 7.2 0.84 42.00 3.00 63.00 0.00 0.217352

12 Mon Clear 0 0.0089 8.0 1.13 39.00 3.00 63.00 0.00 7.0 1.00 1st Floor Admin 0.223235

13 Tue Cloudy 0 0.0106 7.7 1.01 36.00 4.00 63.00 0.00 0.223359

14 Wed Clear 0 0.0132 7.3 1.03 32.00 4.00 63.00 0.00 6.9 0.90 Eng Lab 5.30 0.223359

15 Thur Cloudy 0 0.0236 7.6 1.03 28.00 7.00 63.00 0.00 0.200058

16 Fri Rain 0 0.0307 7.4 1.01 21.00 3.00 63.00 0.00 6.7 0.90 Loading Dock 0.232652

17 Sat Clear 0 0.0201 7.4 18.00 6.00 63.00 0.00 0.206511

18 Sun Clear 0 0.0271 7.2 12.00 3.00 63.00 0.00 0.243798

19 Mon Clear 0 0.0051 6.7 0.80 9.00 1.00 63.00 0.00 6.6 0.40 3rd Floor Admin 0.206095

20 Tue_ Clear 0 0.0079 6.8 1.00 28.00 2.00 63.00 0.00 0.236982

21 VVed ICIoudy 0 0.0053 8.9 1.90 26.00 1.00 63.00 0.00 7.4 1.30 Eng Lab 0.197121

22 Thur Clear 0 0.0080 8.5 2.06 25.00 3.00 63.00 0.00 0.233584

23 Fri Rain 0 0.0028 8.4 1.68 42.00 1.00 63.00 0.00 7.7 1.30 Loading Dock 5.00 0.228276

24 Sat Rain 0 0.0043 7.9 1.80 41.00 1.00 63.00 0.00 0.211359

25 Sun Clear 0 0.0055 8.5 1.72 40.00 1.00 63.00 0.00 0.234882

26 Mon Cloudy 0 0.0050 8.7 1.73 39.00 2.00 - 63.00 0.00 7.7 1.50 Loading Dock 0.211553

27 Tue Cloudy 0 0.0053 8.2 1.67 37.00 1.00 63.00 0.00 . 0.209607

28 Wed Cloudy 0 0.0079 8.5 1.91 36.00 3.00 63.00 0.00 7.8 1.60 1st Floor Admin 5.00 0.227873

29 Thur Clear 0.0055 8.5 1.76 33.00 2.00 63.00 0.00 0.212542

, 30 Fri Clear 0.0051 8.5 1.91 31.00 1.00 63.00 0.00 8.0 1.70 Eng Lab 0.229466
l'--31 Sat..__ Cloudy 0.0027 7.4 1.62 50.00 1.00 63.00 0.00 0.219031

• Total 0.3024 234.8 40.66 1041.0 78.00 1953.0 0.00 0.0 0.0 93 15 • 6.855271

Average 0.0098 7.57 1.40 33.58 2.52 63.00 0.00 0.0 0.0 7.12 1.18 0.221138 

0.197121Mimi-num 0.0027 6.70 0.80 j9.00 1.00 63.00 0.00 0.0 0.0 6.30 0.40
Maximum 0.0307 8.90 2.06 50.00 7.00 63.00 0.00 0.0 0.0 8.00 1.70 0.244097



APPENDIX B •
DISCHARGE MONITORING REPORTS

(JANUARY - MARCH 2007)



• PERMITTE(Includea
Facility Naine/L different)

• NAME AG/ ampstead, Inc

INN NMI INN IIIIIII

ADDRESS 626 Hanover Pike

Hampstead, MD 21074
I FACILITY Black and Decker WWTP
LOCATION 626 Hanover Pike

NM POW
DISCHARS
( 2-16 )

MD0001881
PERMIT NUMBER

FROM

m) 
tateinharrIrmit

NITORING REPORT (at 
inneriHAALATicailm(Nimit

( 17-19 ) 02-DP-0022

001
DISCHARGE NUMBER

MONITORING PERIOD
YEAR MO DAY

07 01 01 TO

YEAR MO DAY

07 01 31 
6-27 28-29 30-31

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98

*** NO DISCHARGE ***

NOTE: Read instructions before completing this form.
,...,

PARAMETER

( 32-37 )
EX

( 3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

( 4 Card Only) QUANTITY OR CONCENTRATION

( 38-45 ) ( 46-53 ) ( 54-61 )
NO

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

BOO, 5-DAY
(20 DEG. C)

00310 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT ****** ****** ****** ****** 0 ( 19) 0

ONE/

MONTH
GRAB

• IvioNfH• si GRAB. -,-.4.64411'M...****,tclur • ****** :
. ..44V''. I _

15
t ,a*.liat. , MG/L

4.1°- PEnittIrt" .
REQUIREMENT -4,44av. .0

„AV' ;,..
. 
*;t4.**.A.4. -

rcr
**.*** *•-•

-

****

pH

00400 1 0 0tiF

EFFLUENT GROSS VALUE

SAMPLE

MEASUREMENT ****** ****** 6.0 ****** 6.9 ( 12) 0
TVVO/
WEE K

GRAB

1.z.7.-4,,,ox---,
' '4 /' WEEK 7 . GRAB•

? MV .•:...... !,,,,,,i
•ci

-
r

8.5 -;•L-.
- ' • . SU

.!.$
.. PERMIT

. REQUIREMENT
,549aw

J.

• - .t:
.

.*'itrl**.**
' '‘,1 ;

****

SOLIDS, TOTAL
SUSPENDED
00530 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ****** ****** 0 0 ( 19) 0

ONE/

MONTH
GRAB

. ,-

ONE/

M°14.111
GRAB .

i.*****%f,.

,a. .30::.tt•. .
..'. ,2, , '••• l' MG/L

•
PERMIT

REQUIREMENT

,Yr
****** •-

-

....2!:-. . •
• *:*lt** .
'14giti ..

****

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

SAMPLE

MEASUREMENT 112567. 132000 ( 07) ****** ****** ****** 0
MEASURED RECORD

• ;,.
mEAsT9E
.,..f.010,w

ElEctwo
. .******c. ******- , it,

.-

. tw......t,i,1
******

;,...,_

****._ .

:'it.: PERMIT0

:411.E.QUIREMEQ:.
' REPORT .1,.

A
REPZAT .

L 
, .... GPD

CHLORINE, TOTAL
RESIDUAL
50060 1 00 .
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ****** ****** <0.1 <0.1 ( 19) 0
ONE/
MONTH

GRAB

:

9,1c,.,i' -1  ,,,. 4 g•
MONTHb4

' 1
GRAB:

. •

-'1•44.44. -****- _.
7—,.0-11

:

.d.019
v 
. '

MG/L
'PEF1MIT ,11.

% REQUIREMENT
d •.:ri

'7
******

-...,!:

,******' ; ****

TETRACHLOROETHYLENE

34475 1 0 0
EFFLUENT GROSS VALUE

SAMPLE

MEASUREMENT ****** ****** ****** ****** 0 0
ONE/ 
MONTH

GRAB

iitol
ONE!i 4 ik, :,AA,;12,.:1

-1,:.

40Pr.

GRAB •
,.

,'I",•******.

-.

******
.

'

•  ug/I
-,J.,SIAMILIT -•

...1.,.. REQUIREMENTam,

 ,

**VC* ".

•
r*****- '

.,

****

1,1,1-TRICHLOROETHANE

34506 1 0 0
EFFLUENT GROSS VALUE

SAMPLE

MEASUREMENT ****** ****** ****** ****** 0 0

ONE/

MONTH
GRAB

'14.1:-. ONE/ -
MONTH • t,._

GRAB --.
Aret
WO'

, :******* i ******. ,
at:137•7•I'.

ugh I
.asT

PERMIT

REdiaREMENT

• •

6-- * .A' .i.

'

' ****** . ' -

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify tinder penalty of law that this document and all attachments were prepared
under my mrectIon or supervision In accordance with a system designed to assure
that qualified personnel properly gamer and evaluate Me information submitted
Based on my inquiry of the person or persons wile manage the system, or those

persons  directly responsible for gatnenng the Information, the information submitted

is, to the best of my knowtedge and belief, we, accurate, and complete. lam aware

that there are significant penalties for submitting false information, including the

possibility of line and Impnsonment lor knowing violations

i

iJim
•••
ililk -

TELEPHONE D AT E

410 729-8350 07 03 01

Harkins, Director MES

SIGNATURE OF PHI 91PAL EXECUTIVE
OR AUTHORIZED AGENT

AREA
CODE

NUMBER YEAR MO DAYTYPED OR PRINTEDOFFICER

. COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments here )

EPA Form 3320-1 (Rev. 8-95) PAGE 1 OF 2



PERMITTEE NAME/ADDRESS (htclade NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
Facility Nanie/Location if difkrent) DISCHARGE MONITORING REPORT ( OMR) 

State Discharge Permit
NAME AG/GFI Hampstead, Inc (2.16) ( 17-19 ) 02-DP-0022

ADDRESS 626 Hanover Pike MD0001881 001 Form Approved. 12345

PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074 Approval expires 05-31-98
MONITORING PERIOD

I FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 01 01 07 01 31 *** NO DISCHARGE ***

ATTN ( 20-21 ) ( 22-23 ) ( 24-25 ) ( 26-27 ) ( 28-29 ) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER '

( 32-37 )

( 3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

( 4 Card Only)
( 38-45 )

QUANTITY OR CONCENTRATION
( 46-53 ) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

TRICHLOROETHENE

79141 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** ****** 0

ugh

0
ONE/

MONTH
GRAB

, 1;FERMIT
igtouIREmEN,T,

• -gth

„
• - :m.____ -

witir* g w w

itift- ; or-•
******7-,e,' f. . '

•*‘• ..Z Tali ••

..,x6r-•%- •
•;4******
(1,;.• •

,
•

- ******
l.•

• .
' -

.:-•11.::. •.
ONE/ '

MONTH ,. GRAB I 1

OIL AND GREASE
TOTAL RECOVERABLE
70030 1 0 0
EFFLUENT GROSS VALUE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I cenify under penalty of law that this document and all attachments were prepared
under my direction or supervision in accordance with a system designed to assure
that quashed personnel property gather and evaluate Be information submined
Based on my inquiry ol the person or persons who manage the system, Or those
persons dreclly responsible for gathering the intormation, the intormatton submitted
is, to the best of my knowledge and belief, true, accurate, and complete I am aware
that there are significant penalties for submitting false information, including Be
possibility of line and impnsonment lor knowing violations.

1 
i 11o

TELEPHONE DATE

Jim Harkins, Director MES

410

.

729-8350 07 03 01
et*

SIGNATURE OF • R NCIPAL EXECUTIVE

OFFICER OR A e THORIZED AGENTTYPED OR PRINTED AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments Inure)

EPA Form 3320-1 (Rev. 8-95) PAGE 2 OF 2
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11111 MITT (Incl Jail
Facility Name/ (I-different)

11111 Mill NMI 111111p01110.1111/.11111111Em
DISCHAR NITORING REPORT (DM a 

11.111111111

: NAME AG ampstead, Inc 2-16) (17-19) 02-DP-0022

ADDRESS 626 Hanover Pike MD0001881 101 Form Approved. 12345

PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074
Approval expires 05-31-98

MONITORING PERIOD
I FACILITY Black and Decker WWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 01 01 TO 07 01 31 *** NO DISCHARGE .**
ATTN ( 20-21 ) ( 22-23) ( 24-25 ) 26-27) ( 28-29 ) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER

( 32-37)

(3 Card Only) QUANTITY OR LOADING
( 46-53 ) ( 54-61 )

(4 Card Only) QUANTITY OR CONCENTRATION

( 38-45 ) ( 46-53 ) ( 54-61 ) NO
EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE

TYPE

( 69-70)AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0

EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT
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'REQUIREMENT
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I cenify under penally of law that this document and all anachments were prepared

under my direction or supervision in accordance with a system designed to assure

that qualified personnel properly gather and evaluate the Information submitted

Based on my inquiry cd the person or persons who manage the system, or those

persons directly responsible for gathenng the information. the information submitted

Sr to the best of my knowledge and belief, true, accurate, and complete lam aware

that there are significant penalues for submitting false inlormahon, including the

possibility of line and imprisonment for knowing violations

c
TELEPHONE DATE

410 729-8350 07 02
•
28

Jim Harkins, Director MES (..--wi----
/

SIGNATUR, • F.PRINCIPA EXECUTIVE

•4 • AUTHORIZ: • AGENT AREA
CODE

NUMBER YEAR MO DAY
TYPED OR PRINTEDOFFI

. COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all nnachments here)

NO DISCHARGE!

Process samples for fecal coliform were collected from the standing water in the pond. Five samples were collected and all results were <2 and ar
e reported on the MOR.

EPA Form 3320-1 (Rev. 8-95) PAGE 1 OF 1



PERM1TTEE NAME/ADDISS..(Include
Facilily Naine/Lncalion if different)

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR) 

State Discharge Permit

: NAME AG/GFI Hampstead, Inc ( 2.16 ) (17-19) 02-DP-0022

ADDRESS 626 Hanover Pike MD0001881 201 Form Approved. 12345

PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074 Approval expires 05-31-98
MONITORING PERIOD

I FACILITY Black and Decker WWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 01 01 TO 07 01 31 *** NO DISCHARGE ***

ATTN• (20-21) (22-23) ( 24-25 ) ( 26-27 ) ( 28-29 ) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER
( 32-37 )

( 3 Card Only ) QUANTITY OR LOADING
( 46-53 ) ( 54-61 )

( 4 Card Only) QUANTITY
( 38-45 )

OR CONCENTRATION
( 46-53 ) ( 54-61 ) NO

EX
(62-63)

FREQUENCY
OF

ANALYSIS
( 64-68 )

SAMPLE
TYPE
( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I cerufy under penalty of law that this document and all attachments were prepared
under my direction or supervision in accordance with a system designed to assure

that quaked personnel properly gather and evaluate the information submitted
Based on my inquiry ot the person or persOns who manage the system, or those

persons threcey responsible for gathenng the information, the information Submitted
is, to the best of my knovAedge and belief, true, accurate, and complete I am aware
that there are significant penalties for submitting false information, including the
possitality of fine and imprisonment tor knowing violations

Pe

(. TELEPHONE D A T E

Jim Harkins, Director MES

410 729-8350 07 02 28SIGNAT • PRINCIPA EXECUTIVE
OFFISE- 'R AUTHORIZ D AGENTTYPED OR PRINTED AREA

CODE NUMBER YEAR MO DAY

. COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments harry)

EPA1-orm 3320-1 (R 8-951thisi PAGE 1 OF 1



GNI 1111114r11 1111 111111 INN MI NM -

PERMITTEE NAM SS (laclade
Facility Name/Loc dttleren()
NAME AG/G ampstead, Inc

ADDRESS 626 Hanover Pike

NATIONAL POLUTA
IN

ARGE ELIMINATION SYSTEM (NPDES)
11111 111111 11111 MIN 1111114111111 1111

State Discharge Permit
DISCHARG ITORING REPORT (DMR)

( 17-19 ) 02-DP-0022

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98
Hampstead, MD 21074 MONITORING PERIOD

expires

FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 02 01 07 02 28 *** NO DISCHARGE ***

ATTN ( 20-2) ) ( 22-23 ) ( 24-25) ( 26-27 ) ( 28-29 ) 30-31 NOTE: Read instructions before completing this form.

PARAMETER

( 32-37 )

1 3 Card Only I QUANTITY OR LOADING
( 46-53 ) (54-6! )

( 4 Card Only ) QUANTITY OR CONCENTRATION

( 38-45) ( 46-53 ) ( 54-61 )
NO
EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXI MUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

BOD, 5-DAYSAMPLE
(20 DEG. C)
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EFFLUENT GROSS VALUE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certtly under penalty of law that this document and all attachments weie prepared

under my direction or supervision in accordance with a system designed to assure

that qualthee personnel piopthly gather and evaluate the inlounation sultrthited

Based on iny inquiry of the person or poisons who manage the system, or those

persons directly responsible ler gathering the Information, the informahon submitted

is, lo the best Si my knomedge and belief. hue, accurate, and complete law aware

that diem are stgnificent penalties Mr sulunnung false information. Including ere

PossIbtlity 01 line and enthisonment for knowing tholations

TELEPHONE • DATE

Jim Harkins, Director IIIIES

410 729-8350 07 03 23
SIGNAT ..RE F PRINCIr

OFF E' OR AUTHOrIZED

AL EXECUTIVE

AGENT
TYPED OR PRINTED

AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( RekterIce all allachwhals hoe )

IPA Form 3320-1 (Rev 8-95)
PAGE 1 OF 2



ERMITTEE NAME/ADDRESS (Maude
Yariiily Name/Location if ddrereiti)

\IAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE

DISCHARGE MONITORING
(2-16)

ELIMINATION SYSTEM (NPDES)

REPORT ( OMR
( 17-19 )

State Discharge Permit

02-DP-0022

\DDREss 626 Hanover Pike MD0001881 001 Form Approved. 12345

PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074
Approval expires 05-31-98

MONITORING PERIOD

ACILITY Black and Decker WWTP YEAR MO DAY YEAR MO DAY

_OCATION 626 Hanover Pike
FROM 07 02 01 TO 07 02 28 *** NO DISCHARGE ***

4TTN ( 20-21 ) ( 22-23 ) ( 24-25 ) ( 26-27 ) (28-29) (30-30 NOTE: Read instructions before completing this form.

PARAMETER

( 32-37 )

( 3 Caryl Only) QUANTITY OR LOADING
( 46-53 ) ( 54-6/ )

( 4 Card Orr/y) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46-53 ) ( 54-61 ) NO

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICERTELEP
HONEI c y under penallyrtifnd of law that this document and all attachments were prepared

under my direction or supervision in accordance with a system designed to assure

that qualified personnel properly gather and evaluate the information Submitted

Based on iny inquiry of the person or persons who manage the system. or those

persons directly responsible or gathering the mlormation, the information submitted

is. to the best at my knowtedge and belief, true, accurate, and complete lam aware

that more me signilicant penalties lor submitting false information, including tie

possibility of fine and imprisonment for knowing violations

/j----..-----

DATE

Jim Harkins, Director MES
--

410 729-8350 07 03 23SIGN URE 0 INCIP

0 AUTHOR!

EXECUTIVE

D AGENTTYPED OR PRINTED-FICER
AREA
CODE

NUMBER YEAR MO DAY

"COMMENT AND EXPLANATION OF ANY VIOLATIONS( Rde/ owe all anachmenh here

.EI-'A Form 3320-1 (Re )lik

MS NMI INN 11111 MIN 1.111 En 111111

PAGE 2 OF 2'
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MIN MN Mil MEI NM Mil Ell MIN
PERMITTEE NAME/ S (Include
FncIluv Ala111e11.000 lIfferent)
NAME AG/CF ampstead, Inc
ADDRESS 626 Hanover Pike

Hampstead, MD 21074
FACILITY Black and Decker WWTP
LOCATION 626 Hanover Pike

NATIONAL POLUTA

DISCHARG
( 2-16 )

pID0001881 
PERMIT NUMBER

FROM

ARGE ELIMINATION SYSTEM (NPDES) •State Discharge Permit
GNI IIIIII IMO MB IMO ill 111111140111111

TORING REPORT ( DM)
( 17.19 ) 02-DP-0022

101
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98
PERIOD

TO

YEAR MO DAY

07 02 28 *** NO DISCHARGE ***

26-27 28-29 30-31 NOTE: Read instructions before completing this form.

MONITORING
YEAR MO DAY

07 02 01 
.(24-25 

/11 II•1

PARAMETER

( 32-37 )

( 3 Card On)y) QUANTITY OR LOADING
( 46-53 ) 1 54-61 )

( 4 Card Only)
( 38-.45 )

QUANTITY OR CONCENTRATION
( 46-53 ) ( 54-61 ) NO.

EX

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS (62•63)

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0•

EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 0 0

( 07)

GPO

****** ****** ******
****—

0
ONE/

MONTH
GRAB

'TEFin;i1Y. •-•
.•-Agiiiii6E1,041-,'!-,..

• REPOR.
- •-•,#*- • ..s ..

-'•:REPOIRT -

:. ,;:•5!••.:r.;

, . s• 7'vys.-. .
.•.-*****.*•
:.:,!..:.,1 ':. c

"
• *****. , 

-

-0 ' -..",7-

..
k 

•....,ik*** • i,, - •••
‘

, .0NEPZ0.;-•:"-.:,'„

MONTH

• •• ..•'
GRAB

COLIFORM, FECAL
GENERAL
74055 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** ****** ( 30) 0
TWO/

WEEK
GRAB

"1-;=•,!:-

• •. REQUIREMENT. • ****** ' •
•

•:!:,.:7,,,,..:5..-:.:-,...
''' It4474c., # •.s. .-

• ".': .3.••::•iL..;,,',:z. '

-
:*:**:*4,* -• . ..******-

.
- ,, . , " ..

- • ••• •

..,-..
. rMPN., -
• : .,

Y':'•I

TWO/ • 
••:; •

WEEK:'" ••,f

r„,...: • ' '

...
6FIAB,.. --,...i

•• I • •

". vL,•'4, '

SAMPLE
MEASUREMENT

• •'.';AE.4)diFt'Emit•Al . .. ' •
--' ..' - •

-„
•kt "... ”
' ,. -:

'• .- -

•

';,- --

.

.. .' s '..;
.,_ - .•

...c.

--
'''''.

s.

.
-,V '

.:

SAMPLE
MEASUREMENT •

.1 :PERMIT, -.
--,..;;RgouIREMENToo
...,,,,,,•:.: :97,..,•=:•-•/11,

't-r.x.,.,
(;(r,97 ..• •-• :',) ; '

•-i:::172': -
4P - '• '

)('•:

.. 7
S' ,

• • -

' )),:. ., .. ,i :,•)

, :I

''..,... ''''''' .,.

••:=4. . /

'
k: '

SAMPLE
MEASUREMENT

•.!;;;;;vr.,E.F.1•4TY'Z'fat
' REQUIREMENT ,

i• - 
,„,
.•

- • s:.z....,..:- -. 
X 

.,..
. •,

.i.r....4ez.,;.,

''

' ---------------------------,...-,,

ti - . •>.
" ! 1't

...,

• -

r : ' Vg:
' z! 'C.
.

. - - .
1 . -

.::

•

SAMPLE
MEASUREMENT

• REQUIREMENT .. :?•-:.a

• •,s ,
):,•••• • z

(.... S.,
, If. '
• :.i. + ''S

•
:

4 ''. '''
' 1 '.;•

, -

= :=. t..Z.:s

SAMPLE
MEASUREMENT

: :',.. wS, .4.-.. . •:''• ' -
PERMIT
' REQUIREMENT,' •:=.•

 :z

.-• ' •,
, ,,..

--------------,
,,

. • •

,

'. :s , — •7. 
•

. ,

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certsly under penalty ol law that this documenl and all attachments were prepared

under my direction or supervision in accordance 'oath a system designed to assure

Inat qualified personnel properly gather and evaluate the informabon submitted

Based on my inquiry of the person or persons who manage the system, Or those

persons directly responsible for gathering lye information. the info:matron suUrnitted

Is, to the hest al iny knowledge and belief. true. accurate. and complete I am aware

that there are signilicant penalties 101 submitting lalse information, including the

possibility al fine and uncinsonment for knomng violabons

/

TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350 07 03 23

4,............,

SIGNATU 0 RINCIPAL E ECUTIVE

OM w R 0 UTHORIZED GENTTYPED OR PRINTED
AREA
GODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( !?a-ft-rettt't tII onttrluttetth (une )

NO DISCHARGE!
Process samples for fecal coliform were collected from the standing water in the pond. All samples results were <2 and are reported on the MOR.

PA Form 3320-1 ( ev. 8-95) PAGE 1 OF



PERMITTEE NAMEJADDRESS finclude
Facility. Name/Location if &Pleat)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT ( ADAIR ) State Discharge Permit

(2-16) ( 17-19 ) 02-DP-0022
MD0001881_

PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345
OMB No. 2040-0004.

Hampstead, MD 21074 MONITORING PERIOD Approval expires 05-31-98
'FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 03 01 TO 07 03 31 *** NO DISCHARGE ***
ATTN: (20-21) (22-23) (24-25) (26-27) ( 28-29) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER
"..

(3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

(4 Card Only) QUANTITY OR CONCENTRATION
( 38.45 ) (46-53) ( 54-61 ) NO.

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

(69-70)

( 32-37 )
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

EX

(62-63)

BOD, 5-DAY
(20 DEG. C)

SAMPLE
MEASUREMENT

****** ****** ****** ****** 4
( 19) 0

ONE/

MONTH
GRAB

00310 1 0 0
EFFLUENT GROSS VALUE

ille'finfinI,A434
& REQUIREMENT

..r.

—
.'****** ...„..

'...-4.I.X!'''

. ****,,,,4-
**** ..i...... •ih'••••;*****.*''

„ .....

'

******
•

15 ,.
.  MG/L

ONE!

MONTH
GRAB

pH SAMPLE
MEASUREMENT

****** ****** 6.4 ****** 7.1
( 12) 0

TWO/

WEEK
GRAB

00400 1 0 0
EFFLUENT GROSS VALUE

- ie. dirfIT
'REQUIREMENT
4 ,,

,rw . 4.m.

r 
.
*****Iii: 71%

r.t.-•

****** ' 1
.. - , If '

:

**** 6.0 . -*.***** 13.:.5' '" •-.. ,
SU

TWO/ 
.

WEEK; ,•••:, :„ .•

. • •
GRAB ,•

'

SOLIDS, TOTAL
SUSPENDED

SAMPLE
MEASUREMENT

****** ****** ****** 1717
( 19) 0

ONE/

MONTH
GRAB

00530 1 0 0
EFFLUENT GROSS VALUE

i';,E1 PERMIT l'P1. .• / •.. REQ.UIREMENT
V.A.'

"A****** ' •
. . •

'i., ****i* .:
_,

**** ' ....•'':
******' '. •

.
20-1

.'•• • 
30

MG/L

.:'
„Ai%

ONE/ ' •
, . GRAB . • •

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT

SAMPLE
MEASUREMENT 317452 693000

( 07) ****** ****** ****** u
MEASUREDMNIH RECORD

50050 1 0 0
EFFLUENT GROSS VALUE

PERMIT
: REQUIREMENT •

...II', .• : git.52k,'•

. REPORT
. ...;,...

'EPORT ril
'1•5';

GPD
,

-
.****** 

•tr,,r

. . .

Fv, . :!, .
****** '

TA11,4,;.'
****** IP

• :': MEASURED'*.RECORD

CHLORINE, TOTAL
RESIDUAL

SAMPLE
MEASUREMENT

****** ****** ****** <0.1 <0.1
( 19) 0

ONE/

MONTH
GRAB

50060 1 0 0
EFFLUENT GROSS VALUE

OM
)3 LPEMIT
:i,FryIREMENT •&****** _It

ii .
..'******u•

,

****
r '1"''-':1/. •****** •• ' 4

..,

@Vol ' '3' ., ''. I 0.0..19

MG/L ,,,• 

% ONE/ , . • I. - 7,,,
GRA BIMON 4TH

r-

TETRACHLOROETHYLENE SAMPLE
MEASUREMENT 

****** ****** ****** ****** 0 0
ONE/

MONTH
GRAB

34475 1 0 0
EFFLUENT GROSS VALUE

• ,g.,• PERMIT
iEtTITEMENT ***#7*

• "VirOk •
•  

.•
- 

''•
.*
`'
*****

**** *- 

***** 
' 

p.
:

*
.”,y
*
÷
;

,
•1

,,
*4 

..*', „A
*•••

w 
*

ro 
54 1:,t•

u g/1
.

-L'?

GRA •!,‘ •
•

cd , • ,
1,1,1-TRICHLOROETHANE SAMPLE

MEASUREMENT
****** ****** ****** ****** 0 0

ONE/

MONTH
GRAB

34506 1 0 0
EFFLUENT   GROSS VALUE

kpERmitI..
REQUIREMENT.

..a.i., .... •
****** -

****
W****** -

,.• i
1.r. .. ,
•• • .******
'J.' •:,'i

,.
.:. , ' . ug/I

• oi,p.t.; .
MONTH

' .=
GRAB •

NANIPTITLE PRINCIPAL EXECUTIVE OFFICER
_

i cornfy under penally of law that this document and all attachments were prepared
under o y direcbon or supervision in accordance mkt a system designed to assure

TELEPHONE D A T E

Jim Harkins, Director MES
tnat qualified personnel properly gather and evatuate the information submitted
Based on my inquiry of the person or persons vrbo manage the system. or those
persons directly responsfble for gathering the Information. the informabon submdted ji".......7

)
07 04 17.5. to the best of my knowAedge and belle% five. accurate, and complete. I ant aware

.., fw
. SIGNITU

.
Rk S/PRINCIPIL EXECUTIVE 410 729-8350

TYPED OR PRINTED
that there are significant penalbes for submitting false inforrnakon, tnctuding the
poss,baRy of fine and Impnsonment for knowing v lolabons

If
7 

OF ICERpR AUTH0y4ZED AGENTi: AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments here)

-EPA Form 3320-1 Rev. 8-95) 
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Oil MIMI MN IMO 11.11 IIIIII 11111 11.111 EMI IIIII IIIIII MIN

NATIONAL P SDISCHARGE ELIMINATION SYSTEM (NPDES) 

Mira

State Discharge PermitDISCHA MONITORING REPORT ( DA4R )
(2-16) ( 17-19) 02-DP-0022

PERMITT /ADDRESS finclude
Facility tNia cation if di(j2lent)

NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike MD0001881

PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker 1NWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 03 01 TO 07 03 31 *** NO DISCHARGE ***

Ar1N; (20-21) (22-23) (24-25) ( 26-27 ) (28-29) ( 30-31 ) NOTE: Read instructions before completing this form.P
PARAMETER

( 3 Card Only) QUANTITY OR LOADING
(4653) ( 54-61 ) ) 

QUANTITY OR CONCENTRATION
( 38-45 

( 4 Card Only
(46-53) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-63 )

SAMPLE
TYPE

(69.70)AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM . UNITS

TRICHLOROETHENE

I EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** ****** 0

ug/I

0
ONE/

MONTH
GRAB

REQUIREMENT• 0 t-14*.*.:,--• -.

., •• •
,.. . ****** I. '..!

. ..,

......,
• ', 1.5a."

— • •
i.

ONEJ . .
•-'MONTH

GRAB

OIL AND GREASE
TOTAL RECOVERABLE
70030 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****
****** 0 0

( 19)

MG/L

0
ONE/

MONTH
GRAB

R
1
QUIREMENT **** 

..*C.
1*.*.. *:-* 1 0 1_5  .. ONE/

MONTH- GRAB

•

•

SAMPLE
MEASUREMENT

. Ft MIT -.
REQUIREMENT:',

.,
',4

..,
'

,,
.
,

, -. •„ ,,,
su

,

• '

-

; 

I
,

SAMPLE
MEASUREMENT

.4.,' . PER ..,
...&ppUIREMENT

TeP.

.
' , 

••"•.•
,..,.

..ti ....6 , 1 - " '' •''''
" , .ik”4)..i

SAMPLE
MEASUREMENT .

REQ 

',S;

.

, '': j

MEMENT

• 1

a

,.' . `•

SAMPLE
MEASUREMENT

.,•..' PERMIT
l REQU IREMENT

I
 j

C.
T

k

—

SAMPLE
MEASUREMENT

,.., PERtAIT
IREQUEMENT

71.14!:
. i

•••• '-• ,,
.'

—

NAME/TITLE PRINCIPAL EXECUTIVE orPicER
__.

I certify under penalty of law that des document and all attachments %ere prepared
under my direction or supervision in accordance vAlll a system designed to assure
that qualilied personnel properly gather and evaluate the informatton submitted
Based on my mqutry of the person or persons who manage me system. or those
persons  directly responsible for gathenng Inc information. the information submitted
is. to the besl of my knovAedge and belief, true, accurate, and complete I am avare
that ihere are stgreficanl penalties for submitting false information. indudng the
possibility of fine and imprisonment for knowing violaliOns

il

• 
---C.-----

TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350 07 04 17S.IGNATU F PRINCI( 
1

OFFICE OR AUTHO

L EXECUTIVE

IZED AGENTh 
TYPED OR PRINTED AREA

CODE
NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS(Reference all attachments here)

EPA Form 3320-1 (Rev 8-95) PAGE 2 OF 2



PERMITTEE NAME/ADDRESS (Include
ruciltly Name/Loctuion if diffiveni)
NAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE
DISCHARGE MONITORING

(2-16)

ELIMINATION SYSTEM (NPDES)
REPORT (DMR)
( 17-19)

State Discharge Permit
02-DP-0022

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98

ADDRESS 626 Hanover Pike MD0001881 101
PERMIT NUMBER DISCHARGE NUMBER

Hampstead, MD 21074
MONITORING PERIOD

FACILITY Black and Decker VVWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 03 01 07 03 31 *** NO DISCHARGE ***

ATTN. 20-21 22-23 24-25 26-27 28-29 30-31 NOTE: Read instructions before completing this form.

PARAMETER

(32-37)

( 3 Card Only) QUANTITY OR LOADING
(46-53) (54-6))

( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) (46-53) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

-FLOW, IN CONDUIT OR
ITHRU TREATMENT PLANT
50050 1 0 0
1EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 37290 333000 ( 07)

GPD'zi,'-'

****** ****** ******

****

0
ONE! .

MONThi
GRAB

• - ..-
PERMIT

REQUiREME 
:' -1.---

.REFPRT
• ,"** '''

.....,.......—.
'REPORT-4x-
 ******

******• '
E)olv

******
"..I..

.* *.* * * * .

o ••••
..

.'ii

ONE!

MONTH
e :,;::

GRAB:

i kta; '
COLIFORM, FECAL
GENERAL
74055 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** ****** 1(30)

MPN

o

TVVO/

WEEK
GRAB

N: •
s PERMIT
1. E.o,eEmEri.-r *****-*

.7* ..g!'•
,

. ****** 
sie 1.:T

• ******.
.._ ..

4'-:•.,**Iv*** 200 
.,,, , •••••

,
Two, •
WEEK

GRAB

SAMPLE
MEASUREMENT

•PERMIT . ' • kick; 70: .

,

i

'
REQUIREMENT •

• •tr.. .:1'e
•
64h.-

" •
SAMPLE

MEASUREMENT

-*PTr
. .. PERMIT •
4,REQUIREmENT

.

,

SAMPLE
MEASUREMENT

PERMIT
,..,. REQUIREMENT '

.P "4 .,.1.
, • —

A
... .

SAMPLE
MEASUREMENT

• lief.:
PERMIT •

ii REQUIT2iMENT

,. . 7. 0
,

. '1 '
fi
i..,

'  . ..
.

SAMPLE
MEASUREMENT

PERMIT
REQUIREMENT ,.,,

_ . .

..
:!'i tiF ft

.0. ,'"i

, , •

.:i, • '.

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER 1 i certify
under my

under penalty of law that Mrs document and an attachments were prepared
(Inchon or supervision in accordance wall a system designed to assure

personnel properly gaoler and evaluate the information submitted
Ty inquiry of the person or persons who 'nonage the system, Of (hose

rmyespoknonslolcgtoeragnadMbeenin.egf.thhzeinfaocrmacurrten,athned rzfornrrnpicattrilnbmaittedc

are significant penalties for submitting false information, 'miming the
of line and imprisonment for knowng violations

--72 1_

TELEPHONE D A T E
1
 
, Mal qualified

J i m Harkins, Director MES : Based on
1 7:stoozdbieresctiolyf

there
410 729-8350 07 04 17SIGNATURE,10) RINCIPA EXECUTIVE

OFFISER'ibk AUTHORIAD AGENT
that

TYPED OR PRINTED 1 possiblIrly AREA
CODE

NUMBER YEAR MO DAY

LANA I N OF ANY VIOLATIONS(Re erence all attachments here)

EPA Form 3320-1 (Rev. 8-95)
PAGE 1 OF

111.1411.111ON MAIN 11111 NE MN a EN EN OM NMI NMI 11111



1111&11111

PERMITT DRESS (Include
I- rut/ti AW)calion if diffbent)
NAME AG/GFI Hampstead, Inc

Mill Will la MO

NATIONAL PDISCHARGE
DISCHMrMONITORING

(2-Jo)

ELIMINATION

IIIII

SYSTEM (NPDES)
REPORT ( OMR )
( 17-19 )

NMI =I lin

State Discharge Permit
02-DP-0022

ADDRESS 626 Hanover Pike MD0001881 201 Form Approved. 12345
PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074 Approval expires 05-31-98
MONITORING PERIOD

FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 01 01 TO 07 03 31 *** NO DISCHARGE ***
ATTN: (20-21) (22-23) (24-25) ( 26-27 ) ( 28-29) ( 30-31 ) NOTE: Read instructions before completing this form.

I PARAMETER

( 32-37 ) 
I

(3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-6) )

(4 Card Only)
' 

QUANTITY OR CONCENTRATION
(38-45 ) (46-53) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

(69-70)AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

'FLOW, IN CONDUIT OR
1THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 250383 693000 ( 07)

GPD

****** ****** ******

****

0
MEASURED RECORD

.:.4,Y-.)R'.i.ORRME/MT E,
NT- .

REPORT REPORT 

 *. **. *,V
*

i . . -
74,,, v 

RED R

• ,
C

.
OR

• 
D 

. 
#.

TETRACHLOROETHYLENE

34475 1 0 0
EFFLUENT GROSS VALUE .

SAMPLE
MEASUREMENT

****** ******

****
****** 0 0

ught

0
ONE/

QUARTER
GRAB

From
• aPERMIT
REQUIREMENT

.-**• „
' '

 *****'* ..,,:!******,.
..

r.. k RE PORI'
**.****

'

REPORT, .(...-
***tilt. ' 12.

.
.

iiNE/ir :1 4!
4 - ':',

°DARTER 4,
4i4t ,

GRAB.
sk•

1,1,1-TRICHLOROETHANE

34506 1 0 0

MEASUREMENT 

****

0 0 0
ONE/

QUARTER
GRAB

hiERnirr
•.31:•• •,******. -.t • - REPORT 4REPORT . , :oNe.4 Itd• .I;- jov 1

EFFLUENT GROSS VALUE REQUIREMENT:

. ***4.-4,"'*
iti,-'*****•* .: ;-.-----

ug/1
--

QUARTER.
(i.oRi.
1 't ... .

TRICHLOROETHENE

79141 1 0 0PERmITAI
,EFFLUENT GROSS VALUEi

SAMPLE
MEASUREMENT

****** ******

****

****** 0 0

ug/1

0
ONE/

QUARTER
GRAB

!REQUIREMENT
'

•

****** ''-;:,4-

'1.''!“,7;414?;-•

l'.."94R6 .'' *1*****
.*ai 4.,

REPORT? •9
******,.'.. '''. '-' ' ' i‘ ' .• •

ONE/

QUARTER
GRAB

SAMPLE
MEASUREMENT

.

"P.E.gMIT ...!._
RlEalREMENT -

 
.,.I.

. ..., t ?

4.
.. .• • ,

__.
• •/,

''.,..
' i 1
• '•E ' :R. • R.:.. , .1.

E . :

SAMPLE
MEASUREMENT

• PERMIT
REQUIREMENT .4 t,„: "•!•

t ,,, t '
:

' I
-1 '',.• :' '
• ''.. . 'f: il•

t • •
( it:.2-

,

SAMPLE
MEASUREMENT

.cMs

.PERMIT
REQUIREMENT

. ,_ ,.

—r— ,• ... e„it.
• 4., , -.•,? ,,.

- .J.1

PIANIEMT: E PRINCIPAL EXECUTIVE OFFICER I I certify

• under n
under penalty of law that this document and all allacnnients were prepared
y &wine or Supervision in accordance oath a system designed .to assure

personnel properly gather and evaluate the mformation submitted
my inquiry of the person or persons who manage the system, or those

directly responsible for gathering the iniormation, the enformation submitted
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APPENDIX C
GROUNDWATER TREATMENT SYSTEM ANALYTICAL RESULTS

(JANUARY - MARCH 2007)



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road

Newark, Delaware 19702

302-266-9121 • 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

A07010759

Black & Decker WWTP

1/17/2007

MESA

Black & Decker WWTP

Sample # A07010759-01 Sample Date: 1/16/2007 10:15

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 <2 mg/L 2 SM 5210 B 1/17/2007 7:10:00 AM TOciepa

Total Suspended Solids <4 mg/L 4 SM 2540D 1/18/2007 12:02:00 PM YThomas

Sample # A07010759-01A Sample Date: 1/16/2007 10:15

lb Site: Black & Decker 001Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

RDL Method 

5 EPA 1664

Matrix: Waste Water

Analysis Date Analyst

1/18/2007 12:00:00 PM SHess

Sample # A07010759-01B Sample Date: 1/16/2007 10:15

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <I ug/L. 1 EPA 82608 1/23/2007 2:31:00 PM 'McMullen

Tetrachloroethene <I ug/L EPA 8260B 1/23/2007 2:31:00 PM IMcMullen

Trichloroethene <1 ug/L 1 EPA 8260B 1/23/2007 2:31:00 PM 'McMullen

Approved:

Laboratory Operations Manager

RDL = Reporting Detection Limit

Laboratory Certification Numbers:

t4Lt ‘,"z
'

FEB 0 9 2007
Reported: 2/7/2007 1:19:29 PM

N/A = Not Applicable

Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



AATLANTIC COAST
Laboratories, Incorporated

REPORT OF ANALYSIS

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 0 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

Maryland Environmental Services (A) Order Number A07010760

259 Najoles Road Project Name: Black & Decker WWTP

Millersville, MD 21108 Receive Date: 1/17/2007

Client Code: MESA

Attention: Mr. Jay Janney Project Location: Black & Decker WWTP

Sample # A07010760-0.1 Sample Date: 1/16/2007 10:25

Site: Black & Decker 201

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1 -Trichloroethane <1 ug/L 1 EPA 8260B 1/23/2007 3:02:00 PM 'McMullen

Tetrachloroethene <I ug/L 1 EPA 8260B 1/23/2007 3:02:00 PM 'McMullen

Trichloroethene <1 ug/L 1 EPA 8260B 1/23/2007 3:02:00 PM IMcMullen

Approved: C (

Laboratory Operations Manager

E C E VED
FEB /1 5 2007

kiatinand BIFiNmegal SerVi03

Reported: 2/8/2007 4:56:19 PM

RDL Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers. Delaware - DE00011 Maryland - 1i138 Pennsylvania - 68-335 New Jersey: DE568

Page 1 of 2



16AATLANTIC COAST
Laboratories, Incorporated 

630 Churclunans Road
Newark, Delaware 19702

302-266-9121 • 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

I REPORT OF ANALYSIS

I Maryland Environmental Services (A) Order Number A07020134

259 Najoles Road Project Name:. Black & Decker WWTP

Millersville, MD 21108 Receive Date: 2/5/2007

I Client Code: MES_A

Attention: Mr. Jay Janney Project Location: Black & Decker WWTP

Fle # A07020134-01 Sample Date: 2/5/2007 9:05

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 3 mg/L 2 SM 5210B 2/5/2007 2:30:00 PM JMcGuire

Total Suspended Solids <4 mg/L 4 SM 2540D 2/6/2007 6:08:00 AM 1Santiago

Sample # A07020134-01A Sample Date: 2/5/2007 9:05

0 Site: Black & Decker 001Client Sample ID: A

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

Oil and Grease (HEM) <5 mg/L 5 EPA 1664 2/2/2007 5:45:00 PM SHess

Approved:

Laboratory Operations Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers.

1 to
I

:A:Nib; •FEB 2 2 2007
r̀.

Reported: 2/20/2007 2:44:19 PM

Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



AATLANTIC COAST
Laboratories, Incorporated

REPORT OF ANALYSIS

630 Churclunans Road

Newark, Delaware 19702

302-266-9121 • 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

Maryland Environmental Services (A) Order Number A07030142

259 Najoles Road Project Name: Black & Decker WWTP

Millersville, MD 21108 Receive Date: 3/5/2007

Client Code: MES_A

Attention: Mr. Jay Janney Project Location: Black & Decker WWTP

Sample # A07030142-01 Sample Date: 3/5/2007 9:15

Site: Black & Decker 201 Matrix: Waste Water

Client Sample ID:

Sample Comments: None

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 3/14/2007 2:26:00 AM IMcMullen

Tetrachloroethene <1 ug/L 1 EPA 8260B 3/14/2007 2:26:00 AM IMcMullen

Trichloroethene <I ug/L 1 EPA 8260B 3/14/2007 2:26:00 AM IMcMullen

2 0 2007

Approved: C Reported: 3/23/2007 10:41:20 AM

Laboratory Operations Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - 0E568

Page 1 of 2
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AATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

A07030141

Black & Decker WWTP

3/5/2007

MESA

Black & Decker WWTP

Sample # A07030141-01 Sample Date: 3/5/2007 9:00

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 4 mg/L 2 SM 5210 B 3/5/2007 3:45:00 PM McGuire

Total Suspended Solids 17 mg/L 4 SM 2540D 3/8/2007 12:46:00 PM YThomas

Sample # A07030141-01A Sample Date: 3/5/2007 9:00

fp Site: Black & Decker 001Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

RDL

5

Method 

EPA 1664

Matrix: Waste Water

Analysis Date Analyst

3/6/2007 12:50:00 PM SHess

Sample # A07030141-01B Sample Date: 3/5/2007 9:00

Site: Black & Decker 001

Client Sample ID: B

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <I ug/L 1 EPA 8260B 3/14/2007 1:55:00 AM (McMullen

Tetrachloroethene <I ug/L 1 EPA 8260B 3/14/2007 1:55:00 AM !McMullen

Trichlorocthcnc <I ug/L 1 EPA 8260B 3/14/2007 1:55:00 AM 'McMullen

Approved: ( (
Laboratory Operations Manager

RDL = Reporting Detection Limit N/A = Not Applicable
I aboratory Certification Numbers.

lfIne• .;.12% .1.1V

• i•

MAR 2 9 2007 Reported: 3/28/2007 10:07:43 AM

Delaware - DEUDOI I Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



A ATLANTIC COAST Newark, Delaware 19702

630 Churchmaas Road

302-266-9121 • 454-8720 (FAX)Laboratories, Incorporated
WWW.ATLANTICCOASTLABS.COM

REPORT OF ANALYSIS

Maryland Environmental Services (A) Order Number A07030874
I

259 Najoles Road Project Name: Black & Decker WWTP

Millersville, MD 21108 Receive Date: 3/19/2007

Client Code: MESA I
Attention: Mr. Jay Janney Project Location: Black & Decker WWTP

Sample # A07030874-01 Sample Date: 3/19/2007 9:15

Site: Black & Decker 201 Matrix: Waste Water

Client Sample ID:

Sample Comments: None

Test

1,1,1-Trichloroethane

Tetrachloroethene

Trichloroethene

Result Units RDL Method Anal sis Date Analyst I

<1 ug/L 1 EPA 8260B 3/24/ 007 3:50:00 AM !McMullen
<1 ug/L 1 EPA 8260B 3/24/ 007 3:50:00 AM IMcMullen

I<1 ug/L 1 EPA 8260B 3/24/ 007 3:50:00 AM IMcMullen

APR 1 1 2087

MarytaildfiliVirefek

Approved: C.,  ( 4S2X-- Reported: 4/5/2007 1:56:16 PM

Laboratory Operations Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Ccrtification Numbers: Delaware - DE00011 MaiyItind - #138 Pennsylvania - 68-335 Nev .1 rsey - DE568

Page 1 of 2
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APPENDIX D
GROUNDWATER ANALYTICAL DATA PACKAGE

(FEBRUARY 2007)



ANALYTICAL REPORT

Job Number: 500-2894-1

Job Description: Black and Decker

For:
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653

West Chester, PA 19380

Attention: Mr. Tom Cornuet

SEVERN

,TRENT

STL Chicago
2417 Bond Street
University Park, IL 60466

STL

Tel: 708 534 5200 Fax: 708 534 5211
www.stl-inc.corn

Richard C Wright

Project Manager II

rwright@stl-inc.com

03/08/2007

Project Manager: Richard C Wright

These test results meet all the requirements of NELAC for accredited parameters.

The Lab Certification ID# is 100201.

All questions regarding this test report should be directed to the STL Project Manager whose signature appears on this report. All
pages of this report are integral parts of the analytical data. Therefore, this report should be reproduced only in its entirety.

Reporting limits are adjusted for sample size used, dilutions and moisture content if applicable.

Severn Trent Laboratories, Inc.

STL Chicago 2417 Bond Street, University Park, IL 60466
Tel (708) 534-5200 Fax (708) 534-5211 www.stl-inc.com

Page 1 of 87 03/08/20'87
Severn Trent Laboratories, Inc.Leaders in Environmental Testing



Case Narrative for job: 500-J2894-1

Client: Weston Solutions, Inc.

Date: 03/08/2007

GCMS Volatiles

Reporting Limit - Dilution, Target
Sample was diluted due to the abundance of target analytes. Elevated reporting limits (RLs) are provided.

Affected Items
500-2894-25 8260B
500-2894-3 8260B 1

Page 2 of 87 03/08/2007



16

EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID

Analyte Result! Qualifier

Reporting
Limit Units

Job Number: 500-2894-1

Method

500-2894-1 EW-2

cis-1,2-Dichloroethene 2.7 1.0 ug/L 8260B

Trichloroethene 400 10 ug/L 8260B

Tetrachloroethene 59 1.0 ug/L 8260B

500-2894-2 EW-3

cis-1,2-Dichloroethene 2.0 1.0 ug/L 8260B

Trichloroethene 140 10 ug/L 8260B

Tetrachloroethene 4.0 1.0 ug/L 8260B

500-2894-3 EW-4

Trichloroethene 1100 100 ug/L 8260B

Tetrachloroethene 20 10 ug/L 8260B

500-2894-4 EW-5

1,1,1-Trichloroethane 1.6 1.0 ug/L 8260B

Trichloroethene 190 10 ug/L 8260B

Tetrachloroethene 9.0 1.0 ug/L 8260B

500-2894-5 EW-6

Trichloroethene 9.0 1.0 ug/L 8260B
Tetrachloroethene 17 1.0 ug/L 8260B

500-2894-6 EW-7

cis-1,2-Dichloroethene 7.2 1.0 ug/L 8260B

Trichloroethene 5.6 1.0 ug/L 8260B
Tetrachloroethene 11 1.0 ug/L 8260B

500-2894-7 EW-8

cis-1,2-Dichloroethene 23 1.0 ug/L 8260B
Trichloroethene 12 1.0 ug/L 8260B
Tetrachloroethene 83 1.0 ug/L 8260B

STL Chicago

Page 3 of 87 03/08/2007



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID
Analyte Result / Qualifier

Reporting
Limit Units

Job Number: 500-2894-1

Method

500-2894-8 EW-9

cis-1,2-Dichloroethene 1.0 1.0 ug/L 8260B
Trichloroethene 1.5 1.0 ug/L 8260B
Tetrachloroethene 180 10 ug/L 8260B

500-2894-9 EW-9DUP

Trichloroethene 1.3 1.0 ug/L 8260B
Tetrachloroethene 150 10 ug/L 8260B

500-2894-10 EW-10

Tetrachloroethene 3.7 1.0 ug/L 8260B

500-2894-15 RFW-2A

Trichloroethene 1.3 1.0 ug/L 8260B

500-2894-16 RFW-2B

Trichloroethene 1.4 1.0 ug/L 82608

500-2894-17 RFW-3B

cis-1,2-Dichloroethene 6.5 1.0 ug/L 8260B
Trichloroethene 1.2 1.0 ug/L 8260B
Tetrachloroethene 2.4 1.0 ug/L 8260B

500-2894-18 RFW-4A

Chloroform 1.0 1.0 ug/L 8260B
Trichloroethene 32 1.0 ug/L 8260B
Tetrachloroethene 30 1.0 ug/L 8260B

500-2894-19 RFW-4B

cis-1,2-Dichloroethene 4.0 1.0 ug/L 8260B
Chloroform 1.8 1.0 ug/L 8260B
Trichloroethene 48 1.0 ug/L 8260B
Tetrachloroethene 80 1.0 ug/L 8260B

STL Chicago

4111

I

I

I

ill

I

I

Page 4 of 87 03/08/2007 1



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc. Job Number: 500-2894-1

Lab Sample ID Client Sample ID

Analyte Result! Qualifier

Reporting
Limit Units Method

500-2894-20 RFW-4B DUP

cis-1,2-Dichloroethene 3.8 1.0 ug/L 8260B

Chloroform . 1.7 1.0 ug/L 8260B

Trichloroethene 48 1.0 ug/L 8260B

Tetrachloroethene 84 1.0 ug/L 8260B

500-2894-21 RFW-6

Trichloroethene 2.8 1.0 ug/L 8260B

Tetrachloroethene 2.7 1.0 ug/L 8260B

500-2894-22 RFW-7

Trichloroethene 6.4 1.0 ug/L 8260B

500-2894-23 RFW-9

1,1-Dichloroethene 1.4 1.0 ug/L 8260B

cis-1,2-Dichloroethene 13 1.0 ug/L 8260B

1,1,1-Trichloroethane 1.7 1.0 ug/L 8260B

Trichloroethene 19 1.0 ug/L 8260B

Tetrachloroethene 6.7 1.0 ug/L 8260B

500-2894-24 RFW-11B

Trichloroethene 19 1.0 ug/L 8260B

Tetrachloroethene 1.5 1.0 ug/L 8260B

500-2894-25 RFW-12B

Trichloroethene 520 50 ug/L 8260B
Tetrachloroethene 44 5.0 ug/L 8260B

500-2894-26 RFW-13

Trichloroethene 4.6 1.0 ug/L 8260B
Tetrachloroethene 22 1.0 ug/L 8260B

STL Chicago

Page 5 of 87 03/08/2007



METHOD SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-2894-1

Description Lab Location Method Preparation Method

Matrix: Water

VOC
Purge-and-Trap

LAB REFERENCES:

STL CHI = STL Chicago

METHOD REFERENCES:

STL CHI

STL CHI

SW846 826013

SW846 5030B

SW846 - "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986
And Its Updates.

STL Chicago

Page 6 of 87 03/08/2007



METHOD / ANALYST SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-2894-1

Method Analyst Analyst ID

SW846 8260B Nagel, John D JDN

STL Chicago

Page 7 of 87 03/08/2007



SAMPLE SUMMARY

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID Client Matrix
Date/Time
Sampled

Job Number 500-2894-1

Date/Time
Received

500-2894-1 EW-2 Water 02/21/2007 1430, 02/23/2007 0900
500-2894-2 EW-3 Water 02/20/2007 1750 02/23/2007 0900
500-2894-3 EW-4 Water 02/20/2007 1745 02/23/2007 0900
500-2894-4 EW-5 Water 02/20/2007 1040 02/23/2007 0900
500-2894-5 EW-6 Water 02/21/2007 1210 02/23/2007 0900
500-2894-6 EW-7 Water 02/21/2007 1155 02/23/2007 0900
500-2894-7 EW-8 Water 02/21/2007 1145 02/23/2007 0900

500-2894-8 EW-9 Water 02/21/2007 1020 02/23/2007 0900

500-2894-9 EW-9DUP Water 02/21/2007 1020 02/23/2007 0900
500-2894-10 EW-10 Water 02/21/2007 1000 02/23/2007 0900

500-2894-11 LEISTER-1 Water 02/21/2007 1100 02/23/2007 0900
500-2894-12 LEISTER-DAIRY Water 02/21/2007 1105 02/23/2007 0900
500-2894-13 RFW-1A Water 02/20/2007 1028 02/23/2007 0900

500-2894-14 RFW-1B Water 02/21/2007 0730 02/23/2007 0900

500-2894-15 RFW-2A Water 02/20/2007 0925 02/23/2007 0900

500-2894-16 RFW-2B Water 02/20/2007 0950 02/23/2007 0900
500-2894-17 RFW-3B Water 02/21/2007 0755 02/23/2007 0900

500-2894-18 RFW-4A Water 02/21/2007 0835 02/23/2007 0900

500-2894-19 RFW-4B Water 02/21/2007 0900 02/23/2007 0900

500-2894-20 RFW-4B DUP Water 02/21/2007 0900 02/23/2007 0900

500-2894-21 RFW-6 Water 02/21/2007 0745 02/23/2007 0900

500-2894-22 RFW-7 Water 02/20/2007 1410 02/23/2007 0900

500-2894-23 RFW-9 Water 02/21/2007 1400 02/23/2007 0900

500-2894-24 RFW-11B Water 02/21/2007 1300 02/23/2007 0900

500-2894-25 RFW-12B Water 02/21/2007 1420 02/23/2007 0900

500-2894-26 RFW-13 Water 02/20/2007 1515 02/23/2007 0900

500-2894-27 RFW-17 Water 02/20/2007 1325 02/23/2007 0900

500-2894-28 TRIP BLANK Water 02/20/2007 0800 02/23/2007 0900

STL Chicago

ea

1

41:
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STL Chicago
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-2
Lab Sample ID: 500-2894-1

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1430
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/03/2007

03/03/2007
1101
1101

Benzene <1.0 ug/L 0.23 .1.0 1.0
Dichlorodifluorornethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 2.7 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 59 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0. ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0

1

111
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-2

Lab Sample ID: 500-2894-1

Date Sampled: 02/21/2007 1430

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1101

Prep Method: 5030B Date Prepared: 03/03/2007 1101

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene .<1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 95 70- 125

Toluene-d8 (Surr) 92 81 -120
4-Bromofluorobenzene (Surr) 88 "Yo 75 - 120
Dibromofluoromethane 96 % 80 - 120

Method: 8260B Run Type: DL Date Analyzed: 03/03/2007 1124

Prep Method: 5030B Date Prepared: 03/03/2007 1124

Trichloroethene 400 ug/L 1.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 101 70- 125

Toluene-d8 (Surr) 94 81 -120
4-Bromofluorobenzene (Surr) 87 75 - 120
Dibromofluoromethane 102 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-3
Lab Sample ID: 500-2894-2

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 1750
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007

1146

1146

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane . <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 2.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 4.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-3

Lab Sample ID: 500-2894-2

Date Sampled: 02/20/2007 1750

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1146

Prep Method: 5030B Date Prepared: 03/03/2007 1146

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 tO 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 tO tO

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 100 70- 125

Toluene-d8 (Surr) 91 81 -120

4-Bromofluorobenzene (Surr)
Dibromofluoromethane

86
102

oh, 75- 120
80- 120

Method: 8260B Run Type: DL Date Analyzed: 03/04/2007 1330

Prep Method: 5030B Date Prepared: 03/04/2007 1330

Thchloroethene 140 ug/L 1.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 % 70 - 125

Toluene-d8 (Surr) 94 % 81 -120
4-Bromofluorobenzene (Surr) 87 75- 120
Dibromofluoromethane 111 % 80- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-4

Lab Sample ID: 500-2894-3

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 1745
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/03/2007
03/03/2007

1231
1231

Benzene <10 ug/L 2.3 10 10
Dichlorodifluoromethane <10 ug/L 1.2 10 10
Chloromethane <10 ug/L 2.0 10 10
Vinyl chloride <10 ug/L 1.6 10 10
Bromomethane <10 ug/L 5.9 10 10
Chloroethane <10 ug/L 3.2 10 10
Trichlorofluoromethane <10 ug/L 1.4 10 10
1,1-Dichloroethene <10 ug/L 2.5 10 10
Carbon disulfide <50 ug/L 1.5 50 10
Acetone <50 ug/L 14 50 10
Methylene Chloride <10 ug/L 2.4 10 10
trans-1,2-Dichloroethene <10 ug/L 2.9 10 10
1,1-Dichloroethane <10 ug/L 1.5 10 10
2,2-Dichloropropane <10 ug/L 1.7 10 10
cis-1,2-Dichloroethene <10 ug/L 2.0 10 10
2-Butanone (MEK) <50 ug/L 10 50 10
Bromochloromethane <10 ug/L 2.7 10 10
Chloroform <10 ug/L 1.4 10 10
1,1,1-Trichloroethane <10 ug/L 1.7 10 10
1,1-Dichloropropene <10 ug/L 3.8 10 10
Carbon tetrachloride <10 ug/L 3.4 10 10
1,2-Dichloroethane <10 ug/L 2.5 10 10
1,2-Dichloropropane <10 ug/L 1.9 10 10
Dibromomethane <10 ug/L 2.1 10 10
Bromodichloromethane <10 ug/L 2.2 10 10
cis-13-Dichloropropene <10 ug/L 1.5 10 10
4-Methyl-2-pentanone (MIBK) <50 ug/L 9.2 50 10

Toluene <10 ug/L 1.8 10 10
trans-13-Dichloropropene <10 ug/L 1.6 10 10
1,1,2-Trichloroethane <10 ug/L 2.4 10 10
Tetrachloroethene 20 ug/L 1.8 10 10
1,3-Dichloropropane <10 ug/L 2.2 10 10
2-Hexanone <50 ug/L 9.9 50 10
Dibromochloromethane <10 ug/L 2.2 10 10
1,2-Dibromoethane <10 ug/L 3.3 10 10

Chlorobenzene <10 ug/L 1.5 10 10
1,1,1,2-Tetrachloroethane <10 ug/L 3.3 10 10

Ethylbenzene <10 ug/L 2.1 10 10

m&p-Xylene <20 ug/L 3.6 20 10

o-Xylene <10 ug/L 1.9 10 10 Ii
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-4

Lab Sample ID: 500-2894-3

Date Sampled: 02/20/2007 1745

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B . Date Analyzed: 03/03/2007 1231

Prep Method: 5030B Date Prepared: 03/03/2007 1231

Styrene <10 ug/L 1.8 10 10

Bromoform <10 ug/L 3.2 10 10

Isopropylbenzene <10 ug/L 2.0 10 10

Bromobenzene <10 ug/L 2.2 10 10

1,1,2,2-Tetrachloroethane <10 ug/L 3.4 10 10

1,2,3-Trichloropropane <10 ug/L 3.5 10 10

N-Propylbenzene <10 ug/L 1.6 10 10

2-Chlorotoluene <10 ug/L 1.6 10 10

1,3,5-Trimethylbenzene <10 ug/L 1.8 10 10

4-Chlorotoluene <10 ug/L 1.8 10 10

tert-Butylbenzene <10 ug/L 1.6 10 10
1,2,4-Trimethylbenzene <10 ug/L 2.6 10 10

sec-Butylbenzene <10 ug/L 1.9 10 10
1,3-Dichlorobenzene <10 ug/L 2.1 10 10
p-lsopropyltoluene <10 ug/L 2.9 10 10
1,4-Dichlorobenzene <10 ug/L 2.5 10 10

n-Butylbenzene <10 ug/L 3.5 10 10
1,2-Dichlorobenzene <10 ug/L 2.9 10 10
1,2-Dibromo-3-Chloropropane <10 ug/L 4.1 10 10
1,2,4-Trichlorobenzene <10 ug/L 3.6 10 10
Hexachlorobutadiene <10 ug/L 3.6 10 10
Naphthalene <10 ug/L 3.7 10 10
1,2,3-Trichlorobenzene <10 ug/L 4.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 107 70- 125
Toluene-d8 (Surr) 93 81 - 120
4-Bromofluorobenzene (Sum) 86 75- 120
Dibromofluoromethane 108 80 - 120

Method: 8260B Run Type: DL Date Analyzed: 03/03/2007 1254

Prep Method: 5030B Date Prepared: 03/03/2007 1254

Trichloroethene 1100 ug/L 13 100 100

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 105 70- 125
Toluene-d8 (Surr) 92 81 - 120
4-Bromofluorobenzene (Surr) 87 75- 120
Dibromofluoromethane 108 ok 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-5
Lab Sample ID: 500-2894-4

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 1040
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/03/2007

03/03/2007

1316

1316

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1,0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 •1.0 1.0
1,1,1-Trichloroethane 1.6 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 9.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

o-Xylene <1.0 ug/L 0.19 1.0 1.0

1

1

Page 16 of 87 03/08/2007



Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-5

Lab Sample ID: 500-2894-4

Date Sampled: 02/20/2007 1040

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1316

Prep Method: 5030B Date Prepared: 03/03/2007 1316

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 105 70- 125

Toluene-d8 (Surr) 94 % 81 - 120

4-Bromofluorobenzene (Surr) 87 75 - 120

Dibromofluoromethane 106 80 - 120

Method: 8260B Run Type: DL Date Analyzed: 03/03/2007 1339

Prep Method: 5030B Date Prepared: 03/03/2007 1339

Trichloroethene 190 ug/L 1.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 105 % 70 - 125

Toluene-d8 (Surr) 93 81 - 120

4-Bromofluorobenzene (Surr) 89 % 75 - 120

Dibromofluoromethane 109 % 80- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-6
Lab Sample ID: 500-2894-5

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1210
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 603013

Date Analyzed:
Date Prepared:

03/03/2007
03/03/2007

1401
1401

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-12-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 9.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 17 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1 ,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-6

Lab Sample ID: 500-2894-5

Date Sampled: 02/21/2007 1210

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1401

Prep Method: 5030B Date Prepared: 03/03/2007 1401

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Sun) 108 70- 125

Toluene-d8 (Surr) 94 % 81 - 120

4-Bromofluorobenzene (Sum) 86 75 - 120

Dibromofluoromethane 106 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-7

Lab Sample ID: 500-2894-6

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1155
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007

1424

1424

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 7.2 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform
1,1,1-Trichloroethane

<1.0
<1.0

ug/L
ug/L

0.14
0

1.0
1.0

1.0
.17 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 5.6 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 11 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1

I

I

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-7

Lab Sample ID: 500-2894-6

Date Sampled: 02/21/2007 1155

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1424

Prep Method: 5030B Date Prepared: 03/03/2007 1424

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 107 % . 70- 125

Toluene-d8 (Surr) 93 % 81 - 120

4-Bromofluorobenzene (Surr) 87 % 75 - 120

Dibromofluoromethane 106 % 80- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-8
Lab Sample ID: 500-2894-7

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1145
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007
03/03/2007

1447
1447

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 23 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 12 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-13-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetra chloroethene 83 ug/L 0.18 1.0 1.0
1,3-D ichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.16 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: •EW-8

Lab Sample ID: 500-2894-7

Date Sampled: 02/21/2007 1145

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1447

Prep Method: 5030B Date Prepared: 03/03/2007 1447

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 104 70- 125

Toluene-d8 (Surr) 92 81 - 120
4-Bromofluorobenzene (Surr) 85 75- 120
Dibromofluoromethane 103 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-9
Lab Sample ID: 500-2894-8

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1020
Date Received: 02/23/2007 0900

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007
03/03/2007

1532
1532

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 .ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 1.5 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1 ,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-9

Lab Sample ID: 500-2894-8

Date Sampled: 02/21/2007 1020

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1532

Prep Method: 5030B Date Prepared: 03/03/2007 1532

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 109 % 70- 125

Toluene-d8 (Surr) 94 % 81 - 120

4-Bromofluorobenzene (Surr) 87 % 75- 120

Dibromofluoromethane 108 % 80- 120

Method: 8260B Run Type: DL Date Analyzed: 03/03/2007 1554

Prep Method: 5030B Date Prepared: 03/03/2007 1554

Tetrachloroethene 180 ug/L 1.8 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 110 % 70 - 125

Toluene-d8 (Surr) 92 81 -120

4-Bromofluorobenzene (Surr) 86 75- 120
Dibromofluoromethane 113 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-9DUP
Lab Sample ID: 500-2894-9

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1020
Date Received: 02/23/2007 0900

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/03/2007

03/03/2007

1617

1617

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride 0 <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 1.3 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1, 1,1 ,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

o-Xylene <1.0 ug/L 0.19 1.0 1.0

IC
Page 26 of 87 03/08/2007



Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-9DUP

Lab Sample ID: 500-2894-9

Date Sampled: 02/21/2007 1020

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1617

Prep Method: 50308 Date Prepared: 03/03/2007 1617

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trinnethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 .1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 109 % 70 - 125

Toluene-d8 (Surr) 93 81 - 120
4-Bromofluorobenzene (Surr) 86 % 75- 120
Dibromofluoromethane 109 80- 120

Method: 8260B Run Type: DL Date Analyzed: 03/03/2007 1640

Prep Method: 50308 Date Prepared: 03/03/2007 1640

Tetrachloroethene 150 ug/L 1.8 , 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 109 70 - 125
Toluene-d8 (Surr) 92 81 -120
4-Bromofluorobenzene (Surr) 86 75- 120
Dibromofluoromethane 110 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-10
Lab Sample ID: 500-2894-10

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1000
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007
03/03/2007

1703
1703

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Benzene <1.0 ug/L 0.23 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 3.7 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0- 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: EW-10

Lab Sample ID: 500-2894-10

Date Sampled: 02/21/2007 1000

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit . MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1703

Prep Method: 5030B Date Prepared: 03/03/2007 1703

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltohiene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 111 % 70- 125

Toluene-d8 (Surr) 93 81 - 120

4-Bromofluorobenzene (Surr) 84 75- 120

Dibromofluoromethane 115 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: LEISTER-1
Lab Sample ID: 500-2894-11

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1100
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/04/2007

03/04/2007

1245

1245

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L. 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (M I BK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

I

I

III

I

I

I

I

I

I

1101.

II
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: LEISTER-1

Lab Sample ID: 500-2894-11

Date Sampled: 02/21/2007 1100

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/04/2007 1245

Prep Method: 5030B Date Prepared: 03/04/2007 1245

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 111 70- 125
Toluene-d8 (Sum) 92 81 - 120
4-Bromofluorobenzene (Surr) 87 75- 120
Dibromofluoromethane 105 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: LEISTER-DAIRY
Lab Sample ID: 500-2894-12

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1105
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/04/2007
03/04/2007

1308
1308

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1 ,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: LEISTER-DAIRY

Lab Sample ID: 500-2894-12

Date Sampled: 02/21/2007 1105

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/04/2007 1308

Prep Method: 5030B Date Prepared: 03/04/2007 1308

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 107 96 70- 125
Toluene-d8 (Surr) 90 96 81 - 120
4-Bromofluorobenzene (Surr) 88 96 75 - 120
Dibromofluoromethane 108 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-1A
Lab Sample ID: 500-2894-13

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 1028
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007
03/03/2007

1811
1811

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Brom odichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-1A

Lab Sample ID: 500-2894-13

Date Sampled: 02/20/2007 1028

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1811

Prep Method: 5030B Date Prepared: 03/03/2007 1811

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbecizene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 111 70 - 125
Toluene-d8 (Surr) 92 81 - 120
4-Bromofluorobenzene (Surr) 85 75- 120
Dibromofluoromethane 114 80- 120

Page 35 of 87 03/08/2007



Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-1B
Lab Sample ID: 500-2894-14

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 0730
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007
03/03/2007

1834
1834

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-1B

Lab Sample ID: 500-2894-14

Date Sampled: 02/21/2007 0730

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1834

Prep Method: 5030B Date Prepared: 03/03/2007 1834

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1..0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 112 70- 125
Toluene-d8 (Surr) 90 81 - 120
4-Bromofluorobenzene (Surr) 87 75- 120
Dibromofluoromethane 112 80- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-2A
Lab Sample ID: 500-2894-15

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 0925
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007

1857

1857

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 1.3 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-2A

Lab Sample ID: 500-2894-15

Date Sampled: 02/20/2007 0925

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1857

Prep Method: 5030B Date Prepared: 03/03/2007 1857

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 109 70 - 125
Toluene-d8 (Surr) 89 9/0 81 - 120
4-Bromofluorobenzene (Surr) 88 75 - 120
Dibromofluoromethane 113 % 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-2B

Lab Sample ID: 500-2894-16

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 0950
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007

1919

1919

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 1.4 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MI BK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-2B

Lab Sample ID: 500-2894-16

Date Sampled: 02/20/2007 0950

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1919

Prep Method: 5030B Date Prepared: 03/03/2007 1919

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Sun) 113 % 70- 125

Toluene-d8 (Sun) 94 °A) 81 - 120

4-Bromofluorobenzene (Surr) 85 943 75- 120

Dibromofluoromethane 112 % 80 - 120

Page 41 of 87 03/08/2007



Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-3B
Lab Sample ID: 500-2894-17

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 0755
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007

1942

1942

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 6.5 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 1.2 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 2.4 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-3B

Lab Sample ID: 500-2894-17

Date Sampled: 02/21/2007 0755

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1942

Prep Method: 5030B Date Prepared: 03/03/2007 1942

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1,0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 111 % 70- 125

Toluene-d8 (Surr) 91 81 - 120

4-Bromofluorobenzene (Surr) 87 % 75 - 120
Dibromofluoromethane 113 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-4A
Lab Sample ID: 500-2894-18

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 0835
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007
2005
2005

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane • <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform 1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene . <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 32 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 30 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
If
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-4A

Lab Sample ID: 500-2894-18

Date Sampled: 02/21/2007 0835

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 2005

Prep Method: 5030B Date Prepared: 03/03/2007 2005

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 70- 125
Toluene-d8 (Surr) 93 81 -120
4-Bromofluorobenzene (Surr) 87 75 - 120
Dibromofluoromethane 112 % 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-4B
Lab Sample ID: 500-2894-19

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 0900
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/03/2007

03/03/2007
2027
2027

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 4.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform 1.8 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 48 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-13-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 80 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-4B

Lab Sample ID: 500-2894-19

Date Sampled: 02/21/2007 0900

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 2027

Prep Method: 5030B Date Prepared: 03/03/2007 2027

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 114 % 70 - 125

Toluene-d8 (Surr) 94 % 81 - 120

4-Bromofluorobenzene (Surr) 82 % 75 - 120

Dibromofluoromethane 111 % 80- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-4B DUP
Lab Sample ID: 500-2894-20

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 0900
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/04/2007
03/04/2007

1223
1223

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 3.8 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform 1.7 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 48 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 84 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

d
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-4B DUP

Lab Sample ID: 500-2894-20

Date Sampled: 02/21/2007 0900

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/04/2007 1223

Prep Method: 5030B Date Prepared: 03/04/2007 1223

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 100 % 70- 125

Toluene-d8 (Surr) 94 % 81 -120

4-Bromofluorobenzene (Surr) 84 % 75 - 120

Dibromofluoromethane 99 % 80- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-6

Lab Sample ID: 500-2894-21

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 0745
Date Received: 02/23/2007 0900
Client Matrix: Water

, MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

03/04/2007
03/04/2007

1159
1159

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 2.8 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 2.7 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-6

Lab Sample ID: 500-2894-21

Date Sampled: 02/21/2007 0745

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/04/2007 1159

Prep Method: 5030B Date Prepared: 03/04/2007 1159

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bronnobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 99 70 - 125

Toluene-d8 (Surr) 91 81 -120

4-Bromofluorobenzene (Surr) 86 75 - 120

Dibromofluoromethane 100 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-7
Lab Sample ID: 500-2894-22

Analyte Result/Qualifier Unit

Date Sampled: 02/20/2007 1410
Date Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/03/2007
03/03/2007

1206

1206

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 6.4 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-13-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MI BK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-7

Lab Sample ID: 500-2894-22

Date Sampled: 02/20/2007 1410

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1206

Prep Method: 5030B Date Prepared: 03/03/2007 1206

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0

1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 96 70 - 125

Toluene-d8 (Surr) 97 81 - 120

4-Bromofluorobenzene (Surr) 106 75- 120

Dibromofluoromethane 95 80 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-9
Lab Sample ID: 500-2894-23

Analyte Result/Qualifier Unit

Date Sampled: 02/21/2007 1400
Date. Received: 02/23/2007 0900
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
03/03/2007
03/03/2007

1229
1229

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene 1.4 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 13 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane 1.7 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 19 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 6.7 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

IC

1

II
Page 54 of 87 03/08/2007



Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-2894-1

Client Sample ID: RFW-9

Lab Sample ID: 500-2894-23

Date Sampled: 02/21/2007 1400

Date Received: 02/23/2007 0900

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 03/03/2007 1229

Prep Method: 5030B Date Prepared: 03/03/2007 1229

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 95 70- 125
Toluene-d8 (Surr) 97 81 - 120
4-Bromofluorobenzene (Surr) 103 75- 120
Dibromofluoromethane 94 80 - 120
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