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1. INTRODUCTION

This Annual Report has been prepared to meet the requirements of Condition IV.L of the

Administrative Consent Order between the State of Maryland Department of the Environment

(MDE) and Black & Decker (U.S.) Inc. (April 1995) (Consent Order) and the Addendum to

Administrative Consent Order dated 29 June 1995. Specifically, Condition rv.L calls for

preparation of an Annual Report containing a summary of the information contained in the

Discharge Monitoring Reports (Table 2-3), a summary of all analyses of water samples (Tables 2-4

to 2-7), an explanation of all problems encountered and the manner in which they were resolved

(Table 3-1), a performance evaluation of the treatment system (Section 4), and recommendations for

continuation of, or changes to, the treatment system (Section 5). This document is one of several

that are being prepared in response to the Consent Order; each of these documents are to be

submitted to the MDE in accordance with the schedule outlined in the Consent Order. This

document will become part of the Administrative Record for the site, which is maintained at the

Hampstead Public Library.
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2. SITE CHARACTERISTICS

2.1 HYDRAULIC PROPERTIES

In accordance with the Consent Order and the Water Appropriation Permit issued to the Black &

Decker (U.S.) Inc. Hampstead, Maryland, facility, the following pumping and water level

information is included for the period of July 2006 through June 2007.

Pumping records showing the total gallons pumped per month of treatment system operation are

presented in Table 2-1. Copies of the Withdrawal Reports, for the periods of July through December

2006 and January through June 2007, are included in Appendix A.

Water levels (Water Level Monitoring Report) for wells included in the water level monitoring plan

are presented in Table 2-2. Based on the June 2007 water levels, a representative groundwater

elevation contour map under pumping conditions is presented in Figure 2-1. At the time the data

were collected, the extraction wells were pumping at a combined rate of approximately 160 gpm.

2.2 EFFLUENT CHARACTERISTICS

Effluent characteristics of the NPDES discharge points are recorded monthly on Discharge

Monitoring Reports (DMRs) and are submitted to MDE, Water Management Administration on a

quarterly basis. A summary of the sample results from the DMRs is presented in Table 2-3. DMRs

for the period of July 2006 through June 2007 are included in Appendix B.

2.3 GROUNDWATER QUALITY DATA

For the reporting period of July 2006 through June 2007, approximately 98 pounds (lb) of total

volatile organic compounds (VOCs) were removed from the groundwater by the extraction and

treatment system. In general, the total VOCs were comprised of trichlororethene (TCE) (67 %) and

tetrachloroethene (PCE) (33 %). Analytical results of the groundwater collected at the inlet to the air

stripper for the period of July 2006 through June 2007 are included in Appendix C.

A summary of the analytical results of the groundwater samples collected from the monitor and

extraction wells during the third and fourth quarters of 2006 and the first and second quarters of

mswc1 \ CLENTRIndustrial \ Folders.A-RB&D-Hampstead 2006-2007107 ReportslAnnual_2007 \ANRPT-07.doc
2-1
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TABLE2- 1 .XLS

Table 2-1

Treatment System Pumping Records

(July 2006 through June 2007)

Black & Decker
Hampstead, Maryland

"

July 2006 6,719,488

August 2006 6,287,027

September 2006 6,261,273

October 2006 6,331,362

November 2006 6,299,879

December 2006 6,160,966

January 2007 6,483,875
February 2007 6,216,560
March 2007 6,855,271
April 2007 6,696,430

May 2007 6,500,140
June 2007 6,759,810
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Table 2-2

Groundwater Elevation Data (July 2006 through June 2007)

Black & Decker

Hampstead, Maryland

:•::ELEV••DEPTII DTW ELV....--... ••1YW- •••••••

'''''' Id:.:.: .... 1• • :::::::••••,i, ••••••• .it'it......'Th.

EW-1 847.21 55 DRY NA DRY NA DRY NA DRY NA

EW-2 849.21 110 86.36 762.85 93.68 755.53 92.88 756.33 94.12 755.09

EW-3 . 846.64 118 101.60 745.04 100.30 746.34 81.11 765.53 88.91 757.73

EW-4 858.01 97.5 NA NA NA NA NA NA NA NA

EW-5 864.17 98 76.31 787.86 70.65 793.52 68.88 795.29 71.13 793.04

EW-6 831.98 115 83.20 748.78 101.25 730.73 100.42 731.56 98.90 733.08

EW-7 818.38 78 44.71 773.67 44.37 774.01 44.91 773.47 48.46 769.92

EW-8 811.13 98 49.92 761.21 43.73 767.40 • 45.60 765.53 47.11 764.02

EW-9 811.35 141 102.00 709.35 98.80 712.55 100.99 710.36 102.00 709.35

EW-10 807.74 NA 42.60 .765.14 50.27 757.47 51.47 756.27 58.74 749.00

- RFW-1A 864.37 78 50.17 814.20 49.90 814.47 50.61 813.76 . 51.33 813.04

RFW-1B 864.23 200 50.24 813.99 49.92 814.31 50.64 813.59 51.35 812.88

RFW-2A 857.41 35 15.03 842.38 17.22 840.19 15.83 841.58 15.67 841.74

RFW-2B 857.73 75 15.26 842.47 17.83 839.90 16.40 841.33 16.28 841.45

RFW-3B 839.21 153 31.79 807.42 33.05 806.16 33.63 805.58 34.17 805.04

RFW-4A 830.37 62 38.28 792.09 38.74 791.63 37.64 792.73 40.83 789.54

RFW-4B 830.37 120 38.46 791.91 38.67 791.70 37.57 792.80 40.76 789.61

RFW-5A 817.50 30 DRY NA DRY NA DRY NA DRY NA

RFW-6 785.04 120 3.61 781.43 4.94 780.10 4.88 780.16 3.61 781.43

RFW-7 805.14 29 7.86 797.28 7.83 797.31 8.19 796.95 7.43 797.71

RFW-8 860.07 53 DRY NA DRY NA DRY NA DRY NA

RFW-9 862.02 49 27.11 834.91 27.71 834.31 26.84 835.18 29.46 832.56

RFW-10 852.06 58 DRY NA DRY NA DRY NA DRY NA

RFW-11A 849.32 72 NA NA NA NA NA NA NA NA

RFW-11B 849.62 116 71.04 778.58 69.71 779.91 70.05 779.57 71.40 778.22

RFW-12B 844.87 264 52.61 792.26 51.88 792.99 52.17 792.70 54.65 790.22

RFW-13 849.11 150 62.73 786.38 62.39 786.72 62.61 786.50 63.60 785.51

RFW-14B 812.39 281 49.11 • 763.28 48.78 763.61 47.82 764.57 48.27 764.12

RFW-16 856.14 41 DRY NA DRY NA DRY NA DRY NA

RFW-17 834.66 60.5 27.57 807.09 29.08 805.58 29.41 805.25 30.17 804.49

RFW-20 842.29 142 35.06 807.23 35.75 806.54 36.34 805.95 37.08 805.21

RFW-21 832.65 102 21.70 810.95 23.02 809.63 22.73 809.92 22.94 809.71

P11-7 805.94 89 31.28 774.66 28.20 777.74 28.11 777.83 32.16 773.78

PH-9 814.94 98 32.84 782.10 38.22 776.72 38.13 776.81 40.58 774.36

PH-11 820.68 78 42.51 778.17 44.27 776.41 44.90 775.78 45.43 775.25

PH-12 828.35 87 42.70 785.65 47.81 780.54 47.47 780.88 48.87 779.48

B-3 803.02 83 NA NA NA NA NA NA NA NA

Amoco 842.29 NA NA NA NA NA NA NA NA NA

Ham p. Town #22 804.96 NA 29.13 775.83 31.26 773.70 26.43 778.53 29.56 775.40

Pembroke #1 NA NA 12.14 NA 11.88 NA 12.61 NA NA NA

Pembroke #2. NA NA NA NA NA NA NA NA NA NA

N. Houcks. Rd. NA NA 9.47 NA 9.56 NA 9.06 NA 8.49 NA

E. Century St. NA NA 23.41 NA 20.89 NA 21.11 NA 12.99 NA

Lwr. Beckleys. Rd. NA NA 55.61 NA _ 56.22 NA 55.89 NA 56.41 NA

ar07t2-2 \ Is 7;25/2007
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Table 2-2
Groundwater Elevation Data (July 2006 through June 2007)

Black & Decker
Hampstead, Maryland

s- . .. wte-
....NO

.. . ,

ELEV

..
•

D11PTW DTW MIV
• . ." ----
TW LEV

„....„.....
i

DTW ELJW

:.:

DTW: ELEV

EW-1 847.21 55 DRY NA DRY NA DRY NA DRY NA

EW-2 849.21 110 93.06 756.15 74.71 774.50 76.12 773.09 67.92 781.29

EW-3 846.64 118 87.47 759.17 88.04 758.60 84.47 762.17 81.29 765.35

EW-4 858.01 97.5 NA NA NA NA NA NA NA NA

EW-5 864.17 98 70.57 793.60 96.00 768.17 68.18 795.99 69.48 794.69

EW-6 831.98 115 95.95 736.03 97.11 734.87 103.16 728.82 95.29 736.69

EW-7 818.38 78 46.80 ' 771.58 55.29 763.09 45.11 773.27 49.49 768.89

EW-8 811.13 98 91.70 719.43 68.08 743.05 64.36 746.77 71.69 739.44

EW-9 811.35 141 101.50 709.85 98.96 712.39 99.41 711.94 91.28 720.07

EW-10 807.74 NA 55.22 752.52 61.22 746.52 59.73 748.01 . 54.21 753.53

RFW-1A 864.37 78 51.11 813.26 50.96 813.41 50.47 813.90 48.60 815.77

RFW-1B 864.23 200 51.15 813.08 51.00 813.23 50.49 813.74 48.64 815.59

RFW-2A 857.41 35 15.82 841.59 14.91 842.50 15.17 842.24 14.57 842.84

RFW-2B 857.73 75 16.62 841.11 15.43 842.30 15.59 842.14 15.32 842.41

. RFW-3B 839.21 153 35.62. 803.59 36.41 , 802.80 35.83 803.38 33.90 805.31

RFW-4A 830.37 62 38.87 791.50 39.94 790.43 37.98 792.39 37.94 79,2.43 .

RFW-4B 830.37 120 38.69 791.68 39.88 790.49 38.74 791.63 37.80 792.57

RFW-5A 817.50 30 DRY NA DRY NA DRY NA DRY NA

RFW-6 785.04 120 3.86 781.18 2.94 782.10 3.96 781.08 4.55 780.49

RFW-7 805.14 29 6.35 798.79 7.87 797.27 8.09 797.05 6.08 799.06

RFW-8 860.07 53 DRY NA DRY NA DRY NA DRY NA

RFW-9 862.02 49 27.00 835.02 30.27 831.75 25.61 836.41 26.11 835.91

RFW-10 852.06 58 DRY NA DRY NA DRY NA DRY NA

RFW-11A 849.32 72 NA NA NA NA NA NA NA NA

RFW-11B . 849.62 116 69.48 780.14 73.14 776.48 72.81 776.81 66.84 782.78

RFW-12B 844.87 264 52.37 792.50 62.06 782.81 61.92 782.95 50.88 793.99

RFW-13 849.11 150 64.08 785.03 63.81 785.30 61.57 787.54 64.23 784.88

RFW-14B 812.39 281 50.10 762.29 52.62 759.77 50.60 761.79 51.79 760.60

RFW-16 856.14 41 DRY NA DRY NA DRY NA DRY NA

RFW-17 834.66 60.5 28.61 806.05 30.43 804.23 30.08 804.58 27.31 807.35

RFW-20 842.29 142 36.65 . 805.64 37.61 804.68 37.55 804.74 35.02 807.27

RFW-21 832.65 102 23.33 809.32 23.67 808.98 23.49 809.16 22.74 809.91

P11-7 805.94 89 33.77 772.17 34.03 771.91 32.66 773.28 31.62 774.32

P11-9 814.94 98 40.51 774.43 40.63 774.31 40.30 774.64 38.89 776.05

PH-11 820.68 78 42.96 , 777.72 46.81 773.87 44.73 775.95 45.11 775.57

P11-12 828.35 87 47.89 780.46 49.03 779.32 46.36 781.99 48.71 779.64

B-3 803.02 83 NA NA NA NA NA NA NA NA

. Amoco 842.29 NA NA NA NA NA NA NA NA NA

Hamp. Town #22 804.96 NA 27.11 777.85 27.43 777.53 31.12 773.84 26.53 778.43

Pembroke #1 NA NA 11.93 NA 12.13 NA NA NA NA NA

Pembroke #2 NA NA NA NA NA NA NA NA NA NA

N. Houcks. Rd. ' NA NA 9.17 NA 10.08 NA 9.08 NA 8.98 NA

E. Century St. NA NA 22.61 NA 28.11 . NA 14.95 NA 19.56 NA
Lwr. Beckleys. Rd. NA NA 55.86 NA 55.06 NA _ 55.89 NA 53.86 NA

ar07t2-2.Nls 7/15AIlli7
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Table 2-2

Groundwater Elevation Data (July 2006 through June 2007)

Black & Decker

Hampstead, Maryland

-

4.ELEV TW . ELV.

. .... . ... ..... . ....

'Mx... ELEV
EW-1 847.21 55 DRY NA DRY NA DRY NA DRY NA

EW-2 849.21 110 69.01 780.20 69.81 779.40 68.45 780.76 71.71 777.50

EW-3 846.64 118 87.43 759.21 88.11 758.53 87.89 758.75 88.04 758.60

EW-4 858.01 97.5 NA NA NA NA NA NA NA NA.

EW-5 864.17 98 69.38 794.79 68.08 796.09 67.61 796.56 68.43 795.74

EW-6 831.98 115 92.41 739.57 83.11 748.87 81.84 750.14 83.64 748.34

EW-7 818.38 78 56.31 762.07 45.16 773.22 45.63 772.75 49.11 769.27

EW-8 811.13 98 77.80 733.33 68.44 742.69 66.08 745.05 66.81 744.32

EW-9 811.35 141 103.50 707.85 105.78 705.57 103.27 708.08 103.41 707.94

EW-10 .807.74 NA 53.58 754.16 51.25 756.49 50.17 757.57 51.84 755.90

RFW-1A 864.37 78 51.11 813.26 50.87 813.50 46.72 817.65 48.51 815.86

RFW-1B 864.23 200 51.15 813.08 50.89 813.34 46.81 817.42 48.54 815.69

RFW-2A 857.41 35 15.71 841.70 15.32 842.09 11.72 845.69 15.74 841.67

RFW-2B 857.73 75 16.15 841.58 15.57 842.16 12.12 845.61 15.83 841.90

RFW-3B 839.21 153 34.61 804.60 34.71 804.50 29.03 810.18 33.80 805.41

RFVV-4A 830.37 62 37.14 793.23 37.00 793.37 35.03 795.34 36.71 793.66

RFW-4B 830.37 120 37.02 793.35 36.86 793.51 34.92 795.45 36.40 793.97

RFW-5A 817.50 30 DRY NA DRY NA DRY NA DRY NA

RFW-6 785.04 120 2.94 782.10 3.02 782.02 3.02 782.02 4.87 780.17

RFW-7 805.14 29 7.12 798.02 7.40 797.74 4.92 800.22 8.19 796.95

RFW-8 860.07 53 DRY NA DRY NA DRY NA DRY NA

RFW-9 862.02 49 25.57 836.45 24.64 837.38 24.24 837.78 25.06 836.96

RFW-10 852.06 58 DRY NA DRY NA DRY NA DRY NA

RFW-11A 849.32 72 NA NA NA NA NA NA NA NA

RFW-11B 849.62 116 68.37 781.25 68.49 781.13 67.26 782.36 69.90 779.72

RFW-12B 844.87 264 51.34 793.53 52.46 792.41 48.92 795.95 53.22 791.65

RFW-13 849.11 150 64.81 784.30 63.88 785.23 62.28 786.83 62.83 786.28

RFW-14B 812.39 281 53.21 759.18 53.61 758.78 52.17 760.22 54.28 758.11

RFW-16 856.14 41 DRY NA DRY NA DRY NA DRY NA

RFW-17 834.66 60.5 27.88 806.78 27.60 807.06 25.89 808.77 26.96 807.70

RFW-20 842.29 142 35.41 806.88 35.62 806.67 33.87 808.42 34.87 807.42

RFW-21 832.65 102 23.21 809.44 23.27 809.38 21.32 811.33 24.10 808.55
P11-7 805.94 • 89 31.62 774.32 30.61 775.33 27.43 778.51 29.07 776.87

PH-9 814.94 98 38.77 776.17 39.02 775.92 38.33 776.61 39.14 775.80

PH-11 820.68 78 45.26 775.42 44.04 776.64 45.21 775.47 45.06 775.62

PH-12 828.35 87 48.17 780.18 47.60 780.75 47.94 780.41 47.98 780.37

B-3 803.02 83 NA NA NA NA NA NA NA NA

Amoco 842.29 NA NA NA NA NA NA NA NA NA

Hamp. Town #22 804.96 NA 28.79 776.17 43.00 761.96 29.63 775.33 33.56 771.40

Pembroke #1 NA NA NA NA NA NA NA NA NA NA

Pembroke #2 NA NA NA NA NA NA NA NA NA NA

N. Houcks. Rd. NA NA 9.13 NA 9.71 NA NA NA 9.89 NA

E. Century St. NA NA 20.25 NA 19.29 NA NA NA 27.56 NA
Lwr. Beckleys. Rd. NA NA 56.17 NA 56.04 NA NA NA _ 54.89 NA

ar07t2-2 \ Is 7 'no-7
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Table 2-3

Effluent Characteristics Summary (July 2006 through June 2007)

Black & Decker

Hampstead, Maryland

Discharge
Number

Parameter Units „ Permit : VAR. DATE 
Limits . July:

.2006.

' August
:..2006

September
  - 200.6:-. --.

--October.
-2006

_November
-::-2006-:

December
2006

001 FLOW average
- maximum

MGD NA 0.161 0.065 0.271 0.182 0.251 0.219

MGD NA 0.234 0.095 0.901 0.657 0.988 0.630

1,1,1-Trichloroethane ugh 1 5 <5 <5 <5 <5 <5 <5

Tetrachloroethylene ugh 1 5 <5 <5 <5 <5 <5 <5

Trichloroethylene ugh 1 5 <5 <5 <5 <5 <5 <5

Total Residual Chlorine mg/1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1

Oil & Grease maximum
quarterly average

mg/1 15 <5 <5 <5 <5 <5 <5

mg/1 10 NR NR <5 NR NR <5
pH minimum

maximum
STD 6.0 6.00 6.20 6.10 6.00 6.10 6.10

STD 8.5 6.80 6.60 6.70 6.40 6.40 6.40
BOD mg/1 15 3.8 2.7 <2 5.3 6.0 <2
TSS maximum

quarterly average
mg/1 30 3.5 <2.5 9.0 14.0 7.0 <5
mg/1 20 NR NR 5.0 NR NR <5

101
(Monitoring

Point)

FLOW average
maximum

MGD NA 0.235 0.232
,

0.340 0.344 0.282 0.294

MGD NA 0.266 0.246 0.381 0.383 0.288 0.320
Fecal Coliform MPN/100m1 200 <2 <2 <2 <2 <2 <2

201
(Monitoring

Point)

FLOW average
maximum

MGD NA 0.217 0.203 0.209 0.204 0.210 0.308

MGD NA 0.253 0.234 0.246 0.242 0.238 1.020

1,1,1-Trichloroethane ug/I NA <5 <5 <5 <5 <5 <5
Tetrachloroethylene ug/I NA <5 <5 <5 <5 <5 <5
Trichloroethylene ug/1 NA• <5 <5 <5 <5 <5 <5

DMR - Discharge Monitoring Report

NA - Not Applicable

NR - Not Reported
* As noted on the DMR dated 6/30/04, a collection or lab error on the
oil/grease caused month/quarter to register high. Follow up tested <5 ppb
as in the past.

B&D-2\ANREP02\ar07t2-3.xls
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Table 2-3

Effluent Characteristics Summary (July 2006 through June 2007)

Black & Decker

Hampstead, Maryland

Discharge
Number

Parameter

,

Units . Permit'   : DMR DATE

' Limits January
2007.

February.
:::.2007

March.  
2007

. Ago-
2007..

May
.2007

June
2007

001 FLOW average

maximum

MGD NA 0.113 0.132 0.317 0.218 0.180 0.089

MGD NA 0.132 0.302 0.693 0.249 0.241 0.103

1,1,1-Trichloroethane ugh 1 5 <1 <1 <1 <5 <5 <5

Tetrachloroethylene ugh 1 5 <1 <1 <1 <5 <5 <5

Trichloroethylene ugh! 5 <1 <1 < 1 <5 <5 <5

Total Residual Chlorine mg/1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1

Oil & Greasc maximum
quarterly average

mg/I 15 <5 <5 <5 <5 <5 <5

mg/I 10 NR NR <5 <5 <5 <5

pH minimum

maximum

STD 6.0 6.00 6.00 6.40 6.70 6.80 6.70

STD 8.5 6.90 6.90 7.10 6.90 7.30 8.30

BOD mg/1 15 <2 3.0 4.0 2.0 0.0 <2

TSS maximum
quarterly average

mg/I 30 <4 <4 17.0 6.0 <4 6.0

mg/1 20 NR NR 17.0 NR NR 6.0

101
(Monitoring

Point)

FLOW average

maximum
MGD NA ND ND 0.037 0.069 0.068 0.028

MGD NA ND ND 0.333 0.330 0.281 0.251
Fecal Coliform MPN/100m1 200 ND ND 1.0 8.0 <2 <2

201
(Monitoring

Point)

FLOW average

maximum

MGD NA 0.209 NR 0.250 NR NR 0.237

MGD NA 0.368 NR 0.693 NR NR 0.801

I ,1,1-Trichloroethane ug/I NA <1 NR <1 NR NR <5

Tetrachloroethylene ug/I NA < 1 NR < 1 NR NR <5

Trichloroethylene ug/1 NA <1 NR <1 NR NR <5

DMR - Discharge Monitoring Report

NA - Not Applicable

NR - Not Reported
* As noted on the DMR dated 6/30/04, a collection or lab error on the
oil/grease caused month/quarter to register high. Follow up tested <5 ppb
as in the past.
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2007 are included in Tables 2-4, 2-5, 2-6, and 2-7, respectively. As found in earlier sampling events

at the Black & Decker facility, TCE and PCE were the primary VOCs detected at the highest

concentrations in the groundwater samples. The highest concentrations of TCE were detected in the

groundwater samples collected from wells EW-2 and EW-4 and the highest concentrations of PCE

were detected in the groundwater samples collected from well EW-9. The remainder of the detected

VOCs, were detected at levels well below the Federal Maximum Concentration Levels (MCLs).

The second quarter 2007 (May 2007) analytical data package is included in Appendix D. Analytical

data packages for the remaining quarters are included in the respective Quarterly Groundwater

Monitoring Reports.
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Table 2-4

Summary of Groundwater Analytical Results - August 2006

Black & Decker

Hampstead, Maryland

PARAMETER •ttiiii6;

E.W.4.: ..: kW:a.:: . :.:,:; EV: :. : . ;.':EVV:4 : :
::(1)UP).

' : DW.:4:::  : :. ' :::E*:5. 
,.

::-::::pvLC  : :  .
•

:: OY....7::: :: EV.V'r;g:: ; : :Eyy: ;::,.i.i.1:4ti

Chloromethane ug/L NS I U 1 U 1 U 2 U 1 b tu Iu lu lu I U
Bromomethane ug/L NS 1 U I U I U 2 U 1 U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 1 U 1_ U 2 U 1 .0 1 U I U 1 U 1 U 1 U

Chloroethane ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS 1 U I U I U 2 U I U I U I U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 5U IOU 5U 5U 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5 U 5 U 5 U IOU 5 U 5 U 5 U 5 U 5 U 5 U

1,1-Dichloroethene ug/L NS 1 U 1 U 1 U 2 U l'U 1 U 1 U 1 U 1 U 1 U
1,1-Dichloroethane ug/L NS 1 U 1 U 1 U 2 U I U 1 U 0.94 J 1 U 1 U 1 U
1,2-Dichloroethene (total) ug/L NS 2.6 1.9 2 2'U I U 1 U 8.6 20 1 U 1 U

Chloroform ug/L NS 1 U 1 U 1U 2U I U 1 U 1U 1U 1 U 1U
1,2-Dichloroethane ug/L NS I U 1 U 1 U 2 U 1 U 1 U 1 U 1 U 1 U 1 U

2-Butanone ug/L NS ' 5 U 5 U 5 U 10 U 5 U 5 U 5 U 5 U 5 U 5 U

I . I . I -Trichloroethane ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U 1 U 1 U 1 U 1 U

Carbon Tetrachloride ug/L NS 1 U I U I U 2 U 1 U 1 U 1 U 1 U 1 U I U

Bromodichloromethane ug/L NS 1 U 1 U 1 U 2 U .1U 1 U 1 U 1 U I U 1 U

1,2-Dichloropropane ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U 1 U 1 U 1 U 1 U
cis-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U I U. 1 U 1 U 1 U
Trichloroethene ug/L NS 460 160 160 770 250 12 7.3 11 1.3 1 U

Dibromochloromethane ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U 1 U 1 U 1 U 1 U

1,1,2-Trichloroethane ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U I U 1 U 1 U 1 U

Benzene ug/L NS 1 U 1 U 1 U 2U 1U 1U 1U 1U 1 U 1 U
Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U 2 U I U 1 U 1 U 1 U 1 U 1 U

Bromoform ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U I U 1 U I U 1 U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U 10 U 5 U 5 U 5 U 5 U 5 U 5 U

2-Elexanone ug/L NS 5 U 5 U 5 U 10 U 5 U 5 U 5 U 5 U 5 U 5 U

Tetrachloroethene ug/L NS 52 4.2 4.3 18 12 25 13 65 160 5

1.I.2,2-Tetrach I oroethane ug/L NS 1 U I U I U 2 U 1 U 1 U 1 U I U 1 U I U

Toluene ug/L NS I U I U I U 2U 1 U 1 U 1 U I U I U I U

Chlorobenzene ug/L . NS 1 U 1 U I U 2 U 1 U 1 U 1 U 1 U 1 U 1 U

Ethylbenzene ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U I U I U 1 U 1 U

Styrene ug/L NS 1 U 1 U 1 U 2 U I U 1 U 1 U 1 U 1 U 1 U
Xylene (total) ug/L NS 1 U 1 U 1 U 2 U 1 U 1 U 1 U I U I U 1 U

Notes: U = Compound was analyzed for but not detected. -Value shown is the method detection limit for quantification.
J =Indicates an estimated value.
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Table 2-4

Summary of Groundwater Analytical Results - August 2006

Black & Decker -

Hampstead, Maryland

f:••••• . '':':•:.:':::'-:"'"'.'" -
.PARAMETER

::"•:-..':
Units

AVV.k•41:A ov.v.1:1) to:8;ii. 4.k
.

110:VV•Ig RFNv: 513..11pW4k flr.W.:4:4.0 iivw;i40
:::(PUP):::

108v$4 itvv.v:.:c i0W]i:,7t :v.v* t,-i.:tm: 9 1.04,,:4o.:

Chloromethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Bromomethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Vinyl Chloride ug/L 1 U I U I U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Chloroethane ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Methylene Chloride ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS I U NS

Acetone ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

Carbon Disulfide ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

1,1-Dichloroethene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.2 NS

1,1-Dichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,2-Dichloroethene (total) ug/L 1 U 1 U 1 U 1 U 7.5 1 4.3 4.7 NS 1.2 1 U NS 6.3 NS

Chloroform ug/L 1 U 1 U 1 U 1 U 1 U 0.93 J 1 U 1 U NS 1 U 1 U NS 1 U NS

I ,2-Dichloroethane ug/L I U 1 U 1 U 1 U 1 U I U 1 U 1 U NS 1 U 1 U NS 1 U NS

2-Butanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

1.1.1-Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.6 NS

Carbon Tetrachloride ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS I U 1 U NS 1 U NS

Bromodichloromethane ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,2-Dichloropropane ug/L 1 U 1 U 1 U 1 U 1 U 1 U i U 1 U NS 1 U ' 1 U NS 1 U NS

cis-1,3-Dichloropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Trichloroethene ug/L I U 1 U 1.5 1 U 6.3 43 13 6.3 NS 8.1 6.7 NS 17 NS

Dibromochloromethane ug/L 1 U . 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,1,2-Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Benzene ug/L 1U 1U 1 U 1U 1 U 1 U 1U 1U NS 1 U 1 U NS 1U NS

Trans-1,3-Dichloropropene ug/L 1 U 1 U 1 .0 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS '

Bromoform ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

4-Methyl-2-pentanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

2-1-lexanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

Tetrachloroethene ug/L 1 U 1 U 1 U 1 U 5 49 43 30 NS 5.2 1 U NS 2.9 , NS

1.12,2-Tetraehloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS '

"Foluene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Chlorobenzene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Ethylbenzene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

Styrene ug/L 1U 1U 1U 1 U 1U 1U 1 U 1 U NS 1 U 1 U NS 1 U NS

Xylene (total) ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Notes: DUP = Duplicate sample
NS =Not sampled

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Table 2-4

Summary of Groundwater Analytical Results - August 2006

Black & Decker

Hampstead, Maryland

PARAMETER ...thiits'

RENV kVA RiViittPRF.W.42i3:kiiNy43 IREW46::RFV.V.47:
• ::::: .

;REW40

:.

:R-FW:at
•

.Iiii;i4:#22Ti*hW:LC:i00'1'..:

:I DO:Wy:::: :
:OAOW

:1"tWtil:
:: Leister
::::Res, #2

iiiii
:!13lapk...:

Chloromethane ug/L NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

13romorncthane ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/1_, NS I U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U 1 U 1 U

Chloroethane ug/L NS I U I U 1 U NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS I U 1 U 1 U . NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 5U NS 5U 10 U IOU 10 U IOU 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5 U 5 U 5 U. NS 5 U NA NA NA NA 5 U 5 U 5 U 5 U

1,1-Dichloroethene ug/L NS 1 U 0.76 J 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1,1-Dichloroethane ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1,2-Dichloroethene (total) ug/L NS 1 U 6.4 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U 1 U 1 U

Chloroform ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1,2-Dichloroethane ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U . 1 U 1 U 1 U 1 U

2-Butanone ug/L NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 5 U 5 U . 5 U 5 U

I .1 .1-Trichloroethane ug/I., NS 1 U I U I U NS 1 U 0.5 U 0.5 U 0.5 U 0,5 U 1 U I U 1 U 1 U

t. arhon Tetrachloride tig/L, NS 1 U 1 U I U NS I U 0.5 U 0.5 U 0.5 U 0.5 U I U I U 1 U 1 U

13romod i eh I o ro m e th an e ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U I U

1,2-Dichloropropane ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U I U 1 U

cis-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Trichloroethene ug/L NS 19 320 15 NS 1 U 1.4 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Dibromochloromethane ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1,1,2-Trichloroethane ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Benzene ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Bromoform ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U . 10 U 5 U 5 U 5 U 5 U

2-Hexanone ug/L NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 5 U 5 U 5 U 5 U

Tetrachloroethene ug/L. NS I U 27 46 NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1.1.2.2-Tetrachloroethane ug/L NS I U I U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U I U 1 U

Toluene ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Chlorobenzene ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Ethylbenzene ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U 1 U 1 U

Styrene ug/L NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Xylene (total) ug/L NS 1 U 1 U I U NS I U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U 1 U 1 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection

and Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.

NS Not sampled

U = Compound was analyzed but not detected.
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Table 2-5

Summary of Groundwater Analytical Results - November 2006

Black & Decker

Hampstead, Maryland

.. . .. •
13-00lia:EW'.:-.. ::.V.iii4

g:Vil:.r- sE8V•4•::::;::EVV4j :EW.4f::::::

,

:gW.:::5 ::EN'.ii..'.4.":g

'

tVV....:71.: EN.):V:-8.<
..i
: ::::EN*.;.9..g l'i:.)Y.9.g

: (MR)
EV..V.:;0..:::

Chloromethane ug/L NS 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Broinomethane ug/L NS I U 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Chloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1.4

Acetone ug/L NS 5 U 6.4 5 U 5 U 5.7 5 U 5 U 5 U 5 U 5 U

Carbon Disulfide ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

1,1-Dichloroethene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 J 1 U 1 U 1 U 1 U

1,1-Dichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,2-Dichloroethene (total) ug/L NS 3.6 2.2 1 U 1 U 1 U 8.8 35 1.4 1.4 1 U

Chloroform ' ug/L NS 1 U 1 U 1U 1U 1 U 1U 1 U 1 U 1U 1U

1,2-Dichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

2-Butanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

I ,I,1-Trichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Carbon Tetrachloride ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Brornodichloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,2-Dichloropropane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U I U

cis- L3-Dichloropropene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Trichloroethene ug/L NS 420 180 840 230 11 6.9 16 2.1 1.9 1 U

Dibromochloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,1,2-Trichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Benzene ug/L NS 1U 1U 1U 1U 1 U 1 U 1 U 1 U 1U 1 U

Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Bromoform ug/L NS 1U 1 U 1U 1 U 1U 1 U 1U 1U 1 U 1 U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

2-11exanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

Tetrachloroethene ug/L NS 56 4.6 16 10 21 14 100 230 220 5.4

1.1,2,2-Tetrachloroethane ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Toluene ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Chlorobenzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Ethylbenzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Styrene ug/L NS 1U 1U 1U • 1 U 1U 1 U 1U 1U 1U 1U
Xylene (total) ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.
J = Indicates an estimated value.
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Table 2-5

Summary of Groundwater Analytical Results - November 2006

Black & Decker

Hampstead, Maryland
::,.;.,.i. ::: : .,.::. ............... .... ......... . .. .  

: PAIZA81:0':E.R:." :'-g :..Liiiitg 

.. .  
'IlFW4A

...  
RF.W1B:

.
12FW2A

.
:12FIV.i2B :RFIVAB::RF.W4A:.

. . ..
l'IV:VV..,4B

: : 
IIFNV4B

:::(1)1I:g).  

:11.FW4A :12}7W0::::R:Ii'W4::: RFNKS.' :FS).Y9::' kl.?.N.1.'.:4O

Chloromethane ug/L I U 1 U 1 U I U 1 U 1 U
,-

1 U 1 U NS 1 U 1.7 NS 1 U NS

Bromomethane ug/L 1 U 1 U I U 1 U 1 U I U 1 U 1 U NS I U I U NS 1 U NS

Vinyl Chloride ug/L 1 U I U 1 U I U I U 1 U I U 1 U NS 1 U I U NS 1 U NS

Chloroethane ug/L 1 U I U 1 U I U I U 1 U .1 U 1 U NS 1 U 1 U NS 1 U NS

Methylene Chloride ug/L 1 U I U 1 U 1 U 1.3 7.2 1 1 U NS 1 U I U NS 1 U NS

Acetone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 8 NS 5 U 5 U NS 5 U NS

Carbon Disulfide ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

1,1-Dichloroethene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1:1 NS

1,1-Dichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 NS

1,2-Dichloroethene (total) ug/L 1 U 1 U 1 U 1 U 8.4 1.2 8.5 7.4 NS 1 1 U NS 13 NS.

Chloroform ug/L 1 U 1 U 1 U 1 U 1 U 1.2 1 U 1 U NS 1 U 1 U NS 1 U NS

1,2-Dichloroethane ug/L 1.0 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

2-Butanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

I , I , I -Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Carbon Tetrachloride ug/L I U I U 1 U 1 U 1 U 1 U I U 1 U NS 1 U 1 U NS 1 U NS

Bromodichloromethane ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1.2-Dichloropropane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U I U NS 1 U 1 U NS 1 U NS

cis-I,3-D ichloropropene ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Trichloroethene ug/L 1 U 1 U 2.2 1:6

_

1 U 36 9 8.8 NS 4.9 3.4 NS 16 NS

Dibromochloromethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,1,2-Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Benzene ug/L 1U 1U 1U 1 U 1 U 1U 1U 1U NS 1 U I U NS 1U NS

Trans-1,3-Dichloropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Bromofonn ug/L 1 U 1U 1U 1 U 1U 1U 1U 1U NS 1 U 1 U NS 1U NS

4-Methyl-2-pentanone ug/L 5 U 5 U 5 U 1 J 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

2-Hexanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

Tetrachloroethene ug/L I U 1 U 1 U 1 U 3 33 60 66 NS 4.1 1 U NS 6.7 NS

I .1.2.2-Tetrach 1 o roeth ane ug/L 1 U 1 U 1 U 1 U 1 U I U 1 U I U NS 1 U I U NS 1 ll NS

Toluene ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS I U NS

Chlorobenzene ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Ethylbenzene ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Styrene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS
Xylene (total) ug/L 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U NS 1 U 1 U NS 1 U NS

Notes: DUP =Duplicate sample
NS = Not sampled

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.
J = Indicates an estimated value.
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Table 2-5

Summary of Groundwater Analytical Results - November 2006

Black & Decker

Hampstead, Maryland
:.::
'PARAMETER ':11iii0940,...v.

Rk.W.:11AttF:VMtliii#:Wil211ilIVW;;13:. illSW:16 RIAV:17:::: E.ii.iiii'.:

. : ,...

'::tii:eigte. .i 

:R..w. #1 :::.:...:

]:.'::Leigifi'i 

.- Ile8 ;:#.2
Trip

::::::11314nk

RFWO: :)01.Y...4t
.:::i:i,:i:.::::::::

:Ir.**-#N,
-

Town....#23 ':•11.*.::--
:::::131ank:: 

USEPA di ilng ti.i.j4t07;::iiiietbiAl:324a

Chloromethane ug/L NS 1 U 1 U I U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.66 0.5 U 1.5

Bromomethane ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 1 U

Vin, I Chloride ug/L NS I U I U I U NS - 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlurocthane ug/L NS I U I U 1 U NS 1 U I U 1 U NS 1 U 1 U 1 U 1 U 1 U I U

Methylene Chloride ug/L NS 1 U 1 U 1 U NS

.

1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Acetone ug/L NS 5 U 5 U 8.2 NS

_

5 U 5 U 5 U NS 5 U 40 48 71 73 10 U

Carbon Disulfide ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS 5 U NA NA NA NA NA

1,1-Dichloroethene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1-Dichloroethane ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total) ug/L NS 1 U 3.7 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroform ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethane ug/L NS • 1 U 1 U . - 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U

1.1,1 -Trichloroethane ug/L NS I U 1 U 1 U NS 1 U 1 U 1 U NS . 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS . I U I U 1 U NS 1 U 1 U 1 U . NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

13romod al I oro methane ug/L NS I U I U I U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1.2-Dichloropropane ug/L NS I U 1 U 1 U NS 1U 1U • 1U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis- I ,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trichloroethene ug/L NS 19 560 3.3 NS 1 U 1 U 1 U NS 1 U 0.6 0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2-Trichloroethane ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Benzene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromoform ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U

2-1-lexanone ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS . 5 U 10 U 10 U 10 U 10 U 10 U

Tetrachloroethene tie., NS I U 41 15 NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 . 1.2.2-Tetrachloroethanc ug/L NS 1 U I U I U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

'Toluene ug/L NS I Li 1 U I U NS I U 1 U 1 U NS I U 0.3 J ' 0.2 J 0.29 J 0.44 j 0.5 U

Chlitrobenzene ug/L NS I U I U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbeniene ug/L NS I U 1 U 1 U NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS I U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U • 0.5 U

Xylene (total) ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection and

Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.
NS = Not sampled

U = Compound was analyzed but not detected.
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Table 2-6

Summary of Groundwater Analytical Results - February 2007

Black & Decker
Hampstead, Maryland

:.VARAMETEI:::.:: ::.U.ititS
: EWA ' :ENV42  EVV3 .:EW4::. .. .. :;gW5' .:EW6:---"E:VV,7::..:.. ::EVV:4; :::: EV1L9- : :EW4

..(DM::

: EW10.:..

Chloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Bromomethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U . 1 U 1 U 1 U 1 U

Chloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS 1 U. 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 5U 5U 5U • 5U 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

1,1-Dichloroethene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,I-Dichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,2-Dichloroethene (total) ug/L NS 2.7 2 1 U 1 U 1 U 7.2 23 1 1 U 1 U

Chloroform ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,2-Dichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

2-Butanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

1,1,1-Trichloroethane ug/L NS 1 U 1 U 1 U 1.6 1 U 1 U 1 U 1 U 1 U 1 U

Carbon Tetrachloride ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U. 1 U 1 U 1 U

Bromodichloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,2-D ichl oropropane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

cis-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Trichloroethene ug/L NS 400 140 1100 190 9 5.6 12 1.5 1.3 1 U

Dibromochloromethane ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1.1.2-Trichloroethane ug/L NS I U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U I U

Benzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Trans-1,3-D ichloropropene ug/L NS 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U

Bromoform ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

2-Hexanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

Tetrachloroethene ug/L NS 59 4 20 9 17 11 83 180 150 3.7

1,1,2,2-Tetrachloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Toluene ug/L NS 1 U 1 U 1U 1U 1U 1 U 1U 1U 1U 1U

Chlorobenzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Ethylbenzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Styrene ug/L NS 1 U 1 U 1 U 1U 1 U 1 U 1 U 1 U 1 U 1U

Xylene (total) ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Table 2-6

Summary of Groundwater Analytical Results - February 2007

Black & Decker

Hampstead, Maryland

.:PARAKETER.
: • • • . •

:;Viiits.

i RFW -I 8:RM.-4B•RFW,2A 1.2FW.411::.0),V.413. Avvv._0.1E:y.y.40...:RF:',W4D.
•• (DUPY:• ... • :...: 

::RFW.S.A :::::RF:VVA.:.:1-(FIV4,.•
••• •• ••• •

:•12f.)1/4:: - I114'. 9 .•'::11FW.ter

Chloromethane ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Bromomethane ug/L 1 U• 1 U 1 U I U 1 U 1 U 1 U 1 U NS 1 U 1 U NS •1 U NS

Vinyl Chloride ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

Chloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Methylene Chloride ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U . NS 1 U NS

Acetone ug/L 5U 5U 5U ' 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

Carbon Disulfide ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

I , I -Dichloroethene ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.4 NS

I . I - Dichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

I ,2-Dichloroethene (total) ug/L 1 U 1 U 1 U 1 U 6.5 1 U 4 3.8 NS 'I U 1 U NS 13 NS

Chloroform ug/L 1 U 1 U 1 U 1 U 1 U 1 1.8 1.7 NS 1 U 1 U . NS 1 U NS

1,2-Dichloroethane ug/L 1 U 1 U . 1 U 1 U '1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

2-Butanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

1,1,1-Trichloroethane ug/L . 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.7 NS

Carbon Tetrachloride ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Bromodichloromethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,2-Dichloropropane ug/L 1 U 1 U I U 1 U 1 U ' 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

cis-1,3-Dichloropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U I U NS 1 U 1 U NS 1 U NS

Trichloroethene ' ug/L 1 U . 1 U 1.3 1.4 1.2 32 48 48 NS 2.8 6.4 NS 19 NS

Dibromochloromethane ug/L I U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

I. I .2-Trichloroethane ug/L I U 1 U I U I U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

13enzene ug/L I U 1 U 1 U 1 U 1 U I U I U 1 .0 NS I U 1 U NS 1 U NS

Trans-1,3-Dichloropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Bromoform ug/L 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U. NS 1 U 1 U NS 1 U NS

4-Methyl-2-pentanone ug/L 5 U 5 U 5 U 1 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

2-Hexanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

Tetrachloroethene ug/L 1 U 1 U 1 U 1 U 2.4 30 80 84 NS 2.7 1 U NS 6.7 NS

1,1,2,2-Tetrachloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Toluene ug/L 1U 1 U 1U 1U 1U 1 U 1. U 1 U NS 1U 1U NS 1 U NS

Chlorobenzene ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U .1 U NS 1 U NS

Ethylbenzene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Styrene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS I U 1 U NS 1 U NS _
Xylene (total) ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS I U 1 U NS 1 U NS

Notes: DUI = DI plicate sample
NS = Not sampled

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.
.1= Indicates an estimated value.
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Table 2-6

Summary of Groundwater Analytical Results - February 2007

Black & Decker

Ham pstead, Maryland

PARAMETER; :i.k.InitS
RFW-11ARF.W111.3RFW42B

( )

RFV.::.1:3: RIFW.46 :RF.M/47 ti:OIS:tet-:::
:::::110:0i0:.

:::Ii.M00:i...
Res #1

:L.O.ISteif:

: -.114#2:

..3.i[J0::

: .Aii-ioc

:;'13:FW4.20...:, '11-F:.W .21::.17.6i4li.22VOWn::423 :.::Tiiii. :•T

:13ialik. 

usg1A4iiiiking*.itWiiiithoct:524a.:
Chloromethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromomethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroethane ug/L NS 1 U 5 U 1 U NS I U 1 U 1 U NS 1 U 1 U 1 U 1 U I U 1 U

Methylene Chloride ug/L NS - 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 D 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Acetone ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U 20 19 19 21 10 U

Carbon Distil fide ug/1_, NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U NA NA NA NA NA

1.1-Dichloroethene ugh.. NS I U 5 U I U NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 05 U 0.5 U

1.1-Dichloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total) ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroform ug/L NS 1 U 5 1.1 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethane ug/L NS I U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U

1,1,1-Trichloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromodichloromethane ug/L‘ NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 115 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloropropane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis-1,3-Dichloropropene ug/L NS I U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U • 0.5 U 0.5 U

Trichloroethene ug/L NS 19 520 4.6 NS 1 U I U 1 U NS 1 U 0.5 J 0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS I U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1.1.2-Trichloroethane ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Benzene ug/L NS I U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans-1,3-Dichloropropene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromoform ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

4-Methy1-2-pentanone ug/L NS 5 il 25 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U .10 U 10 U 10 U 10 I/

2-Hexanone ug/L NS 5 U 25 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U

Tetrachloroethene ug/L NS 1.5 44 22 NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2,2-Tetrachloroethane ug/L NS 1 U 5 U I U NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Toluene ug/L NS I D 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlorobenzene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbenzene ug/L NS 1 U 5 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS 1 U 5 U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Xylene (total) ug/L NS I U 5 U I U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes Samples ft orn wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drink.ng water method 524.2 at the request of the MDE Source Protection and

Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.
NS = Not sampled
U = Compound was analyzed but not detected.
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Table 2-7

Summary of Groundwater Analytical Results - May 2007

Black & Decker

Hampstead, Maryland
•:.:.:•• :• :. • ••• • ........ :

,g,,kr(Amli,13F,R,
I:: .;• :
:1J:initS

::W.J :nE:W42 ::EN)M:: :::1IVIi.'4; :::::E.VV:S ::

  ••••

:KW4: nEW4:::.:: :py,i8: :tVV.4:::: ],E.V1/A

: DUP

::M1(1.-]

Chloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Bromomethane ug/L NS 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U I U 1 U

Chloroethanane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS 1.6 1.7 17 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

1,1-Dichloroethene u NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,1-Dichloroethane ug/L NS 1 U I U 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U

1,2-Dichloroethene (total) ug/L NS 2.3 1.8 1 U 1 U 1 U 4.9 16 1 U 1 U 1 U

Chloroform ug/L NS 1U 1U I U 1 U 1 U 1 U 1U 1 U 1 U 1U

1,2-Dichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

2-Butanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

1.1,1-Trichloroethane ug/L NS 1 U 1 U 1 U 1.2 1 U 1 U I U 1.0 1 U 1 U

Carbon Tetrachloride ug/L 'NS 1 U 1 U I U 1 U I U 1 U 1 U 1 U I U 1 U

Bromodichloromethane ug/L NS I U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U I U

1,2-Dichloropropane ug/L NS 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

cis-1,3-Dichloropropene ug/L NS 1 U 1 U I U 1 U I U 1 U I U 1 U 1 U 1 U

Trichloroethene ug/L NS 390 130 1300 160 9.2 4.4 8.6 1.4 1.4 1 U

Dibromochloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

1,1,2-Trichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Benzene ug/L NS 1U 1 U 1U 1U 1 U 1U 1U 1 U 1 U 1U

Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Bromoform ug/L NS 1U 1 U 1U 1 U 1 U 1U 1U 1 U 1U 1U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

2-Hexanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

Tetrachloroethene ug/L NS 64 3.1 27 7 17 8.4 58 170 170 2.5

1.1,2,2-Tetrachloroethane ug/L NS 1 U I U 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U

Toluene ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1U 1U 1U 1 U

Chlorobenzene ug/L NS 1 U • 1 U I U 1 U 1 U 1 U 1 U 1 U I U 1 U

Ethylbenzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Styrene ug/L NS 1 U 1 U 1 U 1 U 1U 1 U 1U 1 U 1 U I U

Xylene (total) ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

DUP = Duplicate sample

NS = Not sampled
(2.5) = Dilution factor.

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.

B = Indicates that the analyte was found in the associated blank as well as in the sample.
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Table 2-7

Summary of Groundwater Analytical Results - May 2007

Black & Decker
Hampstead, Maryland

:.:-: . , ... :- . . . -:.:,•:-.!::: . f::!.::::::::::

P.AIRAMIETER ;itiiiii.g

-RFW.::IA <11VVV111

. .:: :::::::

:111FW•2ik 11PW,213 ::.1IF.W3B-:12FAV4:k. ::REW4:13II:FW:5A

  :::(1AJP.)!:::

::::11FAY+:::::RFW:4 1:t1:?W.8.... - .: . RTV.9 :1'.4f.)W !Ai:- .,

Chloromethane ug/L I U I U I U I U 1 U 1 U I U 1 U NS 1 U 1 U NS I U NS

Bromomethane ug/L I U I U I U I U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

Vinyl Chloride ug/L I U I U I U 1 U 1 U 1 U I U 1 U NS 1 U 1 U NS 1 U NS

Chloroethanane ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Methylene Chloride ug/L 3.4 2.8 2.9 3.1 3 2.8 3.1 2.2 NS 1.9 1.8 NS 1.8 NS

Acetone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 1 U 5 U NS 1 U NS

Carbon Disulfide ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 1 U 5 U NS 1 U NS

1,1-Dichloroethene ug/L 1 U 1 U 1 U 1 Li 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.1 NS

1,1-Dichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U . 1 U NS ' 1 U 1 U NS 1 U NS

1,2-Dichloroethene (total) ug/L 1 U 1 U 1 U 1 U 6 1 U 3.9 4.1 NS 1 U 1 U NS 9.6 NS

Chloroform ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1.5 1.6 NS 1 U - 1 U NS 1 U NS

1,2-Dichloroethane - ug/L 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

2-Butanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 1 U 5 U NS 1 U NS

1,1,1 -Trichloroethane ug/L 1 U 1 U I U I U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.5 NS

Carbon Tetrachloride ug/L 1 U . 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

Bromodichloromethane ug/L 1 U I U I U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,2-Dichloropropane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 5 U 1 U NS 1 U NS

cis-1,3-Dichloropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 5 U 1 U NS 1 U NS

Trichloroethene ug/L I U 1 U 1 U • 1 U 1 U 30 44 47 NS 2.3 3.2 . NS 15 NS

Dibromochloromethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,1,2-Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS . 1 U 1 U NS 1 U NS

Benzene ug/L 1U 1U 1U 1 U 1 U 1 U 1 U 1U NS 1 U 1 U NS 1U NS

Trans-1,3-Dichloropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Bromoform ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

4-Methyl-2-pentanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS I U NS

2-Hexanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 1 U NS

Tetrachloroethene ug/L 1 U 1 U I U 1 U 2.1 26 74 80 NS 2.3 I U NS 3.6 NS

I . I .2.2-Tetrachloroethane tig/1... I U I U I U I U 1 U I U I U 1 U NS I U I U NS I U NS

Toluene ug/L I U I U I U I U 1 U 1 U 1 U 1 U NS 1 U I U NS I U NS

Chlorobenzene ug/L I U 1 U I U I U 1 U 1 U 1 U 1 U NS I U 1 U NS I U NS

Ethylbenzene ug/L 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U NS 1 U 1 U NS I U NS

Styrene ug/L 1U 1 U 1U 1U 1 U 1 U 1 U 1U NS 1U 1U NS 1U NS

Xylene (total) ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

DUP = Duplicate sample

NS = Not sampled
(2.5) = Dilution factor.

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
B = Indicates that the analyte was found in the associated blank as well as in the sample.
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Table 2-7

Summary of Groundwater Analytical Results - May 2007

Black & Decker

Hampstead, Maryland

]]::PARAMET.ETC::.:.

:i.i:i::*i*i*i*

.t1.111]1(:.$

-• „: :. : • REW .tilA , - .. :. . 4PW4 1)3RPNYA2B !R.F.IV,V,4.1.3 :11WW.44ill1047:! .00..e..i

Dairy
..... ....
40i4ei.

Res ::111e.i.#.1.
...............
.!1.1 .01($1.0.,..,

Res #2

. ..... . ....  
.01)10:n.

::1]:Ti..1.4.1ik::::: . 

!0.1Y.:420: AFW421:.Ti .42.2,
1

:..::1.3140g

:t.):SgY*-41.1.plizOg..water meth.:9*5143,-.1- :

Chloromethane ug/L NS 1 U *I U I U NS 1 U I U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U • 0.5 U

Bromomethane " ug/L NS 1 U 1 U 1 U NS I U 1 U I U I U 1 U 1 U I U I U 1 U I U

Vinyl Chloride ug/L NS I U 1 U 1 U NS 1 U I U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U• 0.5 U

Chloroethanane ug/L NS 1 U 1 U I U NS 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U I U I U

Methylene Chloride ug/L NS 1.9 1.9 2 NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U .0.5 U 0.5 U

Acetone ug/L NS 5U 5U 5U NS 5U 5U 5U 5U 5U 10 U 10 U IOU . 6.6J IOU

Carbon Disulfide ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U 5 U 5 U NA . NA NA NA NA

1,1-Dichloroethene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1-Dichloroethane ug/L NS 1 U I U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total) ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U .1 U 0.5 U 0.5 U 0.5 U • 0.5 U 0.5 U

Chloroform ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethane ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone ug/L NS 5U 5U 5U NS 5U 5U 5U 5U 5U IOU IOU IOU IOU IOU

1,1,1-Trichloroethane ug/L NS 1 U 1 U 1 U

.

NS 1 U 1 U 1 U I U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS I U I U I U NS I U I U I U 1 U I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

13roinodichloromethane tig/1.. NS 1U HU I U NS I U I U . 'I U I U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1.2-Dichloropropane ug/L NS I U I U I U NS I U I U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis-1,3-Dichloropropene ug/L NS I U I U 1 U NS I U I U I U 1 U I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trichloroethene ug/L NS 15 20 3.7 NS 1 U 1 U 1 U I U I U 0.6 .0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS 1 U 1 U I U NS 1 U I U 1 U 1 U I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2-Trichloroethane ug/L NS . 1 U 1 U 1 U NS I U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Benzene ug/L NS I U 1 U - 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromoform ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U 5 U 5 U 10 U 10 U 10 U 10 U 10 U

2-Hexanone ug/L NS 5U 5U 5U NS • 5U 5U 5U 5U 5U 10 U 10 U IOU 10 U 10 U

Tetrachloroethene ug/L NS I U 5 16 NS I U I U • 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

I . I ,2,2-Tetrachloroethane ug/L NS I U I U I U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U . 0.5 U

Toluene ug/L NS I U I U I U NS I U 1 U I U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlorobenzene ug/L NS I U I U I U NS 1 U I U 1 U 1 U 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbenzene ug/L NS I U 1 U I U NS 1 U I U 1 U
-

I U I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS I U 1 U 1 U NS 1 U I U 1 U 1 U I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Xylene (total) ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U 1 U 1 U 0.5 U 0.5 U • 0.5 U 0.5 U 0.5 U

DUP =Duplicate sample

NS = Not sampled

(2.5)= Dilution factor.

Note: Samples from wells RFW 20&21, Town-22&23 are analyzed with USEPA Method 524.2 at the request

of the MDE Source Protection and Appropriation Division. Samples from all other wells are analyzed with

U = Compound was analyzed flit but not detected. Value shown is the method detection

J = Indicates an estimated value.

B = Indicates that the analyte was found in the associated blank as well as in the sample.
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3. OPERATION AND MAINTENANCE OF THE TREATMENT SYSTEM

A summary of the maintenance activities that were performed on the extraction and treatment

system during the reporting period (July 2006 through June 2007) is provided in Table 3-1. This

table is comprehensive in summarizing significant maintenance events or activities, while not

including those activities considered unworthy of note (such as replacement of light bulbs,

lubrication of moving parts, as appropriate, or other routine activities).

\\Nswcl \CLIENT\ I \ IndustrialTolders A-RB&D-Hampstead 2006-2007\07 ReportskAnnual_2007 \ANRPT-07 doc
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Table 3-1

Treatment System Maintenance Activities (July 2006 through June 2007)

Black & Decker

Hampstead, Maryland

Event/Correct-Mt-Action-

. .... . . . . .
•:

. ... . ... .. .

August 2006
EW-10 went down. The pump motor was burned out . A new pump and motor were installed. The

well was down for 7 days. The well is back online.

October 2006 Replaced the pump in well EW-8. Bleached the well, the well is back in service.

October 2006 Replaced the pump in well EW-7. Bleached the well, the well is back in service.

December 2006 Low wet well alarm. Substation tripped out. Restored power to substation.

December 2006
Pump in well EW-3 is surging between 0-30 GPM. A new pump is installed and the well is

pumping 38 GPM. The well was down for two days.

December 2006
Pump in well EW-2 went down. A new pump and motor was installed The well was down for six

days. The well is now back online.

December 2006
Alarm at the air stripper. High column and blower failure. Switch blowers, air stripper back

online.

January 2007 Alarm at stripper, due to power outage. Power was restored, the system is back online.

March 2007
Electricity turned off to wells EW-1 through EW-5 to repair electrical connections. Wells were off

for a few hours. The wells are back online.

May 2007

Power failure at the air stripper building and extraction wells, power was off for 24 hours. A

backup power feed was run to the air stripper and the extraction wells. Once power was restored to

the wells, only wells EW-2, 4 & 6 could be run without tripping the high column alarm.

Adjustments were made to the Moore Controllers, all wells are back online. Wells EW-2,4 & 6

were the only wells pumping for 3 days.



4. TREATMENT SYSTEM PERFORMANCE EVALUATION

During the reporting period of July 2006 to June 2007, depth-to-water measurements were collected

in all site monitor wells on a monthly basis. A groundwater elevation contour map was constructed

each month to verify that the groundwater extraction system was providing a hydraulic barrier to

prevent any groundwater contamination from migrating off-site. Pumping rates were adjusted as

necessary to ensure that hydraulic control was being maintained across the site. Significant

drawdown has been observed in both shallow and deeper monitor wells throughout the long-term

pumping of the extraction well system, indicating that considerable interconnection exists between

the shallow and deeper groundwater.

As evidenced by the groundwater elevation contour map (Figure 2-1), groundwater flow is still

principally to the southwest, with some components to the south and east. However, depressions in

the groundwater surface, due to the pumping of the extraction wells, are evident on the map and the

flow lines indicate that direction of groundwater flow is toward the extraction wells. The system as

presently configured is successful in meeting the objective of capturing on-site groundwater,

thereby reducing the potential off-site migration of contaminated groundwater. The system is also

successful in treating the collected groundwater to remove the VOCs from the water. The laboratory

analytical results of the treated discharge water indicate that no VOCs are present.

\\ Nswc 1 \CLIENT\ I \Inclustnal \ Folders.A-F\B&D-Hampstead 2006-2007\07 ReportslAnnual_2007\ANRPT-07.doc
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5. RECOMMENDATIONS

As discussed in Section 4, the treatment system has created a hydraulic boundary that prevents

the off-site migration of groundwater. The extraction system will continue to operate as currently

configured to pump and treat contaminated groundwater. Depth-to-water measurements will

continue to be collected on a monthly basis in all site monitor wells to construct a groundwater

elevation contour map for the site. The groundwater elevation contour map will be used to verify

that the required area of groundwater capture is being maintained. If necessary, pumping rates

will be adjusted to maintain groundwater capture due to seasonal fluctuations in groundwater

elevations. The treatment system will also continue to operate as currently configured, as data

collected have proven that the treatment system is fully effective in removing VOCs from the

extracted groundwater.
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APPENDIX A
WITHDRAWAL REPORTS



Operated By:

Maryland Environmental Service
259 Najoles Road, Millet sville MD

NMI 1111114,1111 NS IIIIIII MB MN NM le NM NM EMI 11.11 NIB 1111140111111

MARYLAND DEPARTMENT of lhe ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, I WO WASHINGTON I3LVD, BALTIMORE, MD 21230
Facility: I3TR Capital Group Permit Number: 02-D1'-0022 Mond,: APRIL
Address: 626 Hanover Pike. Hampstead Maryland 0 )crilor Justin IA els Year: # 2007

Certification # 8406
Final Effluent ou tfa II 001

Dalian 101 J Outfall 201 CommeinsDal( App.... Discharge

N1GD

pH

au

02

iiig/1

Tetnrldurnethylote

tipl

1,1.1•Trx1doranNakc

.10

TnchbaorUseno

ug/1

BOD5

ne

TSS

nigh I

O&G

Ing/I

Flow

MOD

Fecal

opt

.

Basin

Indies

A111111

((pd

Hypochioritc

Cipd

Post 02 TetacIdorodlOtlic

mg/1

1.1.1.Trichkroethisu

tie

Tricia...maw

lie awl

Discharge

ingdclear 01350
0.00000 0.0 0.214096CICilf 02l10
0.27000 1.0 20.0 5.0 0.235441, cap 0.1920 6.4 0.0(1
,

'0.26500 3.0 20.0 2.8 0.227415. , Ica'. 0 3030 < (.00 < 1.00 < 100 2.0 6.0 < 5.0 0.26900 8 7.0 20.0 3.4 < I < I < I 0.2049450 1910 9 7 0u0
0.33000 ' 10.0 20.0 3.0 0.2391011)2280
0.07000 15.0 0.0 5.0 0.199754clear 0.2040
0.00000 12.0 0.0 0.219610clear 0.2020
0.00000 12.0 0.0 0.2243519 clear 0.2030
0.00000 12.0 0.0 0.21961010 clear 0.2200 6.7 0.00
0.00000 11.0 0.0 0.23556911 clear 0.2000
0.00000 10.0 0.0 0.20619512 clear 0.2080 6.8 0.00
0.00000 8.0 0.0 0.22093413 clear 0.2370
0.00000 7.0 0.0 0.23607714 clear 0.2090
0.00000 6.0 0.0 0.21744215 dear 0.2110 -
0.00000 3.0 0.0 0.2152741 cliar 0 2170
0.00000 1.0 0.0 0.23379617 dear 0.2100 6.9 0.00
0.27900 1.0 20.0 1.4 0.2071471 dear 0.2240
0.30500 4.0 20.0 2.4 • 0.22778419 dear 0.2060 6.7 0.00
0.28900 3.0 20.0 2.3 0.21624120 clear 0.2490
0.00000 < 2 11.0 0.0 3.2 0.23509921 clear 0.2290
0.00000 11.0 0.0 0.22071622 'clear 0.2160
0.00000 11.0 0.0 0.21630323 clear 0.2370
0.00000 9.0 0.0 0.239728

T-
24 clear 0.2270 6.9 0.00

0.00000 8.0 0.0 0.21305125 clear 0.2460
0.00000 7.0 0.0 0.222.38326 , clear 0.2350 6.8 0.00
0.00000 ' 6.0 0.0 0.232564_77

I

 clear_ 0.2390
0.00000 0.0 0 0 0.212030
0.00000 0.0 (1.0

0.237590

,. km 0.2240
0 00000 010 0.0 0.232478
0.00000 0.0 20.0 2.5 0.233701

1. owl 6.5500 54.3 0.0 0.0 0.0 - ' 6 0 2.07700 9 194.0 160.0 0.0 31.0 0.00 0.00 0.00 6.69643Avcrtge 0.2143 6.8 <0.10 0.0 0.0 0.0 2 6 0 0.06923 5 6.7 5.3 #DIV/O! 3.1 0.00 0.00 •0.00 0.22321Minininn 0.1450 6.7 <0.10 0.0 0.0 0.0 2 6 0 0.00000 1 0.0 0.0 0.0 1.4 0.00 0.00 0.00 0.19975

.

•
MaAillIiill- . 0.2490 6.9 <0.10 0.0 0.0 0.0 0.33000 15.0 20.0 0.0 5.0 0.00 0.01) 0.00 0.23973 , M012 3-15-07



incraied I

\ laryland Iiivironmental Service

259 Na oles Road. Millersville MD

MARYLAND DEPARTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Facility: 13TR Capital Group 

Address: 626 Hanover Pike, Hampstead Maryland 
Permit Number: 02-DP-0022

Operator: Justin Myers

Certification # 8406

Month: MAY

Year: # 2007

Final Effluent outfall 001 Outfall 101 Outfall 201 Comments

Date Appearance Discharge

MUD

pH

su

C12

mg/1

Tetrachloroohylece

ug/1

1,1,1-Trichlomethane

ugh

Trichloroethene

ugh

BOD5

mg/1

TSS

mg/I

O&G

mg/1

Flow

MOD

Fecal

mpn

Basin

Inches

4.0

Alum

Gpd

Hypochlorite

Gpd

Post C12

mg/1 

Tetnichloroetlkyleue

ug/1

1.1.1-Trichloroethane

ug/1

Trichloroethene

ugh]

Discharge

mgd

1 clear 0.2280 7.0 6.00 0.27300 20.0 4.0 3.4 0.205082

2 clear 0.2230 < 1.00 < 1.00 < 1.00 < 2.0 • < 7.0 < 5.0 0.24300 7.0 20.0 6.0 2.0 < 1 < 1 < 1 0.226536

3 clear 0.2370 6.9 0.00 0.28100 10.0 20.0 6.0 3.0 0.236101

4 clear 0.2280 0.16500 14.0 20.0 6.0 5.0

.

0.225437

5 clear 0.2190 0.00000 15.0 0.0 6.0 5.0 0.228402

6 clear 0.2080 0.00000 15.0 0.0 0.0 0.258898

7 clear 0.2190 6.9 0.00 0.00000 16.0 0.0 0.0 0.212236

8 clear 0.2190 0.00000 14.0 0.0 0.0 0.217067

9 . clear 0.2290 0.00000 12.0 0.0 0.0 0.229163

10 clear 0.2040 7.1 0.00 0.00000 12.0 0.0 0.0 0.210809

11 clear 0.2410 0.00000 11.0 0.0 0.0 0.248051

12 clear 0.2330 0.00000 10.0 0.0 0.0 0.241409

13 clear 0.2000 0.00000 10.0 0.0 0.0 0.197610

14 clear 0.2260 7.3 0.00 0.00000 8.0 0.0 0.0 0.251108

15 clear 0.2120 7.3 0.00 0.00000 8.0 0.0 0.0 0.223139

16 clear 0.2100 0.00000 7.0 0.0 0.0 0.219141

17 clear 0.2150 6.8 0.00 0.00000 6.0 0.0 0.0 _ 0.250152

18 clear 0.2290 0.00000 5.0 0.0 0.0 0.223663.

19 clear 0.2160 0.00000 4.0 0.0 0.0 0.228516

20 clear 0.2050 0.00000 4.0 0.0 . 0.0 0.228516

21 clear 0.2230 0.00000 3.0 0.0 0.0 0.239637

22 clear 0.1970 _ 7.1 0.00 0.00000 2.0 0.0 0.0 0.219060

23 clear 0.1020 0.00000 2.0 0.0 0.0 0.251156

24 clear 0.0810 7.2 0.00 0.00000 1.0 0.0 0.0 _ 0.224226

25 clear 0.0630 0.00000 0.0 0.0 0.0 0.114333 Power outtage

26 clear 0.1080 0.00000 0.0 0.0 0.0 0.059944

27 clear 0.0810 0.19700 0.0 0.0 0.0 0.042610

28 clear 0.0850 0.22000 1.0 . 20.0 5.0 2.7 0.080118 Power restorec

29 clear 0.0930 6.9 0.00 0.26400 5.0 20.0 5.0 4.2 0.261001

30 clear 0.0850 0.20500 < 2 8.0 20.0 4.0 4.2 0.229117

31 clear 0.0750 7.1 0.00 0.26500 12.0 10.0 5.0 3.9 0.217897

Iota' 5.5940 77.6 0.00 0.0 0.0 0.0 2 0 0 2.11300 1 226.0 150.0 47.0 33.4 0.00 0.00 0.00 6.50014

Average 0.1805 7.1 <0.10 0.0 0.0 0.0 2 0 0 0.06816 1 7.3 4.8 1.5 3.7 0.00 000 0.00 0.20968

Minimim 0.06 6.8 0.00 0.0 0.0 0.0 2 0 0 0.00000 1 0.0 0.0 0.0 2.0 0.00 0.00 0.00 0.04261

Maximim 0.24 7.3 <0.10 0.0 0.0 0.0 0 0 0 0.28100 1 16.0 20.0 6.0 5.0 0.00 0.00 0.00 0.26100 MOR 3-15-07

1111 11111 MN 1E11 11111 Mil file UM NM 1111111111111
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Operated By:

Maryland Environmental Service

259 Najoles Road, Millersville MD

MARYLAND DEPARTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Facility: BTR Capital Group Permit Number: 02-DP-0022 Month: June

Address: 626 Hanover Pike, Hampstead Maryland Operator: Justin Myers Year: # 2007

Certification # 8406

Final Effluent outfall 001 Outfall 101 Outfall 201 Comments

Date Appearance Discharge

MGD

p1-1

sit

Cl2

mg/I

r,inena.,0,,.i,e,

tag/1

r. tr.raeuereatnen.

uel

Trichloroclhene

ug/1

BODs

mg/I

TSS

ingil

G&G

mg/I

Flow

MOD

Fecal

m.n

Basin

Inches

14.0

Alum

Gpd

Hypoehloritc

• Crpd

Post Cl2

mg/1

Tctrachtmoethyienc

ugil

1,1,1•Trichloroothane

ug/I

Trichlotoohene

uo

Discharge

mgd

1 clear 0.0910 0.00000 10.0 1.0 4.4 0.242372

2 clear 0.0820 0.00000 14.0 0.213501

3 clear 0.0800 0.00000 12.0. 0.222633

4 clear 0.0840 0.00000 10.0 0.222193

5 clear 0.0830 6.9 0.00 0.00000 10.0 0.227825

6 clear 0.0870 0.00000 9.0 0.226767

7 clear 0.0850 7.0 0.00 0.00000 8.0 0.234820

it clear

.

0.0970 .. 0.00000 7.0 0.224084

9 clear 0.0890 0.00000 7.0 0.217635

10 clear 0.0850 0.00000 7.0 0.216955

11 clear 0.0900 0.00000 6.0 0.238084

12 clear 0.0870 7.0 0.00 0.15700 5.0 0.5 6.0 4.6 0.210264

13 clear 0.0930 < 1.00 < 1.00 < 1.00 < 2.0 6.0 < 5.0 0.21600 < 2 5.0 20.0 3.0 3.8 0.225492

14 clear 0.0910 7.4 0.20800 7.0 20.0 3.0 2.6 0.229432

15 clear 0.0860 0.25100 9.0 20.0 6.0 3.3 0.195354

16 clear 0.0990 0.00000 12.0 3.0 0.241414

17 clear 0.0860 • 0.00000 11.0 0.235414

18 clear 0.0900 0.00000 11.0 0.220001

19 clear 0.1030 .7.0 0.00 0.00000 10.0 0.232132

20 clear 0.0820
-

0.00000 9.0 ' 0.210707

21 clear 0.0920 7.0 0.00 0.00000 8.0 0.223193

22 cleat 0.0920 0.00000 7.0 0.227355

23 clear 0.0900 0.00000 7.0 0.225068

24 clear 0.0850 0.00000 6.0 0.218373

25 clear 0.0920 0.00000 5.0 0.242538

26 clear 0.0900 8.3 0.00 0.00000 4.0 0.226361

27 clear 0.0890 0.00000 4.0 0.219677 _

28 clear 0.0880 6.7 0.00 0.00000 3.0 0.221574

29 clear 0.1010 0.00000 2.0 0.238906

30 clear 0.0870 0.00000 1.0 0.229685 _
31

Total 2.6760 57.3 0.00 0.0 0.0 0.0 2 6 0 0.83200 1 230.0 70.5 19.0 21.7 0.00 0.00 0.00 6.75981

A verav 0.0892 7.2 <0.10 0.0 0.0 0.0 2 6 0 0.02773 1 7.7 14.1 3.8 3.6 #DIV/0! #DIV/0! #DIV/0! 0.22533

Min imim 0.08 6.7 0.00 0.0 0.0 0.0 2 6 0 0.00000 1 1.0 0.5 1.0 2.6 0.00 0.00 0.00 0.19535
Maximini 0.10 8.3 <0.10 0.0 0.0 0.0 6 0 0.25100 1 14.0 20.0 6.0 4.6 0.00 0.00 0.00 0.24254 MOR 3-15-07



APPENDIX B
DISCHARGE MONITORING REPORTS



MIN 11111 11111 111111 NMI 111111 11113 INN in 111111e

PERmiTTEE NAME/ADDRESS (Include
Nante/Loccuion if d(Ifereni)

NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT 7-19 AiR

(2-16)

• MD0001881 
PERMIT NUMBER

001
DISCHARGE NUMBER

State Discharge Permit

02-DP-0022
Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98Hampstead, MD 21074 MONITORING PERIOD
FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 04 01 07 04 30 *** NO DISCHARGE ***

20-21 22-23 24-25 26-27 ( 28-29) (30-3/ ) NOTE: Read instructions before completing this form.
,

PARAMETER
(32-37 )

( 3 Card Only) QUANTITY OR LOADING
( 46.5.31 f 54-61 )

( 4 C(III) Only) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46-53 ) ( 54-61 ) NO

EX

FREQUENCY
OF

ANALYSIS
( 64-68 )

SAMPLE
TYPE
( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS (62-63)

(20 DEG. C)
00310 1 0 0
EFFLUENT GROSS VALUE

MEASUREMENT
****

****** 2 ( 19)

MG/L

0
ONE/
MONTH

GRAB

.... PERMIT •

•• REQUIREMENT • •
,..*44,,.#4,***,,

'. • !..;•:;,44.,.1, :, .,,..7

****** ' '••

."is..-S1t :.., ', .;,,i....

. ...„. .

• .'•;•• •****** 

. 

:4**,*:** • • :

• ....-.. ,.‘• ,

„. 
. 15 
*' • '‘•... .. .,.

911E/:' •••
' .: 'MONTH..•

,.. „. .
GRAB. 
. .

pH

00400 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT ****** ****** 6.7 ****** 6.9 ( 12)

SU

0

TWO/
WEEK

GRAB

PERMIT '
REQUIREMENT

• .• ••• . •

... •••.::,: 41),,'•, v.:
•.‘'.******• •

',•-(1̀ ii.V41.i., ••• , ,****

• -**** 

't•:•: '(/•,,,1:5);/ -.:

6‘r '. 
: 

-  ,- r 

•

'."b• ? WEEK 6 
r
i.: - 

I•; 
F.•A

SOLIDS, TOTAL
SUSPENDED
00530 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT ****** ******

****

.****** 6 6 ( 19) 0
ONE/
MON TH

GRAB

''S•g.FifY111:7r,.. '.-- "kouii-iitivith412.;i- • ******.- - ..: •*. • • • '.**4**.*:. ., ';•. , . -

.... , ; ••,
-.‘ ******* 4

,:.::;. -- , 4 ,, -.;..,...
..''', er2O , -

an

- .0v. ,..; .
••• -

. , 14.!:,5.14n-1
GRAB
• • .'.

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 218333 249000 ( 07)

GPD

****** ****** ******

****

0
MEASURED RECORD

...,. , PERMIT .. •

;:',..FikiiIii6E.6..,i6R
• REPORT

.,. , 7-. - - -
,`C'•"f•REPORT • ,

' .i:-. •;.•-,--4 /.
:. s Ili •k,..*.#1.. . ' ;.‘10,.*:/.c.* : . :410%.1.1.—

ME.Attintb,',1. . - ,
, . .

RECO.R01.•:.,.

CHLORINE, TOTAL
RESIDUAL
50060 1 0 0
EFFLUENT GROSS VALUE

MEASUREMENT
****

<0.1 <0.1
( 19)

MG/L

0

ONE/
MONTH

GRAB

• •• • -.• .•

7.„•09:yiFiOiEirr,f:
• •

:,,.;.4.ti.....,: „:4:4itei;

- •-• •

' *. *153*, ?+*. ''1
:******,•, .

!:: '1,T . t .
• • 01.1f1,,'''.--•:. •

•••• '4:;„, ,.. 2.:! •••• ,c••• • -

A . •

'•
• 0:01. ' p 

•

• s

•
' •'

, /•;""ONE
• 4"'••• '''••• •ivioi,-,i'i-i- • G RAB' :•...• • "

TETRACHLOROETHYLENE

34475 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT ****** ******

****

****** ****** • 0

ugh!

0
ONE/
MONTH

GRAB

••-..:•-, :.; •-••,...;‘1... - ; •

..;• REQUIREMENT,:

s'I, :.••• -,• "0.•.:.:12•11, ,,, . f.:•.,;.:,

, .•,. • - • • • .-- • ' .!

t . ',C. 1.•:..7 , - F.,

. • ,,,f:i.V,c.$,,,%;".,, (,,
,. .••: -

'OFiAB '**.*** • ' .
•.. - ..., .

44 *4:10..t;i• ..:ir
_ ., ,, •, • e ' '.MONTH, ' 

P

.. .

1,1,1-TRICHLOROETHANE

34506 1 0 0
EFFLUENT GROSS VALUE

MEASUREMENT ******

--

****

****** ****** 0 0
ONE/
MONTH

GRAB

. . .
. ' PERMIT .; **,k,k;iir* ,

.. .*'.****

. , •-•,..,.• -

**,****. .,
• `,:g 
**1****.:,... - .

•

,
ugh'

OWE/ . .
" • -MONTH :• • , •
'

. • '
GRAB
:. •

NANIEMTLE eRiNcIPAL EXEC;UTIVE OFFICER I ce,illy under penalty or law elm mthis document and all attachments were-Ph,Pa,04
under my direction or supervisron in accordance with a syslem designed to assure •I
Mat qualified personnel properly gather and evaluate the miormation submitted

Based on my Inquiry of the person or persons who manage the system, or those

persons directly responsible lor gathering the inlorinalion. the inhumation submitted
is, to the best 01 my knoWedge and beim', true, accurate, and complete I are aware
(hal there are significant penalties for submitting laloe information. including the
possibility of line and imprisonment lor knowing violations.

_____--,

TELEPHONE DATE

Jim Harkins, Director MES

410 1 729-8350 07 05 25SIGNATURE f 7 r "INCIP EXECUTIVE
•• 0 AUT ZED AGENTTYPED OR PRINTEDOFF AREA

LODE NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all all(1, hments here )

EPA Form 3320-1 (Rev. 8-95) PAGE 1 OF 2



PERMITTEE NAME/ADDRESS (Mclink
raciltry Name/Location if Nfrrent)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge Permit
DISCHARGE MONITORING REPORT (DAM)
( 2-16 ) ( 17 19 ) 02-DP-0022

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 04 01 07 04 30 *** NO DISCHARGE ***

ATIN ( 20-21 ) ( 22-23 ) ( 24-25 ) 26-27) ( 28.29 ) ( 30.3/ ) NOTE: Read instructions before completing this form.

PARAMETERF
r 32 37 )

(1 Card Only) QUANTITY OR LOADING
( 46.53 ) ( 54.61 ) ( 38.45 ) 

( 4 Cord Only ) QUANTITY OR CONCENTRATION
( 46-53 ) ( 54-61 ) NO.

.E X

(62-63)

FREQUENCY
OF

ANALYSIS

( 64.68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

,TRICHLOROETHENE

79141 1 0 0
EFFLUENT GROSS VALUE

SAmPLE
MEASUREMENT

****** ******

****

****** ****** 0

ugh!

0
ONE/

MONTH
GRAB

._PPT.IMIT•4._.̀-,'•1:*-*****,-
, REQUIREMENT •;.-.e,'„)= ,,.."-

. .
, .:;-/,.,„::::,,..

: ,...) .1:.;' ...„' ;:',.

. , . ., • .:y.•.:.;

.),•:::;;;;;;;',...,,,.,''il

•
 7

,:,. 9N.E./,'Y., ..
Wioivrii

. •
GRAS:

,..

OIL AND GREASE
TOTAL RECOVERABLE
70030 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** 0 0
( 19)

MG/L

o
ONE/

MONTH
GRAB

,. . PERMIT 5Y
..aEotiii*A 'ENT

, • •* ** '••••••'
'Y- 

;iii
';'.N;;•:)1';`,.•''')
*.**.t0c.

••yg '..'‘3.,.•'61.',.

,';'.1•' •A•"?.( i:''1 l,
**** *.

'''''''.:40,tx?'

a 
•

,, -;,„,. . :,
;••;,!•;.:, ;,..:.,

., '
A

t

.. . ONE/ 4. :
- t

MONTH..
GRAB

,
SAMPLE

MEASUREMENT

' •• PERMIT:
• REOUIREMENT;'.'

s•:, • t,YF. ••,?..;40-.•,.....

x .p 'i

•`' '

•). :.,.. ,,— 4

SAMPLE
MEASUREMENT

•,:" " •,
PEFIMI-I-,n,,'

REQUIREMENT
i ...•

••.%'), ' • •

..

Iwo. —
•IT.

:.

,
, 

''S' •

H.
j. 1

SAMPLE
MEASUREMENT

'''''' '1047,-,fiti;; , ...iiidooiNf•,,3.,..„.,•:- : . • ,..• • •
_

• . :
SAMPLE

MEASUREMENT

• •:. 17ERMIT-. .• •:.
REQUIFIEMENt, :
• --- •.• , ig.ip....

-a--
', .
4 t••.,
•A'''• . •

'

':.‘,.•4•a•--
,...,:•.% NI•

.

• . ,

.. .

,,,,,, .

: •

''''' •

SAMPLE
MEASUREMENT

PERMIll;'"
REQUIREMENT:

. -

t

..

,A

.

44,... , i.e ..; A.i:

-

;

NAMErl IT! I- PRINCIPAL EXECLITIVF OFFICER I cerfily under penalty ol law that this document and all allachments were prepared
under my direcfion or supervision in accordance wilh a system designed to assure
that Qualified personnel propelly gather and evaluate the informatton submitted.
Based on my inquiry ol Ihe person or persons .410 manage the syslern. or those
persons (Macey responsible lor gathering the inloirnaiton, Are Inlorrnafion submtlted
Is. to Ihe besl of rny knowledge and belief. true, accurale, and complete lam aware
Oral there are signIficani penal1,05 for submlifing false information, Including the
possib,lity ol fine and Imprisonment tor knowing violattons

,

/
L___

TELEPHONE DATE

Jim Harkins, Director IVIES

410 729-8350 07 05 25

- -

' SIGNATURE PRINCIP L EXECUTIVE

OFFIC •, • R AUTHO. ZED AGENTTYPED OR PRINTED AREA
• • NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Worrier all nunclirneras hero )

EPA Form 3320-1 8-951 PAGE 0.121

IMO 111111 111111 INN 111111



1111 sr 11111 III NM III OM INN 1111 NMI 111111 NMI 111111401111 111111

PERMITTEE NAME/ADDRESS .(Include
Facility Name/Lot:alum if (Vero()
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (WPC/ES)

DISCHARGE MONITORING REPORT (DAM) 
State Discharge Permit

( 2-16 ) ( 17-19 ) 02-DP-0022

MD0001881
PERMIT NUMBER

101
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker WWTP YEAR MO DAY

TO
*

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 04 01 07 04 30 *** NO DISCHARGE ***

ATTN ( 20-21) ( 22-23 ) ( 24-25 ) ( 26-27) ( 28-29 ) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER

( J2-37 )

( 3 Card Only) QUANTITY OR LOADING ( 4 Card Only) QUANTITY OR CONCENTRATION
NO

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE

TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT

,50050 1 0 0
EFFLUENT GROSS VALUE

SAMPLE

MEASUREMENT  69233 330000 ( 07)

GPO

****** ****** ******

****

0
ONE/

MONTH
GRAB

. .• .

.,REQUIREMENT...!.

• •
REPORT. ',-,'•-•. 'Co REPORT:: ••

,..•_:*,,,;,;k...vd....:...,,4;!..,...:
"w•-•:c.,•:,..• ......':,.,.. •

• - .-
: **.****,,, .

•••:-.4,4',' • .1
C ***44*.

. . • •-l• .

'.' Ir.***
•

4

..,1,

-',":

6NtE,:.:
• .

M.:*rii

' , • "

GRAB...-. ,

. _
COLI FORM, FECAL
GENERAL
74055 1 0 0
EFFLUENT GROSS VALUE

SAMPLE 

TMEASUREMEN 
***** * ** ****

****

****** ****** 8 ( 30)

MPN

0
TWO/

WEEK
GRAB

.._. %PERMIT ••"'“'':'/-
gE_U.REMENt.-.'..-4.:",i 6, i

5•-•;.4***.** .'
' ' --,- • .•• 1
' +,,,,•.••:..•.1/4..a.t• .1.i...

, -.1:,•.: - /1., -1:- 1,;•;.‘"•*: •-•
:1•(.*****'*:' • • .

.. •

. • " " -` . -'-s/ri' -
• . . ***.**.**//)

.i.:::•:4'..igi ..
-1

" - • •
" - • ' - - • • •

*i.c**** '. ...
. '"'20,0A

' '':''''' . '

•
'‘.

•

.
s ,-4'• •

,:t.„,...‘,. ;,,;,.,;• . . .

SAMPLE

MEASUREMENT

• • . .'/•:',( './1.-.-
" PERKRii,:::.

' REQUIREMENf,''

- •1-• s ;t4it,',
• ., 45.4

'

. iellltWrol.",
4:,,f` ,

."-• : ,. o

•
. -
..,...,,,:',4'.'.(,...:(;•(: . -,.,>.

: :.4,....,• • •,,••••• • c.,-..-1,....• .. ..-
" .- , . • ..•
s.-(41Y:/10(..4.1:/.41.4.,./-,. -,

, • - ••., s.
- ••• I ' 4..''''

,., .

!
.

4::: T,...‘•
! i,

.

SAMPLE
MEASUREMENT

' .‘,,.* a 0 RE MT
'.. . ././
. • ..
. - ...- ' '

' : ' t• 
,,

> ,, • ,.
•.';,/ti.4.1,..-•./.),ce.,.. •

y .,
.•;5.-„ .,* .

.. ..

, 4.: • t..-. ji
;-:' ii.

,
• .1...R.J.W/.

,i. e . 

'''',5:•L:7.•,..

SAMPLE

MEASUREMENT

•,(.4(...1-4,4-.2 /.• : "
'. (11"//,1P.ERMEE‘ •

.rREQUIREMENT. • • ....,

1 ,-

' . ,

PIN'I'''. ''s
:4 . -1- 4 ?• '

•

1":57,, '

i's-'4 :, ,

,t'..• ',f 'i r

••.'

- -
•

• ,.
-

SAMPLE
MEASUREMENT

.
TI 

..,:;!,..E.RMIT::: ,:',.

.EdillPi.#1VIENT_

• ,-..

.'
, .. ':1

.P.',./1

kc ..,•••••4,1.::.410 ?...... •

:.

':- ik' c

.

..,- . ..

. P

.,

."..4

.

a;;4'...'ii-.:i ., 
,

.

••

•

''.i..::;i,•L'I

SAMPLE
MEASUREMENT

./,../,., PERMIT., '5 •

;.- REQUIREMENT •
•c: :,:.

/ ' . .1;7 4:
P.,

,

•
, l

... , .

NAmerri I LE PRINCIPAL EXECUTIVE OFFICER I candy under penally ol law that INS document and all attachments mire prepared

under my direction or supervision in accordance with a system designed to assure .

that qualitied personnel properly gather and evaluate the information submitted

Based on rny inquiry of the person or persons who manage the system. or those

persons OdeOly responsible ler gaihering the inlprrnaliOn. tee Information submitted
Is, to the best of my knowledge and beliel, true, accurate, and complete. I am aware

that Share are significant peaall/eS for submiliing false Information, including the

Possibility of fine and Imprisonment for knowing violations

,"

TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350 07 05 25SIGNATUR• F. PRINCI

OFFI OR AUTH IZED

L EXECUTIVE

AGENTTYPED OR PRINTED AREA
• D

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Rderenre all allachnoesa3 here )

EPA Form 3320-1 (Rev 8-95) PAGE 1 ' OF 1



PERMITTEE NAME/ADDRESS _finclude
Facility Name/Location if different)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DAIR)

(2-16) (17-19)

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

State Discharge Permit
02-DP-0022

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker VVWTP YEAR MO DAY

TO

YEAR MO DAY
LOCATION 626 Hanover Pike FROM 07 05 01 07 05 31 *** NO DISCHARGE ***
ATTN: (20-2!) (22-23) (24.25) (26-27) (28-29) (30.31) NOTE: Read instructions before completing this form.

PARAMETER
(32-37)EX

( 3 Card Only) QUANTITY OR LOADING
(46.53) (54-61)

(4 Card Only)
(38.45)

QUANTITY OR CONCENTRATION
( 46-53 ) ( 54-61 ) NO.

(62-63)

FREQUENCY
OF

ANALYSIS

(64.68)

SAMPLE
TYPE

(69-70)
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

BOD, 5-DAY
(20 DEG. C)

00310 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ****** ****** ****** 0
( 19)

MG/L

0
ONE/

MONTH
GRAB

' •L41-t''..- ' •l'-,•,_.'-7.,'‘;' ,,PERMIT .
‘,.--.REQuXbiEririv

,

:***-*** .' ,.;•,..:,••• * • ,, •*4***** k

';,-43f.efit
". *4iWiiiick,

..144VA...i:;_:::i;;A'.,-...
,.,*-ii,t* 4e *„-. ' 7

• ..'.4

,
. _ '

.*•!*".....q`'•••
• ,....,47,:i.i.P.' 1

°NV*.

MONTH'

• ,,,..;..•,...-1,,,41.0i

pH

00400 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

6.8 ****** 7.3 ( 12)

S U

0
TVVO/

WEEK
GRAB

tr . ...r,  th,:-.
. . !:!E F.2 M I T.:Lirv.

. 
4
• 

ic th" ' 
faEnn.t; e
' 
r
't
•'

.7lift. i .;TilAS: , .'-'161
' *** • ;.•

it:: 1‘.CR-k%'u .' -
'.,..'"******-''.. ''-'

., i.i' .

 • ...r

''9$.4.? '" :"!;.' . .
* 

'*'.' o*- *• *.ek

,:. 

'

6. ..1 '
,i'3:''' '

: 'AR
z:

• 

- ..,.:

ql,r/..;0„4'°
weg..,. • . *9r.r.e.
....-... -,,,•:,

:1,&41.4•: :. it;
P.• ..' .,•

.. ..'•< ;..;'
SOLIDS, TOTAL
SUSPENDED
00530 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** 0 0 ( 19)

MG/L

0
ONE/

MONTH
GRAB

EfrPPV, 
. .4,40*

,
* . 

Z
• 
t
. )fli*.ii***.,•• --,

•
7• 
v 
MC'."

;,..

"O-  w20  '1
 
. 

r. 

L ,s

•. •

A
e

.!
....- r

Ido,:.. 
.;1.4 4

'-' 

... 

7 

 

,

 

•;,.,',  - ONO;r7'PEN1r
,T0o.-H•4 
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of law that INS document and all attachments were prepared
under my direction or supervision in accordance with a system designed to assure
that qualified personnel properly gather and evaluate the information submitted aBased-on my Inquiry of the person or persons who Manage the system. or those
persons directly responsible for gathering the information, the information submitted
is. to the best of rny knoWedge and belief, true, accurate. and complete I am aware
that there are significant penalties for submitting latse Information, including the
possibility of fine and Imprisonment for knowing violations.

,..,
TELEPHONE DATE

Jim Harkins, Director M ES
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- OR AUTHORIZED AGENTTYPED OR PRINTED AREA
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PERMITTEE NAME/ADDRESS_fincludeFacility Name/Location if d(lletent) NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DiviR) State Discharge Permit
NAME AG/GFI Hampstead, Inc (2-16) (/7-19) 02-DP-0022
ADDRESS 626 Hanover Pike MD0001881 001 Form Approved. 12345

PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.
Hampstead, MD 21074 Approval expires 05-31-98MONITORING PERIODFACILITY Black and Decker WWTP YEAR MO DAY • YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 05 01 TO 07 05 31 *** NO DISCHARGE ***
ATTN: 20-21) (22-23) (24-25 26.27) (28-29) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER

(32-37)

( 3 Card Only) QUANTITY OR LOADING
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of law that this document and all attachments were prepared
under my ch rection or supervision In accordance with a system designed to assure
that qualified personnel properly gather and evaluate the Information submined.
Based on my Inquiry of the person or persons who manage the system. or those
Persons directly responsible tor gathering the information. the Information submit-fed
Is. to the best of my knovAedge and bellef, One, accurate, and complete. I am aware
that there are significant penalties for submitting false information. Including die
possibility of fine and. imprisonment for knowing violations.

/
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•

Jim Harkins, Director MES
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CODE
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pERmITTEE NAmEiADDRESS _fInclude
Facility Name/Location ifdifferent)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (Dm) State Discharge Permit

(2.16) (1749) 02-DP-0022
MD0001881

PERMIT NUMBER

101
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

05-31-98Hampstead, MD 21074
MONITORING PERIOD Approval expires

FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY
LOCATION 626 Hanover Pike FROM 07 05 01 TO 07 05 31 *** NO DISCHARGE ***
ATTN: ( 20-21 ) (22.23) (24.25) ( 26-27 ) ( 28-29 ) (30-31) NOTE: Read instructions before completing this form.
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of law that this document and all attachments were prepared
under my direction or supervision in accordance with a system designed to assure
that qualified personnel properly gather and evaluate the Information submitted.
Based on my Inquiry of the person or persons wfio manage the system, or those
persons directly responsible for gathering the Information, the information submitted
Is. to the best of my knowiedge and belief, true, accurate, and complete. lam awareWIA--
that there are sIgnifIcant penalties for submiHing false Information, Including the
possibility of line and Imprisonment for knowing violations.

1

e
TELEPHONE DATE

410 7294350 07 06 27

Jim Harkins, Director MES

• SIGNATU. 4•F PRINCI *AL EXECUTIVE

OF C • OR AUTHO IZED AGENTTYPED OR PRINTED AREA
COD

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS(Reference all attachments here)

EPA Form 3320-1 ccv, 8-95)
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PERMITTEE NAME/ADDRES§_rincludeFacility Name/Location if ili.fttent)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge PermitDISCHARGE MONITORING REPORT PA'in
(2-16) (17-19) 02-DP-0022

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker 1NWTP YEAR MO DAY

TO
YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 06 01 07 06 30 *** NO DISCHARGE ***
ATTN: 20-21 22-23 24-25 16-17 28-29 (30-3/) NOTE: Read instructions before completing this form.
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NAmErTITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of law that this document and all attachments were prepared
under my direction or in designed to

TELEPHONE D A T E______. .._ . _
Jim Harkins, Director MES

supervision accordance with a system assure

that quallied personnel properly gather and evaluate the information submitted.

Based on my inquiry of the person or persons who manage Ihe system. or those

07 07 25
PerSortS drettiy responsible for gathenng the information. he information submitted
is. to the best of my knowtedge and belief, true. accurate, and complete I am myore

SIGNATU PRINCIPAL CUTIVE 410. • 729-8350
TYPED OR PRINTED

that there are significant penalties for submitting false information, Including the
passibility of fine and imprisonment for knowing molabons. OFFI 'ER 0 AUTHORIZE AGENT AREA

CODE
NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments here)

EPA Form 3320-1 /Rev. 8-95) PAGE 1 OF 2



PERMITTEE NAME/ADDRESS _(Include
Facility Name/Location if dptent)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR )( 2-16) (17-19)

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

State Discharge Permit
02-DP-0022

Form Approved. 12345

OMB No. 2040-0004.

ApprovalHampstead, MD 21074 MONITORING PERIOD
expires 05-31-98

FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 06 . 01 TO 07 06 30 *** • NO DISCHARGE ***

ATTN: (20-2/) (22-23) (24-25) (26-27) (28-29) (30-31) NOTE: Read instructions before completing this form.

PARAMETER (3 Card Only) QUANTITY OR LOADING(46-53) (54-6!)
(0 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) (46-53) ( 54-61 ) NO. FREQUENCYOFANALYSIS
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NAME/TI I LI PRINCIPAL EXECUTIVE OFFICER
_

I certify under penalty at law It-al this document and all attachments 'here prepared
under rny directon or Supervision in accordance with a system designed to assure

TELEPHONE DATE
Jim Harkins, Director MES

.
that qualified personnel property gather and evaluate the information submitted.
Based on my inquiry of the person or persons who manage the system. or those

C

07 07 25
persons directly responsible for gathering the information, the informabon submitted
is, to the best of my knowledge and belief, true, accurate and complete. I am aware j SIGNATU - r (PRINCIPAL CUTIVE 410 729-8350

TYPED OR PRINTED that there are significant penalties for submitting false information. including the
possibility of fine and imprisonment for knowing violations OFFIC R AUTHORIZE AGENT

k
AREACODE NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS(Reference all attachments here)

EPA Form 3320-1 Rev. 8-95) PAGE OF 2ki
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111

MN NM ES MI 11111 1111 Nair,

PERMITTEE NAME/ADDRES_Iltichide
Facility Name/Localion if diJJeini.)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

(2-16) (17-19)

MD0001881
PERMIT NUMBER

101
DISCHARGE NUMBER

State Discharge Permit
02-DP-0022

Form Approved. 12345

OMB No. 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker VVVVTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 06 01 TO 07 06 30 *** NO DISCHARGE ***

ATTN: (20-21) (22-23) (24-25) (26-27) (28-29) (30-31) NOTE: Read instructions before completing this form.

PARAMETER
(3 Card Only) QUANTITY OR LOADING

(46-53) (54-61)
(4 Card Only) QUANTITY OR CONCENTRATION

(35.45) (46-53) (54.61) NO.
FREQUENCY

OF
ANALYSIS

( 64-68 )

SAMPLE
TYPE

(69-70)
(32-37)

AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that this document and all attachments v,ere prepared
under my direction or supervision in accordance with a system designed to assure

TELEPHONE D A T E

Jim Harkins, Director MES
that qualified personnel properly gather and evaluate the information submitted..
Based on my inquiry of the person or persons who manage the system, or those • - . e--.----

'N.

07 . 07 25
persons directly responsible for gathenng the Information. the information submitted .

is, to the best of my knovAedge and belief, true, accurate, and complete I am amore 4 SIGN • ' lir OF PRINC AL EXECUTIVE 410 729-8350
TYPED OR PRINTED

that there are significant penalties for submitting false Information, Including the
possibility of fine and imprisonment for knovnng molabons. 0 't ' OR AUTH RIZED AGENT AREA

CODE
NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS(Reference all attachments here) •

EPA Form 3273-1- TRev.8-03) PAGE 1 OF 1



PERMITTEE NAME/ADDRESS/it/dude
Facility Name/Location if dilietEnt)

NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge PermitDISCHARGE MONITORING REPORT (DMR )
(2-16) (17-19) 02-DP-0022

MD0001881
PERMIT NUMBER

201
DISCHARGE HUMBER

Form Approved. 12345

OMB No, 2040-0004.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 04 01 TO 07 06 30 *** NO DISCHARGE ***

ATTN: ( 20-21 ) ( 22.23 ) (24-25) (26-27) (28-29) (30-31) NOTE: Read instructions before completing this form.

PARAMETER
(32-37)

( 3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

(4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) (46-53) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS
(64-68)

SAMPLE
TYPE

(69-70)AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS
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THRU TREATMENT PLANT
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER i certify under penalty of law that this document and all attachments were prepared

under my directon or suPerviston in accordance ,NnlIi a system designed to assure TELEPHONE DATE

L •

Jim Harkins, Director MES

07 07 25

that qualified personnel properly gather and evaluate the information submitted
Based on my Inquiry of the person or persons wto manage the system. or those
persons directly responsible for gathenng the information, the information submitted

410 729-8350is. to the hostel my knoviledge and belief, five, accurate, and complete. I am aware
that there are significant penalties for submitting false information, including the
possibility of fine and Imprisonment for knowing violations

SIGNATURE 'RINCIPAL E

OFFICE- • ''' • UTHORIZE

CUTIVE

AGENTTYPED OR PRINTED
I

AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS(Rejerence all attachments here)

Quarterly Report!

EPA Form 3320=1 Rev. 8-95) OtraPAGE OF 1
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APPENDIX C
GROUNDWATER TREATMENT SYSTEM ANALYTICAL RESULTS



AATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702

302-266-9121 • 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

A07040251

Black & Decker WWTP

4/4/2007

MES_A

Black & Decker WWTP

[Sample # A07040251-01 Sample Date: 4/4/2007 12:00

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 2 mg/L 2 SM 5210 B 4/5/2007 1:30:00 PM JMcGuire

Total Suspended Solids 6 mg/L 4 SM 2540D 4/9/2007 11:01:00 AM YThomas

_Sample # A07040251-01A Sample Date: 4/4/2007 12:00

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

RDL Method

5 EPA 1664

Matrix: Waste Water

Analysis Date Analyst

4/5/2007 2:30:00 PM SHess

[Sample # A07040251-01B

Site: Black & Decker 001

Client Sample ID: B

Sample Comments: None

Test

1,1,1-Trichloroethane

Tetrachloroethene

Trichloroethene

Approved:

Sample Date: 4/4/2007 12:00

Result Units

<1 ug/L

<1 ug/L

<1 ug/L

Ouedsty Assurance Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratoty Certification Numbers • Delaware - DE00011 Mao:land - #138

RDL

'

A P R 2 6 2007

Matrix: Waste Water

Method 

EPA 8260B

EPA 8260B

EPA 8260B

Reported:

c',ErvicR

Pennsylvania - 68-335

Analysis Date • Analyst

4/11/2007 2:31:00 AM IMcMullen

4/11/2007 2:31:00.AM IMcMullen

4/11/20072:31:00 AM McMullen

4/24/2007 1:58:46 PM

New Jersey - DL 568

Page- 1 of 2



1
AATLANTIC COAST

Laboratories, Incorporated

REPORT OF ANALYSIS

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

Maryland Environmental Services (A) Order Number A07040249

259 Najoles Road Project Name: Black & Decker WWTP

Millersville, MD 21108 Receive Date: 4/4/2007

Client Code: MESA

Attention: Mr. Jay Janney Project Location: Black & Decker WWTP

Sample # A07040249-01 Sample Date: 4/4/2007 12:00

Site: Black & Decker 201

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 4/11/2007 2:00:00 AM 1McMullen

Tetrachloroethene <1 ug/L 1 EPA 8260B 4/11/2007 2:00:00 AM (McMullen

Trichloroethene <1 ug/L 1 EPA 8260B 4/11/2007 2:00:00 AM !McMullen

.!•ttt: • :
';.• 1-

APR 2 G 2007

pi !Tice

Approved: Reported: 4/24/2007 1:58:44 PM
Ouchty Assurance Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2
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0 Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

AATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

630 Cburclunans Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

REPORT OF ANALYSIS

Order Number A07050172

Project Name: Black & Decker WWTP

Receive Date: 5/2/2007

Client Code: MESA

Project Location: Black & Decker WWTP

Sample # A07050172-01 Sample Date: 5/2/2007 11:30

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOO-5 <2 mg/L 2 SM 5210 B 5/3/2007 11:50:00 AM TOciepa

Total Suspended Solids <7 mg/L 7 SM 2540D 5/9/2007 2:42:00 PM YThornas

Sample # A07050172-01A Sample Date: 5/2/2007 11:30

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

RDL

5

Method 

EPA 1664

Matrix: Waste Water

Analysis Date Analyst

5/4/2007 4:00:00 PM SHess

_Sample # A07050172-01B Sample Date: 5/2/2007 11:30

Site: Black & Decker 001

Client Sample ID: B

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 5/8/2007 1:00:00 AM IMcMullen

Tetrachloroethene <1 ug/L 1 EPA 8260B 5/8/2007 1:00:00 AM IMcMullen

Trichloroethene <1 ug/L 1 EPA 8260B 5/8/2007 1:00:00 AM IMcMu I len

Approved:

Laboratory Operations Manager

Reported: 5/18/2007 12:32:06 PM

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-33.RECIE

j D
MAY 21 
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1
AATLANTIC COAST

Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

A07050181

Black & Decker WWTP

5/2/2007

MES_A

Black & Decker WWTP

_Sample # A07050181-01 Sample Date: 5/2/2007 11:45

Site: Black & Decker 201

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 82609 5/8/2007 1:31:00 AM IMcMullen

Tetrachloroethene <1 ug/L 1 EPA 8260B 5/8/2007 1:31:00 AM IMcMullen

Trichloroethene <1 ug/L 1 EPA 8260B 5/8/2007 1:31:00 AM IMcMullen

Approved:

Laboratory Operations Manager

RECEIVED
MAY 2 1 2007

Maryland Environmentat Service
03

Reported: 5/18/2007 12:32:09 PM

RDL = Reporting Detection Limit NM = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



AATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 C'hurcluntms Road

Newark, Delaware 19702

302-266-9121 454-8720 (FAX)

WWW.ATLANTICCOASTLABS.COM

A07060717

Black & Decker WWTP

6/13/2007

MES_A

Black & Decker WWTP

_Sample # A07060717-01 Sample Date: 6/13/2007 10:50

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 <2 mg/L 2 SM 5210 B 6/14/2007 12:00:00 PM YThomas

Total Suspended Solids 6 mg/L 4 SM 2540D 6/19/2007 11:22:00 AM YThomas

Sample # A07060717-01A Sample Date: 6/13/2007 10:50

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

RDL

5

Method

EPA 1664

Matrix: Waste Water

Analysis Date Analyst

6/13/2007 7:45:00 PM SHess

Sample # A07060717-01B Sample Date: 6/13/2007 10:50

Site: Black & Decker 001

Client Sample ID: B

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 6/26/2007 7:08:00 PM IMcMullen

1,1,2,2-Tetrachloroethane <1 ug/L 1 EPA 8260B 6/26/2007 7:08:00 PM IMcMullen

Tetrachloroethene <1 ug/L 1 EPA 8260B 6/26/2007 7:08:00 PM IMcMullen

Trichloroethene <1 ug/L 1 EPA 8260B 6/26/2007 7:08:00 PM IMcMullen

Approved:

Laboratory Operations Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers:

Reported:

Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335

7/16/2007 10:30:24 AM

New Jersey - DE568

Page 1 of 2



APPENDIX D
GROUNDWATER ANALYTICAL DATA PACKAGE (MAY 2007)

0



ANALYTICAL REPORT

Job Number: 500-4050-1

Job Description: Black and Decker

For:
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653

West Chester, PA 19380

Attention: Mr. Tom Cornuet

SEVERN

TRENT.

STL Chicago
2417 Bond Street
University Park, IL 60466

STL

Tel: 708 534 5200 Fax: 708 534 5211
www.stbinc.com

Eric A. Lang

Project Manager II

elang@stl-inc.com

05/18/2007

Project Manager: Richard C Wright

These test results meet all the requirements of NELAC for accredited parameters.

The Lab Certification ID# is 100201.

All questions regarding this test report should be directed to the STL Project Manager whose signature appears on this report. All
pages of this report are integral parts of the analytical data. Therefore, this report should be reproduced only in its entirety.

Reporting limits are adjusted for sample size used, dilutions and moisture content if applicable.

Severn Trent Laboratories, Inc.
STL Chicago 2417 Bond Street, University Park, IL 60466
Tel (708) 534-5200 Fax (708) 534-5211 www.stl-inc.com

Leaders in Environmental Testing
Page 1 of 91

Severn Trent Laboratories, Inc.
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Job Narrative
500-J4050-1

I. Comments
No additional comments.

II. Receipt
All samples were received in good condition within temperature requirements.

Ill. GC/MS VOA
Sample 18 was diluted due to the abundance of target analytes. Elevated reporting limits (RLs) are provided.

No other analytical or quality issues were noted.

Page 3 of 91



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID
Analyte Result / Qualifier

Reporting
Limit Units

Job Number: 500-4050-1

Method

500-4050-1 RFW-1A

Methylene Chloride 3.4 1.0 ug/L 8260B

500-4050-2 RFW-1B

Methylene Chloride 2.8 1.0 ug/L 8260B

600-4050-3 RFW-2A

Methylene Chloride 2.9 1.0 ug/L 8260B

500-40504 RFW-2B

Methylene Chloride 3.1 1.0 ug/L 8260B

500-4050-5 RFW-3B

Methylene Chloride 3.0 1.0 ug/L 8260B
cis-1,2-Dichloroethene 6.0 1.0 ug/L 82606
Tetrachloroethene 2.1 1.0 ug/L 82608

500-4050-6 RFW-4A

Methylene Chloride 2.8 1.0 ug/L 8260B
Trichloroethene 30 1.0 ug/L 8260B
Tetrachloroethene 26 1.0 ug/L 8260B

500-4050-7 RFW-4B

Methylene Chloride 3.1 1.0 ug/L 8260B
cis-1,2-Dichloroethene 3.9 1.0 ug/L 8260B
Chloroform 1.5 1.0 ug/L 8260B
Trichloroethene 44 1.0 ug/L 8260B
Tetrachloroethene 74 1.0 ug/L 8260B

500-4050-8 RFW-4B DUP

Methylene Chloride 2.2 1.0 ug/L 8260B
cis-1,2-Dichloroethene 4.1 1.0 ug/L 8260B
Chloroform 1.6 1.0 ug/L 8260B
Trichloroethene 47 1.0 ug/L 8260B
Tetrachloroethene 80 1.0 ug/L 8260B

STL Chicago

IC

Page 4 of 91



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID

Analyte Result! Qualifier

Reporting
Limit Units

Job Number: 500-4050-1

Method

500-4050-9 RFW-6

Methylene Chloride 1.9 1.0 ug/L 8260B

Trichloroethene 2.3 1.0 ug/L 8260B

Tetrachloroethene 2.3 1.0 ug/L 8260B

500-4050-10 RFW-7

Methylene Chloride 1.8 1.0 ug/L 8260B

Trichloroethene 3.2 1.0 ug/L 8260B

500-4050-11 RFW-9

1,1-Dichloroethene 1.1 1.0 ug/L 8260B

Methylene Chloride 1.8 1.0 ug/L 8260B

cis-1,2-Dichloroethene 9.6 1.0 , ug/L 8260B

1,1,1-Trichloroethane 1.5 1.0 ug/L 8260B

Trichloroethene 15 1.0 ug/L 8260B

Tetrachloroethene 3.6 1.0 ug/L 8260B

500-4050-12 RFW-11B

Methylene Chloride 1.9 1.0 ug/L 8260B

Trichloroethene 15 1.0 ug/L 8260B

500-4050-13 RFW-12B

Methylene Chloride 1.9 1.0 ug/L 8260B

Trichloroethene 20 1.0 ug/L 8260B
Tetrachloroethene 5.0 1.0 ug/L 8260B

500-4050-14 RFW-13

Methylene Chloride 2.0 1.0 ug/L 8260B

Trichloroethene 3.7 1.0 ug/L 8260B
Tetrachloroethene 16 1.0 ug/L 8260B

500-4050-16 EW-2

Methylene Chloride 1.6 1.0 ug/L 82608
cis-1,2-Dichloroethene 2.3 1.0 ug/L 8260B
Trichloroethene 390 10 ug/L 8260B
Tetrachloroethene 64 1.0 ug/L 8260B

STL Chicago
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EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID
Analyte Result / Qualifier

Reporting
Limit Units

Job Number: 500-4D50-1

Method

500-4050-17 EW-3

Methylene Chloride 1.7 1.0 ug/L 8260B
cis-1,2-Dichloroethene 1.8 1.0 ug/L 8260B
Trichloroethene 130 10 ug/L 8260B
Tetrachloroethene 3.1 1.0 ug/L 8260B

500-4050-18 EW-4

Methylene Chloride 17 10 ug/L 8260B
Trichloroethene 1300 100 ug/L 8260B
Tetrachloroethene 27 10 ug/L 8260B

500-4050-19 EW-5

1,1,1-Trichloroethane 1.2 1.0 ug/L 8260B
Trichloroethene 160 10 ug/L 8260B
Tetrachloroethene 7.0 1.0 ug/L 8260B

500-4050-20 EW-6

Trichloroethene • 9.2 1.0 ug/L 82606
Tetrachloroethene 17 1.0 ug/L 8260B

500-4050-21 EW-7

cis-1,2-Dichloroethene 4.9 1.0 ug/L 8260B
Trichloroethene 4.4 1.0 ug/L 8260B
Tetrachloroethene 8.4 1.0 ug/L 8260B

500-4050-22 EW-8

cis-1,2-Dichloroethene 16 1.0 ug/L 8260B
Trichloroethene 8.6 1.0 ug/L 8260B
Tetrachloroethene 58 1.0 ug/L 8260B

500-4050-23 EW-9

Trichloroethene 1.4 1.0 ug/L 8260B
Tetrachloroethene 170 10 ug/L 8260B

500-4050-24 EW-9 DUP

Trichloroethene 1.4 1.0 ug/L 8260B
Tetrachloroethene 170 10 ug/L 8260B

STL Chicago
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EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc. Job Number: 500-4050-1

Lab Sample ID
Analyte

Client Sample ID Reporting
Result! Qualifier Limit Units Method

500-4050-25 EW-10

Tetrachloroethene 2.5 1.0 ug/L 8260B

STL Chicago
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METHOD SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-4050-1

Description Lab Location Method Preparation Method

Matrix: Water

VOC

Purge-and-Trap

LAB REFERENCES:

STL CHI = STL Chicago

METHOD REFERENCES:

STL CHI

STL CHI

SW846 8260B

SW846 5030B

SW846 - "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986
And Its Updates.

STL Chicago
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METHOD / ANALYST SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-4050-1

Method

SW846 8260B

STL Chicago

Analyst Analyst ID

Nagel, John D JDN
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SAMPLE SUMMARY

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID Client Matrix
Date/Time
Sampled

Job Number: 500-4050-1

Date/Time
Received

500-4050-1 RFW-1A Water 05/03/2007 0735 05/05/2007 0930

500-4050-2 RFW-1B Water 05/04/2007 0745 05/05/2007 0930

500-4050-3 RFW-2A Water 05/03/2007 0830 05/05/2007 0930

500-4050-4 RFW-2B Water 05/03/2007 0855 05/05/2007 0930

500-4050-5 RFW-3B Water 05/04/2007 0845 05/05/2007 0930

500-4050-6 RFW-4A Water 05/04/2007 1120 05/05/2007 0930

500-4050-7 RFW-4B Water 05/04/2007 1110 05/05/2007 0930

500-4050-8 RFW-4B DU P Water 05/04/2007 1110 05/05/2007 0930

500-4050-9 RFW-6 Water 05/04/2007 0800 05/05/2007 0930

500-4050-10 RFW-7 Water 05/03/2007 1330 05/05/2007 0930

500-4050-11 RFW-9 Water 05/03/2007 1800 05/05/2007 0930

500-4050-12 RFW-11B Water 05/04/2007 1100 05/05/2007 0930

500-4050-13 RFW-12B Water 05/04/2007 1410 05/05/2007 0930

500-4050-14 RFW-13 Water 05/03/2007 1610 05/05/2007 0930

500-4050-15 RFW-17 Water 05/03/2007 1255 05/05/2007 0930

500-4050-16 EW-2 Water 05/04/2007 1300 05/05/2007 0930

500-4050-17 EW-3 Water 05/04/2007 0900 05/05/2007 0930

500-4050-18 EW-4 Water 05/04/2007 0845 05/05/2007 0930

500-4050-19 EW-5 Water 05/03/2007 0915 05/05/2007 0930

500-4050-20 EW-6 Water 05/03/2007 1430 05/05/2007 0930

500-4050-21 EW-7 Water 05/03/2007 1440 05/05/2007 0930

500-4050-22 EW-8 Water 05/03/2007 1520 05/05/2007 0930

500-4050-23 EW-9 Water 05/03/2007 1530 05/05/2007 0930

500-4050-24 EW-9 DUP Water 05/03/2007 1530 05/05/2007 0930

500-4050-25 EW-10 Water 05/03/2007 1550 05/05/2007 0930

500-4050-26 LE ISTER-1 Water 05/03/2007 1215 05/05/2007 0930

500-4050-27 LEISTER-2 Water 05/03/2007 1225 05/05/2007 0930

500-4050-28 LEISTER-DAIRY Water 05/03/2007 1220 05/05/2007 0930

500-4050-29 TRIP BLANK Water 05/03/2007 0800 05/05/2007 0930

STL Chicago

Ii
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-1A

Lab Sample ID: 500-4050-1

Analyte Result/Qualifier Unit

Date Sampled: 05/03/2007 0735
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/16/2007
05/16/2007

0020
0020

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluorometha ne <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 3.4 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane .<1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1 ,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-1A

Lab Sample ID: 500-4050-1

Date Sampled: 05/03/2007 0735

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0020

Prep Method: 5030B Date Prepared: 05/16/2007 0020

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 101 % 70- 125
Toluene-d8 (Surr) 94 % 75- 120
4-Bromofluorobenzene (Surr) 91 OA 75 - 120
Dibromofluoromethane 98 OA 75 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-1B
Lab Sample ID: 500-4050-2

Analyte Result/Qualifier Unit

Date Sampled: 05/04/2007 0745
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/16/2007
05/16/2007

0043
0043

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 2.8 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-1B

Lab Sample ID: 500-4050-2

Date Sampled: 05/04/2007 0745

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0043

Prep Method: 5030B Date Prepared: 05/16/2007 0043

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromofornri <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 102 % 70 - 125

Toluene-d8 (Surr) 94 % 75 - 120
4-Bromofluorobenzene (Surr) 92 % 75 - 120
Dibromofluoromethane 98 % 75 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-2A

Lab Sample ID: 500-4050-3

Analyte Result/Qualifier Unit

Date Sampled: 05/03/2007 0830

Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:

Date Prepared:
05/16/2007
05/16/2007

0106
0106

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride 2.9 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0 •
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-13-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloronnethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-2A

Lab Sample ID: 500-4050-3

Date Sampled: 05/03/2007 0830

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0106

Prep Method: 5030B Date Prepared: 05/16/2007 0106

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L, 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 103 70- 125
Toluene-d8 (Surr) 95 % 75- 120
4-Bromofluorobenzene (Surr) 93 % 75- 120
Dibromofluoromethane 99 75- 120

Page 17 of 91



Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-2B
Lab Sample ID: 500-4050-4

Analyte Result/Qualifier Unit

Date Sampled: 05/03/2007 0855
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 82606
Prep Method: 5030B

Date Analyzed:

Date Prepared:
05/16/2007
05/16/2007

0129
0129

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 3.1 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25. 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromoriethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1

1.
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.)) Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-2B

Lab Sample ID: 500-4050-4

Date Sampled: 05/03/2007 0855

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0129

Prep Method: 5030B Date Prepared: 05/16/2007 0129

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 102 % 70 - 125
Toluene-d8 (Surr) 93 % 75 - 120
4-Bromofluorobenzene (Surr) 91 oh. 75 - 120
Dibromofluoromethane 100 % 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-3B
Lab Sample ID: 500-4050-5

Analyte Result/Qualifier Unit

Date Sampled: 05/04/2007 0845
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/16/2007
05/16/2007

0152
0152

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 3.0 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 6.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 2.1 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1 ,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-3B

Lab Sample ID: 500-4050-5

Date Sampled: 05/04/2007 0845

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0152

Prep Method: 5030B Date Prepared: 05/16/2007 0152

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36_ 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 99 70- 125
Toluene-d8 (Surr) 93 75- 120
4-Bromofluorobenzene (Surr) 90 75- 120
Dibromofluoromethane 99 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-4A
Lab Sample ID: 500-4050-6

Ana!lite Result/Qualifier Unit

Date Sampled: 05/04/2007 1120
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/16/2007
05/16/2007

0215
0215

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 2.8 ug/L 0.24 1.0 1.0
trans-12-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 30 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methy1-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 26 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

SI

1
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1
Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-4A

Lab Sample ID: 500-4050-6

Date Sampled: 05/04/2007 1120

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0215

Prep Method: 5030B Date Prepared: 05/16/2007 0215

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoform <1.0 ug/L 0.32 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 104 % 70- 125
Toluene-d8 (Surr) 93 % 75- 120
4-Bromofluorobenzene (Surr) 91 % 75- 120
Dibromofluoromethane 101 75 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-4B

Lab Sample ID: 500-4050-7

Analyte ResuIVQualifier Unit

Date Sampled: 05/04/2007 1110
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 6030B

Date Analyzed:
Date Prepared:

05/16/2007
05/16/2007

0238
0238

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 3.1 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene 3.9 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform 1.5 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 44 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 74 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-4B

Lab Sample ID: 500-4050-7

Date Sampled: 05/04/2007 1110

Date Received: 05/05/2007 0930

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 05/16/2007 0238

Prep Method: 5030B Date Prepared: 05/16/2007 0238

o-Xylene <1.0 ug/L 0.19 1.0 1.0

Styrene <1.0 ug/L 0.18 1.0 1.0

Bromoforrn <1.0 ug/L 0.32 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0

Bromobenzene <1.0 ug/L 0.22 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0

Naphthalene <1.0 ug/L 0.37 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 102 % 70- 125

Toluene-d8 (Surr) 94 % 75 - 120
4-Bromofluorobenzene (Surr) 89 75- 120
Dibromofluoromethane 102 OA 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-4050-1

Client Sample ID: RFW-4B DUP
Lab Sample ID: 500-4050-8

Analyte Result/Qualifier Unit

Date Sampled: 05/04/2007 1110
Date Received: 05/05/2007 0930
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/16/2007
05/16/2007

0323
0323

Benzene <1.0 ug/L 0.23 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0
Chloromethane <1.0 ug/L 0.20 1.0 1.0
Vinyl chloride <1.0 ug/L 0.16 1.0 1.0
Bromomethane <1.0 ug/L 0.59 1.0 1.0
Chloroethane <1.0 ug/L 0.32 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0
Carbon disulfide <5.0 ug/L 0.15 5.0 1.0
Acetone <5.0 ug/L 1.4 5.0 1.0
Methylene Chloride 2.2 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1 ,2-Dichloroethene 4.1 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform 1.6 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene 47 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1 ,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (M I BK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 80 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0

1

1

IC
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