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1 INTRODUCTION

This Annual Report has been prepared to meet the requirements of Condition IV.L of the

Administrative Consent Order between the State of Maryland Department of the Environment

(MDE) and Black & Decker (U.S.) Inc. (April 1995) (Consent Order) and the Addendum to

Administrative Consent Order dated 29 June 1995. Specifically, Condition IV.L calls for

preparation of an Annual Report containing a summary of the information contained in the

Discharge Monitoring Reports (Table 2-3), a summary of all analyses of water samples (Tables 2-4

to 2-7), an explanation of all problems encountered and the manner in which they were resolved

(Table 3-1), a performance evaluation of the treatment system (Section 4), and recommendations for

continuation of, or changes to, the treatment system (Section 5). This document is one of several

that are being prepared in response to the Consent Order; each of these documents are to be

submitted to the MDE in accordance with the schedule outlined in the Consent Order. This

document will become part of the Administrative Record for the site, which is maintained at the

Hampstead Public Library.

CADocuments and SettingslflasinsgWly Documentsth&MANNUAL 20081ANRPT-08.doc
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2. SITE CHARACTERISTICS

2.1 HYDRAULIC PROPERTIES

In accordance with the Consent Order and the Water Appropriation Permit issued to the Black &

Decker (U.S.) Inc. Hampstead, Maryland, facility, the following pumping and water level

information is included for the period of July 2007 through June 2008.

Pumping records showing the total gallons pumped per month of treatment system operation are

presented in Table 2-1. Copies of the Withdrawal Reports, for the periods of July through December

2007 and January through June 2008, are included in Appendix A.

Water levels (Water Level Monitoring Report) for wells included in the water level monitoring plan

are presented in Table 2-2. Based on the May 2008 water levels, a representative groundwater

elevation contour map under pumping conditions is presented in Figure 2-1. At the time the data

were collected, the extraction wells were pumping at a combined rate of approximately 155 gpm.

2.2 EFFLUENT CHARACTERISTICS

Effluent characteristics of the NPDES discharge points are recorded monthly on Discharge

Monitoring Reports (DMRs) and are submitted to MDE, Water Management Administration on a

quarterly basis. A summary of the sample results from the DMRs is presented in Table 2-3. DMRs

for the period of July 2007 through June 2008 are included in Appendix B.

2.3 GROUNDWATER QUALITY DATA

For the reporting period of July 2007 through June 2008, approximately 81 pounds (lb) of total

volatile organic compounds (VOCs) were removed from the groundwater by the extraction and

treatment system. In general, the total VOCs were comprised of trichlororethene (TCE) (81.3 %)

and tetrachloroethene (PCE) (18.7 %). Analytical results of the groundwater collected at the inlet to

the air stripper for the period of July 2007 through June 2008 are included in Appendix C.

A summary of the analytical results of the groundwater samples collected from the monitor and

extraction wells during the third and fourth quarters of 2007 and the first and second quarters of

CADocuments and Settings\flasinsg1My Documents \b&dNANNUAL 20081ANRPT-08.doc
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Table 2-1

Treatment System Pumping Records

(July 2007 through June 2008)

Black & Decker

Hampstead, Maryland

July 2007 6,777,770

August 2007 6,598,950

September 2007 6,694,100

October 2007 7,014,176

November 2007 6,606,981

December 2007 6,587,914

January 2008 6,534,090

February 2008 5,852,190

March 2008 5,961,384

April 2008 5,834,597

May 2008 6,316,227
June 2008 6,108,492

TABLE2-1.XLS



Table 2-2
Groundwater Elevation Data (July 2007 through June 2008)

Black & Decker
Hampstead, Maryland

WELL

NO.

TOC

ELEV

TOTAL

DEPTH

7/23/2007

DTW ELEV

8/6/2007

DTW ELEV

9/11/2007

DTW ELEV

10/18/2007

DTW ELEV

EW-1 847.21 55 • DRY NC DRY NC DRY NC DRY NC

EW-2 849.21 110 75.82 773.39 76.74 772.47 77.31 771.90 79.43 769.78

EW-3 846.64 118 89.13 757.51 88.47 758.17 89.50 757.14 90.02 756.62

EW-4 858.01 97.5 PC NC PC NC PC NC PC NC

EW-5 864.17 98 64.80 799.37 66.24 797.93 66.56 797.61 73.46 790.71

EW-6 831.98 115 89.88 742.10 85.11 746.87 86.4/ 745.56 93.61 738.37

EW-7 818.38 78 48.53 769.85 44.13 774.25 45.81 772.57 49.40 768.98

EW-8 811.13 98 64.22 746.91 72.72 738.41 74.31 736.82 85.84 725.29

EW-9 811.35 141 103.78 707.57 102.94 708.41 103.48 707.87 103.90 707.45

EW-10 807.74 INA 56.30 751.44 56.71 751.03 57.10 750.64 58.20 749.54

RFVV-1A 864.37 78 49.26 815.11 47.09 817.28 47.15 817.22 49.69 814.68

RFW-1B 864.23 200 49.31 814.92 47.12 817.11 47.19 817.04 49.75 814.48

RFW-2A 857.41 35 14.98 842.43 17.53 839.88 17.60 839.81 20.02 837.39

RFW-2B 857.73 75 15.11 842.62 18.04 839.69 18.11 839.62 20.62 837.11

RFW-3B 839.21 153 30.12 809.09 33.77 805.44 34.06 805.15 35.27 803.94

RFW-4A 830.37 62 37.78 792.59 37.12 793.25 37.80 792.57 39.97 790.40

RFW-4B 830.37 120 37.14 793.23 37.08 793.29 37.77 792.60 39.91 790.46

RFW-5A 817.50 30 DRY NC DRY NC DRY NC DRY NC

RFW-6 785.04 120 4.32 780.72 4.19 780.85 4.40 780.64 6.47 778.57

RFW-7 805.14 29 7.67 797.47 7.41 797.73 7.83 797.31 8.14 797.00

RFW-8 860.07 53 DRY NC DRY NC DRY NC DRY NA

RFW-9 862.02 49 25.61 836.41 27.77 834.25 27.74 834.28 29.93 832.09

RFW-10 852.06 58 DRY NC DRY NC DRY NC DRY NC

RFW-11A 849.32 72 Damaged NC Damaged NC Damaged NC Damaged NC

RFW-11B 849.62 116 70.32 779.30 67.58 782.04 67.66 781.96 68.66 780.96

RFW-12B 844.87 264 54.08 790.79 49.79 795.08 50.55 794.32 50.83 794.04

RFW-13 849.11 150 61.89 787.22 59.33 789.78 60.17 788.94 61.01 788.10

RFW-14B 812.39 281 53.11 759.28 51.74 760.65 52.26 760.13 54.94 757.45

RFW-16 856.14 41 DRY NC DRY NC DRY NC DRY NC

RFW-17 834.66 60.5 27.38 807.28 27.27 807.39 28.71 805.95 29.13 805.53

RFW-20 842.29 142 35.13 807.36 35.19 807.30 35.26 807.23 35.37 807.12

RFW-21 832.65 102 24.14 808.51 22.91 809.74 23.64 809.01 23.90 808.75

PH-7 805.94 89 28.40 777.54 34.00 771.94 36.12 769.82 37.67 768.27

PH-9 814.94 98 36.31 778.63 34.88 780.06 34.83 780.11 41.52 773.42

PH-11 820.68 78 44.80 775.88 45.29 775.39 45.23 775.45 47.72 772.96

PH-12 828.35 87 47.66 780.69 47.74 780.61 47.80 780.55 49.11 779.24

B-3 803.02 83 NA NC 8.63 794.39 8.84 794.18 9.53 793.49

Amoco 842.29 NA INA NC NA NC NA NC NA NC

Hamp. Town #22 804.96 NA INA 765.52 26.53 778.43 23.12 781.84 19.56 785.40

Pembroke #1 NA INA INA NC 14.98 NC 16.32 NC 18.08 NC

Pembroke #2 NA INA INA NC Damaged NC Damaged NC Damaged NC

N. Houcks. Rd. NA INA INA NC 8.74 NC 9.53 NC 10.78 NC

E. Century St. NA INA INA NC 12.01 NC 12.26 NC 12.87 NC

Lwr. Beckleys. Rd. NA INA INA NC 52.89 NC 53.44 NC 54.51 NC

NA- Not Accessible
NC- Not Calculable

INA - Information not available

PC - Pump Cycles
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Table 2-2
Groundwater Elevation Data (July 2007 through June 2008)

Black & Decker
Hampstead, Maryland

WELL

Na

TOC

ELEV

TOTAL'

DEPTH

11/19/2007

DTW ELEV

12/19/2007

, DTW ELEV

1/9/2008

DTW ELEV

2/19/2008

DTW ELEV

EW-1 847.21 55 DRY NC DRY NC DRY NC DRY NC

EW-2 849.21 110 75.33 773.88 77.42 771.79 78.91 770.30 82.80 766.41

EW-3 846.64 118 93.41 753.23 92.24 754.40 92.93 753.71 93.63 753.01

EW-4 858.01 97.5 PC NC PC NC PC NC PC NC

EW-5 864.17 98 76.50 787.67 79.90 784.27 81.73 782.44 85.12 779.05

EW-6 831.98 115 101.20 730.78 98.17 733.81 102.60 729.38 101.84 730.14

EW-7 818.38 78 54.01 764.37 56.65 761.73 63.30 755.08 55.71 762.67

EW-8 811.13 98 91.45 719.68 90.80 720.33 93.20 717.93 92.64 718.49

EW-9 811.35 141 101.90 709.45 101.40 709.95 102.61 708.74 101.64 709.71

EW-10 807.74 INA 61.88 745.86 62.60 745.14 63.47 744.27 62.98 744.76

RFW-1A 864.37 78 53.15 811.22 53.24 811.13 54.47 809.90 54.91 809.46

REW-IB 864.23 200 53.18 811.05 53.28 810.95 54.50 809.73 54.75 809.48

RFW-2A 857.41 35 20.99 836.42 18.74 838.67 20.85 836.56 18.01 839.40

RFVV-2B 857.73 75 21.66 836.07 19.20 838.53 21.22 836.51 18.65 839.08

RFW-3B 839.21 153 39.47 799.74 38.94 800.27 41.38 797.83 40.04 799.17

RFW-4A 830.37 62 39.47 790.90 39.63 790.74 39.14 791.23 38.94 791.43

RFW-4B 830.37 120 39.10 791.27 39.51 790.86 39.06 791.31 39.18 791.19

RFW-5A 817.50 30 DRY NC DRY NC DRY NC DRY NC

RFW-6 785.04 120 4.92 780.12 5.41 779.63 4.61 780.43 4.59 780.45

RFW-7 805.14 29 7.53 797.61 7.87 797.27 7.94 797.20 6.37 798.77

RFVV-8 860.07 53 DRY NC DRY NC DRY NC DRY NC

RFW-9 862.02 49 30.08 831.94 29.94 832.08 30.27 831.75 28.35 833.67

RFW-10 852.06 58 DRY NC DRY NC DRY NC DRY NC

RFW-11A 849.32 72 Damaged NC Damaged NC Damaged NC Damaged NC

RFW-11B 849.62 116 68.82 780.80 69.03 780.59 69.83 779.79 69.29 780.33

RF1V-12B 844.87 264 52.04 792.83 53.41 791.46 55.71 789.16 52.66 792.21

RFW-13 849.11 150 63.69 785.42 64.11 785.00 65.73 783.38 66.08 783.03

RFW-14B 812.39 281 55.12 757.27 NA NC NA NC NA NC

RFW-16 856.14 41 DRY NC DRY NC DRY NC DRY NC

RFW-17 834.66 60.5 29.63 805.03 29.80 804.86 30.34 804.32 29.54 805.12

RFW-20 842.29 142 38.13 804.36 39.02 803.47 39.26 803.23 38.05 804.44

RFW-21 832.65 102 24.86 807.79 24.81 807.84 25.61 807.04 24.51 808.14

PH-7 805.94 89 38.84 767.10 39.12 766.82 41.07 764.87 40.74 765.20

PH-9 814.94 98 46.27 768.67 46.81 768.13 47.11 767.83 47.84 767.10

PH-11 820.68 78 47.63 773.05 47.71 772.97 48.84 771.84 50.01 770.67

PH-12 828.35 87 49.94 778.41 50.03 778.32 51.73 776.62 52.76 775.59

B-3 803.02 83 9.12 793.90 9.61 793.41 NA NC NA NC

Amoco 842.29 NA NA NC NA NC NA NC NA NC

Hump. Town #22 804.96 NA NA NC 27.44 777.52 24.61 780.35 26.11 778.85

Pembroke #1 NA INA NA NC 17.85 NC 17.12 NC 16.94 NC

Pembroke #2 NA INA Damaged NC Damaged NC Damaged NC Damaged NC

N. Houck& Rd. NA INA NA NC 10.68 NC 10.30 NC 9.88 NC

E. Century St. NA INA NA NC 13.45 NC 17.41 NC 19.63 NC
Lwr. Beckleys. Rd. NA INA NA NC 54.77 NC 51.48 NC 52.06 NC

NA- Not Accessible
NC- Not Calculable

INA - Information not available

PC - Pump Cycles
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Table 2-2
Groundwater Elevation Data (July 2007 through June 2008)

Black & Decker
Hampstead, Maryland

WELL

NO.

TOC

ELEV

TOTAL

DEPTH

3/25/2008

DTW ELEV

4/23/2008

DTW_ ELEV

5/15/2008

DTW ELEV

6/10/2008

DTW ELEV

EW-1 847.21 55 DRY NC DRY NC DRY NC DRY NC

EW-2 849.21 110 78.94 770.27 79.12 770.09 85.17 764.04 57.19 792.02

EW-3 846.64 118 95.11 751.53 96.43 750.21 97.47 749.17 59.88 786.76

EW-4 858.01 97.5 PC NC PC NC PC NC PC NC

EW-5 864.17 98 80.04 784.13 81.11 783.06 88.64 775.53 65.87 798.30

EW-6 831.98 115 99.23 732.75 97.86 734.12 89.12 742.86 58.36 773.62

EW-7 818.38 78 57.40 760.98 58.12 760.26 71.80 746.58 63.22 755.16

EW-8 811.13 98 89.74 721.39 84.74 726.39 87.88 723.25 53.25 757.88

EW-9 811.35 141 102.10 709.25 102.80 708.55 103.30 708.05 60.32 751.03

EW-10 807.74 INA 63.40 744.34 64.81 742.93 67.40 740.34 28.77 778.97

RFW-1A 864.37 78 55.07 809.30 55.43 808.94 51.56 812.81 49.73 814.64

RFW-1B 864.23 200 54.94 809.29 55.34 808.89 51.61 812.62 49.67 814.56

RFW-2A 857.41 35 17.47 839.94 17.51 839.90 13.40 844.01 13.07 844.34

RFW-2B 857.73 75 17.88 839.85 17.94 839.79 14.11 843.62 13.34 844.39

RFW-3B 839.21 153 41.10 798.11 41.60 797.61 37.96 801.25 35.11 804.10

RFVV-4A 830.37 62 39.07 791.30 39.14 791.23 36.31 794.06 34.86 795.51

RFW-48 830.37 120 39.41 790.96 39.53 790.84 36.17 794.20 35.14 795.23

RFVV-5A 817.50 30 DRY NC DRY NC DRY NC DRY NC

RFW-6 785.04 120 3.99 781.05 5.71 779.33 2.89 782.15 3.17 781.87

RFW-7 805.14 29 7.41 797.73 8.48 796.66 5.33 799.81 7.26 797.88

RFW-8 860.07 53 DRY NC DRY NC DRY NC DRY NC

RFW-9 862.02 49 30.07 831.95 30.06 831.96 26.92 835.10 25.58 836.44

RFW-10 852.06 58 DRY NC DRY NC DRY NC DRY NC

RFW-11A 849.32 72 Damaged NC Damaged NC Damaged NC Damaged NC

RFW-11B 849.62 116 70.10 779.52 70.63 778.99 66.15 783.47 62.18 787.44

RFW-12B 844.87 264 54.17 790.70 55.12 789.75 51.25 793.62 51.34 793.53

RFW-13 849.11 150 64.36 784.75 63.73 785.38 66.71 782.40 65.81 783.30

RFW-14B 812.39 281 NA NC NA NC NA NC 48.76 763.63

RFW-16 856.14 41 DRY NC DRY NC DRY NC DRY 856.14

RFW-17 834.66 60.5 29.47 805.19 30.11 804.55 27.17 807.49 28.77 805.89

RFW-20 842.29 142 39.41 803.08 39.92 802.57 35.71 806.78 38.81 803.48

RFW-21 832.65 102 24.54 808.11 24.61 808.04 22.83 809.82 23.99 808.66

PH-7 805.94 89 39.42 766.52 39.63 766.31 36.72 769.22 31.32 774.62

PH-9 814.94, 98 47.17 767.77 47.22 767.72 56.66 758.28 43.26 771.68

PH-11 820.68 78 49.11 771.57 49.17 771.51 48.33 772.35 51.03 769.65

PH-12 828.35 87 50.61 777.74 50.74 777.61 50.86 777.49 51.97 776.38

B-3 803.02 83 9.90 793.12 10.11 792.91 10.26 792.76 10.15 792.87

Amoco 842.29 NA NA NC NA NC NA NC NA 842.29

Hamp. Town #22 804.96 NA 31.14 773.82 38.11 766.85 24.65 780.31 17.43 787.53

Pembroke #1 NA INA 15.33 NC 16.27 NC 15.87 NC 15.74 NC

Pembroke #2 NA INA Damaged NC Damaged NC Damaged NC Damaged NC

N. Houcks. Rd. NA INA 9.94 NC 10.06 NC 10.86 NC 9.89 NC

E. Century St. NA INA 23.41 NC 19.26 NC 21.18 NC 19.26 NC
Lwr. Beckleys. Rd. NA INA 53.02 NC _ 54.61 NC 55.22 NC 55.63 NC

NA- Not Accessible
NC- Not Calculable

INA - Information not available

PC - Pump Cycles
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Table 2-3

Effluent Characteristics Summary (July 2007 through June 2008)

Black & Decker
Hampstead, Maryland

001 FLOW average
maximum

MGD NA 0.120

..84gps
.01

0.090 0.160 0.084 0.151 0.212

MGD NA 0.195 0.129 0.209 0.172 0.238 0.442

1,1,1-Trichloroethane ugh1 5 < 1 < 1 < 1 < 1 < 1 < 1

Tetrachloroethylene ughI 5 < 1 < 1 < 1 < 1 < 1 < 1

Trichloroethylene ug/1 5 < 1 < 1 < 1 < 1 < 1 < 1

Total Residual Chlorine mg/1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1

Oil & Greasc maximum
quarterly average

pH minimum
maximum

mg/1 15 <5 <5 8.0 <5 <5 <5

mg/1 10 0 0 8.0 0 0 0.0

STD 6.0 6.80 6.60 7.10 6.60 6.40 6.00

STD 8.5 8.20 8.20 7.70 8.20 6.70 6.90

BOD mg/1 15 8.0 6.0 4.0 4.0 2.0 4.0

TSS maximum
quarterly average

mg/1 30 18.0 16.0 10.0 11.0 6.0 6.0

mg/1 20 18.0 16.0 10.0 11.0 6.0 6.0

101
(Monitoring

Point)

FLOW average
maximum

MGD NA 0.075 0.088 0.139 0.194 0.200 0.208

MGD NA 0.296 0.520 0.630 0.650 0.429 0.750
Fecal Coliform MPN/100m1 200 1.0 4.0 13.0 2.0 1.0 1.0

201
(Monitoring

Point)

FLOW average
maximum

MGD NA NR NR 0.218 NR NR 0.220

MGD NA NR NR 0.256 NR NR 0.254

1,1,1-Trichloroethane ugh1 NA NR NR < 1 NR NR < 1

Tetrachloroethylene ugh1 NA NR NR < 1 NR NR < 1

Trichloroethylene ug/1 NA NR NR < 1 NR NR < 1

DMR - Discharge Monitoring Report

NA - Not Applicable

NR - Not Reported

H:\Folders.A-F\B&D-Hampstead 2006-2007-2008\07 Reports1Annual_2008\ar08t2-3.xls
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Table 2-3

Effluent Characteristics Summary (July 2007 through June 2008)

Black & Decker

Hampstead, Maryland

isdharge
irnbêr.

001 FLOW average

maximum

MGD

•••.
r'ermit

NA

January February
2008 2008 

0.194 0.199 0.192 0.163 0.203 0.139

MGD NA 0.273 0.301 0.315 0.673 0.399 0.163

1,1,1-Trichloroethane
Tetrachloroethylene
Trichloroethylene
Total Residual Chlorine
Oil & Grease maximum

quarterly average

pH minimum
maximum

ugh1
ug/1
ugh1

5
5
5

•< 1
< 1
< 1

< 1
< 1
< 1

<1
< 1
< 1

< 1
< 1
< 1

< 1
< 1
< 1

< 1
< 1
< 1

mg/1
mg/1
mg/1
STD

<0.1
15

<0.1
6

<0.1
<5

<0.1
15*

<0.1
<5

<0.1
9.0

<0.1
<5

10
6.0

6
6.00

<5
6.10

15*
6.30

<5
6.00

9.0
6.20

<5
6.40

STD 8.5 6.60 6.70 6.50 6.40 6.70 6.80

BOD
TSS maximum

quarterly average

mg/1
mg/I

15 2.0 2.0 <2 <2 <2 <2

30 5.0 <4 7.0 <4 5.0 9.0

mg/1 20 5.0 <4 7.0 NR 5 9.0

101
(Monitoring

Point)

FLOW average
maximum

MGD NA 0.203 0.261 0.325 0.353 0.266 0.271

MGD NA 0.790 0.464 0.399 0.582 0.740 0.493

Fecal Coliform MPN/100m1 200 <1.8 <2 <1.8 1.0 • 1.0 8.0

201
(Monitoring

Point)

FLOW average
maximum

MGD NA NR NR 0.192 NR NR 0.201

MGD NA NR NR 0.225 NR NR 0.302

1,1,1-Trichloroethane ugh1 NA < 1 NR NR NR NR < 1

Tetrachloroethylene
Trichloroethylene

ugh1
ugh1

NA < 1 NR NR NR NR < 1

NA < 1 NR NR NR NR < 1

DMR - Discharge Monitoring Report

NA - Not Applicable

NR - Not Reported

HAFolders.A-RB&D-Hampstead 2006-2007-2008\07 Reports \Annual_2008\ar08t2-3.xls



2008 are included in Tables 2-4, 2-5, 2-6, and 2-7, respectively. As found in earlier sampling events

at the Black & Decker facility, TCE and PCE were the primary VOCs detected at the highest

concentrations in the groundwater samples. The highest concentrations of TCE were detected in the

groundwater samples collected from wells EW-2 and EW-4 and the highest concentrations of PCE

were detected in the groundwater samples collected from well EW-9. The remainder of the detected

VOCs, were detected at levels well below the Federal Maximum Concentration Levels (MCLs).

The second quarter 2008 (May 2008) analytical data package is included in Appendix D. Analytical

data packages for the remaining quarters are included in the respective Quarterly Groundwater

Monitoring Reports.

CADocuments and Settings\flasinsg \My Documentsth&MANNUAL 20081ANRPT-08.doc
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Table 2-4

Summary of Groundwater Analytical Results - August 2007

Black & Decker

Hampstead, Maryland

NE*4

Chloromethane ug/L NS 1 U 'U 1 U 'U 'U 1 U 1 U 'U 1 U 1 U

Bromomethane ug/L NS 'U 1 U 1 U 'U 'U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U Iv 1 U 'U 1 U 1 U 1 U 'U 1 U 'U

Chloroethane ug/L NS 1 1J 'U 'U 'U 1 U I U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS 'U 'U 1 U 'U 1 U 1 U 1 U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

1,1-Dichloroethene ug/L NS 1 U I U 1 U 1 U 1 II 1 U 1 U 1 U 'U 1 1J

1,1-Dichloroethane ug/L NS 'U 1 U 'U 1 U 1 U 1 U 'U 'U 1 U 1 U

1,2-Dichloroethene (total) ug/L NS 2.3 2.4 'U 'U 'U 5.8 19 'U 1 U 1 U

Chloroform ug/L NS 1 U 1 U 1 U 1 U 1 U 'U 'U 'U 'U 'U

1,2-Dichloroethane ug/L NS 'U 'U 'U 1 U 1 U 1 U 1 U 1 U 'U 'U

2-Butanone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

1,1,1-Trichloroethane ug/L NS 1 11 'U 1 U 1.4 'U 'U 'U 1 U 'U 'U

Carbon Tetrachloride ug/L NS 1 U 1 I U 'U 1 U 1 U 'U 'U 'U 1 U

Bromodichforomethane ug/L NS 'U 1 U 'U 1 U 1 U I U 1 U 1 U 1 U 1 U

1,2-Dichloropropane ug/L NS 'U 1 U 1 U 1 U 1 U 1 U 'U 'U 1 U 1U

cis-1,3-Dichloropropene ug/L NS 1 U I U 1 U 'U 1 U 'U 1 U 1 U 1 U 'U

Trichloroethene ug/L NS 480 220 1600 210 9.2 5.5 11 1.7 1.8 1 U

Dibromochloromethane ug/L NS Iv 1 U 'U 1 U 1 U 'U 1 U 'U 'U 1U

1,1,2-Trichloroethane ug/L NS 'U 1 U 'U 'U ,1U 'U 1 U 1 U 1 U 1 U

Benzene ug/L NS 1 U 'U 'U 1 U 1 U 'U 1 U 1U 'U 'U

Trans-1 ,3-D ichloropropene ug/L NS 1 U 'U 'U 'U 1 U 1 U 1 U 'U 1 U 1 U

Bromoform ug/L NS 1 U 1 U 'U 1 U 1 U 1 U 1 U 1 U 'U 1 U

4-Methyl-2-pentanone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

2-Hexanone ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

Tetrachloroethene ug/L NS 68 5.3 31 13 21 12 82 190 220 4.6

1,1,2,2-Tetrachloroethane ug/L NS 'U 1 1J 'U 1 U 'U 'U 'U 1 U 'U 1 U

Toluene ug/L NS 1 U 'U 1 U 1 U 'U 'U . 1 U 'U 'U 1 U

Chlorobenzene ug/L NS 'U 'U 'U 1 1J 'U 'U 'U 1 U 'U 1 U

Ethylbenzene ug/L NS 1 U 1 U 'U 'U 'U 1 U 1 U 1 U 1 U 1 U

Styrene ug/L NS 1 U 1 U 1 U 'U 1 U 1 U 1 U 1 U 'U 1U

Xylene (total) ug/L NS 1 1J 'U 1 U 'U 1 U 1 U 1 U 1 U 1 U 1 U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.



Mlle =lir Mill Ell INS MEI MI OM Ile INN OM Ell IIIIII tall 111111 IN 11111

Table 2-4

Summary of Groundwater Analytical Results - August 2007

Black & Decker
Hampstead, Maryland

W.Ws2n

•••••••

•-•

Chloromethane

Bromomethane

ug/L

Vinyl Chloride

Chloroethane

ug/L

11.1

1 U

'U

'U

1 1J

1 U

1 U

1 U

'U

'U

'U

1 U

'U

1 U

'U

1 U

NS

NS

'U

'U

1 U

1 U

NS

NS

'U

1 U

NS

NS

ug/L

ug/L

1 U 'U 1 U 1 1J 1 U 1 U 1 U 'U NS 'U 1 U NS 1 U NS

'U 'U 'U 'U 1 U 'U 1 U 'U NS 1 U 'U NS 'U NS

Methylene Chloride

Acetone

ug/L

Carbon Disulfide

1,1-Dichloroethene

1,1-Dichloroethane

1,2-Dichloroethene (total)

Chloroform

ug/L

1 U 'U 1 11 1 U 'U 'U . 1 U 'U NS 1 U 'U NS 1 U NS

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L

ug/L

ug/L

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

1 U 1U 'U 1 U 1 U 'U 1 U 'U NS 1 U 1 U NS 1 NS

1 U 'U 1 U 1 U 1 U 'U 1 U 'U NS 1 U 'U . NS 1.3 NS

ug/L

1,2-Dichloroethane

2-Butanone

1,1,1-Trichloroethane

Carbon Tetrachloride

ug/L

ug/L

'U 1 U 'U 1U 5.4 1 4 3.6 NS 'U 'U NS 14 NS

1 U 1 U 'U 'U 'U 1.1 1.8 1.7 NS 1 U 1 U NS 1 U NS

'U 1 U 1 U 1 U 1 U 1U 1 U 1U NS 'U 1 1J NS 'U NS

ug/L

Bromodichloromethane

1,2-Dichloropropane

cis-1,3-Dichloropropene

Trichloroethene

ug/L

ug/L

ug/L

ug/L

Dibromochloromethane

1,1,2-Trichloroethane

Benzene

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

'U 'U 'U 'U 1 U 'U 'U 'U NS 1 U 1 U NS 1.5 NS

'U 'U 1 U 1 U 'U 1U 1 U 'U NS 1 U 1 U NS 1 U NS

1 U

'U

1 U

'U

'U

'U

1 U

'U

1 U

1 U

'U

1 U

1 U

'U

'U

1 U

NS

NS

1 1J

1 U

'U

1 U

NS

NS

1 U

'U

NS

NS

ug/L

ug/L

ug/L

'U 1 U 1 U 1 U 'U 'U 1 U 'U NS 'U 'U NS 1 U NS

1 U 'U 1 1 U 'U 41 55 54 NS 2 5.2 NS 18 NS

1 U 1 U 1 U 1 U 1 U 1 U 1 U 'U NS 'U 1 U NS 1 U NS

ug/L

Trans-1,3-Dichloropropene

Bromoform

4-Methyl-2-pentanone

2-Hexanone

ug/L

ug/L

ug/L

ug/L

Tetrachloroethene

1,1,2,2-Tetrachloroethane

Toluene

1 U 1 U 1 U 1 U 1 U 1U 1 U 'U NS 1 U 'U NS 1 U NS

1 U 1 IJ 1 U 'U 1 U 'U 1 U 1 U NS 'U lU NS 1 U NS

'U 1 U 1 U 'U 1 U 'U 1 U 1 U NS 1 U 'U NS 1 U NS

1 11 1 1J 1 U 1U 1 U 1 U 1 U 1 U NS U 1 U NS 1U NS

5U 5U 5U 'U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L

ug/L

ug/L

Chlorobenzene

Ethylbenzene

Styrene
Xylene (total)

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

1 U 'U 1 U 'U 1.9 38 120 96 NS 2.6 1 U NS 6.4 NS

ug/L

ug/L

ug/L

ug/L
ug/L

1 U

'U

1 U

1 U

'U

1 U

1 U

1 U

1 U

1U

1 U

1 U

1 U

'U

1 U

1 U

NS

NS

1 U

1 U

'U

1 U

NS

NS

'U

1 U

NS

NS

'U 1 U 1 U 'U 'U 'U 1 U 'U NS 'U 1 U NS 1 U NS

'U 1 U 'U 1 1J 'U 'U 1 1J 1 U NS 1 U 'U NS 1 U NS

'U 1 U 'U 'U 1 U 'U 1 U 'U NS 'U 1 U NS 1 U NS

1 U 1 U 1 U 1 U 'U 'U 1 U 'U NS 1 U 'U NS 1 U NS

Notes: DUP =Duplicate sample
NS =Not sampled

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Table 2-4

Summary of Groundwater Analytical Results - August 2007

Black & Decker

Hampstead, Maryland
4O; Oi4114:;,.

'

Chloromethane ug/L NS 'U 'U 1 U NS 'U 1U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromomethane ug/L NS 'U 'U 'U NS 'U 'U 'U NS 1 U 'U 1U 1U 1U 'U

Vinyl Chloride ug/L NS 1 U 'U 1 U NS 'U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroethane ug/L NS 1 U 'U 1 U NS 1U 'U 'U NS 1U 1U 'U 1 U 'U 1 U

Methylene Chloride ug/L NS 'U 'U 'U NS 1.5 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Acetone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U 10 U 10 1J 10 U 10 U 10 U

Carbon Disulfide ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U NA NA NA NA NA

1,1-Dichloroethene ug/L NS 'U 1 U 'U NS 1 1J 1 U 'U NS 1 U 0.5 U 0.5U 0.5 U 0.5 U 0.5 U

1,1-Dichloroethane ug/L NS 1 U 1 1J 'U NS 'U 'U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total) ug/L NS 1U 5.5 1 U NS 'U 'U 1 U NS 0.5 U 0.5U 0.5 U 0.5 U 0.5 U

Chloroform ug/L NS 'U 'U 1 U NS 'U 'U I U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethane ug/L NS 'U 'U 1 U NS 1 U 'U 1 U NS 1U 15.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U 10 U 10 U 10 U 10 U 10 U

1,1,1-Trichloroetharie ug/L NS 'U 'U 'U NS 1U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS 1 U 'U 1 U NS 'U 'U 1U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromodichloromethane ug/L NS 1 U 'U 'U NS 1 U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloropropane ug/L NS 'U 'U 'U NS 1U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis-1,3-Dichloropropene ug/L NS 'U 1 1J 1U NS 'U 1U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trichloroethene ug/L NS 16 370 3.9 NS 'U 1U 'U NS 'U 1 0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS 1 U 'U 'U NS 'U 'U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2-Trichloroethane ug/L NS 'U 1 U 'U NS 1 U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5U 0.5 U

Benzene ug/L NS 'U 'U 'U NS 1 U 'U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans-1,3-Dichloropropene ug/L NS 1 U 'U 1U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 I/

Bromoform ug/L NS 1 U 'U 'U NS 'U 1 U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

4-Methyl-2-pentanone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U IOU 10 U 10 U 10 U IOU

2-Hexanone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U IOU 10 U 10 U 10 U 10 U

Tetrachloroethene ug/L NS 1 U 34 19 NS 'U 1 U 1 U NS 1U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2,2-Tetrachloroethane ug/L NS 'U 'U 'U NS 1 U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Toluene ug/L NS 'U 'U 1 U NS 1U 'U 1 NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlorobenzene ug/L NS 'U 1 U 1 U NS 1 U 1U 'U NS 1U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbenzene ug/L NS 'U 1U 'U NS 'U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS 'U 1U 'U NS 1U 1 U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Xylene (total) ug/L . NS 'U 1 U 'U NS 1 U 1 U 1U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection and

Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.

NS =Not sampled
U = Compound was analyzed but not detected.
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Table 2-5

Summary of Groundwater Analytical Results - November 2007

Black & Decker

Hampstead, Maryland

Chloromethane

Bromomethane

Vinyl Chloride

Chloroethane

ug/L

ug/L

NS

NS

2U

2U

1 U

I U

1 U

1 U

IOU

10 U

1 U

1U

1U

1 U

1 U

1U

1 II

1U

'U

1 U

1U

'U

ug/L

ug/L

NS 2U 1 U 1 U 10 U 1U 1 U 1U 1 U 1U 1U

NS 2U 'U 1U 10 U 1U 1 U 1 U 1 U 1 U 'U

Methylene Chloride

Acetone

Carbon Disulfide

1,1-Dichloroethene

1,1-Dichloroethane

ug/L NS 4U 2U 2U 20 U 2U 2U 2U 2U 2U 2U

ug/L

ug/L

1,2-Dichloroethene (total)

Chloroform

ug/L

ug/L

1,2-Dichloroethane

2-Butanone

ug/L

ug/L

ug/L

ug/L

NS

NS

NS

10 U

10 U

2U

5U

5U

1U

5U

5U

1U

50 U

50 U

10 U

5U

5U

'U

5U

5U

'U

5U

5U

1U

5U

5U

'U

5U

5U

1 U

5U

5U

'U

NS 2U 'U 1U 10 U 1U 1U 1U 1.2 'U 1U

NS 3 1.8 1.9 IOU 'U 1U 7.1 29 1.1 1 U

NS 2U 1U 'U 10 U 1 U 'U 'U. 'U U 'U

NS 2U 1 U 'U 10 U 1 U 'U 1U 'U 'U 1U

NS 10 U 5U 5U 50 U 5u 5U 5U 5U 5U 5U

1,1,1-Trichloroethane

Carbon Tetrachloride

Bromodichloromethane

1,2-Dichloropropane

cis-1,3-Dichloropropene

Trichloroethene

Dibromochloromethane

ug/L

ug/L

NS 2U 'U 1U 10 U 1U 1U I U 1U 1U

NS 2U 'U 1 U 10 U 1U 1 U 1U 'U 1U 1 U

ug/L

ug/L

ug/L

ug/L

ug/L

NS 2U 'U 'U IOU 1U 1 U 1 U 'U 'U 'U

NS 2U 1U 'U IOU 1 U 1 U 1 U 1U 1 U 'U

NS 2U 'U 1U 10 U 'U 'U 1U 1U 1 U 1U

NS 420 150 130 1200 200 11 5.5 15 1.7 1U

NS 2U 1 U 'U 10 U 'U 1U 1U 1U 1U 1 U

1,1,2-Trichloroethane ug/L NS 2U 1 U 'U 10 U 1U 1 U 1 U 1U 1U 'U

Benzene

Trans-1,3-Dichloropropene

Bromoform

4-Methyl-2-pentanone

2-Hexanone

ug/L

ug/L

ug/L

NS 2U I U 1 U 10 U 1U 1U 1 U 1 U 1 U 1U

NS . 2U 1U 1 U IOU 1U 1 U 1 U 1U 'U 1U

NS 2U 'U I U 10 U 1U 'U 1U 1 U 1U 1U

ug/L

ug/L

NS IOU 5U 5U 50 U 5U 5U 5U 5U 5U 5U

NS 10 U 5U 5U 50 U 5 U 5U 5U 5U 5U 5U

Tetrachloroethene

1,1,2,2-Tetrachloroethane

ug/L NS 67 3.7 3.4 24 7.8 21 11 130 230 6.7

ug/L NS 2U 'U 1U 10 U 'U 1 U 1U 1 U 1 U 1U

Toluene

Chlorobenzene

ug/L

ug/L

NS 2U 1U 1U 10 U 1 U 1U 'U 1U 'U 'U

NS 2U 'U 1 U IOU 1U 1 U 'U 1U 'U 1U

Ethylbenzene

Styrene

Xylene (total)

ug/L

ug/L

ug/L

NS 2U 1U 1U 10 U 1U 1 U 1U 1 U 1U 'U

NS

NS

2U

2U

'U

1U

1U

1U

10 U

10 U

1U

1U

1U

1U

1 U

1 U

1U

1U

1 U

1U

1 U

'U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Chloromethane

Bromomethane

Vinyl Chloride

Chloroethane

Methylene Chloride

Acetone

Carbon Disulfide

1,1-Dichloroethene

1,1-Dichloroethane

1,2-Dichloroethene (total)

Chloroform

1,2-Dichloroethane

2-Butanone

1,1,1-Trichloroethane

Carbon Tetrachloride

Bromodichloromethane

1,2-Dichloropropane

cis-1,3-Dichloropropene

Trichloroethene

Dibromochloromethane

1,1,2-Trichloroethane

Benzene

Trans-1,3-Dichloropropene

Bromoform

4-Methyl-2-pentanone

2-Hexanone

Tetrachloroethene

1,1,2,2-Tetrachloroethane

Toluene

Chlorobenzene

Ethylbenzene

Styrene
Xylene (total)

Table 2-5

Summary of Groundwater Analytical Results - November 2007

Black & Decker

Hampstead, Maryland

AM:4A

ug/L 1 U 1 U 1U 1 U 'U 'U 1 U 1 U NS 1U 1 U NS 'U NS

ug/L 'U 1 U 'U 1 U 1U 1 U 1U 'U NS 'U 1U NS 1U NS

ug/L 'U 1 U 1 U 'U 1U 1 U 1 U 'U NS 1 U 'U NS 1U NS

ug/L 1 U 1 U 1 U 'U 1 U 1 U 1 U 1 U NS 1U 'U NS 1 U NS

ug/L 2U 2U 2U 2U 2U 2U 2U 2U NS 2U 2U NS 2U NS

ug/L 5U 5.4 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L 5U 5U 5U 5U 5 U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L 'U 1 U 'U 1 U 1 U 'U 1 U 1 U NS 'U 1U NS 1.1 NS

ug/L 'U 1 U 'U 1 U 1U 1 U 1U 1 U NS 1 U 1 U NS 'U NS

ug/L 1 U 1 U 'U 1 IJ 4.8 1.1 2.5 2.7 NS 1.1 1U NS 2.9 NS

ug/L 1 U 1U 1 U 'U 'U 1.2 1.5 1.6 NS 1 U 1 U NS 'U NS

ug/L 'U 1U 1 U 1 U 1U 1U 'U 'U NS 1U 'U NS 1 U NS

ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U - NS

ug/L 1 1 U 'U 1 U 1 U 1 U 1U 1U NS 1 U 'U NS 1 NS

ug/L 'U 1 U 'U 1 U 1 U 'U 1 U 1 U NS 1U 1 U NS 1U NS

ug/L 1 U 'U 'U 1U 1 U 'U 1 U 'U NS 1 U 1U NS 1U NS

ug/L 1 U 'U 1 U 'U 1U 1 U 'U 'U NS 1U 1 U NS 'U NS

ug/L 1 U 'U 1 U 1 U 'U I U 'U 1 U NS 1U 1 U NS 1U NS

ug/L 1 U 'U 1 J 1 U 2.7 36 48 51 NS 5.7 3.2 NS 14 NS

ug/L 1 U 1 U 1 U 1 U 1 U 'U 1 U 1U NS 1U 1 U NS 1U NS

ug/L 1U 1 U 1 U 'U 1U 1 U 1U 1U NS 1 U 1 IJ NS 1U NS

ug/L 1U 1 U 1U 1U 1U 1U 1U 'U NS 'U 1U NS 1 U NS

ug/L I U 1 U 1 U 1U 1 U 1U I U 1 U NS 'U 1U NS 'U NS

ug/L 'U 1 U 1 U 1U 'U 1 U 'U 1 U NS 1U 'U NS 'U NS

ug/L 5U 5U 5U 'U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L 1U 1U 1 U 1U 2.9 33 71 77 NS 4.6 1U NS 1.5 NS

ug/L 1 U 1 U 1 U 1U 1U 1 U 1 U 1 U NS 1U 1 U NS 1 U NS

ug/L 'U 1 U 'U 1 U 1U 1 U 1 U 1U NS 1 U 'U NS 1U NS

ug/L 1 U 1 U 'U 1 U 1U 1 U 1 U 1U NS 1 U 1 U NS iv NS

ug/L 1U 1 U 1 U 1 U 'U 1 U 1 U 1 U NS 1 U 1 U NS 'U NS

ug/L 1 U 'U 1 U 1 U 1U 1 U 1U 1 U NS 1U 1 U NS 1U NS

ug/L 'U 'U 'U 1 U 1 U I U 1U 1U NS 1 U 1 U NS 'U NS

Notes: DUP = Duplicate sample
NS = Not sampled

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Table 2-5

Summary of Groundwater Analytical Results - November 2007

Black & Decker

Hampstead, Maryland

P".41i0MY.:42B Leister .;4t*?* Town,'

Chloromethane ug/L NS 'U 5U 1 U NS 1 U 1 U

Bromomethane ug/L NS 'U 5U 1U NS 'U 'U

Vinyl Chloride

Chloroethane

ug/L NS 1 U 5U 1U NS 'U 'U

ug/L NS 'U 5U 1 U NS 'U 1 U

Methylene Chloride ug/L NS 2U 10 U 2U NS 2U 2U

Acetone ug/L NS 5U 25 U 5U NS 5U 5U

Carbon Disulfide ug/L NS 5U 25 U 5U NS 5U 5U

1,1-Dichloroethene ug/L NS 1 U 5U 1 U NS 'U 1U

1,1-Dichloroethane ug/L NS 'U 5U 'U NS 1U 1U

1,2-Dichloroethene (total) ug/L NS 1 U 3.6 J 'U NS 1U 'U

Chloroform ug/L NS I U 5U 1 U NS 1U 1 U

1,2-Dichloroethane ug/L NS 'U 5U 1U NS 'U 1 U

2-Butanone ug/L NS 5U 25 U 5U NS 5U 5U

1,1,1-Trichloroethane ug/L NS 'U 5U I U NS 1 U 1U

Carbon Tetrachloride ug/L NS 'U 5U 1 U NS 1 U 1U

Bromodichloromethane ug/L NS 'U 5U 1U NS 1 U 1 U

1,2-Dichloropropane ug/L NS 'U 5U 1 U NS 1 U 'U

cis-1,3-Dichloropropene ug/L NS 'U 5U 1 U NS 1U 1U

Trichloroethene ug/L NS 15 540 11 NS 1 U 1U

Dibromochloromethane ug/L NS 1 U 5U 1 U NS 'U 1U

1,1,2-Trichloroethane ug/L NS 'U 5U 'U NS I U 1U

Benzene ug/L NS 'U 5U 1 U NS 1 U 1U

Trans-1,3-Dichloropropene ug/L NS 'U 5U 1U NS 1 U 1U

Bromoform ug/L NS 1 U 5U 1U NS 1 U 1U

4-Methyl-2-pentanone ug/L NS 5U 25 U 5U NS 5U 5U

2-Hexanone ug/L NS 5U 25 U 5U NS 5U 5U

Tetrachloroethene

1,1,2,2-Tetrachloroethane

ug/L

ug/L

NS 'U 49 37 NS 1 U 'U

NS 1 U 5U 'U NS 1 U 1U

Toluene ug/L NS 1 U 5U 1 U NS 1 U 1 U

Chlorobenzene ug/L NS 1 U 5U 1 U NS 1 U 1U

Ethylbenzene ug/L NS 'U 5U 1U NS 'U 1 U

Styrene ug/L NS 1 U 5U - 1 U NS 'U 1 U

Xylene (total) ug/L NS 'U 5U 1 U NS 'U 'U

1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 'U 'U 1 U 1 U 1 U 'U

1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 1 U 1U 1U 1U 'U 'U

2U NS 2U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

5U NS 5U 10 U 10 U 10 U 4.9 J 10 U

5U NS 5U NA NA NA NA NA

1U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 'U 0.5 U 0.5 U 0.5 U 8.7 0.5 U

1 U NS 1 U 0,5 U 0.5 U 0.5 U 0.5 U 0.5 U

5U NS 5U 10 U 10 U 10 U 10 U 10 U

1 U ivs 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 1U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1U NS 1U 0.5 U 0.5 U 0.5 U 10 0.5 U

1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

'U NS 'U 1 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 1 U 0.5 U 0.5 U 0.5 U 8.3 0.5 U

1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1U NS 1 U 0.5 U 0.5 U. 0.5 U 0.5 U 0.5 U

1U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 1U 0.5 U 0.5 U 0.5 U 1.5 0.5 U

5U NS 5U 10 U 10 U IOU 10 U 10 U

5U NS 5U 10 U 10 U 10 U 10 U 10 U

'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

I U NS 1U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

'U NS 1U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 1U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection and

Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.

NS Not sampled

U = Compound was analyzed but not detected.
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Table 2-6

Summary of Groundwater Analytical Results - February 2008

Black & Decker

Hampstead, Maryland

RAytigttit

Chloromethane

Bromomethane

ug/L

Vinyl Chloride

Chloroethane

ug/L

Methylene Chloride

Acetone

Carbon Disulfide

ug/L

ug/L

NS

NS

1 U

'U

'U

'U

1 U

1 U

'U

1 U

I U

'U

1 U

'U

'U

1U

'U

1 U

1 U

1 U

1 U

1 U

NS 1 U 1 U 1 U 1 U 'U 'U 1 U 1 U 'U .1U

ug/L

1,1-Dichloroethene

1,1-Dichloroethane

ug/L

NS

NS

1U

2U

'U

2U

'U

2U

1 U

2U

1 U

2U

'U

2U

'U

2U

'U

2U

'U

2U

1 U

2U

ug/L

ug/L

1,2-Dichloroethene (total)

Chloroform

1,2-Dichloroethane

2-Butanone

1,1,1-Trichloroethane

Carbon Tetrachloride

ug/L

NS

NS

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

5U

NS 1 U 1 U 1 U 1 U 'U 1 U 1 U 1 U 1 U 1 U

NS 1 U 'U 1 U 'U 'U 'U 1.2 1U 1 U 1 1J

ug/L

ug/L

ug/L

Bromodichloromethane

ug/L

ug/L

NS 3 1.6 1U 'U 'U 6.4 18 1.0 'U 1 U

NS 'U 'U 'U 'U 'U 'U 'U 1 U 1 U 'U

NS 1U 'U 1 U 1U 1 U 1 U 1 U 'U 'U 'U

NS

NS

5U

1U

5U

'U

5U

1 U

5U

1U

5U

1 U

5U

'U

5U

1 U

5U

'U

5U

1 U

5U

1 U

ug/L

ug/L

NS 1U 'U 'U 1 U 'U 'U 'U 1 U 'U 1 U

NS 1 U 1U 1 U 1 U 'U 1 U 'U 1 U 'U 1U

1,2-Dichloropropane

cis-1,3-Dichloropropene

Trichioroethene

Dibromochloromethane

1,1,2-Trichloroethane

Benzene

ug/L

ug/L

ug/L

ug/L

Trans-1,3-Dichloropropene

Bromoform

4-Methyl-2-pentanone

2-Hexanone

ug/L

NS 'U 1 U 1U 'U 'U 'U 1 U 1 U 1 U 'U

NS 1 U 1U 'U 'U 'U 'U 1 U 1.0 'U 1 U

NS 350 130 830 150 8.7 5.4 9.2 1.4 1.4 'U

NS 'U 'U 1 U 'U 'U 'U 'U 'U 1 U 'U

NS 1U 1 U 1 U 1U 'U 'U 'U 1 U 1 U 1 U

ug/L

ug/L

ug/L

Tetrachloroethene

1,1,2,2-Tetrachloroethane

Toluene

ug/L

ug/L

NS 'U 'U 1 U 1 U 'U 'U 1 U 1 U 'U 'U

NS 1 U 'U 1 U 1 U 'U 'U 'U 'U 'U 'U

NS 'U 1U 1 U 1 U 'U 1U 'U 1 U 'U 'U

NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

ug/L

ug/L

ug/L

NS 57 3.4 18 4.4 15 11 62 160 170 4.2

NS 1U 1 U 'U 'U 'U 1 U 1 U 'U 'U 1 U

NS 'U 1 U 'U 1 U 'U 1U 1 1J 1 U 'U 1U

Chlorobenzene

Ethylbenzene

Styrene

Xylene (total)

ug/L

ug/L

ug/L

ug/L

NS 1 U 1 1J 'U 'U 1 U 1 U 1 U 1 U 'U 1 U

NS 1U 'U 'U 'U 1 U 'U 'U 'U 1 U 'U

NS 1 U 1U 1 U 'U 'U 'U 1 U 1 U 1 U 1 U

NS 1U 'U 1 U 'U 'U 1 U 1 U 'U 1 U 'U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Table 2-6

Summary of Groundwater Analytical Results - February 2008

Black & Decker

Hampstead, Maryland
It/FW.44A:

Chloromethane

Bromomethane

Vinyl Chloride

Chloroethane

ug/L

ug/L

1 U 'U 'U 'U 'U 'U 1 U 'U NS 1 U 1 U NS 'U NS

ug/L

Methylene Chloride

Acetone

Carbon Disulfide

ug/L

'U

1 U

1 U

'U

'U

'U

1 U

'U

'U

'U

'U

'U

'U

'U

'U

'U

NS

NS

1 U

1 U

1 U

'U

NS

NS

1 U

'U

NS

NS

1 U 1 U 'U 'U 'U 1 U 'U 'U NS 'U 'U NS 'U NS

ug/L

ug/L

1,1-Dichloroethene

1,1-Dichloroethane

1,2-Dichloroethene (total)

Chloroform

ug/L

2U 2U 2U 2U 2U 2U 2U 2U NS 2 U 2U NS 2U NS

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

ug/L

ug/L

1,2-Dichloroethane

2-Butanone

ug/L

1 U 'U 1 U 'U 1 U 'U 1 U 1 U NS 'U 1 U NS 1 U NS

1 U 'U 1 U 1 U 'U 1U 1 U 1 U NS 1 U 1U NS 1 U NS

1 IJ 'U 'U 1 U 5 'U 'U 5.5 NS 'U 1 U NS 11 NS

ug/L

ug/L

1,1,1-Trichloroethane

Carbon Tetrachloride

ug/L

ug/L

Bromodichloromethane

1,2-Dichloropropane

cis-1,3-Dichloropropene

Trichloroethene

Dibromochloromethane

ug/L

ug/L

ug/L

ug/L

1,1,2-Trichloroethane

Benzene

Trans-1,3-Dichloropropene

Bromoform

ug/L

'U 1 U 'U 1 U 'U 1.1 'U NS 'U 1 U NS 'U NS

1 U 'U 'U 'U 1 U 1U 'U 'U NS 'U 'U NS 1 U NS

5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

'U 'U 'U 'U 'U 1 U 'U 1 U NS 'U 'U NS 1.1 NS

'U 'U 'U 'U 'U 'U 'U 'U NS 'U 'U NS 1U NS

'U 'U 1U 'U 'U 'U 'U 'U NS 1 U 'U NS 'U NS

'U 'U 'U 'U 'U 'U 'U 1 U NS 1 U 1 U NS 'U NS

1 U 'U 'U 'U 'U 'U 1U 1 U NS 1 U 'U NS 1 U NS

ug/L

ug/L

ug/L

4-Methyl-2-pentanone

2-Hexanone

'U

1 U

'U

1 U

2

'U

1.6

1 U

'U

'U

28

'U

27

1 U

11

'U

NS

NS

3.4

'U

3.4

'U

NS

NS

16

'U

NS

NS

1 U 'U 1 U 1 U 'U 'U 'U U NS 'U 'U NS 'U NS

'U U 'U 'U 'U 1 U 'U 1U NS 1 U 1 U NS 1 U NS

ug/L

ug/L

ug/L

Tetrachloroethene

1,1,2,2-Tetrachloroethane

Toluene

Chlorobenzene

ug/L

ug/L

'U 'U 'U 'U 'U 'U 'U 'U NS 'U 1 U NS 1 U NS

'U 'U 'U 'U 'U 'U 'U 1 U NS 1U 'U NS 'U NS

5U 5U 5U 'U 5U 5U 5U 5U NS 5U 5U NS 5 U NS

5U 5U 5U 5U 5U 5U 5U • 5U NS 5U 5U NS 5U NS

1 U 'U 'U 1 U 1.7 22 21 51 NS 2.9 1 U NS 6.6 NS

ug/L

ug/L

Ethylbenzene

Styrene

Xylene (total)

ug/L

ug/L

ug/L

ug/L

'U 'U 1 U 1 U 'U 1 U 'U 'U NS 'U 'U NS 'U NS

'U 'U 'U 'U 'U 'U 'U 'U NS 'U 'U NS 1 U NS

'U 'U 'U 'U 'U 1 U 'U 1 U NS 1U 'U NS 'U NS

'U 'U 1U 'U 'U 'U 1 U 'U NS 1U 1 U NS 1 U NS

'U 'U 'U 1 U 'U 1 U 'U 'U NS 'U 1U NS 1 U NS

'U 'U 'U 'U 'U 'U 'U 'U NS 'U 1 U NS 'U NS

Notes: MP =Duplicate sample

NS = Not sampled
U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
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Table 2-6

Summary of Groundwater Analytical Results - February 2008

Black & Decker

Hampstead, Maryland
low.4213 400,40

40.

Chloromethane ug/L NS 'U 'U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromomethane ug/L NS 1 U 1 U 1 U NS 'U 'U 1 U NS 'U 'U 1U 1 U 1U 1U

Vinyl Chloride ug/L NS 1U 'U 1 U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroethane ug/L NS 1 1J 'U 'U NS 1 U 'U 'U NS 1 U 1 U 'U 1U 1U 1 U

Methylene Chloride ug/L NS 2U 2U 2U NS 2U 2U 2U NS 2U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Acetone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U IOU IOU 10 U 10 U 10 U

Carbon Disulfide

1,1-Dichloroethene

ug/L

ug/L

NS 5U 5U 5U NS 5U 5U 5U NS 5U NA NA NA NA NA

NS 'U 1 U 'U NS 'U 'U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1-Dichloroethane ug/L NS I IJ 1 U 'U NS 'U 1 1J 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total)

Chloroform

1,2-Dichloroethane

ug/L

ug/L

ug/L

NS 'U 1.6 'U NS 'U 1 11 'U NS '.0 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

NS 1 U 'U 'U NS 'U 'U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

NS 1 U 'U 'U NS 1 1J 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone

1,1,1-Trichloroethane

ug/L

ug/L

NS 5U 5U 5U NS 5U 5U 5U NS 5U 10 U 10 U 10 U 10 U 10 U

NS 'U 'U 'U NS 'U 1 U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS 'U 'U 'U NS I U 1 U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromodichloromethane ug/L NS 1 U 1 U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloropropane ug/L NS 1 U 'U 'U NS 'U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis-1,3-Dichloropropene ug/L NS 1 1J 1 U 1U NS 'U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trichloroethene ug/L NS 10 560 3.3 NS 1 U 'U 'U NS 1U 0.9 0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS 'U 1 U 'U NS 1 U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2-Trichloroethane ug/L NS 1 U 'U 'U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Benzene ug/L NS 1U 'U 'U NS 1.6 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans-1,3-Dichloropropene ug/L NS 1U 1 U 'U NS 'U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromoform ug/L NS 1 U 1 U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

4-Methyl-2-pentanone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U 10 U 10 U 10 U IOU 10 U

2-Hexanone ug/L NS 5U 5U 5U NS 5U 5U 5U NS 5U 10 U IOU 10 U 10 U IOU

TetracWoroethene ug/L NS 'U 40 16 NS 'U 'U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2,2-Tetrachloroethane ug/L NS 'U 'U 'U NS 1 U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Toluene ug/L NS 'U 'U 1 U NS 1 U 1 1J 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlorobenzene ug/L NS 'U 'U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbenzene ug/L NS 'U 'U 'U NS 1 U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS 1 U 'U 'U NS 'U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Xylene (total) ug/L NS 'U 'U 1 U NS 'U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection and

Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.

NS = Not sampled
U = Compound was analyzed but not detected.
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Table 2-7

Summary of Groundwater Analytical Results - May 2008

Black & Decker

Hampstead, Maryland

Chloromethane

Bromomethane

Vinyl Chloride

Chloroethanane

Methylene Chloride

Acetone

Carbon Disulfide

1,I-Dichloroethene

1,1-Dichloroethane

1,2-Dichloroethene (total)

Chloroform

1,2-Dichloroethane

2-Butanone

1,1,1-Trichloroethane

Carbon Tetrachloride

Bromodichloromethane

1,2-Dichloropropane

cis-1,3-DichloroproPene

Trichloroethene

Dibromochloromethane

1,1,2-Trichloroethane

Benzene

Trans-1,3-D ichloro propene

Bromoform

4-Methyl-2-pentanone

2-Hexanone

Tetrachloroethene

1,1,2,2-Tetrachloroethane

Toluene

Chlorobenzene

Ethylbenzene

Styrene

Xylene (total)

DUP = Duplicate sample
NS = Not sampled
(2.5) = Dilution factor.

ug/L NS 1 U 'U 'U 'U 1 U 1 U 1 U 'U 'U 111

ug/L NS 1 U 1 U 1 U I U 'U 'U 1 U 'U 'U 'U

ug/L NS 1 U 1 U 1 U 1 U 1 U 'U 1 U 1 U 'U 1 U

ug/L NS 'U 1 U 'U 'U 'U 1 U 1 U 1 U 'U 1 U

ug/L NS 4.1 B 4.8 B 44 B 'U 'U 1 U 'U 'U 'U 5.1 B

ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

ug/L NS 1 U 1 U 'U I U 1 U 'U 1 U 1 U 'U I U

ug/L NS 1 U 'U 1 U 1 U 1 U 'U 1 U 1 U 1 U 1 U

ug/L NS 3.3 2.2 1 U 1 U 1 U 8.6 25 1 U 1 U 'U

ug/L NS 'U 1 U 1 U 'U I U 1 U 1 U 1 U I U 1 U

ug/L NS 1 U 1 U 1 U 1 U 1 U 'U 'U 1 U 1 U 'U

ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 'U 1 U

ug/L NS I U 1 U 1U 1 U 1 U 1.2 1 U 'U 'U 'U

ug/L NS 1 U 1 U 1 U 'U 1 U 1 U 1 U 1 U 1 U 'U

ug/L NS 1 U 1 U 1 U 1 U 1 U 'U 'U 'U 111 'U

ug/L NS 1 U 'U 1 U 1 U 'U 'U 'U 1 U 'U 'U

ug/L NS 470 160 1000 200 12 9.1 15 1.4 1.6 1 U

ug/L NS 'U , 'U 1 U 'U 1 U I U 1 U 1 U 'U 1 U

ug/L NS 1 U 'U 1 U 'U 1 U 1 U 1 U 1U 1 U I U

ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 'U 1 U 'U 'U

ug/L NS 'U 1 U 1 U 1 U 1 U 'U 'U 1 U 'U 1 U

ug/L NS 1 U 'U 1 U 1 U 'U 'U 1 U 1 U 1 U 'U

ug/L NS 5U 5U 5U 5 U 5U 5U 5U 5U 511 5U

ug/L NS 5U 5U 5U 5U 5U 5U 5U 5U 5U 5U

ug/L NS 68 4.2 27 9.6 21 20 94 190 230 2.7

ug/L NS 1 U 'U 1 U 1 U 1 U 'U 1 U 1 U 'U 1 IJ

ug/L NS 1 U 1 U 1 U 1 U 'U 'U 1U 'U 'U 'U

ug/L NS 'U 1 U 1 U 'U 'U 1 U 1 U 1 U 'U 'U

ug/L NS 1 U 1 U 'U 'U 1 U 1 U 'U 'U 1 U 1 U

ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 'U 'U 1 U

ug/L NS 1 U 1 U 1 U I U 1 U 1 U 'U 1 U 1 U 'U

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
B = Indicates that the analyte was found in the associated blank as well as in the sample.
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Table 2-7

Summary of Groundwater Analytical Results - May 2008

Black & Decker

Hampstead, Maryland

Chloromethane

Bromomethane

Vinyl Chloride

Chloroethanane

Methylene Chloride

Acetone

Carbon Disulfide

1,1-Dichloroethene

1,1-Dichloroethane

1,2-Dichloroethene (total)

Chloroform

1,2-Dichloroethane

2-Butanone

1,1,1-Trichloroethane

Carbon Tetrachloride

Bromodichloromethane

1,2-Dichloropropane

cis-1,3-Dichloropropene

Trichloroethene

Dibromochloromethane

1,1,2-Trichloroethane

Benzene

Trans-1,3-Dichloropropene

Bromoform

4-Methyl-2-pentanone

2-Hexanone

Tetrachloroethene

1,1,2,2-Tetrachloroethane

Toluene

Chlorobenzene

Ethylbenzene

Styrene

Xylene (total)

DUP = Duplicate sample
• NS = Not sampled

(2.5) = Dilution factor.

Okl:WO RFW-2A APY:AA i08j:(.40.

ug/L 1 U I U 1 U 1 11 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 IJ 1 U 1 U 1 U 1 IJ 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS L1,1 I U NS 1 U NS

ug/L 4.5 B 4.2 B 4.2 B 4.1 B 4.6 B 4B 4.4 B 4B NS 4.8 B 4.6 B NS 4.8 B NS

ug/L 5U 5U 5U 5U 5 U 5U 5U 5U NS 1 U 5U NS 1 U NS

ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 1 U 5U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS I U NS

ug/L 1 U 1 U 1 U 1 U 1 U I U 1 U 'U NS 1 U 1 U NS 1 U NS

1 U 1 U 1 U 1 U 4.5 1 U 1 U 5 NS 1 U 1 U NS 12 NS

ug/L 1 U 1 U 1 U I U I U 1.1 1.1 1 U NS 1 U 1 U NS 1 IJ NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 IJ 1 U NS 1 U 1 U NS 1 U NS

ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 1 U 5U NS 1 U NS

ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L "1 U 1 U 1 U 1 U I U 1 U 1 Li- 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS I U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 5U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 5U 1 U NS 'U NS

ug/L 1 U I U 1.4 2.4 1 U 31 29 15 NS 2.8 3.8 NS 14 NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

ug/L 5U 5U 5U 5U 5 U 5U 5U 5U NS 5U 5U NS I U NS

ug/L 5U 5U 5U 5 U 5U 5U 5U 5U NS 5U 5U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1.9 24 22 44 NS 2.8 1 U NS 6.4 NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS I U NS

ug/L .1 U 1 U 1 U I U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS I U NS

ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

ug/L 1 U 1 IJ 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.

J = Indicates an estimated value.
B = Indicates that the analyte was found in the associated blank as well as in the sample.
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Table 2-7

Summary of Groundwater Analytical Results - May 2008

Black & Decker

Hampstead, Maryland

Leis:tie

zniti
REW

......................................

Chloromethane

Bromomethane

ug/L NS 'U 1 U 1 U NS 1 U 'U 1 U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

ug/L NS 'U 'U 'U NS 'U 11.1 'U NS 'U 'U 'U 1U 1U 1 U

Vinyl Chloride

Chloroethanane

Methylene Chloride

ug/L

ug/L

ug/L

NS 1 U 1 U 'U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

NS 'U 'U 'U NS 1 U 'U 'U NS 1 U 'U 1 U 1U 1U 1 U

NS 4.8 B 4.3 B 5 B NS 5.1 B 5.7 B 4.7 B NS U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Acetone

Carbon Disulfide

ug/L

ug/L

NS 5U 5U 5U NS 5U 5U 5 U NS 5U IOU 2.3 J 10 U IOU 2.9 J

NS 5U 5U 5U NS 50 5U 5 U NS 5U NA NA NA NA NA

1,1-Dichloroethene ug/L NS 1 U 1 U 1 U NS 'U 1 U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1-Dichloroethane ug/L NS 'U 'U 1 U NS 'U 'U 1 U " NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethene (total) ug/L NS 'U 1.9 'U NS 'U 'U 'U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chloroform ug/L NS 'U 'U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloroethane ug/L NS 'U 'U 1 U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

2-Butanone ug/L NS 5U 5U 5U NS 5 U 5U 5 U NS 5U IOU IOU IOU IOU IOU

1,1,1-Trichloroethane ug/L NS 'U 'U 1 U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Carbon Tetrachloride ug/L NS 'U 1 U 1 U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromodichloromethane ug/L NS 'U 1 U 1 U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,2-Dichloropropane ug/L NS 'U 'U 1 U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

cis- 1,3-D i chl oropro pene ug/L NS 'U 'U 1 U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trichloroethene ug/L NS 12 580 3.4 NS 'U 'U 'U NS 'U 0.8 0.5 U 0.5 U 0.5 U 0.5 U

Dibromochloromethane ug/L NS 1 U 'U 'U NS 1 U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2-Trichloroethane ug/L NS 'U 'U U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Benzene ug/L NS 'U 'U 'U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Trans- 1,3-Dichloro propene ug/L NS 1 U 'U 'U NS 1 U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Bromoform ug/L NS 'U 'U 1 U NS 'U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

4-Methyl-2-pentanone

2-Hexanone

ug/L

ug/L

NS 50 5U 5U NS 5 U 5U 5U NS 5 U IOU IOU IOU 10 U IOU

NS 5U 5U 5U NS 5U 5U 5U NS 5U 10 U IOU IOU IOU 10 U

Tetrachloroethene ug/L NS 'U 37 18 NS 1 U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

1,1,2,2-Tetrachloroethane ug/L NS 1 U 1 U 'U NS 'U 'U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Toluene ug/L NS 'U 1 U 'U NS 'U 1 U 'U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Chlorobenzene ug/L NS 'U 1 U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Ethylbenzene ug/L NS 'U 'U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Styrene ug/L NS 'U 'U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Xylene (total) ug/L NS 'U 1 U 'U NS 'U 'U 'U NS 'U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

DUP = Duplicate sample
NS = Not sampled
(2.5) = Dilution factor.

Note: Samples from wells RFW-20&21, Town-22&23 are analyzed with USEPA Method 524.2 at the request

of the MDE Source Protection and Appropriation Division. Samples from all other wells are analyzed with

U = Compound was analyzed for but not detected. Value shown is the method detection 1

J = Indicates an estimated value.
B = Indicates that the analyte was found in the associated blank as well as in the sample.



3. OPERATION AND MAINTENANCE OF THE TREATMENT SYSTEM

A summary of the maintenance activities that were performed on the extraction and treatment

system during the reporting period (July 2007 through June 2008) is provided in Table 3-1. This

table is comprehensive. in summarizing significant maintenance events or activities, while not

including those activities considered unworthy of note (such as replacement of light bulbs,

lubrication of moving parts, as appropriate, or other routine activities).

CADocuments and Settingskflasinsg‘My Documents \b&d\ANNUAL 2008‘ANRPT-08.doc
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Table 3-1
Treatment System Maintenance Activities (July 2007 through June 2008)

Black & Decker
Hampstead, Maryland

Jul-07 Micro-Tech designs onsite for periodic calibration of the Wet Well, Air Stripper and the Chemical feed.

' Aug-07

The pumps that drain the air stripper column were cycling. The valve in the ceiling was adjusted to create a steady flow. This caused

pressure to build in the system. Wells EW-3 & EW-8 were turned off temporarily to reduce the pressure. There was added demand to the

system due to a 300 ton chiller used within the facility. The chiller was drawing additional water from the system. The additional demand

caused the instability in the pumps that drain the air stripper column, the two wells were off for 66 hours until the pressure could be reduced

in the system. All wells are running again.

Oct-07
EW-2 went down due to a bad timer and control relay. Both the timer and control relays were replaced. EW-2 also went down for 4 days

due to a bad control contactor. The control contactor was replaced. 2 short shutdowns of the system occurred, 1 due to a short power outage

the other due

Dec-07
EW-10 tripped off due to 115 volt power breaker turned off in the old boiler room causing the heater in the well house to be turned off. The

breaker was turned back on. EW-10 is back online. There was a high column blower failure due to ice in the blower in take, the ice was

removed and the system was back online.

Jan-08
EW-6 went down due to faulty heater. The heater was replaced well back online. Alarm at the stripper due to High column pressure the

system was reset

Feb-08 Alarm at the stripper. EW-7 went down due to faulty heater. The heater was replaced well back online.

Mar-08
There were 2 short power outages causing the system to go down. Stripper alarm sounded due to a high wet well. Wet well was reset The
pump in EW-3 was drawing high amps. The well was run during the day and turned off at night during the last week of March. The pump
has been replaced and the well is back up and running all day.

Apr-08
Installed a new pump motor in well EW-3. Well bleached and back online. A short power outage caused the system to go down. The system
was reset

Jun-08
Alarm at the air stripper, due to a power outage. The system was down for 17 hours, the system was reset, all wells are running. An alarm at
the stripper due to a high wet well, the system was reset and all wells are running.

HAFolders.A-RB&D-Hampstead 2006-2007-2008\07 Reports\Annual_20081ar08t3-1.xls



4. TREATMENT SYSTEM PERFORMANCE EVALUATION

During the reporting period of July 2007 to June 2008, depth-to-water measurements were collected

in all site monitor wells on a monthly basis. A groundwater elevation contour map was constructed

each month to verify that the groundwater extraction system was providing a hydraulic barrier to

prevent any groundwater contamination from migrating off-site. Pumping rates were adjusted as

necessary to ensure that hydraulic control was being maintained across the site. Significant

drawdown has been observed in both shallow and deeper monitor wells throughout the long-term

pumping of the extraction well system, indicating that considerable interconnection exists between

the shallow and deeper groundwater.

The groundwater elevation data collected in May 2008 were contoured using KT3D (Tonkin and

Larson, 2002), a software program designed to contour groundwater elevation data while taking

into account one or more pumping centers. As discussed in A Systematic Approach for

Evaluation of Capture Zones at Pump and Treat System (USEPA, 2008), KT3D uses a linear-

log lcriging method that accounts for more tightly spaced groundwater elevation contours around

pumping centers. Traditional computer-contouring packages utilize linear kriging methods that

can overestimate predicted capture zones around pumping centers.

As shown in Figure 2-1, the groundwater elevation contour map generated by KT3D using

groundwater elevation and pumping rate data for May 2008 shows a large depression in the

groundwater surface in the vicinity of the pumping well networks at the site. The groundwater

pathlines show that the direction of groundwater flow is toward the extraction wells and the

pumping well network is establishing an effective hydraulic barrier along the site property

boundaries. The predicted groundwater capture zones for the pumping wells extend across the

site property.

The system as presently configured is successful in meeting the objective of capturing on-site

groundwater, thereby reducing the potential off-site migration of contaminated groundwater. The

system is also successful in treating the collected groundwater to remove the VOCs from the water.

The laboratory analytical results of the treated discharge water indicate that no VOCs are present.

CADocuments and Settings \flasinsg\My Documents kb&MANNUAL 2008 \ANRPT-08.doc
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5. RECOMMENDATIONS

As discussed in Section 4, the treatment system has created a hydraulic boundary that prevents

the off-site migration of groundwater. The extraction system will continue to operate as currently

configured to pump and treat contaminated groundwater. Depth-to-water measurements will

continue to be collected on a monthly basis in all site monitor wells to construct a groundwater

elevation contour map for the site. The groundwater elevation contour map will be used to verify

that the required area of groundwater capture is being maintained. If necessary, pumping rates

will be adjusted to maintain groundwater capture due to seasonal fluctuations in groundwater

elevations. The treatment system will also continue to operate as currently configured, as data

collected have proven that the treatment system is fully effective in removing VOCs from the

extracted groundwater.

CADocuments and Settingslflasinsg \My Documentsth&d\ANNUAL 20081ANRPT-08.doc
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MARYLAND DEPARTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Operator Justin Myers ESS_ Certifinatinn # R40Q

Black & Decker WTP
Operated by

pwsm #106-0004 County Carroll

Addres.q• BTR CAPITAL GROUP, Hampstead, MD 21073

rvland

Month. pciI

Year  201

• ..QENERA : :.....:.(ppiciEsilc W.Arpo • • , :::..,:s.:!,.... . .. .::.• :... •• .:-:•: :CHEmICA.k..,..'. • :. .•••:: .. .,• ...yQNITol?INg, . ' • .: : :,: . NSTRIBIJTON. • • . 17."••:'. :.... WV.WATER:'.••:- . :... ..: ' :.. •: ,

s' Qa!e. 1' :' ay , • Weather i now meter rending
o

. : MOD ....'
Total.00iR

....pH .":l
PG:E

".,: free
.C12

...:'N'52c03
: •Le'ver...

NWC06.
...(gPci) '

NeOCL:
.Level

Na601.
'(gpd)

WO 'S
• (Ppt;)..

.:" .8acti
Po.i/Neg

pH:.:.•
.su

TFIC.

mg/l•

f:. :D •R UTIQN ,.:

•:-:•.' .L9CATiDN

Operator.

InItIals

"pt.

su '

.....'.9-2-T-?!.c RAW:,!

MATER WELL (mad)

)ornprierit ..

tue rain 0 0.0034 7.3 1.37 36.00 2.00 57.00 0.00 djones 0.180613

• " wed clear 0 0.0046 .7.2 1.32 34.00 1.00 57.00 0.00 7.10 0.70 Eng Lab djones 5.10 0.175106 •

• • • : thur clear 0 0.0039 7.3 1.37 33.00 1.00 57.00 0.00

1

djones 0.180037

• • fri rain o 0.0025 7.5 1.48 32.00. 1.00 57.00 .0.00 7.2 1.10 Admin bid 1st fl • djones 0.191177

5.:. sat clear 0 0.0000 7.4 1.53 51.00 0.00 57.00 0.00 crones 0.158107

6.. sun rain 0 0.0150 7.1 1.51 51.00 5.00 57.00 0.00 djones 0.179357

.:.7:..: mon cldy 0 0.0145 7.0 1.41 46.00 5.00 57.00 0.00 7.1 1.00 Eng Lab ss 0.175584

• •• :, tue cldy 0 0.0037 7.2 1.38 41.00 1.00 57.00 0.00 SS 0.199104

% •'" ". wed 'cldy o 0.0039 7.7 1.32 40.00 3.50 57.00 Eloo 7.0 0.70 Admin bld 2nd fl ss 0.180488
,
'.10 thur clear 0 0.0069 6.8 1.22 36.50 0.50 57.00 0.00 gd 0.231233

,. ' fri clear 0 0.0023 7.1 1.14 36.00 1.00 57.00 0.00 ss 5.50 0.198135

12. sat cldy 0 0.0048 7.2 1.04 35.00 1.00 57.00 0.00 ss 0.199179

" :13..: sun cldy 0 0.0025 7:1 1.04 34.00 1.00 57.00 0.00 ss 0.178699

14.••• mon clear 0 0.0058 6.8 1.06 33.00 2.00 57.00 0.00 6.7 1.00 Eng Lab djones 0.200929
......

• 15:: tue clear 0 0.0070 7.2 1.05 31.00 3.00 57.00 0.00 djones 0.207056

• 16:.." wed clear 0 0.0051 7.4 1.07 28.00 1.00 57.00 0.00 7.1 0.90 Admin bid 1st fl djones 5.30 0.191411

17,,::. thur clear 0 0.0052 7.3 1.29 27.00 1.00 57.00 0.00 djones 0.197835

18".... fri clear 0 0.0139 7.5 1.51 46.00 5.00 57.00 0.00 7.3 1.30 Admin bld 2nd fl djones 0.207844

A 9"F•i• sat clear 0 0.0014 7.3 1.59 41.00 1.00 57.60 0.00 djones 0.197704

sun rain 0 0.0035 7.5 1.36 40.00 1.00 57.00 0.00 d 0.204687

• 1.. mon cldy 0 0.0041 7.5 1.39 39,00 1.00 57.00 0.00 gd 0.181700

22...*". tue clear 0 0.0027 7.3 1.46 38.00 1.00 57.00 0.00 6.9 0.80 Eng Lab djones 0.215907

".. 23.: : wed clear 0 0.0050 7.3 1.52 37.00 1.00 57.00 0.00 7.0 1.30 Admin bid 1 st fl djones 5.30 0.186692

. - thur clear 0 0.0049 7.4 1.53 36.00 2.00' 57.00 0.00 djones 0.205995
. ..,

fri cldy 0 0.0027 7.4 1.48 34.00 0.00 57.00 0.00 7.0 1.20 Admin bid 2nd fl djones 0.207472

.:i sat clear o 0.0024 7.4 1.33 34.00 1.00 57.00 0.00. djones 0.202060

:27, :". sun rain o 0.0025 7.0 1.08 33.00 1.00 57.00 0.00 crones 0.207957
.. ...
.. .....: mon rain 0 . 0.0024 7.2 1.21 32.00 1.00 57.00 .0.00 7.9 1.00 Admin bld 1st fl ss 0.194881
. .
- tue clear 0 0.0052 7.5 6.97 31.00 2.00 57.00 0.00 ss 0.200293

wed clear 0 0.0026 7.7 1.41 29.00 2.00 57.00 0.00 7.8 1.10 Eng Lab wt 5.00 0.197355

, • 3.1...: "". .. ,
Total

.,..„
- .-0.:444 ';2'1 66 3944 10945 4906. ::ii 00 000 00"00

.
86 12•.... 

• ' ..:-:::. . • r ". .......5-:664597,;:in
Average

,.
00048. .0048 • .: 131...i • - 3648.. 1.6 5700. :: 0.00 00 00.718 1. .... 019.4481.*::::.. :;!....... •

Iiiinikirl- , :.
.

::0..0006 .: ": • ' .. :: .. - 700 . ..
.

• . ":6.00..
.

: .0 • • ..70.: .0:: . 
... .
, i - ..:•.0..186167•::.:::•';' :.::;:1;m0Fi

Mixii-nutri..:.::::•:..:-. •.........15. : .: ... -.51 00.- • 00. '.0.0 .:
. .

' • -
.. .... .
1 •3 :„:6'..2.3.1.i23.3:: : ..:,04./09/07



MARYLAND DEPARTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Operator Justin Myers ESS Certification # 8406

pwsiD # 106-0004 County. Carroll

Address BTR CAPITAL GROUP, Hampstead, MD 21073

625 Hanover Pike Hampteari Carroll County Maryland

Black & Decker WTP
Operated by

Maryland Environmental Service

Month.  May

Year 7008

.. dENEg.:1, .• ' ACOMEST1C.WkOR)':••••
:,.. ,

..• • ':::Oigmlo.,g -: . -- . ;•..1%.;IpNekiitiNG........". :1.1'.: '.DisTRilli.ITION...• ::....WV. WATF, - .. • ' • .:. - ',.

. Date • : .Day . Weather-. ....:
.

n,..., ...min
o

:' ; •MGD ':

'-rcital FdlA•

• :' pH .

• O'..0:E

: Free::'

' Ci2: '

' t‘t?q,p.i-
. •1..%;e1:':.

'N:a2CO3:
: (bfit1)'

KI:a04.••Na0OL
• • 'Level.. (i)

VOC:!S
...0;p1-.4

:::Back:•.:.
1,*).diiNeci

• i3H:-
-sii

. TIRO.:
:iri1.-

.pisTopcmqN.-
. .LOCAtIetst:•:*

Operator

: Inifial-
: PH:

: Su :

TOTAL RAW :.

:WATER.WLL (tribd)

Obrprr*nts:

,. ,...
thur cldy 0 0.0057 7.7 1.22 27.00 3.00 57.00 0.00 rTiVi 0.229917

fri clr 0 0.0023 7.2 1.94 44.00 1.00 57.00 0.00 • 7.50 1.10 Admin 2nd Fl ss 8.00 0.178900

sat cldy 0 0.0024 7.2 2.10 43.00 2.00 57.00 0.00 ss 0.203418.. . .
• • sun • clr 0 0.0021 7.4 2.15 41.00 0.00 57.00 0.00 ss 0.190765

. 5.• mon clr 0 0.0028 7.3 2.20 41.00 1.00 57.00 0.00 6.9 1.70 Eng Lab .djones 0.202553
.' tue clr 0 0.0050 7.9 1.77 43.00 2.00 57.00 0.00 djones 0.213168

•• • • • •. 7.;.. wed clr 0 0.0047 7.6 1.68 41.00 2.00 57.00 0.00 7.3 1.60 Admin 1st Fl djones 5.20 0.189537

... • 8.. thur cldy 0 0.0023 7.3 1.78 39.00 1.00 57.00 0.00 djones 0.201169

.. :9 fri rain 0 0.0027 7.5 1.69 38.00 2.00 57.00 0.00 7.2 1.50 Admin 2nd Fl djones 0.216931

- 10 sat clr 0 0.0023 7.4 1.43 36.00 1.00 57.00 0.00 mw 0.201094

1•1':• • sun sir o 0.0027 7.4 1.55 35.00 1.00 57.00 0.00 mw 0.185365
• .: •

•••::' 12, mon rain 0 0.0049 7.7 1.67 34.00 1.00 57.00 0.60 7.6 1.30 Eng Lab djones 0.204250

:13 tue clr . 0 0.0024 7.2 1.54 33.00 1.00 57.00 0.00 djones 0.219478.... ..
14... wed clr 0 0 0051 7.8 1.49 32.00 1.00 57.00 0.00 7.2 1.30 Admin 2nd Fl djones 5.10 0.189094

15 . thur .cldy 0 0.0023 7.3 1.52 31.00 3700 57.00 0.00 djones 0.217778.......
* :16: fri rain 0 0.0026 7.6 1.30 48.00 1.00 57.00 0.00 6.6 1.00 Admin 1st Fl gd 0.215874...... .
17. sat clr 0 0.0024 6.7 1.30 47.00 1.00 57.00 0.00 gd 0.200430

, . . .
18 sun

.
rain 0 0.0025 7.5 1.18 46.00 1.00 57.00 0.00 ss 0.211138

19 mon cldy 0 0.0050 8.0 1.27 45.00 1.00 57.00

57.00

0.00 7.Q 1.30 Admin 1st Fl ss 0.205056

' 26; '• tue rain 0 0.0023 7.1 1.03 44.00 0.00 1.00 ss 0.186031

21 . . wed clr 0 0.0051 7.2 1.39 44.00 1.00 56.00 0.00 7.0 1.20 Eng Lab djones 5.20 0.200234

.22 thur cldy 0 0.0051 7:2 1.41 43.00 1.00 56.00 0.00 djones 0.208092

'123 *. fri _ clr 0 0.0025 7.4 1.53 4200. 1.00 56.00 0.00 7.1 1.20 Admin 2nd Fl djones 0.220269

24 • . sat clr . 0

_

0.0000 7.4 1.30.

_

41.00 0.00 56.00 0.00

_ _
ss 0.206241 i

. 25 sun clr 0 0.0000 7.5 1.17 41.00 0.00 56.00 0.00 ss 0.187440

... 26 mon clr 0 0.0026 7.4 1.28 41.00 2.00 56.00 0.00 djones 0.202841. .
27, tue rain 0 0.0023 7.5 1.51 39.00 0.00 56.00 0.00 7.6 1.10

.

Admin 1st Fl djones 0.205953

:* .28.. wed cli: 0 0.0050 7.2 1.43 39.00 1.00 56.00 0.00 7.1 1.30 Eng Lab djones 5.00 0.204956

••••29..'; thur clr 0 0.0023 7.1 1.44 38.00 1.00 56.00 0.00 djones 0.204466 •
• 30--, fri clr 0 0.0025 7.2 1.42 37.00 1.00 56.00 7.2 1.10 Admin 2nd Fl djones 0.214920
'*•31•'*•• sal rain 0 0.0023 7.1 1.30 36.00 1.00

•0.00

56.00 0.00 mw 0.198869
.. ... .

Total*: . ..
.. .  
. - • • :• 0.0942 •-• ••229..0 4699 '1220.0: .35.0.0..::.17580. 1..00: .• O. .-.-00.. .. : ••93. .-7( • ,: •• . • '

..:..
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Mir IMO MI =I ION IMO 11"" IIIII 111•1 Ell ION -es
Operated by

MARYLAND DEPA RTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230

Qperator Earle Villarreal ESS Certification # 1017

PWSID #11)6-0004 County. Carroll

Address- 'UR CAPITAL GROUP, Hampstead, MD 21073
Black & Decker WTP

Maryland Environmental Service 625 Hanover Pike_ Hampstead Carroll County. Maryland

ql:f4E:RAL: • (pOIV.IF;STIOVeTER) " "• QPIEMICAL ., . - . KioNabiii*:,.: : • . .',.15thiiiiijulliji4 .' ••• • • .7..W.ATE.R.;" ' '

: Date ' Dai.. • Weather.: Flow Incur reudina

o

..." MOD, ..:-

:Total MIR
..• PH.
' P.O.E

Free..
C12:

Na2C.03
Level ' •

''Na..2C0
• • 6pc_li:.

Na:OOL
: Level'.

Na0CL
..(gpd)•

we 's
: (pi)J.

.- .p4.6ti
po-stN-6.4

• .RH.::
au..•. 

: WRC
'rrigil

'DISTRIBUTION

. LOCATION. -
Opera*
Iriitiala •

'PH..
,su'

' : • TOTAL RAW RAW:. '... :

WATER WELL (TO
: 'COerir.iientS

: ;: •

'1 sun clr 0 0.0027 7.10 1.34 35.00 1.00 56.00 0.00 mwhitt 0.196313 June,2008

2 mon clr 0 0.0054 7.40 1.48 34.00 1.00 56.00 0.00 6.90 1.10 Admin 1st fl djones 0.211121

_ 3. tue clr 0 0.0027 7.90 1.43 33.00 1.00 56.00 0.00 djones 0.213885

_ wed cldy 0 0.003 7.70 1.34 32.00 2.00 56.00 0.00 7.50 1.20 Eng Lab djones 5.10 0.198851•.11

5 thur clr 0 0.0054 7.30 . 1.46 30.00 1.00 56.00 0.00 djones 0.226366
...
6 • fri clr 0 0.0000 7.60 1.35 29.00 0.00 56.00 0.00 ss 0.193225

7.• sat . clr 0 0.0024 7.40 1.27 29.00 1.00 56.00 0.00 djones 0.180047
. .. .

8-: . sun clr 0 0.0028 7.50 1.31 28.00 1.00 56.00 0.00 djones 0.136563

• 9 mon clr 0 0.0049 7.00 1.19 47.00 2.00 56.00 0.00 ss 0.302296

10' . tue clr 0 0.0036 7.30 1.32 45.00 0.00 56.00 0.00 8.00 1.00 Admin 1st fl ss 0.132756

. 11 . wed clr 0 0.0051 45.00 2.00 56.00 0.00 djones 0.199246 poW outage

.12 thur clr 0 0.0050 7.10 1.20 43.00 2.00 56.00 0.00
,
' gk 5.30 0.209655

• 15' • fri clr 0 0.0023 6.90 1.20 41.00 1.00 56.00 0.00 6.80 1.10 Admin 2nd fl gk 0.260750

14 sat clr 0 0.0000 7.10 1.11 40.00 1.00 56.00 0.00 gk 0.186976

• 15 .., sun clr 0 0.0030 7.30 0.97 39.00 1.00 56.00 0.00 gk 0.199453

16.. mon clr 0 0.0042 7.30 1.11 38.00 1.00 56.00 0.00 7.10 0.80 Eng Lab djones 0.209063

17 tue clr 0 0.0054 7.00 1.28 37.00 1.00 56.60 0.00 djones 0.207403

18 •• wed clr 0 0.0051 7.10 1.21 36.00 2.00 56.00 0.00 6.80 1.10 Admin 1st fl djones 5.10 0.200904.

• 19 '' thur clr • 0 0.0032 6.80 1.16 34.00

_

1.00 56.00

56.00

0.00 djones 0.202175

20 fri clr 0 0.0020 7.10 1.18 33.00 1.00 0.00 7.00 1.10 Admin 2nd fl djones 0.180816.• 
.. .

21 sat clr 0 0:0023 6.90 1.05 32.00 1.00 56.00 0.00 djones 0.203499

• 22... sun clr 0 0.0025 7.00 1.08 31.00 1.00 56.00 0.00 clones • 0.239148

_. 23- : mon dr 0 0.0050 7.00 1.02 30.00 1.00 56.00 0.00 7.10 1.00 djones 0.192275 •

, 24 tue clr 0 0.0048 7.10 0.99 29.00 1.00 56.00 0.00 djones 0.217363

_. 25 . ' wed clr 0 0.0023 6.90 1.22 28.00 1.00 56.00 0.00 djones 0.180217

, • 26..: thur cldy 0 0.0048 7.40 1.24 27.00 1.00 56.00 0.00 7.00 1.00 Eng Lab djones 5.20 0.203683

fri clr 0 0.0024 7.60 1.17 46.00 1.00 56.00 ' 0.00 7.00 0.90 Admin 2nd fl djones 0.185694

• 29 . sat cldy 0 0.0023 7.20 1.10 45.00 1.00 56.00 0.00 . djones 0.195119.

29 * sun cldy 0 0.0025 7.40 1.15 44.00 1.00
_
56.00 0.00 0.2454861

•• 36

i

mon clr 0 0.0026 8.20 1.01 43.00 1.00 56.00 0.00 7.10 0.80 Admin 1st fl

_c_fjones

ss 0.198144

31 •

Total '6.1.626 '210.6: 64.64 . 1683.6:. .'3..0i0.: .1.666...6 :.0.:0.0 .. . ••• ......:00 ...: .78:.3... E:'1 .1:,''.. . . - 6.100492
::

,Average : :a...6634:• t.26 ..121:5:-:: .36':i6•• 3 •-(!..16..:.- 6.6.'00::...!0.00.- .1.:::0: . ::: • .„.. i..12....:1:01. .. .
. .. .. .. .

• 0.205616 ..
. . . ..
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... ..

..- .' .: ,. 0.0000.•:. . 0.66. :o.bi: • .27.16k .. 0.002::::: 66.60, .;0.60::- 0 0 0
.. .

6:862
.. .
.6 86

...
2-.• • • -.0:152756 . •• • • : MOR

Maxir:billim •-• ••• : .. • • • ''....::: .. • ....0..0.654z: .8:2(:). 1 .48.i.
t47 
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APPENDIX B
DISCHARGE MONITORING REPORTS



NMI MI OM IIIII NMI =I NMI 1110 11111 IIIIII UM UM MI MIN OIM INN

PERMITTEE NAME/ADDRESS (Include
Facility Name/Location if different) •

•
NATIONAL POLUTANT DISCHARGE EUMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DMR )
NAME AG/GFI Hampstead, Inc (246) (1749)

ADDRESS 626 Hanover Pike MD0001881 001
PERMIT NUMBER DISCHARGE NUMBER

State Discharge Permit
02-DP-0022

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98Hampstead, MD 21074 MONITORING PERIOD
FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 08 04 01 08 04 30 *** NO DISCHARGE ***

• 20-21 22-23 24-25 26-27 ( 28-29 ) ( 30-31 ) NOTE: Read instructions before completing this form.
'" • "

PARAMETER

( 32-37 )

( 3 Card Only) QUANTITY OR LOADING
( 46-53 ) ( 54-61 )

( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46-53 ) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

BOD,
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I cenify under penalty of law that this document and all attachments were prepared
under my direction or supervision In accordance WM a system designed to assure
that qualified personnel properly gather and evaluate the Information submitted.
Based an my Inquiry of the person or persons vitro manage the system, or those
persons directly responsible for gathering the Inlormalion, the information submitted
Ls, lo the best of my knee/edge and belief, true, accurate, and complete. lam aware410
that three are significant penalties or submitting false informagon. !Ratan° the
possibility of line and Imprisonment for knowing violations.

..."...--- -------------

TELEPHONE DATE

Jim Harkins, Director MES

729-8350 08 05 22SIGNATURE PRINCIPAL

OFFICE ' • R AUTHOIIZED

EXECUTIVE .

AGENT• TYPED OR PRINTED
AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments /ere)

PAGE 1 OF 2LPA Form 3320-1 (Rev. 8-95)



PERMITTEE NAME/ADDRESS (Include
Facility Name/Location if different)
NAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE
DISCHARGE MONITORING
( 2-16 )

EUMINATION SYSTEM (NPDES)

REPORT ( OMR )
( 17-19 )

State Discharge Permit
02-DP-0022

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98

ADDRESS 626 Hanover Pike MD0001881 001
PERMIT NUMBER DISCHARGE NUMBER

Hampstead, MD 21074
MONITORING PERIOD

FACIUTY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 08 04 • 01 08 04 30 *** NO DISCHARGE ***
ATTN: ( 20-21) ( 22-23) (24-25 26-27 28-29 30-31 NOTE: Read instructions before completingthis form.

PARAMETER

( 32-37 )

( 3 Card Only) QUANTITY OR LOADING
( 46-53 ) ( 54-61 )

'( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46-53 ) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
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ANALysts

( 64-68 )

SAMPLE
TYPE

( 69-70 )
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that thls document and all ahachments were prepared
uncles my direction or supervision in accordance with a system designed to assure
that qualified personnel property gather and evaluate the Information submitted.
Based on rity inquiry of the person or persons who manage the system. or those
persons directly responsible for gathering the information, the information submitted
Is, to the best of my knowledge and betel, true, accurate, and complete. Ian. aware
that there are significant penalties for submitting taloe information. Including the

possibility or line and Imprisonment for knowing violations.

.

/

TELEPHONE DATE
...•

Jim Harkins, Director MES

410

•

729-8350 08 05 22e rSIGNATUR • PRINCIPAL

' OFFICE - s - AUTHORI3ED

XECUTIVE

AGENTTYPED OR PRINTED AREA 
_ CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all madmen's here )
•

EPA Form 3320-1 (Rev. 8-95)
PAGE 2 OF 2
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PERMITTEE NAME/ADDRESS (Include
Facility Name/Location if different)
NAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE EUMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DAM) 
State Discharge Permit

( 2-16 ) ( 17-19 ) 02-DP-0022

ADDRESS 626 Hanover Pike MD0001881
PERMIT NUMBER

•

101
DISCHARGE NUMBER

Form Approved: - 12345

OMB No. 2040-000.

Approval 05-31-98Hampstead, MD 21074 MONITORING PERIOD
expires

FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 08 04 01 08 04 30 *** NO DISCHARGE ***

20-21 22-23 24-25 26-27) ( 28-29 ) ( 30-31 ) NOTE: Read instructions before completing this form.

PARAMETER '

( 32-37 )

( 3 Card Only) QUANTITY OR LOADING
( 46-53 ) ( 54-61 )

( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46.53 ) ( 54-61 )

NO.
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(6243)

FREQUENCY
OF ,

ANALYSIS

( 64-68 )

SAMPLE

TYPE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty ol law that this document and all attachments ware prepared

under my direction or supervision in accordance with a system designed to assure

mat qualified personnel property gather and evaluate the Information submitted.

Based on my inquiry of Ihe person or persons who manage the system, or those

persons directly responsible for gathering the Information, the information submitted 

Is, to the best of my knohledge and belief, true, accurate, and complete. I am aware

that there are significant penalties for submitting lalse Inlormation, Including the

possibility of fine and imprisonment Mr knowing violations.

(... 

TELEPHONE DATE

Jim Harkins,-Director MES

410 729-8350 08 05 • 22SIGNATU)b F PRINCIPALEXECUTIVE

I'AREA
OFFICE OR AUTHOR ED AGENTTYPED OR PRINTED CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all auachnienis here)

EPA Form 3320-1 (Rev. 8-95) PAGE 1 OF 1



PERMITTEE NAME/ADDRESS (Include
Facility Name/Location if different)
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover.Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge Permit
DISCHARGE MONITORING REPORT (DM R)
( 2-16 ) ( 17-19 ) 02-DP-0022

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98Hampstead, MD 21074 MONITORING PERIOD
FACILITY Black and Decker WWTP YEAR MO DAY

TO

YEAR MO ' DAY

FROM
LOCATION 626 Hanover Pike 08 05 01 08 05 31 *** NO DISCHARGE ***

20-2.1 22-23 24-25 26-27 28-29 (30-31) NOTE: Read instructions before completing this form.
-.....

PARAMETER

. ( 32-37 )
EX

( 3 Card Only) QUANTITY OR LOADING
( 46-53 ) ( 54-6/ )

( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46-53 ) ( 54-61 ) NO

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I cerbly under penalty of law lhat des document and ail attachments were prepared

under my direction or supervision In accordance veth a system designed to assure

that qualified personnel properly gather and evaluate lhe information submitted.

Based on my inquiry of the person or persons who manage the system, or those
persons &entry respormble for gathenng the Informakin, the Information submitted

Is. to the best of my knonAedge and belief, late, accurate, and complete lam aware
that there are significant penalties for submitting false Information. IncludIng the
possibility of fine and tmensonmenl for knoWng violations

C

TELEPHONE • DATE

Jim Harkins, Director MES

729-8350 08 06 23410GNATURE 0 INCIPAL DIECUTIVE

OFFICER UTHORIZED
/
AGENTTYPED OR PRINTED

AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments horn)

EPA Form 332G-1 (Rev. 8-95) PAGE 1 OF 2
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PERMITTEE NAME/ADDRESS (Include
Facility Name/Location if thfferent)

NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

Hampstead, MD 21074
FACIUTY

LOCATION

ATTN

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge PermitDISCHARGE MONITORING REPORT ( DAIR )
( 2-16 ) ( 17-19 ) 02-DP-0022

MD0001881
PERMIT NUMBER

101
DISCHARGE NUMBER

MONITORING PERIOD
Black and Decker WWTP YEAR MO DAY

TO

YEAR MO DAY

626 Hanover Pike FROM 08 05 01 08 05 31
( 20-21 ) ( 22-23 ) ( 24-25 ) ( 26-27 ) ( 28-29 ) ( 30-31 )

Form Approved. 12345

OMB No. 2040-0004.
Approval expires 05-31-98

*** NO DISCHARGE ***
NOTE: Read instructions before completing this form.

PARAMETER

(32-37)

( 3 Card Only) ' QUANTITY OR LOADING
( 46-53 ) ( 54-61 )

( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) ( 46-53 ) ( 54-6) ) NO

EX

(62-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 265581 740000
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ONE/

MONTH
GRAB

''.1c, - ;,V1,;,,c*:)',, r

'i':riZtliiii4ElfirtipP:64; 1.-
... ‘'

' .r1Q° 
;• :.- - -...fe,..14.;0;;,,;

-:.,9P.oh• ,- •-•.•• : .-.. 4-.,: At.cr, • -

GPD •%:, -..

.--5. •

jotiFi.,7 -...,...,..;.•,.:4-:;.,

KeCiten-r%"(;'''

-4 41,..,..

• ' • e "-''

..• - ;:..,,.:....:..; yi 4.,)i..

'... 'iV*iiiV*m_J -:(7.'

-:. . t.•:,;•'..:'.,-tiwr.:-

-;;.: It**V,C4e,t6'4,!

.. ...4.":,Y.:;•••„''T.7..,..e"..f..",..

'''' liA*S41.1. ..- ,

****

COLIFORM, FECAL
GENERAL
74055 1 0 0 .
EFFLUENT GROSS VALUE

• SAMPLE
MEASUREMENT 

****** ****** ****** ****** 1 ( 30) 0
ONE/

WEEK
GRAB .

..?,.... ....,„....0?....thtmi1.7,.:
.
::-
L.-
,:::..,

1Ectgm 
....:,.4..0***

.
.;-1,,: ,.-•• 

••
!,.., ,-: t'.e 

'i-4' .4:

:

 

,5'. 

111..-4'7" 

'4 

'7 ,-,'',i' 
., 

"c'̀

****

.....;..;;.„.7;?...:..

W9,.N

 EqpE. i,• .&
,

I

.

 

.

.

-

r

>;

.
,..--F
.

•

.--
.e
"
.
,
.
-

• . -..
".

'''' -,--..1.

!
1
..
•
.
:
:

:. 

4
.-..
-

.
 

*-.-:*4.: .;*•:.;.: .,..-.‘z 

w 
i,.% 

•!.':  '

."r"• ':,) '—;.

•..

„-

:F•2
 

"..,.".,...?1.t-''.. 
4,V 
'

.
i

4

 
.i-  

•'  -

.... . •

%

1-

,
;
 

 

 '''. . 
.‘,. 
: ,  mpN

•
SAMPLE

MEASUREMENT

---. -.. L • - :,..,

. '

, .!...; .4.-..:-..'.) ..1.,,

' .-i=IET ER.M -!Y .':',, -Y i.'i:
ROUIREMENT 

 
.c.•"(•  -• L

;
 • 
' 

•,. 
• 

t
I
. 
'

, .i
• 

- •

-- .,

- .

..- 

• 

- •4.. —

' SAMPLE
MEASUREMENT

,

•?-:'-tlEaliIREMENT1.% 7 • r'. .. - - -•
.7./ •
: ?::','

" i ,
„ .'„ ••• 2

"'• i.;1•.rs 4
' \ :. •., -

• .... -

4,1 , ,,,. 
' '

-;•"'• ' :... i- .

4 lo."7 ':
'4 ^ 

.

IP •" I.;

SAMPLE
MEASUREMENT

•

FEBsIIT-'-•

:)0013IIIEMEat':,

., .
,

-.. 3 .... .. •
; : .•• •-• '-

....

IE.--•"' - "I", 
- , ,

. .,

SAMPLE
MEASUREMENT

...,4;:.•.:•••:,- P,Aqrw",,fl:'';•••:,
,f,:,-,•,itie.9p.rEnit ' ' ;

,',-'` .-. ,
.., '.. .; :";

- -. •1••
.. .,  . •F ., ,

••v- r

l' . .,4;:.

.,-,:- ,‘• •••

..')..va,- ''''

e ••• -

•

,. ..., .
A 3,,,, •••• ..ei. ..:

; -,- .F ' .:.

‘ .
, t. 7.''' ..7r .

: : : • e:, .? - • .•
. .. 

„

.I..4 4, 1. ..,
..."-.,v.. 1::, ,,.

SAMPLE
MEASUREMENT

'

.

OITMEJle: ,
EQUIREPAN:re

— -.:r--...:A4n • 4 TOF7..;
),.. .t

. .., litr,..Pyit4.

CI- -
'!...:ZI.i.:I •-..

-..., ,:•....'C'..""‘•
:L. ' ,-,e —''• , ..„,: ..,

11
‘,., c..

..-

il.. :.4.'1;e42
- 'Pi, , .51,::: ..v,

'‘-lic'4,..4.,.4"):: . -1' -.

' ...^ 

• 7.7' .... •,..., .,

;:•.,., i. 
4-:'1..;.1.. 'F.:'"::::,̀1 .rk,,,t4z,l;f..4:

'.'ir,'' -4.

•,-..,`', c.

.'..c. f, ..V1,441 ;It.
P.tY......q-.4-:;?:;:‘,1.:7;.,?.

'''i.'_'fr:3:.F;;I:IJ73::c.'-'.1..;4•:!;.!:-.-AC.,.i.
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penally of law that this document and all allachmenLs were prepared

under my direction or supervision rn accordance with a system designed io assure
that quailed personnel propel), gather and evaluate the information submitted.
Based on my mguiry of the person or persons Wm manage the system. or those,
persons directly responsible for gathering the information, the Information submitted
is. lo the best of my knowledge and belief. We, accurate, and complete I am aware
that there are sign/want penalises for submitting latse information, including the
possiluln 

.
of Imo and Imprisonment tor knowing violations

TELEPHONE D A T E

Jim Harkins, Director MES

08 06. 23410
a

729-8350GNATURE OF NCIPAL I,

OFFICER 0y HORIZ

ECUTIVE

AGENTTYPED OR PRINTED AREA
C• 0

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments Ada)

EPA Form 3320-1 (Rev. 0-35) PAGE 1 OF 1



PtHMI I I Et NADAEIAULTHESS (incl(ue
Facility Name/Location If different)

NANE AG/GFI Hampstead, Inc
.—Crik-HARCIE MONITORING

( 2 16 )
REPORT (ohm)

( 17 19 )

•7111111.10 6#1101/1.. vg.• • •

02-DP-0022

s:3 ADDRESS 626 Hanover Pike MD0001881 001 Form Approved. 12345

7 PERMIT NUMBER •DISCHARCIENUMBER OMB No. 2040-0004.

Hampstead, MD 21074
Approval expires 05-31-98

MONITORING PERIOD
7 -

FACIUTY Black and Decker WWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike
FROM 08 06 01 TO 08 06 •30 *** NO DISCHARGE *it*

ATM*
( 20-21 ) ( 22-23 ) (24-25) ( 26-27 ) ( 28-29 ) ( 30-31 ) 

NOTE: Read Instructions before completing this-form.

PARAMETER

( 32-37 )

BOO, 5-DAY
(20 DEG. C)

00310 1 0 0
EFFLUENT GROSS VALUE

00400 1 0 0
EFFLUENT GROSS VALUE

() SOLIDS, TOTAL
rx SUSPENDED
cla
w 00530 1 0 0
u EFFLUENT GROSS VALUE

41 FLOW, IN CONDUIT OR
161 THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

E CHLORINE, TOTAL
RESIDUAL
50060 1 0 0
EFFLUENT GROSS VALUE

TETRACHLOROETHYLENE

o34475 1 0 0
EFFLUENT GROSS VALUE

co
1,1,1-TRICHLOROETHANE

34506 1. 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

. SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

• SAMPLE
MEASUREMENT

' SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

( 3 Card Only)
• ( 46-53 )

**at***

138500

QUANTITY OR LOADING ( 4 Card Only) QUANTITY OR CONCENTRATION

( 3845 )( 54-61 )

MAXIMUM .

163000 07)

GPO

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER 
I costly under penally of law that nes document and all attachments were prepared

  under ray direction or supervision In =cadence WM a system =larval to assure

that qualified persamel property gather and evaluate the information submitted.

Eased onmy inquhy of the serape or persons Wm manage the system, or thcee

Persona directly 113811311811A0 for gansertnp the Irderreanon. the Information autnahted

Is, to the best of my knoetedge and panel, true, =nate, and complete. I am more

that there are Maleficent penalties for submitting false Inhumation, Including the

TYPED OR PRINTED
U, PaaalbilitY of fine and Imprisonment for knovAng violations.

Lo Jim Harkins, Director MES

a 
;OMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments 

here)

.
t•-• A P-arm 3320-1 (Rev. 8-95)

INN 1111111.0. 11111 11111 MO NM In 111111P

( 46-53 ) ( 54-61 )

MINIMUM AVERAGE

****** ******

SIGNA

OPFI

PRINCIP

Aurho

• EXECUTIVE

ZED AGENT

'FREQUENCY
OF

EX ANALYSIS

(62-63) ( 64-68 )

ONE/

MONTH

TWO/

WEEK *

ONE/

MONTH '

TELEPHONE

410 729-8350 08
AREANUMBER VEAl
CODE

DATE

SAMPLE
TYPE

(69-70)

PAGE 1 OF

111.1 11M11 NE 11111



IMO all NMI NIS 11111
PERMITTEE NAMADDRESS (Include
Facility Name/Location 'dtfferent)
NAME AG/GFI Hampstead, Inc

3  ADDRESS 626 Hanover Pike

11111 1111111

Hampstead, MD 21074

) FACIUTY Black and Decker WWTP
LOCATION 626 Hanover Pike 
ATTN:

PARAMETER

(32-37)

TRICHLOROETHENE

79141 1 0 0 -
EFFLUENT GROSS VALUE

OIL AND GREASE -
TOTAL RECOVERABLE
70030 1 0 0

0 EFFLUENT GROSS VALUE

Li

LI

LI

LI

A

4
1
0
7
2
9
8
3
4
0
 

•.4 NAME/TITLE PRINCIPAL EXECL/I1VE OFFICER

LL, 

to Jim Harkins, Director MES

SAMPLE

MEASUREMENT

co 
TYPED OR PRINTED

ant1111, Ma 111111 NMI
NATIONAL DISCHARGE EUMINATION SYSTEM (NPDES) State Discharge Permit

DISCHARGE MONITORING REPORT ( DMR )
( 2-16 ) ( 17-19 ) 02-13P-0022

MD0001881
PERMIT NUMBER

PROM

001
DISCHARGE NUMBED

MONITORING PERIOD

YEAR MO DAY 

08 06 01 
( 20-21 ) ( 22-23 ) ( 24-25 )

( 3 Card Only) OUANTITY OR LOADING

(46-53) • ( 54-61 )
•

AVERAGE MAXIMUM

****** ******

tr
Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98

• YEAR MO DAY 

TO 08 06 30 *** NO DISCHARGE   ***

( 26-27 ) ( 28-29 ) ( 30-31 ) NOTE: Read Instructions before completing this form.

( 4 Card Only)
( 38-45 )

UNITS MINIMUM

I ceellY under penally of law that We document and all a
bachments awe smeared

under my dbecton or superilaion In acccniance with a system de
signed to assure

that qualified personnel propady gather and evaluate the Infor
mation submitted

Based on my Inquiry Of the person or persona who manage ate system. or those
persons directly responsible tor gamedng ere Mformaon, the irdormation su

bmitted

b. to the best of my knowledge and belief, true, aCCUTUte, and comities'. I a
n' mare

that there am significant penalties for submitting laise information, inc
luding the

passibility of I tne and Imprismunent tor Knotting Osmium 

;OMMENT AND EXFIANATION OF ANY VIOLATIONS( 
Reference all attachments here)

c\I

ers

QUANTITY OR CONCENTRATION

( 46-53 ) ( 54-61 )
•

AVERAGE MAXIMUM

NCIPAL CUTIVE

AUTHOR AGENT

UNITS

ugh

410 
AREA
CODE

TELEPHONE

FREQUENCY
NO. OF

EX oreu_rsis

(62-63) ( 64-68 )

SAMPLE

TYPE

( 69-70 )

ONE/

MONTH

729-8350 09
NUMBER YEAR

GRAB

GRAB

DATE

07
MO

23
DAY

c)N5A Form 3320-1 (Rev. 6-95)

PAGE 2 OF 2



PENMI I I hE NAME/ADDRESS (inciaae
Facility Name/Location f different)
NAME AG/GFI Hampstead, Inc

IYM I 11./11M1-1,11-1.141.1111

DISCHARGE MONITORING
( 2-16 )

co-low•sars I Iv*. • •.) v.. •-••-••,

REPORT ( a? )
( 17-19 )

blaze urscnarge rerrnit
02-DP-0022

)0 ADDRESS 626 Hanover. Pike MD0001881 201 Form Approved. 12345

PERMIT NUMBER tilaCHaRciE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074 Approval expires 05-31-98
MONITORING PERIOD

7 FACIIJTY Black and Decker WWTP YEAR MO DAY YEAR • MO DAY

LOCATION 626 Hanover Pike FROM 08 04 01 TO 08 06 30 *** NO DISCHARGE ***

ATM ( 20-21 ) ( 22-23 ) (24.25) ( 26-27 ) ( 28-29 ) ( 30-31 ) NOTE: Read Instructions before completing this form.

PARAMETER

( 32-37 )

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT.
50050 1 0 0
EFFLUENT GROSS VALUE

TEMACHLOROETHYLENE

34475 1 0 0
ti) EFFLUENT GROSS VALUE4.1
1,1,1-TRICHLOROETHANE

D134506 1 0 0
LD EFFLUENT GROSS VALUE

41TRICHLOROETHENE

E 79141 1 0 0
C EFFLUENT GROSS VALUE

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

- SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT '

SAMPLE
MEASUREMENT

{, 3. Jim Harkins, Director MES

••

( 3 Card Only) QUANTITY OR WADING
( 46-53 ) ( 54-61 )

AVERAGE MAXIMUM

( 4 Card Only) QUANTITY OR CONCENTRATION
• ( 38-45 ) ( 46-53 ) ( 54-61 )

UNITS MINIMUM AVERAGE MAXIMUM

200586 302296 07)

GPD

certify under penalty of law that Ns dccumerd and an attachments were prepared

under ray direction or. supenasIon In accordance vAth a eyatem designed to wawa

that qualified personnel properly gather and evaluate the Infonnafiret submitted.

Erased on my Inquiry of the person or parsecs who manage the system, Of those

nelsons directly responsible for gathering Via Intimation, the Information submthed

to, to the beat of my lowmfedge and Wet trua accurate, and complete. I am aware

  that there are significant penalties for submitting false Infommfion, inetudng the
TYPED OR PRINTED

c0  possibility of fine and imprisonment for knowing violationa

cm.
prOMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments here)

Quarterly Report! Outfall 201 quarterly sample collected on 5/21/08.
CV

****** ****** ******

SIGNATUR e, RINCIP

OFFICER AUTHOR

EXECUTIVE

D AGENT

410

UNITS

ug/I

FREQUENCY
NO. OF SAMPLE
EX ANALYSIS TYRE

(62-63) ( 64-68 ) ( 69-70 )

MEASURED RECORD

GRAB

GRAB

GRAB

TELEPHONE DATE

729-8350 08 07 23
AREA
CODE

NUMBER YEAR MO DAY

95A Form 3320=1 (Rev. 845)
PAGE 1 OF 1
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APPENDIX C
GROUNDWATER TREATMENT SYSTEM ANALYTICAL RESULTS



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road

Newark, Delaware 19702

302-266-9121 • 4544720 (FAX)

WWW.ATLANT1CCOASTLABS.COM

A08040147

Black & Decker WWTP

4/2/2008

MESA

Black & Decker WWTP

Sample # A08040147-01 Sample Date: 4/2/2008 10:40

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 <2 mg/L 2 SM 5210 B 4/3/2008 11:30:00 AM SKent

Total Suspended Solids <4 mg/L 4 SM 2540D 4/7/2008 3:26:00 PM 'McGuire

Sample # A08040147-01A Sample Date: 4/2/2008 10:40

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

Matrix: Waste Water

RDL Method Analysis Date

5 EPA 1664 4/3/2008 3:55:00 PM

Analyst

Merman

Sample # A08040147-01B Sample Date: 4/2/2008 10:40

Site: Black & Decker 001 Matrix: Waste Water

Client Sample ID:

Sample Comments:

B

None

Test Result Units RDL Method Analysis Date Analyst

Ll-Trichloroetlume <1 ug/L 1 EPA 8260B 4/3/2008 3:52:00 PM WWells

Tetrachloroethene <1 ug/L 1 EPA 8260B 4/3/20083:52:00 PM WWells

Trichloroethene <1 ug/L 1 EPA 8260B 4/3/2008 3:52:00 PM WVVells

Approved:

aiiCheniat

Reported: 4/11/2008 12:40:23 PM

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



ATLANTIC COAST
Laboratories, Incorporated_

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 454-8720 (FAX)
WWVV.ATLANT1CCOAS11ABS.COM

REPORT OF ANALYSIS

Order Number A08041406

Project Name: Black & Decker WWTP

Receive Date:• 4/25/2008

Client Code: MES_A

Project Location: Black & Decker WWTP

_Sample # A08041406-01 Sample Date: 3/27/2008 12:05

Site: Black & Decker 001

Client Sample ID: RUSH 3/27

Sample Comments: None

Test Result Units

Oil and Grease (HEM) <5 mg/L

Approved:
Cr:Malay Assurance Manager

Matrix: Waste Water

RDL Method Analysis Date Analyst

5 EPA 1664 4/25/2008 4:43:00 PM Merman

Reported: 4/30/2008 6:50:43 AM

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2

1



1
ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

A08051043

Black & Decker WWTP

5/21/2008

MES_A

Black & Decker WWTP

Sample # A08051043-01 Sample Date: 5/21/2008 11:30

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 <2 mg/L 2 SM 52108 5/22/2008 1:30:00 PM JMcGuire

Total Suspended Solids 5 mg/L 4 SM 25400 5/23/2008 5:47:00 PM JMcGuire

_Sample # A08051043-01A

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Test

Oil and Grease (HEM)

Sample Date: 5/21/2008 11:30

Result Units

9.0 mg/L

Matrix: Waste Water

RDL Method Analysis Date Analyst

5 EPA 1664 5/27/2008 10:37:00 AM HHerman

Sample # A08051043-01B Sample Date: 5/21/2008 11:30

Site: Black & Decker 001 Matrix: Waste Water

Client Sample ID:

Sample Comments: None

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 5/30/2008 3:06:00 PM WWells

Tetrachloroethene <1 ug/L 1 EPA 8260B 5/30/2008 3:06:00 PM WWells

Trichloroethene <1 ug/L 1 EPA 8260B 5/30/2008 3:06:00 PM WWells

Approved:
Quality Assuranc• Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory CertifiOation Numbers:

Reported: 6/10/2008 7:18:16 AM

Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108 •

_ Attention: Mr. Jay Janney

630 Churehirtaus Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

REPORT OF ANALYSIS
REVISED 6/19/2008

Order Number A08051042

Project Name: Black & Decker WTP

Receive Date: 5/21/2008

Client Code: MES_A

Project Location: Black & Decker WTP

Sample # A08051042-01 Sample Date: '5/21/2008 11:55

Site: Black 8c Decker 201

Client Sample ID: #5

Sample Comments: None

Test

1,1,1-Trichlorocthanc

Tetrachlorocthcne

Trichlorocthcne

Result Units

<1 ug/L,

<I ug/L •

<I ug/L

Matrix: Drinking Water

RDL Method Analysis Date Analyst

EPA 8260B

EPA '8260B

EPA 8260B '

5/29/2008 7: I 2:00 PM

5/29/2008 7:12:00 PM

5/29/2008 7:12:00 PM

WWells

WWells

WWcIls

_Sample # A08051042-01A Sample Date: 5/21/2008 11:50

Site:

Client Sample ID: #6 B&D POE

Sample Comments: None

Matrix: Drinking Water

Test Result Units RDL Method Ag_3jy .0_2kate , Analyst

Bromodichloromethanc <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWcIls
Bromoform 3.1 ug/L 0.5 EPA 524.2 5/29/20087:44:00 PM WWcIls
Chloroform 0.8 ug/L 0.5 EPA 524.2 5./29/2008 7:44:00 PM WWells
Dibromochloromethanc 1.1 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWcIls
Total Trihalomethancs 5.0 ug/L EPA 524.2 5/29/2008 7:44:00 PM WWells
1,1, I ,2-Tctrachlorocthanc <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWells
1,1,1-Trichloroethanc <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWc11s
1,1,2,2-Tetrachlorocthane <0.5 ug/L 0.5 EPA 524.2 5/29/20087:44:00 PM WWells
1, I ,2-Trichlorocthane <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWells
I, I -Dichlorocthanc <0.5 ug/L 0.5 EPA 524.2 5/29/20087:44:00 PM WWcIls
1,I-Dichloroethenc <0.5 ug/L 0.5 EPA 524.2 5/29/20087:44:00 PM WWells
1,1-Dichloropropcne <0.5 ug/L 0.5 EPA 524.2 5/29/20087:44:00 PM WWells
1,2,3-Trichlorobenzene <0.5 ug/L 0.5 EPA 524.2 5/29/20007:44:00 PM VI/Wells
1,2,3-Trichloropropane <0.5 ug/L 0.5 EPA 524.2 5/29/20087:44:00 PM WWells
1,2,4-Trichlorobenzenc <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWells
1,2,4-Trimethylbenzene <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM VVWells
1,2-Dibromo-3-Chloropropanc <0.5 ug/L 0.5 EPA 524.2 5/29/2008 7:44:00 PM WWells

Approved:
Quality A. surenee Manager

Reported: 6/19/2008 6:59:14 AM

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568
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ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

REPORT OF ANALYSIS

Order Number A08060351

Project Name: Black & Decker WWTP

Receive Date: 6/5/2008

Client Code: MES_A

Project Location: Black & Decker WWTP

Sample # A08060351-01 Sample Date: 6/5/2008 11:05

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 <2 mg/L 2 SM 5210 B 6/6/2008 11:30:00 AM YThomas

Total Suspended Solids 9 mg/L 4 SM 2540D 6/6/2008 2:10:00 PM McGuire

_Sample # A08060351-01A Sample Date: 6/5/2008 11:05

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

Matrix: Waste Water

RDL Method Analysis Date

5 EPA 1664 6/6/2008 3:20:00 PM

Analyst

HHerman

_Sample # A08060351-01B Sample Date: 6/5/2008 11:05

Site: Black & Decker 001 Matrix: Waste Water

Client Sample ID:

Sample Comments:

B

None

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 6/12/2008 6:37:00 PM WWells

Tetrachloroethene <1 ug/L 1 EPA 8260B 6/12/2008 6:37:00 PM WWells

Trichloroethene <1 ug/L 1 EPA 8260B 6/12/2008 6:37:00 PM WWells

Approved:
Quality Assurance Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers:

Reported: 6/17/2008 2:34:42 PM

Delaware - DE00011 Maryland- #138 Pennsylvania - 68-335 New Jersey - DE568
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APPENDIX D
GROUNDWATER ANALYTICAL DATA PACKAGE (MAY 2008)



TestAmenca
MEMEMEME11.1.111111.110EMEME

THE LEADER IN ENVIRONMENTAL TESTING

ANALYTICAL REPORT

Job Number: 500-11401-1

Job Description: Black and Decker

For:
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653

West Chester, PA 19380

Attention: Mr. Tom Cornuet

Richard C Wright
Project Manager ll

richard.wright@testamericainc.com
05/29/2008

cc: Greg Flasinski

These test results meet all the requirements of NELAC for accredited parameters.

The Lab Certification ID# is 100201.

All questions regarding this test report should be directed to the TestAmerica Project Manager whose signature appears
on this report. All pages of this report are integral parts of the analytical data. Therefore, this report should be
reproduced only in its entirety.

Reporting limits are adjusted for sample size used, dilutions and moisture content if applicable.

TestAmerica Laboratories, Inc.

TestArnerica Chicago 2417 Bond Street, University Park, IL 60466

Tel (708) 534-5200 Fax (708) 534-5211 www.testamericainc.com 

Page 1 of 87 05/29/2008
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Job Narrative
500-J11401-1

Comments
No additional comments.

Receipt
All samples were received in good condition within temperature requirements.

GC/MS VOA
Method(s) 8260B: The following sample(s) was diluted due to the abundance of target analytes: EW-4 (500-11401-21). Elevated reporting
limits (RLs) are provided.

Method(s) 8260B: Method Blank 38500 had Methylene Chloride above the reporting. Hits for methylene chloride in the associated
samples have been flagged with a "B" to denote the possible lab contamination.

No other analytical or quality issues were noted.

a
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EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID

Analyte Result! Qualifier

Reporting
Limit Units

Job Number: 500-11401-1

Method

500-11401-1 RFW-1A

Methylene Chloride 4.5 B 2.0 ug/L 8260B

500-11401-2 RFW-1B

Methylene Chloride 4.2 B 2.0 ug/L 8260B

500-11401-3 RFW-2A

Methylene Chloride 4.2 B 2.0 ug/L 8260B

Trichloroethene 1.4 1.0 ug/L 8260B

500-11401-4 RFW-2B

Methylene Chloride 4.1 B 2.0 ug/L 8260B

Trichloroethene 2.4 1.0 ug/L 8260B

500-11401-5 RFW-3B

Methylene Chloride 4.6 B 2.0 ug/L 8260B

cis-1,2-Dichloroethene 4.5 1.0 ug/L 8260B

Tetrachloroethene 1.9 1.0 ug/L 8260B

500-11401-6 RFW-4A

Methylene Chloride 4.0 B 2.0 ug/L 8260B

Chloroform 1.1 1.0 ug/L 8260B

Trichloroethene 31 1.0 ug/L 8260B

Tetrachloroethene 24 1.0 ug/L 8260B

500-11401-7 RFW-4A DUP

Methylene Chloride 4.4 B 2.0 ug/L 8260B

Chloroform 1.1 1.0 ug/L 8260B

Trichloroethene 29 1.0 ug/L 8260B
Tetrachloroethene 22 1.0 ug/L 8260B

500-11401-8 RFW-4B

Methylene Chloride 4.0 B 2.0 ug/L 8260B
cis-1,2-Dichloroethene 5.0 1.0 ug/L 8260B
Trichloroethene 15 1.0 ug/L 8260B
Tetrachloroethene 44 1.0 ug/L 8260B

TestAmerica Chicago
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EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID
Analyte Result! Qualifier

Reporting
Limit Units

Job Number: 500-11401-1

Method

500-11401-9 RFW-6

Methylene Chloride 4.8 B 2.0 ug/L 8260B
Trichloroethene 2.8 1.0 ug/L 8260B
Tetrachloroethene 2.8 1.0 ug/L 8260B

500-11401-10 RFW-7

Methylene Chloride 4.6 B 2.0 ug/L 8260B
Trichloroethene 3.8 1.0 ug/L 8260B

500-11401-11 RFW-9

Methylene Chloride 4.8 B 2.0 ug/L 8260B
cis-1,2-Dichloroethene 12 1.0 ug/L 8260B
Trichloroethene 14 1.0 ug/L 8260B
Tetrachloroethene 6.4 1.0 ug/L 8260B

500-11401-12 RFW-11B

Methylene Chloride 4.8 B 2.0 ug/L 8260B
Trichloroethene 12 1.0 ug/L 8260B

500-11401-13 RFW-12B

Methylene Chloride 4.3 B 2.0 ug/L 8260B
cis-1,2-Dichloroethene 1.9 1.0 ug/L 8260B
Trichloroethene 580 10 ug/L 8260B
Tetrachloroethene 37 1.0 ug/L 8260B

500-11401-14 RFW-13

Methylene Chloride 5.0 B 2.0 ug/L 8260B
Trichloroethene 3.4 1.0 ug/L 8260B
Tetrachloroethene 18 1.0 ug/L 8260B

500-11401-15 RFW-17

Methylene Chloride 5.1 B 2.0 ug/L 8260B

500-11401-16 LEISTER-1

Methylene Chloride 4.7 B 2.0 ug/L 8260B

TestAmerica Chicago

Page 4 of 87 05/29/2008



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID

Analyte Result! Qualifier

Reporting
Limit Units

Job Number: 500-11401-1

Method

600-11401-17 LEISTER-DAIRY

Methylene Chloride 5.7 B 2.0 ug/L 8260B

500-11401-18 EW-10

Methylene Chloride 5.1 B 2.0 ug/L 8260B

Tetrachloroethene 2.7 1.0 ug/L 826013

500-11401-19 EW-2

Methylene Chloride 4.1 B 2.0 ug/L 826013

cis-1,2-Dichloroethene 3.3 1.0 ug/L 8260B

Trichloroethene 470 10 ug/L 82608

Tetrachloroethene 68 1.0 ug/L 8260B

500-11401-20 EW-3

Methylene Chloride 4.8 B 2.0 ug/L 826013

cis-1,2-Dichloroethene 2.2 1.0 ug/L 8260B

Trichloroethene 160 , 10 ug/L 826013

Tetrachloroethene 4.2 1.0 ug/L 8260B

500-11401-21 EW-4

Methylene Chloride 44 B 20 ug/L 826013

Trichloroethene 1000 100 ug/L 826013

Tetrachloroethene 24 10 ug/L 82608

500-11401-22 EW-5

Trichloroethene 200 10 ug/L 826013

Tetrachloroethene 9.6 1.0 ug/L 82608

500-11401-23 EW-6

Trichloroethene 12 1.0 ug/L 826013

Tetrachloroethene 21 1.0 ug/L 826013

500-11401-24 EW-7

Trichlorofluoromethane 1.2 1.0 ug/L 826013

cis-1,2-Dichloroethene 8.6 1.0 ug/L 826013

Trichloroethene 9.1 1.0 ug/L 826013

Tetrachloroethene 20 1.0 ug/L 8260B

TestAmerica Chicago
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EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID
Analyte Result! Qualifier

Reporting
Limit Units

Job Number: 500-11401-1

Method

500-11401-25 EW-8

cis-1,2-Dichloroethene 25 1.0 ug/L 8260B
Trichloroethene 15 1.0 ug/L 8260B
Tetrachloroethene 94 1.0 ug/L 8260B

500-11401-26 EW-9

Trichloroethene 1.4 1.0 ug/L 8260B
Tetrachloroethene 190 10 ug/L 8260B

500-11401-27 EW-9 DUP

Trichloroethene 1.6 1.0 ug/L 8260B
Tetrachloroethene 230 10 ug/L 8260B

TestAmerica Chicago
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METHOD SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-11401-1

Description Lab Location Method Preparation Method

Matrix: Water

VOC
Purge-and-Trap

Lab References:

TAL CHI = TestAmerica Chicago

TAL CHI
TAL CHI

SW846 8260B
SW846 5030B

Method References:

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

TestAmerica Chicago
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SAMPLE SUMMARY

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID Client Matrix

Job Number: 500-11401-1

Date/Time Date/Time
Sampled Received

500-11401-1 RFW-1A Water 05/15/2008 0857 05/17/2008 0915
500-11401-2 RFW-1B Water 05/16/2008 0800 05/17/2008 0915
500-11401-3 RFW-2A Water 05/15/2008 0740 05/17/2008 0915
500-11401-4 RFW-2B Water 05/15/2008 0820 05/17/2008 0915
500-11401-5 RFW-3B Water 05/16/2008 0735 05/17/2008 0915
500-11401-6 RFW-4A Water 05/16/2008 0950 05/17/2008 0915
500-11401-7 RFW-4A DUP Water 05/16/2008 0950 05/17/2008 0915
500-11401-8 RFW-4B Water 05/16/2008 1030 05/17/2008 0915
500-11401-9 RFW-6 Water 05/16/2008 0745 05/17/2008 0915
500-11401-10 RFW-7 Water 05/15/2008 0935 05/17/2008 0915
500-11401-11 RFW-9 Water 05/15/2008 1650 05/17/2008 0915
500-11401-12 RFW-11B Water 05/16/2008 1315 05/17/2008 0915
500-11401-13 RFW-12B Water 05/16/2008 1030 05/17/2008 0915
500-11401-14 RFW-13 Water 05/15/2008 1515 05/17/2008 0915
500-11401-15 RFW-17 Water 05/15/2008 1030 05/17/2008 0915
500-1 1401 -16 LEISTER-1 Water 05/15/2008 1200 05/17/2008 0915
500-11401-17 LEISTER-DAIRY Water 05/15/2008 1205 05/17/2008 0915
500-11401-18 EW-10 Water 05/15/2008 1815 05/17/2008 0915
500-11401-19 EW-2 Water 05/16/2008 1130 05/17/2008 0915
500-11401-20 EW-3 Water 05/16/2008 1210 05/17/2008 0915
500-1 1401 -21 EW-4 Water 05/16/2008 0815 05/17/2008 0915
500-11401-22 EW-5 Water 05/15/2008 0850 05/17/2008 0915
500-11401-23 EW-6 Water 05/15/2008 1810 05/17/2008 0915
500-11401-24 EW-7 Water 05/15/2008 1800 05/17/2008 0915
500-11401-25 EW-8 Water 05/15/2008 1750 05/17/2008 0915
500-11401-26 EW-9 Water 05/15/2008 1740 05/17/2008 0915

500-11401-27 EW-9 DUP Water 05/15/2008 1740 05/17/2008 0915

500-11401-28 TRIP BLANK Water 05/15/2008 0700 05/17/2008 0915

TestAmerica Chicago
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TestAmerica Chicago

SAMPLE RESULTS
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-1A
Lab Sample ID: 500-11401-1

Analyte Result/Qualifier Unit

Date Sampled: 05/15/2008 0857
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 826013
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/22/2008 0041
05/22/2008 0041

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1.0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.5 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform <1.0 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene <1.0 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromomethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0

Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

2-Hexanone <5.0 ug/L 0.77 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0

Chlorobenzene <1.0 ug/L 0.17 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0

Ethylbenzene <1.0 ug/L 0.17 1.0 1.0

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-1A

Lab Sample ID: 500-11401-1

Analyte Result/Qualifier Unit

Date Sampled: 05/15/2008 0857

Date Received: 05/17/2008 0915

Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.23 2.0 1.0

o-Xylene <1.0 ug/L 0.12 1.0 1.0

Styrene <1.0 ug/L 0.15 1.0 1.0

Bromoform <1.0 ug/L 0.30 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.14 1.0 1.0

Bromobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.25 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.39 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.11 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.14 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.14 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.12 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.19 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.12 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,2-Dibromo-3-Chloropropane <2.0 ug/L 0.85 2.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.27 1.0 1.0

Naphthalene <1.0 ug/L 0.32 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 105 % 70 - 125

Toluene-d8 (Surr) 107 ok 75 - 120

4-Bromofluorobenzene (Surr) 97 Yo 75 - 120

Dibromofluoromethane 105 % 75 - 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-1B
Lab Sample ID: 500-11401-2

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0800
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 6030B

Date Analyzed:
Date Prepared:

05/22/2008 0104
05/22/2008 0104

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1.0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.2 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform <1.0 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene <1.0 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromomethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0
Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.14 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
2-Hexanone <5.0 ug/L 0.77 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0
Chlorobenzene <1.0 ug/L 0.17 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0
Ethylbenzene <1.0 ug/L 0.17 1.0 1.0

1

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-1B

Lab Sample ID: 500-11401-2

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0800

Date Received: 05/17/2008 0915

Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.23 2.0 1.0

o-Xylene <1.0 ug/L 0.12 1.0 1.0

Styrene <1.0 ug/L 0.15 1.0 1.0

Bromoform <1.0 ug/L 0.30 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.14 1.0 1.0

Bromobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.25 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.39 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.11 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.14 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.14 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.12 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.19 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.12 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,2-Dibromo-3-Chloropropane <2.0 ug/L 0.85 2.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.27 1.0 1.0

Naphthalene <1.0 ug/L 0.32 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 105 70- 125

Toluene-d8 (Surr) 108 75- 120

4-Bromofluorobenzene (Surr) 95 75- 120

Dibromofluoromethane 103 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-2A
Lab Sample ID: 500-11401-3

Analyte Result/Qualifier Unit

Date Sampled: 05/15/2008 0740
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/22/2008 0127
05/22/2008 0127

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1:0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.2 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform <1.0 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene 1.4 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromomethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0
Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.14 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
2-Hexanone <5.0 ug/L 0.77 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0
Chlorobenzene <1.0 ug/L 0.17 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0
Ethylbenzene <1.0 ug/L 0.17 1.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-2A •

Lab Sample ID: 500-11401-3

Analyte Result/Qualifier Unit

Date Sampled: 05/15/2008 0740

Date Received: 05/17/2008 0915

Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.23 2.0 1.0

o-Xylene <1.0 ug/L 0.12 1.0 1.0

Styrene <1.0 ug/L 0.15 1.0 1.0

Bromoform <1.0 ug/L 0.30 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.14 1.0 1.0

Bromobenzene . <1.0 ug/L 0.15 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.25 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.39 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.11 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.14 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.14 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1 ,2,4-Trimethylbenzene <1.0 ug/L 0.12 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.19 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.12 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,2-Dibromo-3-Chloropropane <2.0 ug/L 0.85 2.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.27 1.0 1.0

Naphthalene <1.0 ug/L 0.32 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 102 70- 125

Toluene-d8 (Surr) 106 % 75- 120

4-Bromofluorobenzene (Surr) 97 75- 120

Dibromofluoromethane 102 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-2B
Lab Sample ID: 500-11401-4

Analyte Result/Qualifier Unit

Date Sampled: 05/15/2008 0820
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/22/2008 0150
05/22/2008 0150

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1.0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.1 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform <1.0 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene 2.4 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromomethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0
Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.14 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
2-Hexanone <5.0 ug/L 0.77 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0
Chlorobenzene <1.0 ug/L 0.17 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0
Ethylbenzene <1.0 ug/L 0.17 1.0 1.0

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-2B

Lab Sample ID: 500-11401-4

Analyte Result/Qualifier Unit

Date Sampled: 05/15/2008 0820

Date Received: 05/17/2008 0915

Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.23 2.0 1.0

o-Xylene <1.0 ug/L 0.12 1.0 1.0

Styrene <1.0 ug/L 0.15 1.0 1.0

Bromoforrn <1.0 ug/L 0.30 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.14 1.0 1.0

Bromobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.25 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.39 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.11 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.14 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.14 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.12 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.19 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.12 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,2-Dibromo-3-Chloropropane <2.0 ug/L 0.85 2.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.27 1.0 1.0

Naphthalene <1.0 ug/L 0.32 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 104 70- 125

Toluene-d8 (Surr) 106 75- 120

4-Bromofluorobenzene (Surr) 97 % 75- 120

Dibromofluoromethane 103 % 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-3B
Lab Sample ID: 500-11401-5

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0735
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/22/2008 0212
05/22/2008 0212

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1.0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.6 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 * ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1,2-Dichloroethene 4.5 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform <1.0 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene <1.0 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromomethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0
Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 1.0
Tetrachloroethene 1.9 ug/L 0.14 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
2-Hexanone <5.0 ug/L 0.77 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0
Chlorobenzene <1.0 ug/L 0.17 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0
Ethylbenzene <1.0 ug/L 0.17 1.0 1.0

1
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-3B

Lab Sample ID: 500-11401-5

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0735

Date Received: 05/17/2008 0915

Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.23 2.0 1.0

o-Xylene <1.0 ug/L 0.12 1.0 1.0

Styrene <1.0 ug/L 0.15 1.0 1.0

Bromoform <1.0 ug/L 0.30 1.0 1.0

lsopropylbenzene <1.0 ug/L 0.14 1.0 1.0

Bromobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.25 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.39 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.11 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.14 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.14 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.12 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.19 1.0 1.0

p-lsopropyltoluene <1.0 ug/L 0.12 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,2-Dibromo-3-Chloropropane <2.0 ug/L 0.85 2.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.27 1.0 1.0

Naphthalene <1.0 ug/L 0.32 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 103 70- 125

Toluene-d8 (Surr) 103 94 75- 120

4-Bromofluorobenzene (Surr) 98 94 75- 120

Dibromofluoromethane 103 94 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-4A
Lab Sample ID: 500-11401-6

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0950
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 603013

Date Analyzed:
Date Prepared:

05/22/2008 0235
05/22/2008 0235

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1.0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.0 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 * ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1',2-Dichloroethene <1.0 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform 1.1 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene 31 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromomethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0
Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 • 1.0
Tetrachloroethene 24 ug/L 0.14 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
2-Hexanone <5.0 ug/L 0.77 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0
Chlorobenzene <1.0 ug/L 0.17 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0
Ethylbenzene <1.0 ug/L 0.17 1.0 1.0

1

1
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-4A

Lab Sample ID: 500-11401-6

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0950

Date Received: 05/17/2008 0915

Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.23 2.0 1.0

o-Xylene <1.0 ug/L 0.12 1.0 1.0

Styrene <1.0 ug/L 0.15 1.0 1.0

Bromoform <1.0 ug/L 0.30 1.0 1.0

Isopropylbenzene <1.0 ug/L 0.14 1.0 1.0

Bromobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,2,2-Tetrachloroethane <1.0 ug/L 0.25 1.0 1.0

1,2,3-Trichloropropane <1.0 ug/L 0.39 1.0 1.0

N-Propylbenzene <1.0 ug/L 0.11 1.0 1.0

2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0

1,3,5-Trimethylbenzene <1.0 ug/L 0.14 1.0 1.0

4-Chlorotoluene <1.0 ug/L 0.14 1.0 1.0

tert-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2,4-Trimethylbenzene <1.0 ug/L 0.12 1.0 1.0

sec-Butylbenzene <1.0 ug/L 0.14 1.0 1.0

1,3-Dichlorobenzene <1.0 ug/L 0.19 1.0 1.0

p-Isopropyltoluene <1.0 ug/L 0.12 1.0 1.0

1,4-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

n-Butylbenzene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,2-Dibromo-3-Chloropropane <2.0 ug/L 0.85 2.0 1.0

1,2,4-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.27 1.0 1.0

Naphthalene <1.0 ug/L 0.32 1.0 1.0

1,2,3-Trichlorobenzene <1.0 ug/L 0.20 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 100 70- 125

Toluene-d8 (Surr) 104 75- 120

4-Bromofluorobenzene (Surr) 96 75 - 120

Dibromofluoromethane 103 75- 120
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-11401-1

Client Sample ID: RFW-4A DUP
Lab Sample ID: 500-11401-7

Analyte Result/Qualifier Unit

Date Sampled: 05/16/2008 0950
Date Received: 05/17/2008 0915
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

05/22/2008 0259
05/22/2008 0259

Benzene <1.0 ug/L 0.16 1.0 1.0
Dichlorodifluoromethane <1.0 ug/L 0.29 1.0 1.0
Chloromethane <1.0 ug/L 0.33 1.0 1.0
Vinyl chloride <1.0 ug/L 0.23 1.0 1.0
Bromomethane <1.0 ug/L 0.44 1.0 1.0
Chloroethane <1.0 ug/L 0.45 1.0 1.0
Trichlorofluoromethane <1.0 ug/L 0.32 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.22 1.0 1.0
Carbon disulfide <5.0 ug/L 0.39 5.0 1.0
Acetone <5.0 ug/L 1.2 5.0 1.0
Methylene Chloride 4.4 B ug/L 0.99 2.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloroethane <1.0 ug/L 0.18 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.30 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.21 1.0 1.0
Methyl Ethyl Ketone <5.0 ug/L 0.83 5.0 1.0
Bromochloromethane <1.0 ug/L 0.33 1.0 1.0
Chloroform 1.1 ug/L 0.13 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.23 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.17 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.21 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.22 1.0 1.0
Trichloroethene 29 ug/L 0.20 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.23 1.0 1.0
Dibromornethane <1.0 ug/L 0.31 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.18 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
methyl isobutyl ketone <5.0 ug/L 0.58 5.0 1.0
Toluene <1.0 ug/L 0.16 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.13 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.32 1.0 1.0
Tetrachloroethene 22 ug/L 0.14 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
2-Hexanone <5.0 ug/L 0.77 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.19 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.24 1.0 1.0
Chlorobenzene <1.0 ug/L 0.17 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.18 1.0 1.0
Ethylbenzene <1.0 ug/L 0.17 1.0 1.0 1
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