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1. INTRODUCTION

This Groundwater Monitoring Report has been prepared to meet the requirements of Condition

IV.G of the Administrative Consent Order between the State of Maryland Department of the

Environment (MDE) and Black & Decker (U.S.) Inc. (April 1995) (Consent Order). Specifically,

Condition IV.G calls for preparation of a Groundwater Monitoring Report containing the following

information for each reporting period:

• The quantities of groundwater pumped, treated, and discharged.

• The calculation of quantities of contaminants removed from groundwater.

• A summary of all sampling analyses.

• An explanation of all operational or other problems encountered, and the manner in which

each problem was resolved.

• Copies of all reports submitted to the Department of Natural Resources in conjunction with

the Groundwater Appropriations Permit.

• Recommendations for changes to the Interim Groundwater Treatment System.

This document is one of several which are being prepared in response to the Consent Order; each of

these documents are to be submitted to the MDE in accordance with the schedule outlined in the

Consent Order. This document will become part of the Administrative Record for the site, which is

maintained at the Hampstead Public Library.
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2. SITE CHARACTERISTICS

2.1 HYDRAULIC PROPERTIES

In accordance with the Consent Order and the Water Appropriation Permit issued to the Black and

Decker (U.S.) Inc. Hampstead, Maryland, facility, the following pumping and water level

information is included for the period of July through September 2005.

Pumping records showing the total gallons pumped per month of treatment system operation are

presented in Table 2-1. The complete groundwater treatment system pumping records are

included in Appendix A.

Monthly water levels for wells included in the water level monitoring plan are presented in Table

2-2. At the time the water level measurements were collected, the extraction wells were pumping at

an average combined rate of 166 gallons per minute (gpm).

2.2 EFFLUENT CHARACTERISTICS

Effluent characteristics of the NPDES discharge points are recorded monthly on Discharge

Monitoring Reports (DMRs) and are submitted to MDE, Water Management Administration, on a

quarterly basis. A summary of the sample results from the DMRs is presented in Table 2-3. DMRs

for the period of July through September 2005 are included in Appendix B.

2.3 GROUNDWATER QUALITY DATA

For the reporting period of July through September 2005, approximately 41 pounds of total

volatile organic compounds (VOCs) were removed from the groundwater by the extraction and

treatment system. In general, the total VOCs removed from the groundwater were comprised

primarily of trichloroethene (TCE) (70 %) and tetrachlorethene (PCE) (30 %). Analytical results

of the groundwater collected at the inlet to the air stripper for the period of July through

September 2005 are included in Appendix C.
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Table 2-1
Treatment System Pumping Records - 3rd Quarter 2005

Black & Decker
Hampstead, Maryland

Water Pumped (gallons)

July 2005 7,238,781

August 2005 7,117,255
September 2005 6,741,037
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Table 2-2

Groundwater Elevation Data - 3rd Quarter 2005

Black & Decker

Hampstead, Maryland

WELL
NO.

TOC
ELEV.

TOTAL
DEPTH

7/13/2005
DTW ELEV

8/18/2005
DTW ELEV

9/30/05
DTW ELEV

EW-1 847.21 55 DRY NA DRY NA DRY NA

EW-2 849.21 110 91.42 757.79 101.30 747.91 92.84 756.37

EW-3 846.64 118 88.18 758.46 89.43 757.21 89.40 757.24

EW-4 858.01 97.5 NA NA NA NA NA NA

EW-5 864.17 98 90.89 773.28 90.66 773.51 91.47 772.70

EW-6 831.98 115 82.11 749.87 82.72 749.26 83.67 748.31

EW-7 818.38 78 42.13 776.25 38.45 779.93 49.41 768.97

EW-8 811.13 98 43.58 767.55 44.81 766.32 47.38 763.75

EW-9 811.35 141 94.73 716.62 104.50 706.85 96.88 714.47

EW-10 807.74 NA 44.86 762.88 42.71 765.03 48.00 759.74

RFW-1A 864.37 78 50.43 813.94 49.43 814.94 51.55 812.82

RFW-1B 864.23 200 50.45 813.78 49.46 814.77 51.58 812.65

RFW-2A 857.41 35 13.07 844.34 15.71 841.70 14.11 843.30

RFW-2B 857.73 75 13.84 843.89 16.32 841.41 14.68 843.05

RFW-3B 839.21 153 27.26 811.95 30.37 808.84 29.32 809.89

RFW-4A 830.37 62 36.96 793.41 37.90 792.47 38.77 791.60

RFW-4B 830.37 120 36.84 793.53 37.76 792.61 38.70 791.67

RFVV-5A 817.50 30 DRY NA DRY NA DRY NA

RFW-6 785.04 120 2.94 782.10 3.99 781.05 4.23 780.81

RFVV-7 805.14 29 7.57 797.57 7.51 797.63 8.19 796.95

RFW-8 860.07 56 DRY NA DRY NA DRY NA

RFW-9 862.02 49 25.11 836.91 26.43 835.59 27.43 834.59

RFW-10 852.06 58 DRY NA DRY NA DRY NA

RFW-11A 849.32 72 NA NA NA NA NA NA

RFW-11B 849.62 116 71.11 778.51 70.14 779.48 72.46 777.16

RFW-12B 844.87 264 51.47 793.40 51.42 793.45 55.69 789.18

RFW-13 849.11 150 59.13 789.98 58.93 790.18 60.31 788.80

RFW-14B 812.39 281 33.91 778.48 34.43 777.96 34.44 777.95

RFW-16 856.14 41 DRY NA DRY NA DRY 856.14

RFW-17 834.66 60.5 25.99 808.67 27.01 807.65 27.76 806.90

RFVV-20 842.49 142 33.47 809.02 34.14 808.35 34.11 808.38

RFVV-21 832.65 102 21.26 811.39 21.76 810.89 22.69 809.96

PH-7 805.94 89 19.00 786.94 19.56 786.38 19.76 786.18

PH-9 814.94 98 31.17 783.77 32.90 782.04 33.13 781.81

PH-11 820.68 78 42.03 778.65 42.38 778.30 43.94 776.74

PH-12 828.35 87 42.93 785.42 43.67 784.68 44.27 784.08

B-3 803.02 83 NA NA NA NA NA NA

Amoco 842.29 NA NA NA NA NA NA NA

Hamp. Town #22 804.96 NA 31.40 773.56 29.56 775.40 19.57 785.39

Pembroke #1 NA NA 11.99 NA 12.35 NA 12.68 NA

Pembroke #2 NA NA NA NA NA NA NA NA

N. Houcks. Rd. NA NA 10.18 NA 10.80 NA 9.89 NA

E. Century St. NA NA 29.11 NA 26.53 NA 27.59 NA

Lwr. Beckleys. Rd. NA NA 52.26 NA NA NA 54.26 NA

NA - Not Available/Not Accessible
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Table 2-3

Effluent Characteristics Summary - 3rd Quarter 2005

Black & Decker

Hampstead, Maryland

Discharge

Number

Parameter Units Permit DMR DATE

Limits July
2005

August
2005

September
2005

001 FLOW - average
maximum

MGD NA 0.338 0.113 0.057

MGD NA 1.141 1.141 0.064

1,1,1-Trichloroethane ugh 1 5 <5 <5 <5

Tetrachloroethylene ugh 1 5 <5 <5 <5

Trichloroethylene ugh 1 5 <5 <5 <5

Total Residual Chlorine mg/1 <0.1 <0.1 <0.1 <0.1

Oil & Grease maximum

quarterly average

mg/1 15 <5 <5 <5

mg/1 10 NR NR <5

pH minimum

maximum

STD 6.0 6.20 6.10 6.30

STD 8.5 7.00 6.90 6.70
BOD mg/1 15 5.0 <2 7.0

TSS maximum
quarterly average

mg/1 30 13.0 8.0 14.0
mg/I 20 NR NR 12.0

101
(Monitoring

Point)

FLOW average

maximum

MGD NA 0.257 0.260 0.237

MGD NA 0.290 0.268 0.277
Fecal Coliform MPN/100m1 200 <2 <2 <2

201

(Monitoring

Point)

FLOW average

maximum

MGD NA 0.234 0.230 0.225

MGD NA 0.277 0.278 0.273
1,1,1-Trichloroethane ug/1 NA <5 <5 <5

Tetrachloroethylene ugh! NA <5 <5 <5
Trichloroethylene ugh 1 NA <5 <5 <5

DMR - Discharge Monitoring Report

NA - Not Applicable

NR - Not Reported
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A summary of the analytical results from the third quarter (August 2005) groundwater sampling

round of the extraction and monitor wells is included in Table 2-4. The complete analytical data

package is included in Appendix D. As found in earlier sampling events at the Black & Decker

facility, TCE and PCE were the VOCs detected at the highest concentrations in the groundwater

samples. The highest concentration of TCE was detected in the groundwater samples collected

from wells RFW-12B and EW-4 and the highest concentration of PCE was detected in the

groundwater samples collected from extraction well EW-9. The remainder of VOC's present

were detected at levels well below the Federal Maximum Contaminant Levels (MCL).
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Table 2-4
Summary of Groundwater Analytical Results - August 2005

Black & Decker
Hampstead, Maryland

PARAMETER Units

EW-1. EVV-2 EW-3 EW4 EW-5 EW-5

(DV?)

EW-6 EW-7 EW-8 EW-9 EW-10

Chloromethane
.
ugIL NS 1 U 1 U 5 U 1 U

,
1 U 1 U 1 U 1 U 1 U I U

Bromomethane ug/L NS 1 U 1 U 5 U I U 1 U 1 U 1 U 1 U 1 U 1 U

Vinyl Chloride ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U I U
Chloroethane ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Methylene Chloride ug/L NS I U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U

Acetone ug/L NS 5U 5U 25U 5U 5U 5U 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5 U 5 U 25 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1-Dichloroethene ug/L NS 1 U 1 U 5 U ii 1 U 1 U 1 U 1 U 1 U 1 U
1,1-Dichloroethane ug/L NS 1 U 1 U 5 U I U 1 U I U 1 U ii I U 1 U
1,2-Dichloroethene (total) ug/L NS 4 2.4 5 U 1 U 1 U 1 U 5.3 21 1.2 1 U
Chloroform ug/L NS I U 1 U 5U 1 U 1 U 1 U I U I U 1 U I U
1,2-Dichloroethane ug/L NS 1 U I U 5 U 1 U I U

r
1 U 1 U 1 U 1 U 1 U

2-Butanorie ug/L NS 5 U 5 U 25 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,1-Trichloroethane ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U I U 1 U I U I U
Carbon Tetrachloride ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Bromodichloromethane ug/L NS I U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
1,2-Dichloropropane ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
cis- l ,3-Dichloropropene ug/L NS 1 U 1 U 5 U I U 1 U I U 1 U 1 U 1 U I U
Trichloroethene ug/L NS 740 230 950 410 390 8.8 4.4 10 2.3 1 U
Dibromochloromethane ugIL NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
1,1,2-Trichloroethane ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U I U 1 U 1 U I U
Benzene ugIL NS 1 U 1 U 5U 1 U I U 1 U 1 U 1 U 1 U 1 U
Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Bromoform ug/L NS 1 U 1 U 5U IV 1 U 1 U I U I U I U 1 U
4-Methyl-2-pentanone ug/L NS 5 U 5 U 25 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
2-Hexanone ug/L NS 5 U 5 U 25 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Tetrachloroethene ug/L NS 68 5.5 27 13 13 21 6.9 63 180 10
1,1,2,2-Tetrachloroethane ug/L NS 1 U I U 5 U 1 U 1 U 1 U 1 U 1 U I U 1 U
Toluene ug/L NS I U 1 U 5U 1 U I U I U I U 1 U 1 U 1 U
Chlorobenzene ug/L NS 1 U 1 U 5 U 1 U 1 U 1 U 1 U 1 U 1 U I U
Ethylbenzene ug/L NS 1 U 1 U 5 U I U 1 U I U 1 U 1 U 1 U 1 U
Styrene ug/L NS 1U I U 5 U 1 U I U 1 U 1 U 1 U 1 U 1 U
Xylene (total) ug/L NS 1 U 1 U 5 U I U 1 U 1 U 1 U I U I U 1 U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection I'mit for quantification
J = Indicates an estimated value.
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Table 2-4
Summary of Groundwater Analytical Results - August 2005

Black & Decker
Hampstead, Maryland

PARAMETER Units

RFW-1A RFW-1B RFW-2A RFW-28 RFW-311 RFW-4A RFW-4A

(OUP)

REW-413 RFVV-5A RFW-6 RFW-7 RFW-8 RFW-9 RFW-10

Chloromethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U I U 1 U NS 1 U I U NS 1 U NS

Bromomethane ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Vinyl Chloride ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS I U 1 U NS 1 U NS

Chloroethane ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U I U NS 1 U NS

Methylene Chloride ug/L 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Acetone ug/L 5U 5U 5U 5U 5U 5U 5U 5U NS 5U 5U NS 5U NS

Carbon Disulfide ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

1,1-Dichloroethene ug/L 1 U 1 U 1 U 1 U 1.2 I U 1 U 1 U NS I U I U NS 1.6 NS

1,1-Dichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1.2 NS

1,2-Dichloroethene (total) ug/L I U 1 U I U 1 U 10 1.8 1.7 6.6 NS 1.6 1 U NS 12 NS

Chloroform ug/L I U 1 U 1 U 1 U 1 U 1.3 1.2 0.9 J NS 1 U 1 U NS 1 U NS

1,2-Dichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

2-Butanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

1,1,1-Trichloroetharte ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 2 NS

Carbon Tetrachloride ug/L 1 U 1 U 1 U 1 U 1 U 1 U I U 1 U NS 1 U 1 U NS 1 U NS

Bromodichloromethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,2-Dichloropropane ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

cis-1,3-Dichloropropene ug/L 1 U 1 U 1 U I U 1 U 1 U 1 U I U NS 1 U 1 U NS I U NS

Trichloroethene ug/L 1 U 1 U 1.5 1 U 7.9 56 55 18 NS 9.9 11 NS 21 NS

Dibromochloromethane ug/L 1 U 1 U 1 U I U 1 U I U 1 U 1 U NS 1 U 1 U NS 1 U NS

1,1,2-Trichloroethane ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS I U 1 U NS 1 U NS

Benzene uWL 1 U I U 1 U 1 U 1 U 1 U 1 U I U NS 1U 1 U NS 1 U NS

Trans-1,3-Dichloropropene ug/L 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS I U NS

Bromoform ug/L I U 1 U I U 1U 1 U I U 1 U 1 U NS 1 U 1 U NS 1 U NS

4-Methyl-2-pentanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

2-Hexanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS

Tetrachloroethene ug/L 1 U 1 U I U ,1 U 8.2 65 63 60 NS 6.8 1 U NS 5 NS

1,1,2,2-Tetrachloroethane ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Toluene ug/L I U 1 U 1 U 1 U 1 U 1U 1 U 1 U NS I U 1 U NS 1 U NS

Chlorobenzene ug/L 1 U 1 U 1 U I U 1 U I U 1 U 1 U NS 1 U I U NS I U NS

Ethylbenzene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Styrene ug/L I U 1 U 1 U I U I U 1 U 1 U I U NS 1 U I U NS I U NS

Xylene (total) ug/L I U I U 1 U I U 1 U 1 U 1 U I U NS 1 U 1 U NS I U NS

Notes: DUP = Duplicate sample

NS = Not sampled

U = Compound was analyzed for but not de ected. Value shown is the method detection limit for quantification.

= Indicates an estimated value.
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Table 2-4
Summary of Groundwater Analytical Results - August 2005

Black & Decker
Hampstead Maryland

PARAMETER Units

REVV-11ARFW-11RREW-12B RFW-13 RFVV-16 RFW47 RFW-20 REW-21

4

Town #22 Town #23 Leister

Dairy

Leister

Res. #1

Laster

Res. #2

Trip

Blank

Chloromethane
A

ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U I U

Bromomethane ug/L NS 1 U 1 U I U NS 1 U 1 U 1 U 1 U 1 U 1 U I U I U 1 U

Vinyl Chloride ug/L NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U 1 U I U

Chloroethane ug/L NS 1 U I U 1U NS 1 U 1 U I U 1 U I U I U I U I U 1 U

Methylene Chloride ug/L NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U I U 1 U

Acetone ug/L NS 5U 5U 5U NS 5U IOU IOU LOU IOU 5U 5U 5U 5U

Carbon Disulfide ug/L NS 5 U 5 U 5 U NS 5 U NA NA NA NA 5 U 5 U 5 U 5 U

1,I-Dichloroethene ug/L NS 1 U 1.1 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U I U 1 U

1,1-Dichloroethane ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U 1 U 1 U

1,2-Dichloroethene (total) ug/L NS 1 U 6.6 1 J NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

Chloroform ug/L NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U I U I U

1,2-Dichloroethane ug/L NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U
,--

I U 1 U

2-Butanone ug/L NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 5 U 5 U 5 U 5 U

1,1,I-Trichloroethane ug/L NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U 1 U I U

Carbon Tetrachloride ug/L NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U I U I U

Bromodichloromethane uWL NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U I U 1 U I U

1,2-Dichloropropane ug/L NS 1 U 1 U I U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U I U

cis-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U I U 1 U I U

Trichloroethene ug/L .NS 31 550 3.1 NS 1 U 1.5 0.5 U 0.5 U 0.5 U 1 U I U I U I U

Dibromochloromethane ug/L NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1,1,2-Trichloroethane ug/L NS 1 U 1 U I U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U I U 1 U

Benzene ug/L NS I U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U I U 1 U 1 U

Trans-1,3-Dichloropropene ug/L NS I U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U I U 1 U

Bromoform ug/L NS I U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 5 U 5 U 5 U 5 U

2-Hexanone ug/L NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 5 U 5 U 5 U 5 U

Tetrachloroethene ug/L NS 1 U 40 16 NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U 1 U 1 U

1,1,2,2-Tetrachloroethane ug/L NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U 1 U 1 U

Toluene ug/L NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U I U 1 U I U 1 U

Chlorobenzene ug/L NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U I U 1 U

Ethylbenzene ugh NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 1 U 1 U I U 1 U

Styrene ug/L NS 1 U I U I U NS I U 0.5 U 0.5 U 0.5 U 0.5 U I U I U I U 1 U
Xylene (total) ug/L NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 1 U I U I U 1 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the reque t of the MDE Source Protection
and Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.
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3. OPERATION AND MAINTENANCE OF THE TREATMENT SYSTEM

A summary of the maintenance activities which were undertaken with the extraction and treatment

system during the reporting period (July through September 2005) is provided in Table 3-1. This

table is comprehensive in summarizing significant maintenance events or activities, while not

including those activities considered unworthy of note (such as replacement of light bulbs,

lubrication of moving parts as appropriate or other routine activities).
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Table 3-1

Treatment System Maintenance Activities - 3rd Quarter 2005

Black & Decker
Hampstead, Maryland

Jul-05 Replaced the integrater for the flow meter in well EW-8.

Aug-05 Replaced the integrater for the flow meter in well EW-2.
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4. RECOMMENDATIONS

For the reporting period of July through September 2005, the treatment system continued to create a

hydraulic boundary preventing off-site migration of groundwater. The extraction system will

continue to operate as currently configured to pump and treat contaminated groundwater. Depth-to-

water measurements will continue to be collected on a monthly basis in all site monitor wells to

construct a groundwater elevation contour map for the site. The groundwater elevation contour map

will be used to verify that the required area of groundwater capture is being maintained. If

necessary, pumping rates will be adjusted to maintain groundwater capture due to seasonal

fluctuations in groundwater elevations. The treatment system will also continue to operate as

currently configured, as data collected have proven that the treatment system is fully effective in

removing VOCs from the extracted groundwater.
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APPENDIX A
GROUNDWATER TREATMENT SYSTEM PUMPING RECORDS

(JULY - SEPTEMBER 2005)
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Past Month Reading

I Date Day I Time I Meg. Reading I GPO I Pump #11 I_ Pump #12
1 7- /Cif( .5"-W6& s 9 -3/ /3 t 2,•76 r
2 fr. ///`:; 41 as 3 

i'l7 

0:

.

9667/9 4,(1 1 lc3 S
4 

5 M 0 ‘4, c ‘ VI) J OF ai7,2/ 4(w. '2-6 2 6 C 1 2‘ 7/ c6 -7- , //60 S.?A-31KW3 aql / 1 2-- Re,;1 36 ,96' lil t(7 LA) /8/ '‘ .s3.,<V-11 o 5- 2 pi 9 47, 6/755 34,14(t_,8 --r // ,2‘ •” 9261-f at g(-1C-IGIQz /61-3 . 24`7, 9 F I2A5 .5"16 7 ?"-,-/ ‘. l.p`•1 iZ10ss 7 ./0`1
11 .5Th ,

<.9c-,e 1 6
, 12 M

_ 13  M36-7-

_ 14 GO , /3o ,-.Ci4/3 .6-'271 (2a M. o15 / //f) :_5" e<t-e(-3/1 zi r9cs-ei3 5- g 6 61
16 c 93 S c"4"-ri zige 9

11
Ao28-;2c3 t q top

17 , c

18 5 Or/5S'i
19 Nk /Re, 66 21 , i 7p' -144 <4 1 7 ,RZoq6LI
20 -7-- p 36 6--4,Ligli.5 / -7 44 A '5 ;?/, cicizr4 .260X '5
21 tO /b .0 <6176 16 qg 2 0 1 1/ 7
22 i

,
ovo 5o 6,-; is/5- 2 2 1 6 4 ( 26-9041 '2692

23 f----- e IC° "i./
t

7.C56`i 2.0 5.2
24

25 3
, 26/Vk /0 . 5 < 1 Meng 22-3 9 q 3 24;1 c“/ '7627

27 -7-- //,6r (5y040#-S-5 i o714=/(-06 .26,92? 7ei1128t",,\ /62 -5 -.5 g.(..,9016) I AA‘i 4 Us% 0 .;V6.q.37 97e 21
29 7-- /1O

30 if-- //5L :gr-7).-?0q c.) A2<ciec -R•7/.,e) i , 17o :2. 7
31

Total
'2(i IV 3'7

Average .:,./94.71'e) /
Nowt itartnfh C



APPENDIX B
DISCHARGE MONITORING REPORTS

(JULY - SEPTEMBER 2005)



mei we to. 11., 1.0 s No 111111 all OM Mir MIN

PERMITTEE NAME/ADDRESS: (Maw* F401/Hy Name/0004m if Moran°
NAME: STR CAPITAL GROUP
ADDRESS; 555 131h Street., NW 

 #1,saltsVn24oEn. DC 20004 
FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY

PARAMETER
(2241)

><"-- (3 Card Only)

NATIONAL POLLUTANT DISCHARGE EUMINAllON SYSTEM (NPOES)
DISCHARGE MONITORING REPORT

MD0001881
PERMIT NUMSER

YEAR
FROM 2005

P0-21)

F8
01

DISCHARGE NUMBER
(2-10) (17-19)

MONITORING PERIOD
MO DAY YEAR I MO DAY
07 01 Tot 05 I 07 31

(22.23) (24-25) (28-27) (28-29) (3_0-39

FORM APPROVED
OMB No.2040-0004

NOTE: Read Instructions before completIn Mkt form.QUANTITY OR LOADING (4 Corti Only) QUALITY OR CONCENTRATION41(kra.11 

AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

NO. FREQUENCY
EX OF

ANALYSIS
(0243) (84-08)

FLOW

111,1-TRicHLoRoETH4NE

TETRACHLOROETHYLENE

TRICHLOROEHTYLENE

0.398

SAMPLE
MEASUREMENT

RESUJRErENT 
SAMPLE

MEASUREMENT

-PERMIT • • •

"SAMPLE
MEASUREMENT

1.141

; '
• REQUIREMENT

MGD

<5
;

<5

<6

nI

TOTAL RESIDUAL
CHLORINE

OIL 84 GREASE

pH

SAMPLE
MEASUREMENT

• SAMPLE •
MEASUREMENT

-!,r1EDOOtkitisrr: „
SAMPLE

MEASUREMENT

—

6.20

11,•••‘,14,:'•,• "'" • '

PPb

ppb

ppb

SAMPLE
TYPE

(69-70)

0 Measured/Recorded

Meabured/ReCOrded

0 1/MONTH GRAB

1/MONTh GRAB
"

0 1/MONTH GRAB

1/MONTh GRAB
'

0 1/MONTH GRAB

1/MONTH. GRAB,

<0.1

0019

<8

7.00
tt ,•„,..

e,00:;.: REQUIREMENT 8.00;•-; •:: . 
• • .NAME / TITLE PRINCIPAL EXECUTIVE OFFICER I CERTIFY UNDER vemare °FLAW rommvs PPRIONALLY EXAMINED AND AM PAREILAR WTI THE INFORMATION AUIDETTED HERRN: AND BARED ON MY INQUIRY OP MORE IRLDIVIDINUEMichael A. Clark IMMEDIATELY REEPONEIBLE 'POE OHTANI:NO 1HE LNFORROTION I BELIEVE ME ILIBMITIZOnliINFORMAIION TRLIR ACCURATE ATM COMPLETE I ATI AWARE MAT THERE AFIE RIN=E 'ammo Fon innutarrovo PALM INPORMAIION, rocumom TEE POSSIBILNY OF ME AND

SIGNATURE OF PRINCIPAL EXECUTIVEimpRoontea. 
egg or VAC. 11001 AND /I Ott 1 NM (TIDERIri midst them Patna mop IncludeTYPED OR PRINTED fines up to !Mood *diet ?madman Inprbonrassa otboween d months dad ryeors.) 

OFFICER OR AUTHORIZED AGENTCOMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

Principal

so

*Averages for TSS and Oil& Grease are reported quarterly. 
EPA Form 3320-1 (Rev. 8-8B) Previous edition fo be used until supply Is exhausted.

0 1/MONTH GRAB

1/MONTH' GRAB

0 1/MONTH GRAB

'1/MONTH GRAB•

Q 2/WEEK GRAB

mg4

STD

TELEPHQNE

410-374-9025

2ANEEIC GRAB

DATE

05 108 I 02
AREA CODE-NUMBER • YEAR I MO I DAY

(REPLACES EPA FORM T-40 WHICH MAY NOT BE USED.) PAGE 1 OF 2



PERMITTEE NAMEJADDRE88: (include Fall* Nemstoostion if dufferent)

NAME: SIR CAPITAL GROUP 
ADDRESS: 555 13th Street., NW 

6ufte 420E 
Vya*NrIaton, Dc ;0004 

FACILITY: Hampstead, Maryland, 21074 

LOCATION: CARROLL COUNTY

PARAMETER
(3247)

BOD

TOTAL SUSPENDED
SOLIDS

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPOES)
DISCHARGE MONITCIFUNG REPORT (DMA) 

MD0001001 001 
PERMIT RINSER DISCHARGE NUMBER

05

(2-10) (17-19)

MONITORING PERIOD
MO DAY YEAR I MO I DAY
07 i TO 05 I 07 I 31

(2040 (2320 (30-31)
 ><,(3 Cord Only)

6111-5.11
QUANTITY OR LOADING . (4 Card Only) QUALITY OR

MAXIMUM

154411

UNITS MINIMUM AVERAGE
AVERAGE

1:48.5.91

YEAR

FROM 20
(20-21) (22-23) (24.23) NOTE: Read MetructIone before

CONCENTRATION
isaan 

MAXIMUM
SAMPLE

MEASUREMENT
•

•

SAMPLE
MEASUREMENT

fa#,

.r%,9y.mqiiiENT
SAMPLE

MEASUREMENT

PERMIT

t441.0.00,T

SAMPI:E
MEASUREMENT

SAMPLE
MEASUREMENT

'PEMIT„
90PIREMENr

SAMPLE
MEASUREMENT

40(00,L..

• SAMPLE
MEASUREMENT

PEAmir
.Reci;UAEM'EN.T:

5.0

13.0

• • • 1,;i1:61. „

•

”
UIL:11;

NAME /TITLE PRINCIPAL EXECUTIVE 9FFICER::1,carrePir LINERR MALTY OP LAW TTIAT 1 NMI FEBSONAILT swam me AM FAMILIA( WNW
Michael A. Clark

Principal
TYPED OR PRINTED

COMMENT AND DOILANATION OF ANY VIOLATIONS

*Averages for T and 011 & Greasei are reported quarterly.
EPA

 
 Form 3320-1 (Ray. 94 )Previous 

edit 
on to be used until supply Is exhausted. (REPLACES EPA FORM T-40 WHICH MAY NOT BE USED.)

INFORMATION SUIDANTED MEM MD BASED ON MY INQUIRY OF THOSE DEINIDUALSDSMEDIATELY RESPONSIBLE FOR ORTMNINCI T1E DOORMATION, I BELZEWI THE SUBMITTED'DWORMATION 19 TRUE. ACCUPAIII AND COMIZTEL 1 AM AWARE THAT rims AM MONVICANT
MALT= FOR SUBLIIFTELD FALSE trivonwatow. alcumao lOm posareurry OF ENS AND
IMPRLIVMMIT. 1180 II I16C I 1001 AND II DOCI lilt. (POWs' uncle: then Mots nuy IncludeSul up to $10.000 tuxVor rnattUrelm togultocensit of hytuuep 6 menthe end years.)

SI NATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENT
(Reference all attachments hero) '

FORM APPROVED
OMB No.2040-0004

comeIelln thls form•
NO. FRE are,'"
EX OF

" ANALYSIS
UNITS 162.631 f6448)

1/MONTH

mg/I

mgI

SAMPLE
TYPE

, (09-70) 

GRAB

.GRAB

GRAB

TELEPHONE DATE

410-374-9025 05 08J 02
AMA CODE-NUMBER YEAR I MO I DAY

PAGE 2 OF 2
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MIS ON all NMI 111111

PERMITTEE NAME/ADDRESS; (Include foolilly Nemo/Locetfon If afferent)

NAME: STR CAPITAL GROUP 
ADDRESS: 555 13th Street., NW 

Vt. 420E 
Waahlnaton, DC 20004 

FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY

PARAMETER
(32-37)

FLOW

><(3 Card Only)
MOAN

SAMPLE
MEASUREMENT

MI Mil

MAMMAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (M)nob000issi 
PERMIT NUMBER

(240

SIM INN IOW 411111011111

01
D1SCHAGE NUMBER ,

(/ 7.16)

MONITORING PERIOD
YEAR '

FROM 2005
NO DAY
07 01

(20-2)) ' (2243) (2448)

QUANTITY OR LOADING
/MAUI

AVERAGE MAXIMUM yNITS

YEAR 1 MO
TO 09 I 07

I DAY

I 31
(30.4))(28-27)

(4 Card Only)
1311L451

(28-29)

'MINIMUM

FORM APPROVED
OMB No.2040.0004

NOTE: Read Instructions before comp etIna this form.
QUALITY OR CONCENTRATION
/4B-41) (54.61)

AVERAGE • MAXIMUM UNITS

NO.

EX

(0243)

RtQUENOY

OF
ANALYSIS

(64-88)

0.257 0.290

FECAL. COLIN:1RM

,RECLAirtEmENrk.:

SAMPLE
MEASUREMENT

Li
MGD

,

SAMPLE
TYPE
(69-70)

Cont Measure/Record

OgrOose*S/ReSprd

REQUIREMElT

SAMPLE
MEASUREMENT

PERMIT ' ";
REQUIREMENT.

SAMPLE
MEASUREMENT

PERMIT

dRE0.010Pmgr.it ,
SAMPLE

MEASUREMENT

:PERMIT
cREQUIREMENT

<2
MPN/
100m1

1/WEEK GRAB

'.1/WEEK GRAB

•

.:•••

SAMPLE
MEASUREMENT

fiegior
ki9usEPMkrr 1;

SAMPLE
MEASUREMENT

;PERM1T
• . •

NAME / TITLE PRINClea. EXECUTIVE OFFIC_RIwy WPM MMALrY OP  IAM THAT I MAVEMMADMAILY "AWNED AMD AM FMMLLAA MMMINFORMATION SUBMITTED HERM AND EASED ON MY NQuIRY OF T0050 DIDETOUALS
Michael A. Clark 2,0.1EDIe.TILLY REEPONSMIE FOE ammo THE 98,ORMATI00, I 91981.18 THE IREEITFIED

*PoRmAnoxo IS TRUE ACCURATE AND COMPLETE I AM AWARE THAT non ARE MONIFICANT•PrincipalTENA1TI63 FOR SUBMITITHO FALSE INFORMATION. DICLUDINO THE POMIERITY OP FM AND
!IMPITATINMIDIT. SEE 11 U.S.C. 11001 AND 31 U.S.C. 0 1319. Genolileo uodor thus atom rnoy Wu&

TYPED OR PRINTED lbws up to 510.000 saw micknum Imptioomtsto of between months Ltd 5 5014.)

COMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

EPA orr--Pili 3320-1 Rev. 9-88) Previous setoff to be used until supply is exhausted.

SIGPATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENT

TELEPHONE

410-374-9025

DATE

AREA CODE•NUMBER

05 I 00 I 02
YEAR I MO I DAY

(REPLACES EPA FORM T-40 WHICH MAY NOT BE USED.) PAGE 1 OF 1



PERMITTEE NAME/ADDRESS: (Include Fee/lily Nettle/La:ellen //different)
NAME: IITR CAPITAL GROUP 
ADDRSS: 555 13th-S(reei., NW 

• atl4na. DC 20004 
FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY 

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT(DMA)

MD0001881
PIRMIT NUMBER

2.re)

01
DISCHARGE NUMBER

0749)

YEAR
FROM 2005

MONITORING PERIOD
•175 DAY 

07 01
(22-23 4.2

TO
YEAR r MO DAY

05 1 07 I 31

• PARAMETER
(92-37)

(3 Card Only)
(401-8.1) 

AVERAGE

QUANTITY OR LOADING
047

(4 Card Only)
8,29 304) NOTE: Read Instructions before corn

QUALITY OR CONCENTRATION

MAXIMUM UNITS " MINIMUM AVERAGE MAXIMUM UNITS

FLOW

1,1,1-TRICHLOROETHANE

TETRACHLOROETHYLENE

TRICHLOROEHTYLENE

SAMPLE
MEASUREMENT

REtwAiste
SAMPLE

MEASUREMENT

PERMIT, ,

FRO0104401f

SAMPLE
MEASUREMENT

0E011
REQUIREMENT

SAMPLE
MEASUREMENT

,PERMIT
.REQVIREM,ENT 

SAMPLE
MEASUREMENT

0.234

' . . .

0.277

• .•

00.

MGD

a •

<5

N/A

<5

<5

• N/A

ppb

ppb

FORM APPROVED
OMB No.2040-0004

etInAittills form.
PR LY

EX OF
ANALYSIS

(0244 • (6448)

SAMPLE
TYPE

(69-70) 

0 Cont Measure/Record

"' " , •••,

0 1/MONTH GRAB

0

N7H:

1/MONTH

GRAB

GRAB

4/rokrn GRAB.

  ppb  
0 1/MONTH GRAB

1/MONTH • GRAB

SAMPLE
MEASUREMENT

PERMIT ,
REQUIREMENT

SAMPLE
MEASUREMENT

•
• • •-• • • "

..stttOlittlAtrirr..„..  
NAME / TITLE PRINCIPAL EXECUTIVE OFFICER1 anCrey UMEM PENALTY OP IAN nua I HAVE PEIUSONAU.T EcwatrED MD FAMEJARWITH NE D(FOIMIATION SUBMIT= HEREIN: AND BASED INKY INQUIRY OF IROSEINDNIDUALEI1MEDIATELT REEPONSIBI2 FOR OBTAINDIO 1ME DiFORMATIOM I EMJEVE TIM SUBMITTEDXMOMATION IS TRUE ACCURATE MD COMPLETE I AM AWARE INAT IMRE ARE SIONDICANTENALTIES FOR SUBMITTINO FALSE INFORMATION, INCLUDINO TIM POMMY OP FINE AND119111801100(T. en If WIC. I ION AND II Ude. f ISIS. (Pcnbles undo' these f MAUS my IncludeTYPED OR PRINTED no ..pt o $10.000 alike =thrum limolmtmast of MIME 6 =EN NM I WSW

COMMENT AND EXPLANATION OF ANY VIOLATIONS •

Michael A. Clark
Principal

0.7 r9Eal:wly.:f •

SIGNATURE OF PRINCIPAL EXECUTIVE
OFFICER OR AUTHORIZED AGENT

(Reference enl attachments here)

TELEPHONE DA T E

410-374-8025 05 I 08 I 02
AREA CODE-NUMBER YEAR I Mb I DA) 

EPA Form 33 (Rev. 94 revioUs edition to used until supply a exhausts (REPLA ES EPA FORM T-401,NHICH MAY NOT BE USED.)
PAGE 1 OF 1
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1111111411111‘ OM

PERIATTEE NAME/ADDRESS (inable Foamy Nema4.966tion Morse*
NAME: SIR CAPITAL GROUP 
ADDRESS: 555 13th Street., RIN 

Map 420E 
Washinoton. DC 26504 

FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY

111 11.11

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (Peva)
DISCHNMIE MONITORING REPORT rj

1
ing g'4•1111:.1117:14M11111

(2-10)

MONITORING PERIOD

FROM 2005 08 1 01
YEAR MO DAY

(20-27) (22-n) (24-75)

L YEAR 1 MO I DAY
TOE 05 I 08 I 31

(26-27) (26-29) (30-21)

PARAMETER
(324*

FLOW

1,1,1-TRICHLOROETHANE

>.< (3 Cartl 0140
1464121

QUANTITY OR LOADING
15E611

(4 CAM onw QUAUTY OR
LIS451 1411431

AVERAGE MAXIMUM UNITS

11111111

FORM APPROVED
ONE No.2040-0004

NOTE: Reed Instructions before com4Mnaffute form.
CONCENTRATION

166-821 Ex OE 1 SAMPLE
MINIMUM AVERAGE MAXIMUM

0.113 1.141
•

SAMPLE
MEASUREMENT

:

•

i:01:10414

MOD

<6

ANALYSIS TYPEUNITS 
(041)

0 MinsunocuRecorded

1/MONTH GRAB

*40141H
TETRACHLOROETHYLENE

SAMPLE
MEASUREMENT <5 0 1/MONTH GRAB

TRICHLOROEHTYLENE
SAMPLE

MEASUREMENT

!d800100404f..

<5 0 I MONTH GRAB

1

TOTAL RESIDUAL
CHLORINE

SAMPLE
MEASUREMENT

-800.140100

<0.1

:

0 I/MONTH GRAB

•F

OIL & GREASE

PH

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

NAME / TITLE PRINCIPAL EXECUTIVE OFFICER

Michael A. Clark
Principal

TYPED OR PRINTED

<5

6.10 6.90

STD

0 intorrni GRAB

0 2/WEEK GRAB

I CIAMPI MOOR PRIAM OP SAW MAT I HAVB FEFICHAILY EXAMINED MA'AM PATMIA/AtiTIH
 TIM 9001161A11014 BUITIMITOD MIK AND BMW CH MY many CFfl INCTITUALI
illARDIATELY ORWOMINIS FON GUMMI TIE 14FURWA1ION. I MAW 116 YLESCIIIID
liaNAILATION TRUK ACCURATE AND 0C061.STE S Alt AWARE lUAT /)OMB A altIFICANT
MIAMI RIR eueurnye FALSE IVORMAIITAT, ITCLUDINO nrrossmLftY OP FIE AND
1141.1101WOOff. MO IS hay. I NM ATOM u.s.c. hIIt(Tails 111411 ant aillos Wilk
Ihr le IMMO what sidom Impismord onclivio 6 us% ami S)416.1

TELEPHONE DATE

SiGNATURE OF PRINCIPAL EXECUTIVE
OFFICER OR AUTHORIZED AGENT

410-374-9025 05 109 106
COMMENT AND EXPLANATION OF ANY VIOLATIONS (RshowIce sit adocAntaner live)

*Averages for TSS and Oil & Grease are reported quarterly. 
EPA Fogel 33720-1 (Rev. 0-00) PfSt4Ous edition to be used until supply Is exhausted. (REPLACES EPA FORM T-40 WHICH MAY NOT BE USED.)

AMA COCIEAU110191 YEAR 1 MO I DAY

PAGE 1 OF 2



PERMITTEE NAME/ADCRESS: Maas Family NarrowLoaetbn *Vont)

NAME: 13TR CAPITAL GROUP 
ADDRESS: 55r13th Street., NW

420E
WashinQton,. DC 20004 

FACILITY: Hampstead, Maryland, 21074 

LOCATION: CARROLL COUNTY

NATIONAL POLLUTANT DISCHARGE EUMINATION SYSTEM (NS)
DISCHARGE MONITORING REPORT

111111W471.'111:11111411111111

FROM

l) (1749)

MONITORING PERIOD
YEAR I MO j DAY 1 YEAR 1 MO I DAY

2005 1 08 I 01 WI 05 1 08 1 31
(Mg (2243) (21-26)

PARAMETER

SOD

><- (3 Cs/ Only)
/46431

SAMPLE
MEASUREMENT

(20-27) (20-29) (2041) NOTE: Read Msbuctions beforeQUANTITY OR LOADING . (4 Card OnW QUALM' OR CONCENTRATION1544/1

FORM APPROVED
OMB No.2040-0004

compleengts form.
PPM

MU& /MAN 156411  EX OF SAMPLE
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM IJNITS ANALYSIS TYPE

  d10-701

<2 0 1/MONTH GRAB

IIMONIN •

TOTAL SUSPENDED
SOUDS

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

iilft000001,fr
SAMPLE

MEASUREMENT'

SAMPLE
MEASuREMENT

SAMPLE
MEASUREMENT

"

SAMPLE
MEASUREMENT

• •
OFFICER 1 CTOTWV U515 MALTY OP LAW 111AT 1 HAVI1 MOUKINALLY VCAWD5D MOAN YAWL% MTV
 -151 11+01116/111011 1111150515 MEW AND MOD ON MY WART CW 11101111 ECIVOuAlW

11511101A1ILT 1111501111115 ONTAWOKI 115 100111511124. 1 1.11J15 115 511115515
115051ATION MA ACCUIATE AND COMPLETE IAN AWASE 111AT 11511AllSCHP1CANI
MAL111I 511151110 MI5 11,511251511. 1115/5511 115 516115121T CW 55 AND

 115111555/41.II U.8C. 1001 MCII UPC I 1119 °WOW mir dm oar mg Wide
TYPED OR PRINTED Am Ws COMO aft aulemis impalempi aflame 6 musdhsed 3 pea) •

COMMENT AND EXPLANATION OF ANY VIOLATIONS (Roloconos al attachments Iwo)

• '

NAME! TITLE PRINCIPAL EXECUTIVE

Michael A. Clark
Principal

to

SIGNATURE OF PRINCIPAL EXECUTIVE
OFFICER OR AUTHORIZED AGENT

0 1/MONTH GRAB

men 177771771717777f

••••••••••••

TELEPHONE

410-374-9025

DATE

05 1 09 1 06

'Averages for TSS and Oil & Grease are reported quarterly. 
EPA-Fonn 3320-1 (Rev, 1-48) Pfevious edition to be used until supply is exhausted. (REPLACES EPA FORM T-40 WHICH MAY NOT BE USED.)

me* cooLvainno _ YEAR I MO I DAY

PAGE 20F 2

AO OM Mal -111114411111



el WO IMO UM 111110 111

PERMITTEE MAWR/ADDRESS: (POWs FsoityNimstoemelon Vdfen1)

NAME: BTR CAPITAL GROUP 
ADDRESS: 555 f3th Street., NW

ValVaton. DC 20004
FACILITY: Hampstead, Matyland 21074 

LOCATION: CARROLL COUNTY

PARAMETER
(32-3

FLOW

FECAL COLIFOlUA

.01 1111111

NATIONAL POLLUTANT DISCHARGE EUMINATION SYSTEM (NPOES)

DISCHARGE MONITORING REPORT
1111111 .11111

:1`1111.7117.!:7 41111181
1240

DISCHARGE NUMBER
(174e)

MONITORING PERIOD
YEAR I MO I my

FROM  2005 I g I_ 01
(20-21) f22-22) (24-2N

><

(3 Cord Onfil WARM OR LOADING

AVERAGE MAXIMUM UNITS

SAMPLE
MEASUREMENT 0.260 0.268

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

•• •••••••••••••
400**

SAMPLE
MEASUREMENT

:• • • '

MOD

I YEAR I mo I GAY
T01 05 I 08 I 31

FORM APPROVED
OMS No.2040-0004

(20-2) (2629) (10-31) NOTE: Read Instructors before oompMngNs fon.(4 Cod Gay) QUALITY OR CONCENTRATION
1544t1

MINIMUM AVERAGE MAXIMUM UNITS

NU. tQui

EX OF

mAl.Y$18
Ma/ (2441)

<2

• mg

MPN/
100ml

SAMPLE
TYPE
111.0•701

0 Cad Mown/Record

0 INVEEK GRAB

SAMPLE
MEASUREMENT

•••
SAMPLE

MEASUREMENT

SAMPLE
MEASUREMENT

Nium I TITLE PRINCIPAL ExEctnwE OFFICER I CERTIFY UMW IIIIII4LTY OF LAW THAT I HAVE FEWEINALLT MAIMED AHD MI FAMILIAL WITH 
•THR RIFOREIATIM IIIIIMITTED WEEK AND BAWD COI WE UMW OF TIM INEWADHALE
somovuoar ozoomut Kr mimeo THE BWORMATION, I 8111SIM 11111041TIEWDIFORINTIOND TRUE, ACCURATE AIM CCHIFIETH I AN AWARE THAT HERE ARE 11101HRICA)/TFEHAVITEI FOR SUFRITTTew PALM OWORMATHEI. moonTie FOOSIONITY OF FRC MM.
8011111171111141/T. ERE 14 Use. f 1001 AMP U.IC.f 1311. A4•11. Is MOM Hey ircHis;ion q WHAM notarankm isprimenms abeam mils S mos) .•

Michael A. Clark
Principal

TYPED OR PRINTED
TURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENTCOMMENT AND EXPLANATION OF ANY VIOLATIONS (Relarenoir eledswents hoe)

• •••••

TELEPHONE DATE

410474-9025 05 109 106
!REA 0:10E4IUMEER YEAR I MO I DAY

PA Form 3320-1 (Rev. Pvevious edition to be used until supply is exhausted. (REPLACES EPA FORM 1-40 WHICH MAY NOT BE USED.) PAGE 1 OF 1



PERMITTEE NAMEJACCRESS. (Mat& Fealty NemsoLocetion fl Mom*

NAME: STR CAPITAL GROUP 
ADDRESS: .555-13th Street., NW 

420E _ 
inaton. DC 20004 

FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY

PARAMETER
(32-37)

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPOES)

DISCHARGE MONITORING REPORT
RID000188i 

PMMIT NUMBER-
(2-1e)

11571:1•117.111e341:111!,1:1.-411111
(17-11D

MONITORING PERIOD
YEAR DAY 1_MO Om,I

FROM  2005 I 08 1 01  Tor YEAR 

05 1 08 1 31 

FORM APPROVED
OMB No.2040-0004

(2041) (22-23) (WV (2047) (WO) (3049 NOTE: Read Insbuctione before completlAllet form. ><(3 Cord OW QUANTITY OR LOADtt4G . (4 Card OW QUALITY OR TION

FLOW

1.•••••••

1,1,1-TRICHLOROETHANE

TETRACHLOROETHYLENE

TRICHLOROEHTYLENE

SAMPLE
MEASUREMENT

. Ilia 'YMIMI ofi41 /.104.11) 145,111 AS/  EX OF
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUMANALYSIS

UNITS tobso (04049
0.230 0.278

*:•

SAMPLE
MEASUREMENT

• • • : •

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

  •
NAME I TITLE PRINCIPAL EXECunvE OFFICER mom moo ?MALTY Cr LAW THAT WAVE PIFWONAILY F/CAIOWDAIWAIIFAMIAR WMI.

INFoRMATION MIMI: AND BAWD 014 MY FIQUAT OF THOM IWMEVAIA'
110MMIA1BLY moo= rat armee nel KOW4A1131, I OWN/ 11113 aftitnivarecammioN mtaus. /Co/MOUE A/W 001WLETR I AM IMAM THAT ?WWI AM 51121PWANT
FENALIMe FOR WAIWITIDIO PALM DOKRMAnwi, INCLUEOW 71W POSIWILITT OF MI AM
 INIFIRWONMWIT. 11133II USJC. 5 ION A/0 /I Ult.' liltiwiy bankTYPED OR PRINTED a...ft MOAN war /Edwin kodowwwt andonsi wails ad 5 ma/

MOD

alkhoel A. CIE*
Principal

<5

TURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENT

SAMPLE
TYPE

_ latt-M

0 Cont Messure/Reoord

•

PPb 
0 I/MONTH GRAB

ppb

• • •

0 1/MONTH GRAB

0 1/MONTH GRAB

TELEPHONE

410-374-9025

DATE

05 109 106
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Roestonco oldictrtionto nary

EPA Form 361-1 (Rev. 1148) Popytous edition to be used until supply Is exhausted. (REPLACES EPA FORM 1-40 WHICH MAY NOT BE USED.)

AREA 001X4AJWOER YEAR I MO I DAY

PAGE I OF 1

aim 'NAL ism ON an Om am MO AI mit •-• ati 4.141L



in Nile UN Mit Mil MO 111 111111 11411 MN Mil MIN 11111111401.11

PERNITTEE P68.11E/ADDRESS: (*dud
s ANS* NanolsostIon I Ohms

NAME: BTR CAPITAL GROUP 
ADDRESS: 5S5 131h Street., NW

WaeIiotofl. DC 20004 

FACIUTY: Hemp:dead, Maryland 21074 

LOCATION: CARROLL COUNTY

PARAMETER

(1247)

NATIONAL POO.I.GAINt DISCHARGE ELIMINATION SYSTEM (NPOES)

DISCHARGE MONITORING REPORT

1.111V :I` It C1117:1 4:11111111
(210)

MONITORING PERIOD
YEAR I mo I Siy 

FROM, 2005 1 09 1 01 f
0049 /22-at (24st

(3 Card Oraa) QUANTITY OR LOADING

!SLAM_

I YEATr 1 MO I DAY

TOI 05 1 09 t 30 
raw (28-ag,

(4 COIN Only)

FORM APPROVED

OMB No.2040-0004

past NOTE: I InstnicTions beforeoml.

QUALITY OR CONCENTRATION

AVERAGE MAXIMUM

,•••••••,, 

UNITS MINIMUM AVERAGE MAXIMUM UNITS

EX OF SAMPLE
ANALYSIS TYPE

FLOW
0.067 0.064

:

:!:;:• • • • • • -1

MOD
0 Mesmns&Recorded

Rumunpampanallol,',

1,1 i-ThICHLOROETHANE

TETRACHLOROETHYLENE

SAMPLE
MEASUPEMISNT

SAMPLE
MEASUREMENT

.rrrrrrrn?"....

<5 0 1/MONTH

i

0 1/MONTH

GRAB

GRAB

TRICHLOROENTYLENE

TOTAL RESIDUAL
CHLORINE

OR. & GREASE

SNAKE
MEASuREMENT

;0140000*.

SAMPLE
MEASUREMENT

PH

SAMPLE
MEASUREMENT

SAMPLE
UEASUREMS4r

NAME / TM PRINCIPAL EXECUTIVE O
FFICER

Michael A. Clark
Principal

TYPED OR PRINTED

COMMENT AND EXPLANATION OF ANY VI
OLATIONS

CORM MOM MALTY or LAW TEAT I B
AVI rirralloWr =AWNED MAIMMIWAR

firrimarom StIONITTID NAM AND WO
 ON fer 11111XSY Or Non 9400.100Alli

1111NOXA1Y r110011/11Or MUNI° 1111 manNass L I gnaw his

spponaimaw U um UVULA= iss cam
= App /mu 111.47 TWA Apis IRSOICANT

MUMS TOO 11011‘11110 AI 11111011MA1IOrt INCIIIMIO 1 110Ini21Y Or PIS AND

Juessopossir. su is 1114$ AND VAC. 11316 ~Ise mar Gm MOS Way idollr

 'Ow up to swam writer worm NplmmoNI MM.=
 web gsI S yaw)

(Ralbrencs & INtsChmsn Is Ass)

*Avers and Oil & Grease are repoited

EPA Form 3320-1 (R.v. ) Previous edition lobe &müsupply is e
shsusled

SIGNATURE OF PRINCIPAL EXECUTIVE

OFFICER OR AUTHORIZED AGENT

0 1/MONTI1 GRAB

•:; 1:1:

0 1/MONTH

:

• • .

0 1/MONTH

0 MEEK

i;

:

GRAB

i

GRAB

GRAB

DATE

410-374-9025 05 1 10 1 04

ARIA CONNIANO YEAR I GO I DAY 

(REPLACES EPA FORM 1-410 WHICH MAY NOT BE USED.) PAGE 1 OF 2



PERLETTEE WS/ADORED, MOOD fiteNt'l 
NsfitatOCagan ffWIfl

NAME: _ BTR CAPITAL GROUP 

ADDRESS: 355 13th Street, NW 

on. DC 20004

FACILITY: Hampstead, Maryland, 21074 

LOCATION CARROLL COUNTY 

PARAMETER

(22-37)

BOO

FROM

NATIONAL POLLUTANT DISCHARGE EUMINATION SYSTEM (NPOES)

DISCHARGE SIONFTORING REPORT

11111111111.111

4i; g :1 Cain

(2,*
MONITORING PERIOD

YEAR r -r DAY

2005 1 09 1 01 1 rot 05 1 09 I 30

(204) P2-231 AN-201 (2647) (26-20) (20w) NOTE: Reid instrucUens Won

 >‹ (3 Ord Only)
L 

QUANTIFY OR LOADING (4 Cwd Only) QUALITY OR CONCENTRATION

MA% 
 

SAMPLE
MEASUREMENT

AVERAGE MAXIMUM

fipth..RP*0

UNITS MINIMUM

7.0

AVERAGE MAXIMUM UNITS

FORM APPROVED

OMB No 20404)004

this tom
111)

Mtn

OF

ANALYSIS
(SAM)

O VMONTH

SAMPLE
TYPE
(69-1,91 

GRAS

TOTAL SUSPENDED

SOLIDS

SAMPLE
MEASUREMENT

iSthraigtt 

12.0 14.0 O I/MONTH GRAB

•

SAMPLE
MEASUREMENT

SAMPLE
MEASURBIENT

SAMPLE
MEASUREMENT

ili******•
SAMPLE

MEASUREMENT

NAME

SAMPLE
MFASUREkIENT

I mu PRINCIPAL manila OF
FICER ; corm toms mum co um my ems PIIIIIIMMIL

Y (0141111111) AM MIMI

111111111M1111,06M/101111111161TIM MEW A
M WEI 111111111111011M 111011111611,111CAM

1111MDIA1.Y 11.0,01UNI1 P011 MAI
M° TIM 1111011111111011. I 11111.11M1 111I MINIM

swituniss mum ACCURATI MD COMM I AY AVMS THAT TIMIt All SCN
IRCANT

/IMMO /OIL 101111711180 IPAIM 11101111101011
. 111101102111 1 nommunv 01 MB AIM

USIT. 11 VAC 11 MI NO 11 MC. 11111. (Pmillio mit Ilime risq WINN

v. to $10.0111111/ct smdmis implemoi aibilsen 6
 main sal 5 sem)

Michael A. Clark
Principal

TYPED OR PRINTED

SIGNATURE OF PRINCIPAL EXECUTIVE

TELEPHONE DATE

05 1 101 04
OFFICER OR AUTHORIZED AGENT 'ARIACOMMACIMI  YEAR I MO DAY

410-374-9025

COMMENT AND EXPLANATION OF ANY 
VIOLATIONS

*Averages for TSS and Oil& Grease are re
ported quarterty. 

OA Foos (Ray. 541) Previous edition 
tobo 

used one" supply s exhausted .

(Refeence a attachments here)

(REPLACES EPA FORM 1-40 WHICH MAY NOT BE USED.) PAGE 2 OF 2

am woke an tow 11111 111111 11111 11111 III flit all 1N11 11111 fill 1111 1111111111111•MIN



1111111 411111401//1 ta. as am

yoetarrEE NAJAWADONESS. encANN ROW PARNI0R100n

NAME: SIR CAPITAL GROUP
ADDRESS: 555 13th Skeet, NW

n. DC 20004

NMI NMI IMO 11111111401111

N,O NATIONAL POLLUTANT DISCHARGE ELAINATION SYSTEM (NP
OES)

DISCHARGE sooNntnNo REPORT

1111 
V14; 

FORM APPROVED

OMB No.2040.0004

FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY

(2-10
MONITORING PERIOD

FROM  21E4005 1 011 TlY I 

I NEAR to, I DAY

I TO! 05 1 00 1 36 

(2047) (MOO (3039 NOTE: Road Inefuctions befix. coqyçIkç IN. tom.
11040 P2-24

PARAMETEFt

(V-37)

(3 Card Only) OUJWITTY OR LOADING (4 Cod Only) DUALITY OR CONCENTRATION "IMUEVICY-
EX OF SAMPLE

MALY= TYPE

(8041) (69-701AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS 11431

FLOW
SAMPLE

MEASUREMENT
0.237 0.277

0044 .

MOD
O Cori Mossurs/Rapard

FECAL COLIFORPA
SAMPLE

MEASUREMENT

<2 NPNi
1

O I ANEEK GRAB

MAPLE

MEASUREMENT

SAMPLE

MEASUREMENT

.•.•.

RECIUMESEiTit:

SAMPLE

MEASUREMEPIT

'•:

itt#41.41mott
SAMPLE

MEASUREMENT

SAMPLE
MEASUREMENT

*10100.00t 
NAME / TITLE PRINCIPAL EXECUTIVE OFFI

CER 3 mar nem low.rr cc saw TBAT 
1MW rnacesAux mummy Alo Au wawa

 vine NPODMATIoN SONNITINDINIZIe AND MIND MINT INDO
NCY ar /NOM acenomur

SONDIAllIN 11311DONNIND allITANMO TIN DIPOILMOKIN I NUM TIN SININTIND

DIPOIDIAIIONW 1 AccDRATI AND carilltit I AM WARD MAT NMIAUI
NDNICANT

MIAMI Pell stmairrna MAN IMPOOMAIIND. 
MUNN= TN NANINIATY W ma ma

MOSNOMMNit 1111 IS DAC I 1011 MS If Vac f IML(
IMOM mkt OM MMus Dm Woe

epee SION* law saidsrakprfarmai dhame Mime.
 twA 3 ma)

Michael A. Clark
Principal

TYPED ORPRINTED

TELEPHONE DATE

TURE OF PRINCIPAL EXEcUTIVE

OFFICER OR AUTHORIZE!) AGENT

4104744025 051 10 104
AREA COMIDDNEN YEAR HO I DAY

COMMENT AND EXPLANATION OF ANY VIOLATION
S

(Reference attachments hero)

gp Form (Rev. 11411 to be used until supply (REPLACES EPA FORM 1-40 WHICH MAY NOT BE USED.)
PAGE 1 OF 1



MINIM eNAVADOREatt OWE* Furey 
trometacelan F Wine*

NAME: ITTR CAPITAL GROUP 

ADDRESS: 555 13th Street, NW 

WàhkutOn. DC 20004 

FACILITY: Hampstead, Maryland 21074 

LOCATION: CARROLL COUNTY 

NATIONAL POLLUTANT DISCHARGE ELSAINATION SYSTE
M (NPOES)

DISCHARGE MONITORING REPORT

1111111111,12ZZedijIMMI

-14 

240
MONITORING PERIOD

mut I upI tar 
FROM  bos I 09 1 cm 

(22-zo ow) 
(3 Card On/y) QUANTTrf OR LOADING

hieuitt

von I to) I DA',

TO 05 I 00 130 
P&p) (26-20

(4 Cod Only)

FORM APPROVED

ow No.2040-0004

i3s49 NOTE: Riad Instructions Wore compostIng this foam.

QUALITY OR CONCENTRATION NO• ' FREQUENCY

EX OF

AVERAGE MAXIMUM UNITS MINIMUM

FLOW MEASURBAENT
0.225 0.273

1.1,1-TRICHLOROETHANE

.00.0k0404t • '• • • :• • .• :

AVERAGE MAXIMUM UNITS 0.2 
ANALYSIS

(414111)

0

SNAPLE
TYPE
1116.701

Coe Meseurelltecerd

SAMPLE
MEASURBAENT

:#4410b0M-

<5
PO 

0 1/MONTH GRAB

111i1"'

TETRACHLOROETHYLF-NE

TRICHLOROEHTYLENE

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

• •
•,:i.::441:64:1.664wahh;66:0 '

SAMPLE
MEASUREMENT

<5

<5

:

NIL

O 1/MONTH GRAB

O inAorrni
PPb

GRAB

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

 4: •

NAME / TITLE PRINCIPAL EXECUTIVE 
OFFICER a issurt mile moan (MV Teas am reeau.ux me

mo me AR moue

 --morons UMW IM) MAIM AM WM COI MY WOW Of W
ON IMPNXIME

AINIZIMILY ENPONNIli YOE NITAINIM 
1 DINENNIOR I MOURN 11E ENNIMM

NRIONRON MR ACMES AZEI CONUI
TE I AM AWNS TEAT 11.02 AUIIENINCOR

MALT= POE RINerisso YAM INPUNLET
EN, NO.UNIN 1 PONIONT orU .fjp

INESONNER. MSIi RECO II M ID VAC. II NW Roma. lair No 10in map

TYPED OR PRINTED 
sow soft amaalm lapitems si lawns ihrmils pin) OFFICE OR AUTHORIZED AGENT

• •• •
•

•  • 

Michael A. Clark
Principal

SURE OF PRINCIPAL EXECUTIVE

TELEPHONE DATE

410-374-9025 05 1 10 1 04
ARM CCOMIIIIIIM YEAR MO I DAY

COMMENT AND EXPLANATION OF ANY VI
OLATIONS (Reference attidments hent)

EPA Perm 1320-4 (Rev. •411) Roods,' W
ean to be mod one *up* oxhoustod (REPLACES EPA FORM 1-40 WHICH MAY NOT BE USED.) PAGE 1 OF 1

SIDI MILS 11111 1111111 1111111 MS 11111 a NB NEI 111111 -11111111111111 '11111



APPENDIX C
GROUNDWATER TREATMENT SYSTEM ANALYTICAL RESULTS

(JULY - SEPTEMBER 2005)



le

Microbac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results Page 1

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Client: BTR Hampstead, LLC Client Sample ID: Air Stripper 2 (Pre)

Report No: 0507213

Project: Hampstead-Monthly Lab ID: 0507213-002

Matrix: WASTEWATER Collection Date: 7/13/2005 11:18

Analyses

Test Reporting

Results Limit Units Date/Time Analyzed

VOLATILE ORGANIC COMPOUNDS ( EPA 624)

Prep. Date: NA Prep Analyst

Analyst: MLS

NAPrep. Method: NA

Chloromethane <10 10 pg/L 7/15/2005 1:15

Vinyl chloride < 10 10 pg/L 7/15/2005 1:15

Bromomethane <10 10 pg/L 7/15/2005 1:15

Chloroethane <10 10 pg/L 7/15/2005 1:15

Acrolein <100 100 pg/L 7/15/2005 1:15

1,1-Dichloroethene <5.0 5.0 pg/L 7/15/2005 1:15

Methylene chloride <5.0 5.0 pg/L 7/15/2005 1:15

Acrylonitrile <100 100 pg/L 7/15/2005 1:15

trans-1,2-Dichloroethene <5.0 5.0 pg/L 7/15/2005 1:15

1,1-Dichloroethane <5.0 5.0 pg/L 7/15/2005 1:15

Chloroform <5.0 5.0 pg/L 7/15/2005 1:15

1,1,1-Trichloroethane <5.0 5.0 pg/L 7/15/2005 1:15

Carbon tetrachloride <5.0 5.0 pg/L 7/15/2005 1:15

Benzene <5.0 5.0 pg/L 7/15/2005 1:15

1,2-Dichloroethane <5.0 5.0 pg/L 7/15/2005 1:15

Trichloroethene 180 5.0 pg/L 7/15/2005 1:15

1,2-Dichloropropane <5.0 5.0 pg/L 7/15/2005 1:15

Bromodichloromethane <5.0 5.0 pg/L 7/15/2005 1:15

2-Chloroethyl vinyl ether <10 10 pg/L 7/15/2005 1:15

cis-1,3-Dichloropropene <5.0 5.0 pg/L 7/15/2005 1:15

Toluene <5.0 5.0 pg/L 7/15/2005 1:15

trans-1,3-Dichloropropene <5.0 5.0 pg/L 7/15/2005 1:15

1,1,2-Trichloroethane <5.0 5.0 pg/L 7/15/2005 1:15

Tetrachloroethene 89 5.0 pg/L 7/15/2005 1:15

Dibromochloromethane <5.0 5.0 pg/L 7/15/2005 1:15

Chlorobenzene <5.0 5.0 pg/L 7/15/2005 1:15

Ethylbenzene <5.0 5.0 pg/L 7/15/2005 1:15

Bromoform <5.0 5.0 pg/L 7/15/2005 1:15

1,1,2,2-Tetrachloroethane <5.0 5.0 pg/L 7/15/2005 1:15

1,3-Dichlorobenzene <5.0 5.0 pg/L 7/15/2005 1:15

1,4-Dichlorobenzene <5.0 5.0 pg/L 7/15/2005 1:15

1



Microbac

wwW.rniCtObOC.COM

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 2

Client: BTR Hampstead, LLC

Report No: 0507213

Project: Hampstead-Monthly

Matrix: WASTEWATER

Client Sample ID: Air Stripper 2 (Pre)

Lab ID: 0507213-002

Collection Date: 7/13/2005 11:18

Analyses
Test Reporting

Results Limit Units Date/Time Analyzed

1,2-Dichlorobenzene <5.0 5.0 pg/L 7/15/2005 1:15



Microbac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results Page 3

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Client: BTR Hampstead, LLC

Report No: 0507213

Project: Hampstead-Monthly

Matrix: WASTEWATER

Client Sample ID: Outfall 201 (Post)

Lab ID: 0507213-003

Collection Date: 7/13/2005 11:17

Analyses

Test Reporting

Results Limit Units Date/Time Analyzed

VOLATILE ORGANIC COMPOUNDS ( EPA 624)

Prep. Date: NA Prep Analyst

Analyst: MLS

NAPrep. Method: NA

Chloromethane <10 10 pg/L 7/15/2005 1:47

Vinyl chloride <10 10 pg/L 7/15/2005 1:47

Bromomethane <10 10 pg/L 7/15/2005 1:47

Chloroethane <10 10 pg/L 7/15/2005 1:47

Acrolein <100 100 pg/L 7/15/2005 1:47

1,1-Dichloroethene <5.0 5.0 pg/L 7/15/2005 1:47

Methylene chloride <5.0 5.0 pg/L 7/15/2005 1:47

Acrylonitrile <100 100 pg/L 7/15/2005 1:47

trans-1,2-Dichloroethene <5.0 5.0 pg/L 7/15/2005 1:47

1 ,1-Dichloroethane <5.0 5.0 pg/L 7/15/2005 1:47

Chloroform <5.0 5.0 pg/L 7/15/2005 1:47

1,1,1-Trichloroethane <5.0 5.0 pg/L 7/15/2005 1:47

Carbon tetrachloride <5.0 5.0 pg/L 7/15/2005 1:47

Benzene <5.0 5.0 pg/L 7/15/2005 1:47

1 ,2-Dichloroethane <5.0 5.0 pg/L 7/15/2005 1:47

Trichloroethene <5.0 5.0 pg/L 7/15/2005 1:47

1 ,2-Dichloropropane <5.0 5.0 pg/L 7/15/2005 1:47

Bromodichloromethane <5.0 5.0 pg/L 7/15/2005 1:47

2-Chloroethyl vinyl ether <10 10 pg/L 7/15/2005 1:47

cis-1,3-Dichloropropene <5.0 5.0 pg/L 7/15/2005 1:47

Toluene <5.0 5.0 pg/L 7/15/2005 1:47

trans-1,3-Dichloropropene <5.0 5.0 pg/L 7/15/2005 1:47

1,1 ,2-Trichloroethane <5.0 5.0 pg/L 7/15/2005 1:47

Tetrachloroethene <5.0 5.0 pg/L 7/15/2005 1:47

Dibromochloromethane <5.0 5.0 pg/L 7/15/2005 1:47

Chlorobenzene <5.0 5.0 pg/L 7/15/2005 1:47

Ethylbenzene <5.0 5.0 pg/L 7/15/2005 1:47

Bromoform < 5.0 • . • 5.0 pg/L 7/15/2005 1:47

1,1,2,2-Tetrachloroethane <5.0 5.0 pg/L 7/15/2005 1:47

1,3-Dichlorobenzene <5.0 5.0 pg/L 7/15/2005 1:47

1,4-Dichlorobenzene <5.0 5.0 pg/L 7/15/2005 1:47



Alicrobac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 4

Client: BTR Hampstead, LLC

Report No: 0507213

Project: Hampstead-Monthly

Matrix: WASTEWATER

Analyses

Client Sample ID: Outfall 201 (Post)

Lab ID: 0507213-003

Collection Date: 7/13/2005 11:17

Test Reporting
Results Limit Units Date/Time Analyzed

1,2-Dichlorobenzene <5.0 5.0 pg/L 7/15/2005 1:47

III
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Mica)bac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 1

Client: BTR Hampstead, LLC

Report No: 0508125

Project: Hampstead-Monthly

Matrix: WASTEWATER

Client Sample ID: Air Stripper 2 (Pre)

Lab ID: 0508125-002

Collection Date: 8/4/2005 8:22

Analyses

Test Reporting
Results Limit Units DaterFime Analyzed

VOLATILE ORGANIC COMPOUNDS ( EPA 624)

Prep. Date: NA Prep Analyst

Analyst: MLS

NAPrep. Method: NA

Chloromethane <10 10 pg/L 8/9/2005 2:15

Vinyl chloride <10 10 pg/L 8/9/2005 2:15

Bromomethane <10 10 pg/L 8/9/2005 2:15

Chloroethane <10 10 pg/L 8/9/2005 2:15

Acrolein <100 100 pg/L 8/9/2005 2:15

1,1-Dichloroethene <5.0 5.0 pg/L 8/9/2005 2:15

Methylene chloride <5.0 5.0 pg/L 8/9/2005 2:15

Acrylonitrile <100 100 pg/L 8/9/2005 2:15

trans-12-Dichloroethene <5.0 5.0 pg/L 8/9/2005 2:15

1,1-Dichloroethane <5.0 5.0 pg/L 8/9/2005 2:15

Chloroform <5.0 5.0 pg/L 8/9/2005 2:15

1,1,1-Trichloroethane <5.0 5.0 pg/L 8/9/2005 2:15

Carbon tetrachloride <5.0 5.0 pg/L 8/9/2005 2:15

Benzene <5.0 5.0 pg/L 8/9/2005 2:15

1,2-Dichloroethane <5.0 5.0 pg/L 8/9/2005 2:15

Trichloroethene 130 5.0 pg/L 8/9/2005 2:15

1,2-Dichloropropane <5.0 5.0 pg/L 8/9/2005 2:15

Bromodichloromethane <5.0 5.0 pg/L 8/9/2005 2:15

2-Chloroethyl vinyl ether <10 10 pg/L 8/9/2005 2:15

cis-1,3-Dichloropropene <5.0 5.0 pg/L 8/9/2005 2:15

Toluene <5.0 . 5.0 pg/L 8/9/2005 2:15

trans-1,3-Dichloropropene .5:ii 5.0 pg/L 8/9/2005 2:15

1,1,2-Trichloroethane <5.0 5.0 pg/L 8/9/2005 2:15

Tetrachloroethene 66 5.0 pg/L 8/9/2005 2:15

Dibromochloromethane <5.0 5.0 pg/L 8/9/2005 2:15

Chlorobenzene <5.0 5.0 pg/L 8/9/2005 2:15

Ethylbenzene <5.0 5.0 pg/L 8/9/2005 2:15

Bromoform <5.0 5.0 pg/L 8/9/2005 2:15

1,1,2,2-Tetrachloroethane <5.0 5.0 pg/L 8/9/2005 2:15

1,3-Dichlorobenzene <5.0 5.0 pg/L 8/9/2005 2:15

1,4-Dichlorobenzene <5.0 5.0 pg/L 8/9/2005 2:15



Mica bac

www.microbac.com

• Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 2

Client: BTR Hampstead, LLC

Report No: 0508125

Project: Hampstead-Monthly

Matrix: WASTEWATER

Client Sample ID: Air Stripper 2 (Pre)

Lab ID: 0508125-002

Collection Date: 8/4/2005 8:22

Analyses
Test Reporting

Results Limit Units Date/Time Analyzed

1,2-Dichlorobenzene < 5.0 5.0 pg/L 8/9/2005 2:15



Micabac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Test Results Page 3

Client: BTR Hampstead, LLC Client Sample ID: Outfall 201 (Post)

Report No: 0508125

Project: Hampstead-Monthly Lab ID: 0508125-003

Matrix: WASTEWATER Collection Date: 8/4/2005 8:21

Analyses

Test
Results

Reporting

Limit Units Date/Time Analyzed

VOLATILE ORGANIC COMPOUNDS ( EPA 624)

Prep. Date: NA Prep Analyst

Analyst: MLS

NAPrep. Method: NA

Chloromethane <10 10 pg/L 8/9/2005 2:47

Vinyl chloride <10 10 pg/L 8/9/2005 2:47

Bromomethane <10 10 pg/L 8/9/2005 2:47

Chloroethane <10 10 pg/L 8/9/2005 2:47

Acrolein <100 100 pg/L 8/9/2005 2:47

1,1-Dichloroethene <5.0 5.0 pg/L 8/9/2005 2:47

Methylene chloride <5.0 5.0 pg/L 8/9/2005 2:47

Acrylonitrile <100 100 pg/L 8/9/2005 2:47

trans-1,2-Dichloroethene <5.0 5.0 pg/L 8/9/2005 . 2:47

1,1-Dichloroethane <5.0 5.0 pg/L 8/9/2005 2:47

Chloroform <5.0 5.0 pg/L 8/9/2005 2:47

1,1,1-Trichloroethane <5.0 5.0 pg/L 8/9/2005 2:47

Carbon tetrachloride <5.0 5.0 pg/L 8/9/2005 2:47

Benzene <5.0 5.0 pg/L 8/9/2005 2:47

1,2-Dichloroethane <5.0 5.0 pg/L 8/9/2005 2:47

Trichloroethene <5.0 5.0 pg/L 8/9/2005 2:47

1,2-Dichloropropane <5.0 5.0 pg/L 8/9/2005 2:47

Bromodichloromethane <5.0 5.0 pg/L 8/9/2005 2:47

2-Chloroethyl vinyl ether <10 10 pg/L 8/9/2005 2:47

cis-1,3-Dichloropropene <5.0 5.0 pg/L 8/9/2005 2:47

Toluene <5.0 . 5.0 pg/L 8/9/2005 2:47

trans-1,3-Dichloropropene <50 5.0 pg/L 8/9/2005 2:47

1,1,2-Trichloroethane <5.0 5.0 pg/L 8/9/2005 2:47

Tetrachloroethene <5.0 5.0 pg/L 8/9/2005 2:47

Dibromochloromethane <5.0 5.0 pg/L 8/9/2005 2:47

Chlorobenzene <5.0 5.0 pg/L 8/9/2005 2:47

Ethylbenzene <5.0 5.0 pg/L 8/9/2005 2:47

Bromoform <5.0 5.0 pg/L 8/9/2005 2:47

1,1,2,2-Tetrachloroethane <5.0 5.0 pg/L 8/9/2005 2:47

1,3-Dichlorobenzene <5.0 5.0 pg/L 8/9/2005 2:47

1,4-Dichlorobenzene <5.0 5.0 pg/L 8/9/2005 2:47



Microbac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results Page 4

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Client: BTR Hampstead, LLC

Report No: 0508125

Project: Hampstead-Monthly

Matrix: WASTEWATER

Client Sample ID: Outfall 201 (Post)

Lab ID: 0508125-003

Collection Date: 8/4/2005 8:21

Analyses
Test Reporting

Results Limit Units Date/T-ime Analyzed

1,2-DichIorobenzene <5.0 5.0 pg/L 8/9/2005 2:47



Microbac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Client: BTR Hampstead, LLC

Report No: 0509193

Project: Hampstead-Monthly

Matrix: WASTEWATER

Analyses

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 1

Client Sample ID: Air Stripper 2 (Pre)

Lab ID: 0509193-002

Collection Date: 9/7/2005 11:05

Test Reporting

Results Limit Units Date/Time Analyzed

VOLATILE ORGANIC COMPOUNDS ( EPA 624 )

Prep. Date: NA Prep Analyst

Analyst: MLS

NAPrep. Method: NA

Chloromethane <10 10 pg/L 9/12/2005 19:18

Vinyl chloride <10 10 pg/L 9/12/2005 19:18

Bromomethane <10 10 pg/L 9/12/2005 19:18

Chloroethane <10 10 pg/L 9/12/2005 19:18

Acrolein <100 100 pg/L 9/12/2005 19:18

1,1-Dichloroethene <5.0 5.0 pg/L 9/12/2005 19:18

Methylene chloride <5.0 5.0 pg/L 9/12/2005 19:18

Acrylonitrile <100 100 pg/L 9/12/2005 19:18

trans-1,2-Dichloroethene <5.0 5.0 pg/L 9/12/2005 19:18

1,1-Dichloroethane <5.0 5.0 pg/L 9/12/2005 19:18

Chloroform <5.0 5.0 pg/L 9/12/2005 19:18

1,1,1-Trichloroethane <5.0 5.0 pg/L 9/12/2005 19:18

Carbon tetrachloride <5.0 5.0 pg/L 9/12/2005 19:18

Benzene <5.0 5.0 pg/L 9/12/2005 19:18

1,2-Dichloroethane <5.0 5.0 pg/L 9/12/2005 19:18

Trichloroethene 180 5.0 pg/L 9/12/2005 19:18

1,2-Dichloropropane <5.0 5.0 pg/L 9/12/2005 19:18

Bromodichloromethane <5.0 5.0 pg/L 9/12/2005 19:18

2-Chloroethyl vinyl ether <10 10 pg/L 9/12/2005 19:18

cis-1,3-Dichloropropene <5.0 5.0 pg/L 9/12/2005 19:18

Toluene <5.0 5.0 pg/L 9/12/2005 19:18

trans-1,3-Dichloropropene <5.0 5.0 pg/L 9/12/2005 19:18

1,1,2-Trichloroethane <5.0 5.0 pg/L 9/12/2005 19:18

Tetrachloroethene 53 5.0 pg/L 9/12/2005 19:18

Dibromochloromethane <5.0 5.0 pg/L 9/12/2005 19:18

Chlorobenzene <5.0 5.0 pg/L 9/12/2005 19:18

Ethylbenzene <5.0 5.0 pg/L 9/12/2005 19:18

Bromoform <5.0 5.0 pg/L 9/12/2005 19:18

1,1,2,2-Tetrachloroethane <5.0 5.0 pg/L 9/12/2005 19:18

1,3-Dichlorobenzene <5.0 5.0 pg/L 9/12/2005 19:18

1,4-Dichlorobenzene <5.0 5.0 pg/L 9/12/2005 19:18



Microbac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Client: BTR Hampstead, LLC

Report No: 0509193

Project: Hampstead-Monthly

Matrix: WASTEWATER

Analyses

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 2

Client Sample ID: Air Stripper 2 (Pre)

Lab ID: 0509193-002

Collection Date: 9/7/2005 11:05

Test Reporting
Results Limit Units Date/Time Analyzed

1,2-Dichlorobenzene <5.0 5.0 ug/L 9/12/2005 19:18
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Microbac

www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 3

Client: BTR Hampstead, LLC Client Sample ID: Outfall 201 (Post)

Report No: 0509193

Project: Hampstead-Monthly Lab ID: 0509193-003

Matrix: WASTEWATER Collection Date: 9/7/2005 11:06

Analyses

Test Reporting

Results Limit Units Date/Time Analyzed

VOLATILE ORGANIC COMPOUNDS ( EPA 624)

Prep. Date: NA Prep Analyst

Analyst: MLS

NAPrep. Method: NA

Chloromethane <10 10 pg/L 9/12/2005 19:51

Vinyl chloride <10 10 pg/L 9/12/2005 19:51

Bromomethane <10 10 pg/L 9/12/2005 19:51

Chloroethane <10 10 pg/L 9/12/2005 19:51

Acrolein <100 100 pg/L 9/12/2005 19:51

1,1-Dichloroethene <5.0 5.0 pg/L 9/12/2005 19:51

Methylene chloride <5.0 5.0 pg/L 9/12/2005 19:51

Acrylonitrile <100 100 pg/L 9/12/2005 19:51

trans-1,2-Dichloroethene <5.0 5.0 pg/L 9/12/2005 19:51

1,1-Dichloroethane <5.0 5.0 pg/L 9/12/2005 19:51

Chloroform <5.0 5.0 pg/L 9/12/2005 19:51

1,1,1-Trichloroethane <5.0 5.0 pg/L 9/12/2005 19:51

Carbon tetrachloride <5.0 5.0 pg/L 9/12/2005 19:51

Benzene <5.0 5.0 pg/L 9/12/2005 19:51

1,2-Dichloroethane <5.0 5.0 pg/L 9/12/2005 19:51

Trichloroethene <5.0 5.0 pg/L 9/12/2005 19:51

1,2-Dichloropropane <5.0 5.0 pg/L 9/12/2005 19:51

Bromodichloromethane <5.0 5.0 pg/L 9/12/2005 19:51

2-Chloroethyl vinyl ether <10 10 pg/L 9/12/2005 19:51

cis-1,3-Dichloropropene <5.0 5.0 pg/L 9/12/2005 19:51

Toluene <5.0 5.0 pg/L 9/12/2005 19:51

trans-1,3-Dichloropropene <5.0 5.0 pg/L 9/12/2005 19:51

1,1,2-Trichloroethane <5.0 5.0 pg/L 9/12/2005 19:51

Tetrachloroethene <5.0 5.0 pg/L 9/12/2005 19:51

Dibromochloromethane <5.0 5.0 pg/L 9/12/2005 19:51

Chlorobenzene <5.0 5.0 pg/L 9/12/2005 19:51

Ethylbenzene <5.0 5.0 pg/L 9/12/2005 19:51

Bromoform <5.0 5.0 pg/L 9/12/2005 19:51

1,1,2,2-Tetrachloroethane <5.0 5.0 pg/L 9/12/2005 19:51

1,3-Dichlorobenzene <5.0 5.0 pg/L 9/12/2005 19:51

1,4-Dichlorobenzene <5.0 5.0 pg/L 9/12/2005 19:51



Microbac
www.microbac.com

Microbac Laboratories, Inc.
Gascoyne Division

2101 Van Deman Street • Baltimore, MD 21224

Test Results

Client: BTR Hampstead, LLC

Report No: 0509193

Project: Hampstead-Monthly

Matrix: WASTEWATER

Analyses

Phone: 410-633-1800

Fax: 410-633-6553

www.gascoyne.com

Page 4

Client Sample ID: Outfall 201 (Post)

Lab ID: 0509193-003

Collection Date: 9/7/2005 11:06

Test Reporting
Results Limit Units Date/Time Analyzed

1,2-Dichlorobenzene <5.0 5.0 ug/L 9/12/2005 19:51
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(AUGUST 2005)



Signature

Name: RichrI C. Wright

Title: Project Manager

E-Mail: rwright@stl-inc.com

SEVERN

1RENT

$11. Chicago
2417 Bond Street
University Park, IL 60466

STL

Tel: 708 534 5200 Fax: 708 534 5211
www.stl-inc,com

Date
0e/o 

STL Chicago
2417 Bond Street
University Park, IL 60466

PHONE: (708) 534-5200
FAX..: (706) 534-5211

This Report Contains (W5) Pages

Leaclera, in Environmenlcil Testing Severn Trent Laboratories, Inc.



Severn Trent Laboratories Chicago
GC/MS Case Narrative

Weston Solutions
Black and Decker
JOB Number: 239396
VOA DATA:

1. All of the samples were analyted within the 14-day hold time from the date of collection.

2. All Method Blank target compounds were below reporting limits.

3. The LCS (Laboratory Control Samples) had all five-controlled spike recoveries within the in-house
generated QC limits.

4. Matrix Spike/Matrix Spike Duplicate analyses were not performed on this sample set.

5. The volatile samples had all surrogate recoveries within the in-house generated QC limits.

6. The water samples were prepared using Method 5030 and analyzed following SW846 Method
82608 and 8000B. All calibration criteria are met per method or sor (fur minimum R values for
certain compounds). The low point in the initial calibration verifies the base reporting limits. The
target compounds were quantitated using the initial calibration.

7, The volatile samples had all internal standard areas and retention times within the SOP acceptance
limits as compared to the corresponding calibration verification standard.

8. The water samples were analyzed using a 10-mL purge volume. An initial dilution was required on
sample 22 due to sample matrix. Secondary dilutions for target compounds were required on samples
13, 20, 21,22, 23,24, and 28. The results and reporting limits were adjusted to account for the
dilution performed.

Gary Rynkar
GC/MS Section Manager

Date

41
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STL Chicago is part of Severn Trent Laboratoriei, Inc.

AMPLE lNfbkHTIN
_

Job Number.: 239396
Customer...: Weston Solutions, Inc.
Attn • Tom cornuet

Project Number • 20005711
Customer Project ID • BLACK AND DECKER
Project Description • Black & Decker

Laboratory
SuPte lq

. . . .... CUitOMer •  :::. r .' • • •

'..--.7. ...." SI*44e le' . - . :
samPte
Nate lit

Pate ,
Sainpl:ecl•

-Ulla '
. ItAStoel.• •

Date ,
leteiVed,

'. .......
Received

239396-1 RFW-1A Water 08/18/2005 10:00 08/20/2005 09:00

239396-2 RFW-18 Water 08/19/2005 I1:00 08/20/2005 09:00

239396-3 RFW-2A Water 08/18/2005 08:55 08/20/2005 09:00

239396-4 RFW-2B Water 08/18/2005 09:20 08/20/2005 09:00

239396-5 RFW-3B water 08/19/2005 08:40 08/20/2005 09:00

239396-6 RFW-4A Water 08/19/2005 08:45 08/20/2005 09:00

239396-7 RFW-4A DUP Water 08/19/2005 08:45 08/20/2005 09:00

239396-8 RFW-48 Water 08/19/2005 10:15 08/20/2005 09:00

239396-9 RFW-6 Water 08/19/2005 08:10 08/20/2005 09:00

239396-10 RFW-7 Water 08/18/2005 11:20 08/20/2005 09:00

239396-11 RFW-9 Water 08/19/2005 12:40 08/20/2005 09:00

239396-12 RFW-11B Water 08/19/2005 12:00 08/20/2005 09:00

239396-13 RFw-128 Water 08/19/2005 11:45 08/20/2005 09:00

239396-14 RFW-13 Water 08/18/2005 14:20 08/20/2005 09:00

239396-15 RFW-17 Water 08/18/2005 12:15 08/20/2005 09:00

239396-16 LEISTER-1 Water 08/18/2005 16:20 08/20/2005 09:00

239396-17 LEISTER-2 Water 08/18/2005 16:30 08/20/2005 09:00

239396-18 LEISTER-DAIRY Water 08/18/2005 16:25 08/20/2005 09:00

239396-19 TRIP BLANK Water 08/18/2005 08:00 08/20/2005 09:00

239396-20 EW-2 Water 08/19/2005 11:30 08/20/2005 09:00

239396-21 EW-3 Water 08/19/2005 10:30 08/20/2005 09:00

239396-22 EW-4 Water 08/19/2005 10:15 08/20/2005 09:00

239396-23 EW-5 Water 08/19/2005 10:45 08/20/2005 09:00

239396-24 EW-5 PUP Water 08/19/2005 10:45 08/20/2005 09:00

239396-25 EW-6 Water 08/18/2005 13:40 08/20/2005 09:00

239396-26 EW-7 water 08/18/2005 13:45 08/20/2005 09:00

Paget



Si!.. Chicago is part of Severn Trent Laboratories, Inc.
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Job Number.: 239396
Customer...: Weston Solutions, Inc.
Attn • Tom Cornuet

Project Number • 20005711
Customer Project lb • BLACK AND DECKER
Project Description • Slack & Decker

•..

239396•27

239396-28

239396-29

.....................
- • •

%.•%tfare:i.)(:. • -
"

Water 08/18/2005 14:00 08/20/2005 09:00

Water 08/18/2005 14:05 08/20/2005 09:00

Water 08/19/2005 08:20 08/20/2005 09:00

Page 2
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

' cUSIOMBR:*:Wetbri.StOtlehs 1fl.. - -ROJECT.''BLACK'ANO DECK. : . . . . .
.,

. .. • 164, rpuOt! 
.

Customer Semple ID: RFW-1A Laboratory Sample ID: 239396-1
Date Sampled • 08/18/2005 Date Received  08/20/2005
Time Sampled • 10:00 Time Received • 09:00
Sample Matrix • Water

'
:: •, .":f :: .. .

tESF.NEiN OAAettROEI $0001 RE
:,
Ai FLAGS 1L RE I7WTION UNLTS BATCH

-
Dl• -DATIJTU4E • ••Wil

82608 Volatile Organics
Dichlorodifluoromethane 1.0 U 0.12 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Chtoromethane 1.0 u 0.20 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Vinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Bromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/30/05 2227 jdh
Chloroethane 1.0 u 0.32 1.0 1.00000 ug/L 158795 08/30/05 2227 jdnTrichlorofluoromethane 1.0 u 0.14 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Carbon disulfide 5.0 V 0.15 5.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Acetone 5.0 1J 1.4 5.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Methylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 0850/05 2227 jdn
trans-1,2-Dichloroethene 1.0 U 0.29 1.0 1.00000 WI. 158795 08/30/05 2227 jdn
1,1-Dichloroethane 1.0 u 0.15 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
cis-1,2-Dichloroethene 1.0 u 0.20 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
2-Butanone (MEK) 5.0 u 1.0 5.0 1.00000 ug/L 158795 08/30/05 2227 jdh
Bromochloromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Chloroform 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,1,1-Trichloroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Carbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Benzene 1.0 u 0.23 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2-Dichloraethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Trichloroethene 1.0 U 0.13 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2-Dichloropropane 1.0 u 0.19 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Dibromomethane 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Bromodichloromethane 1.0 u 0.22 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
cis-1,3-Dichloropropene 1.0 u 0.15 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
4-Methy1-2-pentanone (HIBK) 5.0 U 0.92 5.0 1.00000 ug/L 158795 08/30/05 2227 jdn

* In Description = Dry Wgt. Page 3



Sit. Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

. .
:.CUSTOMER Weston SoLuti oms Inc JROJECT.::. 4 . tg AWDECREit ATIR lOrii:teinue: . ,..

. - • -

Customer Sample ID: RFW-1A Laboratory Sample ID: 239396-1
Date Sampled • 08/18/2005 Date Received - 08/20/2005
Time Sampled • 10:00 Time Received - 09:00
Sample Matrix • Water

TES1.:41k74 0 00010ift01000101 . .
-.
4.-•  .

. .
..

:
MUTT.. . .....

_
C . R .. :::(IATOIN .........., , TECH

Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2227 jdntrans-1,3-Dich1oropropene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
-1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/30/05 2227 AnTetrachloroethene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn2-Hexanone 5.0 U 0.99 5.0 1.00000 ug/L 158795 08/30/05 2227 jdnDibromochloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2-Dibromoethane (EDB) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2227 jdnChiorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2227 jcin1,1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2227 join
Ethylbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
m&p-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/30/05 2227 jdn
o-Xylene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Styrene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Bromoform 1.0 U. 0.32 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Isopropylbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Bromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,1,2,2-Tetrachloroethane 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2,3-7richioropropane 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/30/05 2227 jdh
n-Propylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
2-Chlorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,3,5-Trimethylbenzene 1.0 U 0./8 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
4-Chiorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
tert-Butylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2,4-Trimethylbenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
sec-Butylbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,3-Dichlorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
p-Isopropyltoluene 1.0 U' 0.29 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn

1 1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn

* In Description = Dry Wgt. Page 4
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

CUSTOMER : Weston sa6tidno, Inc - CKANO.DE Atril
Customer Sample ID: RFW-1A Laboratory Sample ID: 239396-1
Date Sampled - 08/18/2005 Date Received • 08/20/2005
Time Sampled • 10:00 Time Received • 09:00
Sample Matrix  • Water
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; ' WO: i (*T .::: .0110i);1..:: -:.:: . ••: :•:-.:•.;:..; '10ii••: :.
n-Butylbenzene 1.0 ',"U 0.35

.

1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2-Dichtorobenzene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2-Dibromo-3-chloropropane 1.0 U 0.41 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
1,2,4-1richlorobenzene 1.0 U 0.36 1.0 1.00000 ' ug/L 158795 08/30/05 2227 jdn
Nexachlorobutadiene 1.0 u 0.36 1.0 1.00000 ug/L 158795 08/30/05 2227 jdn
Naphthalene 1.0 U 0.37 1.0 1.00000 ug/L 158795 08/30/05 22272jdn
1,2,3-Trichlorobenzene 1.0 u 0.43 1.0 1.00000 ug/L 158795 08/30/05 2227 Jdn

* In Description = Dry Wgt. Page 5



STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date :09/30/2005

•r*kl:'1•4106,: $411t:• • ,.:: ' PIIiiiiiii C-0.'dit'Ab.- ;bi '  !1 tii.:1 :.t...O.ili..;• .-9i...ii0_ •

Customer Sample ID: RFW-18 Laboratory Sample ID: 239396-2
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 11:00 Time Received - 09:00
Sample Matrix • Water

• -• • - . . . _ _ _ _ . ,..- .....-..".• .TEST METHOD ••: .- ,..... • • •

.
-0AROOttiOest-ott010000:. . _- - •-• •

'SAMPLEllEtimit_ _ _ . _ q IAGS,.; *0
, ,

POtrok UNITS 13044'; CiT ig4TikE 4EtH

82608 Volatile Organics
Dichlorodifluoromethane 1.0 U. 0.12 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnChloromethane 1.0 U• 0.20 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnVinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnBromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnChloroethane 1.0 U 0.32 1.0 1.00000 ug/L 158795 ' 08/30/05 2252 jdhTrichlorofluoromethahe 1.0 U 0.14 1.0 1.00000 ugh!. 158795 08/30/05 2252 jdn1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnCarbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/30/05 2252 jdnAcetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/30/05 2252 jdnMethylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/30/05 2252 jdptrans-1,2-Dichloroethene 1.0 u 0.29 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,1-Dichloroethane 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/30/05 2252 jdhcis-1,2-Dichloroethene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/30/05 2252 jdh2-Butanone (MEK) 5.0 u 1.0 5.0 1.00000 ug/L 158795 08/30/05 2252 jdnBromochloromethane. 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnChloroform 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,1,1-Trichloroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,1-0ichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnCarbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnBenzene 1.0 u 0.23 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1 92-Dichloroethane 1.0 u 0.25 1.0 1.00000 ug/L 158795 08/30/05 2252 jolhTrichloroethene 1.0 U 0.13 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn.1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn.Dibromomethane 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnBromodichloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2252 jdncis-1,3-Dichloropropene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn4-Methyl-2-pentanone (MIBK) 5.0 u 0.92 5.0 1.00000 ug/L 158795 08/30/05 2252 jdn

* In Description = Dry Wgt. Page 6
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SIL Chicago is part of Severn Trent Laboratories, (nc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005
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: ATTN - lOm: Cornuet . -. . r.::::::::::„:::,:.:,...::,..i..: .•.„:„..... _.

Customer Sample ID: RFW-18 Laboratory Semple ID: 239396-2
Date Sampled • 08/19/2005 Date Received ' 08/20/2005
Time Sampled • 11:00 Time Received • 09:00
Sample Matrix • Water .

• •ig0-41Eliidi... . . ... '. :::.:-::: :4414i0b04.00.:t.0000.0;-:: - IY.CE::RE8litt : r p •FiA0::. .... .: :::!:4-:::: ! 0.1.0T1 oti !:: ...o PT • • : 13-qrctf':01. :04.1.0.Yig . Atii.
Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2252 jdntrans-1,3-01chloropropene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 156795 08/30/05 2252 jdnTetrachloroethene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn2-Hexanone 5.0 U 0.99 5.0 1.00000 ug/L 158795 08/30/05 2252 jdnDibromochleromethene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,2-Dibromeethane (ED8) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnChlorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
Ethylbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnm&p-xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/38/05 2252 jdn
o-Xylene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
Styrene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
Bromolorm 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnIsopropylbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
Brcembenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1,1,2,2•Tetrachloroethane 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
1,2,3-1richloropropene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
n-Propylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
2-Chlorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
1,3,5-Trimethylbenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
4-Chlorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
tert-Rutylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
1,2,4-Tr1methyltenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
sec-Butylbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
1 13-Dichlorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
p-Isopropyltoluene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
1 14-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ugh. 158795 08/30/05 2252 jcin

* In Description = Dry Wgt. Page 7



SR Chicago is part of Severn Trent Laboratories, Inc_

LABORATORY TEST RESULTS
Job Number: 239396 Date: 09/30/2005
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:•i• . q0.111 0'000.0.:

Customer Sample ID: RFW-113
Date Sampled  08/19/2005
Time Sampled  11:00
Sample Matrix  Water

Laboratory Sample ID: 239396-2
Date Received . 98/20/2005
Time Received - 09:00
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* 11.1 :::ORTP.i“1.T
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:1WW1W- TECH

n-Butylbenzene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn1.2-0ichlorobenzene 1.0 U 0.29 1.0 t.00000 ug/L 158795 08/30/05 2252 jdn
1.2-Dibrome-3-chtoropropane 1.0 U 0.41 1.0 I.00000 ug/L 158795 08/30/05 2252 jdn1.2,4-Trich1arobenxene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
Hexechlorobutadiene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/30/05 2252 jdnNaphthalene 1.0 u 0.37 1.0 1.00000 ug/L 158795 08/30/05 2252 jdn
1 12,3-Trichlorobenzene 1.0 u 0.43 1.0 1.00000 WI. 158795 08/30/05 2252 jdn

* In Description = Dry Wgt. Page 8
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date: 09/30/2005

* .
' tlI8Id1g1t: Weatiin:SoLiiiio6s•••.1hC.: .-- •,•,.:: •:::: - ' *:: .' • :- • - - PROJECT BLACK AND.:P.MC - : • .30. lEi;':TOIMgornUet':•':, • • • •

Customer Sample ID: RFW-2A Laboratory Sample ID: 239396-3
Date Sampled • 08/18/2005 Date Received - 08/20/2005
Time Sampled • 08:55 Time Received - 09:00
Sample Matrix • Water

TEST::MgT.H.(x):;,: :::::::%. PARAMTE/tESIAIWRIrtiOW ,s*IpmArsvv.: 51,F!;,q4. „.. .MDI.• L, :DLPT1P0- AN1IS-:-. .qA1c0i. DI::PArgamc .. MN
8260B Volatile Organics

Dichlorodifluoromethane 1.0 u 0.12 1.0 1.00000 ug/L 156795 08/30/05 2316 jdnChtoromethane 1.0 u 0.20 1.0 1.00000 ughi. 158795 08/30/05 2316 jdnVinyl chloride 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnBromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnChloroethane 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnTrichtorofluoromethane 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/30/05 2316 jeln1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnCarbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/30/05 2316 jdnAcetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/30/05 2316 jdnMethylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/30/05 2316 jdntrans-1,2-Dichloroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn1,1-Dichloroethane 1.0 .0 0.15 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn2,2-Dichloropropane 1.0 1./ 0.17 1.0 1.00000 ug/L 158795 08/30/05 2316 jdncis-1,2-Dichloroethene 1.0 u 0.20 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn2-Butanone (MEK) 5.0 u 1.0 5.0 1.00000 ug/L 158795 08/30/05 2316 jdnBromochloromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnChloroform 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn1,1,1-Trich1oroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn10-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnCarbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnBenzene 1.0 U 0.23 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn1,2-Dichloroethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2316 jdhIrichloroethene 1.5 0.13 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2316 jdnDibromomethane 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Bromodichloromethane 1.0 u 0.22 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn.cis-1,3-Dichloropropene 1.0 u 0.15 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn

I
4-Methyl-2-pentanone (MIBK) 5.0 u 0.92 5.0 1.00000 ug/L 158795 08/30/05 2316 jdn

' A In Description = Dry Wgt. Page 9



STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

- ,..'CUSYOMERf:Aieseti-Selut ohe, ric PR0JC1'iLktic:Aiiii'iiicicik"' : -• ---.-. ..... ... ...... - .." ..i, ::-.::-:-.:-:.-::.-•••••:.:".::.::. . : , : ATTN*.::)61/-Pe'rnPO"

Customer Sample ID: RFW-2A Laboratory Sampte ID: 239396-3
Date Sampled • 08/18/2005 Date Received • 08/20/2005
Time Sampled • 08:55 Time Received • 0900
Sample matrix • Water

TEST METHOD . *045iiiiiinttitciiiii.ti*:;: , 6E4400 ' FLAGS* ••::•::::.: ...• iiiit6Wii• Amu liii6i; .iiAiiiffk.:- TECH.,:
Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2316 jdntrans-1,3-Dichloropropene 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn.
Tetrachloroethene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 011/30/05 2316 jdn2-Nexanone 5.0 U' 0.99 5.0 1.00000 ug/L 158795 08/30/05 2316 jdnDibromochloromethane 1.0 U 0.22 to 1.00000 ug/L 158795 08/30/05 2316 join1,2-Dibromoethane (EDS) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2316 join
Chlorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
14 1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Ethylbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
m&p-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/30/05 2316 jdn
o-Xylene 1.0 u 0.19 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Styrene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Bromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Isopropylbenzene 1.0 U.

ut

0.20 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Bromobenzene
1,1,2,2-Tetrachloroethane

1.0
1.0 u

0.22
0.34

1.0
1.0

1.00000
1.00000

ug/L
ug/L

158795
158795

08/30/05 2316
08/30/05 2316

jdn
join1,2,3-Trichloropropane 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/30/05 2316 jdh

n-Propylbenzene 1.0 U 0.16 1.0 1.00009 ug/L 158795 08/30/05 2316 jdn
2-Chtorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2316 idn1,3,5-Trimethylbenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
4-Ch[orotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
tert-Butylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn.1,2,4-Trimethylbenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn

:sec-Butytbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn:1,3-Dichtorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2316 jdh
41-lsopropyltoluene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn

•

* In Description = Dry Wgt. Page 10
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STL Chicago is part of Severn Trent Laboratories, Inc.

Job Number: 239396

- 6006:: Wkto6::g.0.646iha -;

Customer Sample ID: RFW-.2A
Date Sampled  08/18/2005
Time Sampled - 08:55
Sample Matrix.  Water

LABORATORY TEST RESULTS

Laboratory Sample ID: 239396-3
Date Received • 08/20/2005
Time Received • 09:00

Date:09/30/2005

- JOT NETODfl:H. pARAKETWItsi otscilptit ;140(i!-0§01.: FLA" ILUTIOM . : JECH

n-Butylbenzene 1.0 0.35 1.0 11.00000 ug/L 158795 08/30/05 2316 jdn
1,2-Dichlorobenzene 1.0 0.29 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
1,2-Dibromo-3-chloropropane 1.0 0.41 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
1,2,4-Trichtorobenzene 1.0 Ii 0.36 1.0 1.00000 ug/L 158795 08/30/05 2316 jdh
Hexachlorohutadiehe 1.0 0.36 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
Naphthalene 1.0 0.37 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn
1,2,3-Trich[orobenzene 1.0 0.43 1.0 1.00000 ug/L 158795 08/30/05 2316 jdn

* In Description = Dry Wgt. Page 11



STL Chicago is part of Severn Trent laboratories, Inc.

LABORATORY TEST RESULTSJob NuMber: 239396
Date: 09/30/2005

• ..
'i0OSI044 04.000*$00At10C...-..,.., .

• :
PC.# ' : ..:::.

3'; 700;:Cornuet.. .

Customer Sample ID: RFW-28 Laboratory Sample ID: 239396-4Date Sampled • 08/18/2005 Date Received • 08/20/2005Time Sampled - 09:20 Time Received • 0900Sample Matrix • Water

'TEO. METHOD 0000000T 0s00,40 SAMPLE REZULt 0 FLAGS MDL ill QCUJ1'ION . biiIii . AftIf'OT':.iiiiig./IjAE- :. Tkcji
- • - - -82608 Volatile Organics

Dichlarodifluoromethane 1.0 u 0.12 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnChloromethane 1.0 u 0.20 1.0 1.00000 ug/L 158795 08/30/05 2340 JdnVinyl chloride 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnBromomethene 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnChloroethane 1.0 u 0.32 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnTrichlorofluoromethane 1.0 U 0.14 1.0 1.00800 ug/L 158795 08/30/05 2340 jdn1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnCarbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/30/05 2340 jdnAcetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/30/05 2340 jdnMethylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/30/05 2340 jdntrans-1,2-Dichloroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,1-Dich1oroethane 1.0 u 0.15 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn2,2-Dichloropropane 1.0 u 0.17 1.0 1.00000 ug/L 158795 08/30/05 2340 Oncis-1,2-oichloroethene 1.0 •u 0.20 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn2-Butanone (NEK) 5.0 U 1.0 5.0 1.08800 ug/L 158795 08/30/05 2340 jdnBromochloromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnChloroform 1.0 u 0.14 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,1,1-Trichloroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/38/05 2340 jdn1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnCarbon tetrachloride 1.0 u 0.34 1.0 1.00000 ug/L 158795 08/30/05 2340 J.&Benzene 1.0 U 0.23 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,2-Dichloroethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnTrichloroethene 1.0 u 0.13 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnDibromomethane 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnBromodichloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2340 jdncis-1,3-Dichloropropene 1.0 1U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn4-Methyl-2-pentanone (M18K) 5.0 I_U 0.92 5.0 1.00000 ug/L 158795 08/30/05 2340 jdn

* In Description = Dry Wgt. Page 12
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S1L Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396

Date:09/30/2005

tl-lAf: : •:.:
.

460.040t009nsi',..41- t.;:F.gAP.IC.:Atu.w:c0.M.c -i,.• :, i-::::. •,.:.:,•: : :,::::::.::.::...:,:::i .. • - - . .J*Cbtnii.0;,:, H

Customer Sample ID: RFW-28 Laboratory Sample ID: 239396-4
Date Sampled • 08/18/2005 Date Received • 08/20/2005
Time Sampled • 09:20 Time Received • 09:00
Semple Matrix • Water

...1?.ARAMETEROEST p00.07.. . ;IYOW(0,$EtWr a, ..F044* - . . ;; RI. woolog:.:,AmIT4- 4Aypic ol.,HopvTIME. ITCW
Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2340 jdntrans-1,3-Dichloropropene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnTetrachloroethene 1.0 u 0.18 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn2-Nexanone 5.0 U 0.99 5.0 1.00000 ug/L 158795 08/30/05 2340 jdnDibromechloromethane 1.0 11 0.22 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,2-Dibromoethane (EDB) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnchtorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,1,1,2-Tetrachloroethane 1.0 u 0.33 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnEthyibenzene 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnm&p-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/30/05 2340 jdno-Xylene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnStyrene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnRromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnIsopropylbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnBromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,1,2,2-Ietrachloroethane 1.0 u 0.34 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,2,3-Irichloropropane 1.0 u 0.35 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnn-Propylbenzene 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn2-Chlorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,3,5-Trimethylbenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn4-Chlorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/30/05 2340 jdntert-Butylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,2,4-Trimethylbenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnsec-Butylbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,3-Dichlorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/30/05 2340 jdnp-Isopropyltoluene 1.0 u 0.29 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn1,4-Dichlorobenzene 1.0 u 0.25 1.0 1.00000 ug/L 158795 08/30/05 2340 jdh

* In Description = Dry Wgt. Page 13



STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Sate :09/30/2005

cp041k4L(444*008nr piJgT BLACK AND itCKER
.1

10 Cbrfljet

Customer Sample ID: RFW-213 Laboratory Sample ID: 239396-4
Date Sampled • 08/18/2005 Date Received 08/20/2005
Time Sampled • 09:20 Time Received...•  09:00
Sample Matrix • Water

- ,. ..
1ErMiiiioi;;;

.. .. • . _ .:
,:':':; 'o' *10:400.0000004. SA1PLE *ESULT OiAS:i:MVL.,• ::i*... '040000 TT . 0.610.:. . 00014 tot:.,.
n-Butylbenzene 1.0 U 0.35- 1.0 1.00000 ugh L 158795

. . .. .. .
08/30/05 2340 jdn

1,2-Dichlorobenzene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/30/05 2340 jdn
1,2-Dibromo-3-chloropropane 1.0 U 0.41 1.0 1.00000 ugh! 158795 08/30/05 2340 jdn
1,2,4-TrichLorobenzene 1.0 U 0.36 1.0 1.00000 ugh L 158795 • 08/30/05 2340 jdn
Nexachlorobutadiene 1.0 U 0.36 1.0 1.00000 ugh L 158795 08/30/05 2340 jdn
Naphthalene 1.0 U 0.37 1.0 1.00000 ug/L 158795 08/30/05 2340 Idn
1,2,3-Trichlorobenzene 1.0 U 0.43 1.0 1.00000 ugh L 158795 08/30/05 2340 jdn

,

* In Description = Dry Wgt. Page 14
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Humber: 239396 Date:09/30/2005

- ---
'-ClID1OMERi.WZO)i:.;Sqi0t-i(oris,..16c::::: •• . ..11110.4M=.0LAp(,womf.P...

., :401,01,1-0 46ii*v.-

Customer Sample ID: RFW-3B Laboratory Sample ID: 239396-5
Date Sampled - 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:40 Time Received • 09:00
Semple Matrix • Water

It§fOttild
..:

.PARANE1gRilptOESCRI.PTI -PLE-RE_ • - _ FLAGS
. ..

PIWTIP UIJFT BATCH Di:1JATE/TRIE.'i3P4

826013 Volatile Organics
Dichlorodifluoromethane 1.0 U 0.12 1.0 1.00000 ug/L 158795 08/31/05 0004 jchl
Chloromethene 7.0 u 0.20 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Vinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Bromomethane- 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnChloroethane 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Trichlorofluoromethane 1.0 u 0.14 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,1-Dichloroethene 1.2 H 0.25 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Carbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Acetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/31/05 0004 kin
Methylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
.trans-1,2-Dichloroethene 1.0 u 0.29 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,1-Dichloroethane 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ug/L 758795 08/31/05 0004 jdn
cis-1,2-Oichloroethene 10 0.20 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
2-Butanone (MEK) 5.0 U 1.0 5.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Bromochloromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Chloroform 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/31/05 0004 Idn
1,1,1-Trichloroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Carbon tetrachloride 1.0 u 0.34 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Benzene 1.0 I' 0.23 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2-Dichloroethane 1.0 u 0.25 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Trichloroethene 7.9 0.13 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Dibromomethane 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Bromodichloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
cis-1,3-Dichloropropene 1.0 U 0.15 1.0 1.00000 ugh'. 158795 08/31/05 0004 jdn
44lethyl-2-pentanone (MIBK) 5.0 U 0.92 5.0 1.00000 ug/L 158795 08/31/05 0004 jdn

I

* In Description = Dry Wgt. Page 15



STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job NuMber: 239396 Date:09/30/2005

.- .... .
CUSTOMER .f WeltSdr-50kWtOnS.,: .. ,.:- . " --::•'-'00jEttil4A01e.:A/11),-0.0ii,;,,• • -::40tW,:Tom,COrtiuot ,..:

Customer Sample ID: RFV-30
Date Sampled • 08/19/2005
Time Sampled • 08:40
Sample Matrix • Water

Laboratory Sample ID: 239396-5
Date Received • 08/20/2005
Time Received • 09:00

"
..f:- AEST-NETHOO., • 0:1‘000011Et1;0tOcR1ii:i Id.O. PLR RESULT:::: 1 FLAGS MDL RI. 04010' i.aii1:',-;.pk.ri.1,1:D1 1.--:Iii4tEtiTilt-.;,*.ti.

Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0004 jdntrans-1,3-Dich(oropropene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnTetrachloroethene 8.2 0.18 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,3-Dichloroproptine 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn2-Hexanone 5.0 U 0.99 5.0 1.00000 ug/L 158795 08/31/05 0004 jdnDibromochtoromethene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0004 jdh1,2-Dibromoethane (EDB) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnChlorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ugh!. 158795 08/31/05 0004 jdnEthylbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnm&p-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/31/05 0004 jdno-Xytene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Styrene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnBromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnIsopropylbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnBromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,1,2,2-Tetrachloroethane 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,2,3-Trichloropropene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0004 jdhn-Propytbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0004'jdn2-Chlorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,3,5-Trimethylbenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
4-Chlorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08131/05 0004 jdntert-Butylbenzene 1.0 li 0.16 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2,4-Trimethylbenzene 1.0 LI 0.26 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnsec-Butylbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,3-Dichlorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0004 jdnp-Isopropyltoluene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn

* In Description = Dry Wgt. Page 16

11111 111111111111 INI1 11111 111111 11111 INN in 11M11 11111 1111111011111



11•14111111 111111 MI, NMI =1 NMI INN MEI NEI =1 NMI MO NNW

STL Chicago is part of Severn Trent Laboratories, Inc.

Job Number: 239396

'.:CUSTONER::.WaStori,SekitiOridiAnti.:
• • • •, .. • ...

LABORATORY TEST RESULTS
Date:09/30/2005

.:A1101,1.:':TOM:CiinnUet

Customer Sample ID: RFW-30 Laboratory Sample ID: 239396-5
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:40 Time Received • 09:00
Sample Matrix  • Water

JE#4401.1014-.,::-.:--.006WWIC0440000**:::-,.: '- -:40($14000::::* .F04 • .' OW: ::::,,:;44-' 0)004)100IWP4T04:::07'::;RAgOMIIE:::jEcti.

n-Butylbenzene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2-Dichlorobenzene 1.0 Ul 0.29 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2-Dibromo-3-chloropropane 1.0 U. 0.41 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2,4-Trichtorobenzene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Nexachlorobutadiene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
Naphthalene 1.0 U 0.37 1.0 1.00000 ug/L 158795 08/31/05 0004 jdn
1,2,3-Trichtorobenzene 1.0 , U 0.43 1.0 1.00000 ug/L 158795 .08/31/05 0004 jdn

-
1
I
!
I
!

* In Description = Dry Wgt. Page 17



STL Chicago is part of Severn Trent Laboratories, Inc.

Job Number: 239396
LABORATORY TEST RESULTS

Date:09/30/2005

: ttiSTOMR::.:WeS0h.gadtvonsii:
. . .„ . -PROJECTi L Pici; 115CKW

--- i- 
- To01.-.0(ii*Off

Customer Sample ID: RFW-4A Laboratory Sample ID: 239396-6
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:45 Time Received • 09:00
Sample Matrix • Water

'Hall :WOOD :- R CRFAAMETER/TEST:DESj• • • • • .. . . •. . . . ......... mi.•--
(tliOULT: :4A

. ,
L - DI

--- -
000M.... . ii.OW.. . . :13ATtlf.rti. .. . . it4iiii.E 0'

82608 Volatile Organics
Dichtorodifluoromethane 1.0 N 0.12 1.0 -1.00000 ug/L 158795 08/31/05 0028 jdn
Chloromethane 1.0 u 0.20 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Vinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Bromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Chloroethane 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Trichtoroftuoromethane 1.0 u 0.14 1.0 1.00000 ug/L 158795 08/31/05 0028 jdh
1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0028 On
Carbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Acetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Methylene chloride 1,0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
trans-1,2-0ichloroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,1-Dichloroethane 1.0 u 0.15 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ugh'. 158795 08/31/05 0028 jdn
cis-1,2-Dichloroethene 1.8 0.20 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn

.2-Butsnone (MEK) 5.0 U 1.0 5.0 1.00000 ug/L 158795 08/31/05 0028 jdh
Bramochtoromethane. 1.0 0.27 1.0 1.00000 ug/L 158795 08/31/05 0028 join
Chloroform 1.3 0.14 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,1,1-Trichloroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Carbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Benzene 1.0 U 0.23 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,2-Dich1oroethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Trichloroethene 56 0.13 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Dibromomethane 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Bromodichloromethane 1.0 u 0.22 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
cis-1,3-Dichloropropene 1.0 u 0.15 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
4-Methyl-2-pentanone (MIRK) 5.0 AT 0.92 5.0 1.00000 ug/L 158795 08/31/05 0028 jdn

* In Description = Dry Wgt. Page 18
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STL Chicago is part of Severn Trent Laboratories, Inc.
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LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

- 
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.i 
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: • !- . 

iiStOle.R,e)00i.?66 ; 0it(itiitA : • :::PROJECT Pc:44;gclq To Cerhuet_ . . ....:.... ._...:.,-.-._.. , . rn .-. : -

Customer Sampte ID: RFW-4A Laboratory Sample ID: 239396-6
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:45 Time Received • 09:00
Sample Matrix - Water

10i*TH100- TOMETORPEFT.:8M4IPTOINH: :WON* ISUL1. 44: FLAGS :':118:'.:.:-- . OiIOW .:::tit4 ;-- .. • B61:0k:.! 1i1'..,.:;.0.06.iT0i%::':.#0
Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0028 idntrans-1,3-0ichloropropene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn1,1,2-Trichtoroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0028 jdnTetrachloroethene 65 0.18 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn2-Hexanone 5.0 U 0.99 5.0 1:00000 ug/L 158795 08/31/05 0028 jdn.Dibromochloromethane 1.0 11 0.22 1.0 1.00000 ug/L 158795 08/31/05 0028 jdh0,2-0ibromoethane (EDO) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0028 jai!ChLorobenzene 1.0 u 0.15 - 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn1,1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0028 jdnEthyLbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0028 jdnmap-XyLenes 2.0 u 0.36 2.0 1.00000 ug/L 158795 08/31/05 0028 jdn
o-XyLene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Styrene 1.0 u 0.18 1.0 1.00000 ug/L 158795 08/31/05 0028 jdnBromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0028 jdnIsopropylbenzene 1.0 U 0.20 1.0 1.00000 ugh. 158795 08/31/05 0028 jdn
Bromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn1,1,2,2-1etrach1oroethane 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,2,3-Trich(oropropane 1.0 u 0.35 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
n-Propylbenzene 1.0 jU 0.16 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
2-Chlorotoluene 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,3,5-Trimethyibenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
4-ChlorotoLuene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
tert-Butylbenzene 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,2,4-Trimethylbenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
sec-Butylbenzene 1.0 u 0.19 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
1,3-Dichlorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
p-IsopropyltoLuene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn

.1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795. 08/31/05 0028 jdn
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY
Job Number: 239396

TEST RESULTS
Date:09/30/2005

4:1J6f0M6R::':W4tOtirSOtUt1delaIM 44logoi 'BLACK A4030,. ..
::.:::::::.: : .-.•—•.•.::.•i ::•:•

Customer Sample ID: RFW-4A Laboratory Sample ID: 239396-6
Date Sampled - 08/19/2005 Date Received  • 08/20/2005
Time Sampled - 08:45 Time Received 09:00
Sample Matrix • Water

101004(400:-:.....• ... ... _ •• • - - • - - - • -
, :-., i:i . AMETOMEWP!splyTI: ... ._,
- -• .   .. : :: •: :• : : :•  •. SAMPLE RESULT !I4ipp:i. F.:! :. , . : 't !4iiiii)C0 '::.:;::ii:**i i ',4i060 :404)q40;:!'i*
n-Butylbemene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0028 An
1,2-Dichlorobenzene 1.0 U 0.29 1.0 1.00000 ugh L 158795 08/31/05 0026 jdn
1,2-Dibromo-3-chloropropane 1.0 U 0.41 1.0 1.00000 ugh L 158795 08/31/05 0028 jdn
1,2,4-Trichlorobenzene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0028 jdn
Ilexachlorobutadiene 1.0 U 0.36 1.0 1.00000 ug/L .158795 08/31/05 0028 jdn
Naphthalene 1.0 V 0.37 1.0 1.00000 ug/L 156795 08/31/05 0028.jdn

i

1,2,3-Trichlorobenzene 1.0 U 0.43 1.0 1.00000 ugh. 158795 08/31/05 0028 jdn

I
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STL Chicago is part of Severn Trent Laboratories, Inc.

Job Number: 239396
LABORATORY TEST RESULTS

Date:09/30/2005

. . _ . _ .
ICOST41IBITi:VeSti*i:SO IJilOnii .11 ..... .

•
::

• i Ot40K-OgyAKKIm .- - 46rimibi

Customer Sample ID: RFU-4A OUP Laboratory Sample ID: 239396-7
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:45 Time Received - 09:00
Sample Matrix. • Water

TES -7?.MEfil* OiltAMOWTES1 DES iP'tI0Ii 
:-•••.• • •• ' $::0,:0::i*1,: 0: 1::•.::: 1404• . Mai : .c DI DATE/TIMEt.w 

_
....

8260B Volatile Organics
Dichlorodifluoromethane 1.0 u 0.12 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Chloromethane 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Vinyl chloride 1.0 u 0.16 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Bromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Chloroethane 1.0 u 0.32 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Trichlorofluoromethane 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/31/05 0053 Mil
1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0053 jdri
,Carbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Acetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Methylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
trans-1,2-Dichloroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,1-Dichloroethane 1.0 U 0.15 1.0 1.00000 mg/L 158795 0851/05 0053 jdn
2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
cis-1,2-Dichloroethene 1.7 0.20 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
2-Butanone (MEK) 5.0 U 1.0 5.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Bromochioromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/31/05 0053 jdh
Chloroform 1.2 0.14 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
11 1,1-Trichloroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 013/31/05 0053 jdn
Carbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L' 158795 08/31/05 0053 jdn
Benzene 1.0 U 0.23 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,2-Dichloroethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
lrichloroethene 55 0.13 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn

• 1,2-Dichloropropene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0053 Oh
Dibromomethane 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Bromodichloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
cis-1.3-Dichloropropene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
4-Methy1-2-pentanone (MIBK) 5.0 u 0.92 5.0 1.00000 ug/L 158795 08/31/05 0053 jdn
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STL Chicago is part of Severn Trent Laboratories, lnc.

LABORATORY TEST RESULTS
•

•

osoktph,.:.W0616:Sol:utlons:,::1nc.i .:: :: • . ... . ... .  111p4gc.1%.0 lc AP DECKER  ., Oilh:t60-0640,,..:,
• --- --

Customer Sample ID: RFW-4A OUP Laboratory sample ID: 239396-7
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:45 Time Received • 09:00
Sample Matrix • Water

'TEST -METHOD- '00AWEVIOTAMPPRIFIT 
, . 

15:M.R. W.9 FLAGS.oltutlp UNITS--: *AtelICT i;i9070I:3144: 90
Toluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0053 jdntrans-1,3-Dichloropropene - 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,1,2-Trichleroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795' 08/31/05 0053 jdnTetrachloroethene 63 0.18 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,3-Dichioropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn2-Hexanone 5.0 U 0.99 5.0 1.00000 ug/L 158795 08/31/05 0053 jdnDibromochloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,2-Dibromoethane (EDB) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnChlorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,1 4 1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnEthylbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnm&p-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/31/05 0053 jdno-Xylene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnStyrene 1-0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnBromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnisopropylbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0053 jcinBromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,1,2,2-Tetrachloroethane 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0053 kin1,2,3-Trichloropropane 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnn-Propylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn2-Chlorotoluene 1.0 :U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,3,5-Trimethylbenzene 1.0 'u 0.18 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn4-Chlorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0053 jdntert-Butylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,2,4-Trimethylbenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/31/05 0053 Nitsec-Butylbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,3-Dichlorobenzene 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/31/05 0053 jdnp-Isopropyltoluene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn

* In Description Dry Ugt. Page 22
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job HuMber: 239396 Date:09/30/2005

,
-'. .4..; . . • • . . .. .. '•i.• •6••  Cult4i Westons44001;tik 00‘00i#(4ec•440?(**ii .1ohi'tc iui ••

Customer Sample ID: RFW-4A OUP Laboratory Sample ID: 239396-7
Date Sampled • 08/19/2005 ' Date Received • 08/20/2005
Time Sampled • 08:45 Time Received • 09:00
Sample Matrix • Water

-00 )1ETH011.
• - - - • : • -

,A)AiimET R/TEST DESCRIPTION-::;i'i.: .%-; :::-:-.--- ::::::..i;; -
MPLA-RESU 7 Q FLAGS

: RL, DITUYIDO• -- - UW1TS: ': BAtCli-:or DATE/TIMETECH

n-Butylbenzene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,2-01chlorobenzene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,2-Dibromo-3-chloropropane 1.0 U 0.41 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,2,4-Trichlorobenzene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Hexachlorobutadierie 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
Naphthalene 1.0 u 0.37 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn
1,2,3-Trichlorobencene 1.0 U 0.43 1.0 1.00000 ug/L 158795 08/31/05 0053 jdn

* In Description = Dry Wgt. Page 23



STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

:.tusTOMER=;'(4.00i*:$0016.tik::'10.A.::::•:::::::.• •-• • - 
::,::::::.:::.!!:::::.•:::c-:::::::- ::,•.::: •• •::, .,
•,-PROPE;T:.11LAck.AND DEcKER &ITM..' *.O'iiiU'Oe ' 

'-
' ......-

customer Sample ID: RF14-48 Laboratory Sample ID: 239396-8
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled - 10:15 Time Received • 09:00
Sample Matrix • Uater

' .tEST'.11E1400;'; • :: '- - ;I:voiryavyis!;AmoPT ON:,----- goolinx.RSIKT::..9.:0*::: _ .._ . .__. RL 0.0i0; ;:.,,Li0i:.

1

-
..*0.0i

. .
UT:...j.;,40;i4g,-,

. . . _
'tgpii

82608 Volatile Organics
Dichlorodifluoromethane 1.0 u 0.12 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Chloromethane 1.0 u 0.20 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Vinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0117 jdnBromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/31/05 0117 jdnChloroethane 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Trichlorofluoromethane 1.0 U 0.14 1.0 1.00000 ug/L .158795 08/31/05 0117 jdn
1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L '158795 t 08/31/05 0117 jdn
Carbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Acetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Methylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
trans-1,2-Dichloroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,1-Dichloroethane 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0117 jdh
cis-1,2•Dichloroethene 6.6 0.20 1-0 1-00000 ug/L 158795 .08/31/05 0117 jdh
2-Butanone (MEK) 5.0 U 1.0 5-0 1-00000 ug/L 158795 08/31/05 0117 jclh
Oromochloromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Chloroform 0.94 J 0.14 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,1,1-Trichtoroethane 1.0 u 0.17 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn1,1-Dichloropropene 1.0 u 0.38 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Carbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Benzene 1.0 U 0.23 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2-Dichloroethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Trichloroethene 18 0.13 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2-Dichloropropane 1.0 U' 0.19 1.0 1.00000 ug/L 158795 .08/31/05 0117 jdn
Dibromomethane 1.0 U 0.21 1.0 1.00000 ug/L 158795 '08/31/05 0117 jdn
Bromodichloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
cls-1,3-Dichloropropene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
4-Methyl-2-pentanone (M1BK) 5.0 U 0.92 5.0 1.00000 ug/L 158795 08/31/05 0117 jdn

* In Description = Dry %hit. Page 24
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY
Job Number: 239396

TEST RESULTS
Date:09/30/2005

.•.•.-
'.03STO4Eitt'W4gtpo'SqlWont na P'ROJECT01.A4K:00.;.00

. . . . .
:...:.a. . .. :.: .J1flt TomC.fie.rii40 r :•

Customer Sample ID: RFW-4B Laboratory Sample ID: 239396-8
Date Sampled - 08/19/2005 Date Received • 08/20/2005
Time Sampled - 10:15 Time Received • 09:00
Sample Matrix • Water

- -._,. •
"TESt.:08t000: - tfRilST'OESCRIPTTON.ARAAt E• .. • ... • • _. ..• .... • .. • • ..... . . RESULT sAroLE,

FLAGS_
-

81116,1014 UNIIS BATCH bl,ANUM1 E:TE0N

Toluene 1.0
I U
.11 0.18 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn

trans-1,3-Dichloropropene 1.0 0.16 1.0 1.00000 ug/L 158795 08/31/05 0117 Jdn
1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Tetrachloroethene 60 0.18 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
2-Hexanone 5.0 U/ 0.99 5.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Dibromochloromethane 1.0 ll 0.22 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2-Dibromoethane LEM 1.0 U 0.33 1 -0 1-00000 ug/L 158795 08/31/05 0117 jdn
Cblorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0117 kin
Ethylbenzene 1.0 U 0.21 1.0 1.00000 ug/L ,158795 08/31/05 0117' jdn
m&p-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L '158795 08/31/05 0117 jdn
o-Xylene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Styrene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Bromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
laopropyLbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
Bromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1.1,2,2-Tetrachloroethane 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2,3-Trichlorepropane 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
n-Propylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0117 jdh
2-Chlorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,3,5-Trimethylbenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
4-Chlorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
tert-Butylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2,4-Tr4methylbenzene 1.0 U 0.26 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
sec-Butylbenzene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,3-Dich1orobenzene 1.0 • 0.21 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
p-Isopropyltoluene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn

I
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396

CUSIONgRi WestObiS*tutibbt. I.

Date:09/30/2005

1. itorhue't :

Customer Sam le ID: RFW-4B Laboratory Satrple ID: 239396-8_ .
Date Sampled • 08/19/2005 Date Received - 08/20/2005
Time Sampled • 10:15 Time Received • 09:00
Sample Matrix ..... : Water

,i tOt::i.i0e0Y.. -....-.,....... :PomEtEktTE.v.:DE.SMI.P.T.M: * ' A(ErAOSUW: 0 ''.
..-.

• ':NIIWO; APIK
—

UNITS
,.

:": ' Itink cl;

n-Butylbemene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2-Dichtorobenzene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0117 Mil
: 1 2-Dibromj&o-3-chloropropane 1.0 U 0.41 1.0 1.00000 ug/L 158795 08/31/05 0117 j.
1,2,4-Trichlorobenzene 1.0 U 0.36 I.0 1.00000 ug/L 158795 08/31/05 0117'
Hexachlorobutadiene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0117'jdn
Naphthalene 1.0 U 0.37 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
1,2,3-Trichlorobenzene 1.0 U 0.43 1.0 1.00000 ug/L 158795 08/31/05 0117 jdn
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SSTL Chicago is part of Severn Trent Laboratories, Inc.

Job Number: 239396
LABORATORY TEST RESULTS

Date:09/30/2005

CUTC4ER Westot So1.utlans
..

, . ... . .
PROJtCT BLAC1( 011)::DOick ', .s. - • iiii::COrhuet --. . ........... : . .. ..

customer sample ID: RFW-6 Laboratory Sample ID: 239396-9
Date Sampled.. • 08/19/2005 Date Received - 08/20/2005
Time Sampled • 08:10 Time Received • 09:00
Sample Matrix • Water

.• -.:,•::• ..
'tES t - METK

•:: ' : ' :
0000.40440I101 PLEllE • .: P!;• .

..,,
IIM. . al „.

."

. ... ..

.i...7tE.i16m ikif

82608 Volati(e Organics
Dichlorodiflumromethane 1.0 U 0.12 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Chloromethane 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Vinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Bromomethane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Chloroethane 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Trichlorofluoromethane 1.0 0.14 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1-Dichloroethene 1.0 U 0.25 1-0 1-00000 ug/l 158795 08/31/05 0141 jdn
Carbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Acetone 5.0 U 1.4 5.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Methylene chloride 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
trans-1,2-Dichloroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1-Dichloroethane 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
2,2-Dichloropropmne 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
cis-1,2-Dichloroethene 1.6 0.20 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
2-Butanone (MEK) 5.0 U 1.0 5.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Bromochloromethane 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Chloroform 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1,1-Trichtoroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Carbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L /58795 08/31/05 0141 jdn
Benzene 1.0 V 0.23 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2-Dichloroethane 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Trichloroethene 9.9 0.13 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0141 jeln
Dibromomethane • 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Bromodichloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
cis-1,3-Dichloropropene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
4-Methyl-2-pentanone (141U) 5.0 U 0.92 5.0 1.00000 ug/L 158795 08/31/05 0141 jdn
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Job Number: 239396 Date:09/30/2005

. . .-...--
JSTMER biesor1 Setutrnhs tn PROJECT:.• ti.O.,0:400:.'bitKiit ATTN ion,ter-nue

-

Customer sample ID: RFW-6 Laboratory sample ID: 239396-9
Date Sampled • 08/19/2005 Date Received - 08/20/2005
Time Sampled - 08:10 Time Received - 09:00
Sample Matrix - Water

S.T.METHOD RAMETER/TEsT DFSPRIPTEQN:.. ::::::r.:::::.::•-•••:-•:•:::•::•::: .;:: :.. SAMPLERESULT.. ..." --: - :- 6.Ai: RI. D1LUH4SN.: 'ea,-. • AitiTik• • • - - ..T,E0.• - -

Toluene 1.0 11 0.18 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
trans-1,3-Oichloropropene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1,2-Trichloroethane 1.0 U 0.24 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Tetrachloroethene 6.8 0.18 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,3-Dichloropropane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
2-Hexanone 5.0 U 0.99 5.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Dibromochloromethane 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2-Dibromoethane (FOB) 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Chlorobenzene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1,1,2-Tetrachloroethane 1.0 U 0.33 1.0 1.00000 ug/L 158795 08/31/05 0141 jdh
Ethylbenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
mAp-Xylenes 2.0 U 0.36 2.0 1.00000 ug/L 158795 08/31/05 0141 jdn
o-Hylene 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0141 idn
Styrene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Bromoform 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Isopropylbenzene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Bromobenzene 1.0 U 0.22 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,1,2,2-Tetrachloroethene 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2,3-Trichloropropane 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
n-Propylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
2-Chlorotoluene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0141 juin
1,3,5-Trimethylbenzene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
4-Chlorotoluene 1.0 U 0.18 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
tert-Butylbenzene 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2,4-Trimethylbenzene1.0 U 0.26 1.0 1.00000 ug/L 158795 08/31/05 014/ jdn
sec-Butylbenzene 

•
1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn

1,3-Dichlorobenzene 1.0 U 0.21 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
p-Isopropyltoluene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,4-Dichlorobenzene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
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STL Chicago is part of Severn Trent Laboratories, Inc.

LABORATORY TEST RESULTS
Jab Number: 239396 Date:09/30/2005

....-
•CliBiCO1BRt.R.L4;si;(1A•loilli:fo. ;. . - - • : . : : . - . : : ::'. • ' ;-:Niti.Jte.-N::iiiikk*ii.iii0.- i;.-::: -- .;:;::'.. :•:•::o... :...;01"i..ii iirilii:co),,iiLiet:-:,:. - • •

Customer Sample ID: 11FW-6 Laboratory Sample ID: 239396-9
Date Sampled • 08/19/2005 Date Received • 08/20/2005
Time Sampled • 08:10 Time Received • 09:00
Sample Matrix • Water

TEST METHOD ' '':' - omosmititetl-tiocitiol- 004004 • 'Fk* ;
- • , 01.040R -H0.11V::BATCH DATE/TIME TECH.

n-Butylbenzene 1.0 U 0.35 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2-Dichlarabenzene 1.0 U 0.29 1.0 1.00000 ug/L 158795 ,08/31/05 0141 jdn
1,2-Dibromo-3-chloropropane 1.0 U 0.41 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,2,4-Trichlorobenzene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
Nexachlorabutediene 1.0 U 0.36 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn

.Naphthatene 1.0 U 0.37 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn
1,213-Trichlarobenzene 1.0 U 0.43 1.0 1.00000 ug/L 158795 08/31/05 0141 jdn

, .
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LABORATORY TEST RESULTS
Job Number: 4.55,3Y0

0ater.051/50/005

ClitiOMER:.17et.Or!c:WJA:004*i:;Lnc.. PIWJECT BLACK AND DECtR
.., : .

ATTIJ T. OM , Co titipt.. . . , . . .. .. . . .

Customer Sample ID: RFW-7 Laboratory Sample ID: 239396-10
Date Sampled  08/18/2005 Date Received  • 08/20/2005
Time Sampled • 13:20 Time Received  • 09:00
Sample Matrix • Water

TESTi.ttlif....... -
:.. . . ... .. .. . .. . .

AROOtkiTtsiAit§0.0!fioil......._ .... _._. _. - .- .. _.. • . . . _ • •
. .:
SLO.:g0. .
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-' Fiji
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.:. , ..
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4/tUif0.....,_.
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• 
.
. • .kiiiiik Aldm

82600 Volatile Organics
Dichlorodifluoromethane 1.0 U 0.12 1.0 1.00000 ugh]. 158795 08/31/05 0206 jdnChloromethane 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnVinyl chloride 1.0 U 0.16 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnBromo methane 1.0 U 0.59 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnChloroethano 1.0 U 0.32 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnTrichlorofluoromethane 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn1,1-Dichloroethene 1.0 U 0.25 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnCarbon disulfide 5.0 U 0.15 5.0 1.00000 ug/L 158795 08/31/05 0206 jdnAcetone 5.0 u 1.4 5.0 1.00000 ug/L 158795 08/31/05 0206 jdnMethylene chloride 1.0 u 0.24 1.0 1.00000 ug/L 158795 08/31/05 0206 jdntrans-1.2-Dich1oroethene 1.0 U 0.29 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn1,1-Dichloroethene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn2,2-Dichloropropane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0206 jdncis-1,2-Dichloroethene 1.0 U 0.20 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn2-Butanone (MEK) 5.0 U 1.0 5.0 1.00000 ug/L 158795 08/31/05 0206 jdnBromochloromethane. 1.0 U * 0.27 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnChloroform 1.0 U 0.14 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn1,1,1-Trichtoroethane 1.0 U 0.17 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn1,1-Dichloropropene 1.0 U 0.38 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnCarbon tetrachloride 1.0 U 0.34 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnBenzene 1.0 U 0.23 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn1,2-Dichloroethane 1.0 U 0.25 1.0 1.00000 -ug/L 158795 08/31/05 0206 jdnTrichloroethene 11 H 0.13 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn1,2-Dichloropropane 1.0 U 0.19 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnDibromomethene 1.0 u 0.21 1.0 1.00000 ug/L 158795 08/31/05 0206 jdnBromodichloromethone 1.0 u 0.22 1.0 1.00000 ug/L 158795 08/31/05 0206 jdncis-1,3-Dichloropropene 1.0 U 0.15 1.0 1.00000 ug/L 158795 08/31/05 0206 jdn4-Methyl-2-pentanone (14(8K) 5.0 .0 0.92 5.0 1.00000 ug/L 158795 08/31/05 0206 jdn
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