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1. INTRODUCTION

This Groundwater Monitoring Report has been prepared to meet the requirements of Condition

IV.G of the Administrative Consent Order between the State of Maryland Department of the

Environment (MDE) and Black & Decker (U.S.) Inc. (April 1995) (Consent Order). Specifically,

Condition IV.G calls for preparation of a Groundwater Monitoring Report containing the

following information for each reporting period:

• The quantities of groundwater pumped, treated, and discharged.

• The calculation of quantities of contaminants removed from groundwater.

• A summary of all sampling analyses.

• An explanation of all operational or other problems encountered, and the manner in

which each problem was resolved.

• Copies of all reports submitted to the Department of Natural Resources in conjunction

with the Groundwater Appropriations Permit.

• Recommendations for changes to the Interim Groundwater Treatment System.

This document is one of several which are being prepared in response to the Consent Order; each

of these documents are to be submitted to the MDE in accordance with the schedule outlined in

the Consent Order. This document will become part of the Administrative Record for the site,

which is maintained at the Hampstead Public Library.
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2. SITE CHARACTERISTICS

2.1 HYDRAULIC PROPERTIES

In accordance with the Consent Order and the Water Appropriation Permit issued to the Black

and Decker (U.S.) Inc. Hampstead, Maryland, facility, the following pumping and water level

information is included for the period of July through September 2007.

Pumping records showing the total gallons pumped per month of treatment system operation are

presented in Table 2-1. The complete groundwater treatment system pumping records are

included in Appendix A.

• Monthly water levels for wells included in the water level monitoring plan are presented in Table

2-2. For the reporting period of July through September 2007, the extraction wells were pumping

at an average combined rate of approximately 163 gallons per minute (gpm).

2.2 EFFLUENT CHARACTERISTICS

Effluent characteristics of the NPDES discharge points are recorded monthly on Discharge

Monitoring Reports (DMRs) and are submitted to MDE, Water Management Administration, on

a quarterly basis. A summary of the sample results from the DMRs is presented in Table 2-3.

DMRs for the period of July through September 2007 are included in Appendix B.

2.3 GROUNDWATER QUALITY DATA

For the reporting period of July through September 2007, approximately 24 pounds of total

volatile organic compounds (VOCs) were removed from the groundwater by the extraction and

treatment system. In general, the total VOCs removed from the groundwater were comprised

primarily of trichloroethene ' (TCE) (86 %) and tetrachloroethene (PCE) (14 %). Analytical

results of the groundwater collected from the air stripper for the period of January through March

2007 are included in Appendix C.

A summary of the analytical results from the first quarter (August 2007) groundwater sampling

round of the extraction and monitor wells is included in Table 2-4. The complete
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Table 2-1
Treatment System Pumping Records - 3rd Quarter 2007

Black & Decker
Hampstead, Maryland

.„:

July 2007 6,777,770
August 2007 6,598,950

September 2007 6,694,100
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Table 2-2

Groundwater Elevation Data - 3rd Quarter 2007

Black & Decker

Hampstead, Maryland
, .

_ELV
. . : .....

1FTH.. . .... .1LV
/2

DIW LtV
- . ...
MAV LEV

EW-1 847.21 55 DRY NA DRY NA DRY NA

EW-2 849.21 110 75.82 773.39 76.74 772.47 77.31 771.90

EW-3 846.64 118 89.13 757.51 88.47 758.17 89.50 757.14

EW-4 858.01 97.5 NA NA NA NA NA NA
EW-5 864.17 98 64.80 799.37 66.24 797.93 66.56 797.61

EW-6 831.98 115 89.88 742.10 85.11 746.87 86.42 745.56

EW-7 818.38 78 48.53 769.85 44.13 774.25 45.81 772.57

EW-8 811.13 98 64.22 746.91 72.72 738.41 74.31 736.82
EW-9 811.35 141 103.78 707.57 102.94 708.41 103.48 707.87

EW-10 807.74 NA 56.30 751.44 56.71 751.03 57.10 750.64

RFW-1A 864.37 78 49.26 815.11 47.09 817.28 47.15 817.22

RFW-1B 864.23 200 49.31 814.92 47.12 817.11 47.19 817.04

RFW-2A 857.41 35 14.98 842.43 17.53 839.88 17.60 839.81

RFW-2B 857.73 75 15.11 842.62 18.04 839.69 18.11 839.62

RFW-3B 839.21 153 30.12 809.09 33.77 805.44 34.06 805.15
RFW-4A 830.37 62 37.78 792.59 37.12 793.25 37.80 792.57
RFW-4B 830.37 120 37.14 793.23 37.08 793.29 37.77 792.60
RFW-5A 817.50 30 DRY NA DRY NA DRY NA

RFW-6 785.04 120 4.32 780.72 4.19 780.85 4.40 780.64
RFW-7 805.14 29 7.67 797.47 7.41 797.73 7.83 797.31

RFW-8 860.07 56 DRY NA DRY NA DRY NA
RFW-9 862.02 49 25.61 836.41 27.77 834.25 27.74 834.28
RFW-10 852.06 58 DRY NA DRY NA DRY NA
RFW-11A 849.32 72 NA NA NA NA NA NA
RFVV-11B 849.62 116 70.32 779.30 67.58 782.04 67.66 781.96
RFW-12B 844.87 264 54.08 790.79 49.79 795.08 50.55 794.32
RFW-13 849.11 150 61.89 787.22 59.33 789.78 60.17 788.94
RFW-148 812.39 281 53.11 759.28 51.74 760.65 52.26 760.13
RFW-16 856.14 41 DRY NA DRY NA DRY NA
RFW-17 834.66 60.5 27.38 807.28 27.27 807.39 28.71 805.95
RFVV-20 842.49 142 35.13 807.36 35.19 807.30 35.26 807.23
RFW-21 832.65 102 24.14 808.51 22.91 809.74 23.64 809.01
P11-7 805.94 89 28.40 777.54 34.00 771.94 36.12 769.82
PH-9 814.94 98 36.31 778.63 34.88 780.06 34.83 780.11
PH-11 820.68 78 44.80 775.88 45.29 775.39 45.23 775.45
PH-12 828.35 87 47.66 780.69 47.74 780.61 47.80 780.55
B-3 803.02 83 NA NA 8.63 794.39 8.84 794.18

Amoco 842.29 NA NA NA NA NA NA NA
Hamp. Town #22 804.96 NA 39.44 765.52 26.53 778.43 23.12 781.84
Pembroke #1 NA NA 14.46 NA 14.98 NA 16.32 NA
Pembroke #2 NA NA NA NA NA NA NA NA
N. Houcks. Rd. NA NA 9.08 NA 8.74 NA 9.53 NA
E. Century St. NA NA 12.81 NA 12.01 NA 12.26 NA

Lwr. Beckleys. Rd. NA NA NA NA 52.89 NA 53.44 NA

NA Not Available/Not Accessible
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Table 2-3
Effluent Characteristics Summary - 3rd Quarter 2007

Black & Decker
Hampstead, Maryland

Discharge
Number July 

2007 

DMR DATE
August
2007

-SePteniber.
2007..

001 FLOW average
maximum

MGD NA 0.120 0.090 0.160
MGD NA 0.195 0.129 0.209

1,1,1-Trichloroethane ugh1 5 < 1 < 1 < 1
Tetrachloroethylene ugh1 5 < 1 < 1 < 1
Trichloroethylene ugh1 5 < 1 < 1 < 1
Total Residual Chlorine mg/1 <0.1 <0.1 <0.1 <0.1
Oil & Grease maximum

quarterly average
mg/1 15 <5 <5 8.0
mg/1 10 0 0 8.0

pH minimum
maximum

STD 6.0 6.80 6.60 7.10
STD 8.5 8.20 8.20 7.70

BOD mg/1 15 8.0 6.0 4.0
TSS maximum

quarterly average
mg/1 30 18.0 16.0 10.0
mg/1 20 18.0 16.0 10.0

101
(Monitoring

Point)

FLOW average
maximum

MGD NA 0.075 0.088 0.139
MGD NA 0.296 0.520 0.630

Fecal Coliform MPN/100m1 200 1.0 4.0 13.0
201

(Monitoring
Point)

FLOW average
maximum

MGD NA NR NR 0.218
MGD NA NR NR 0.256

1,1,1-Trichloroethane ug/1 NA NR NR < 1
Tetrachloroethylene ug/1 NA NR NR < 1
Trichloroethylene ug/1 NA NR NR < 1

DMR - Discharge Monitoring Report
NA - Not Applicable
NR - Not Reported
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Table 2-4
Summary of Groundwater Analytical Results - August 2007

Black & Decker

Ham pstead, Maryland

  PARAM ETER Units
ENV- I EW-2 . EW-3 . E W-4 EW-5 ENV-6 EW-7 ENV-8 . ENV-9 .. ENV-9 

(DU P)  

ENV-1 0 :. . .

Chloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
13romomethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U I U 1 U
Vinyl Chloride ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Chloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Methylene Chloride ug/L NS 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U
Acetone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Carbon Disulfide ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1-Dichloroethene ug/I. NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
1,1-Dichloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U L1.1
1,2-Dichloroethene (total) ug/L NS 2.3 2.4 1 U 1 U I U 5.8 19 I U 1 U I U
Chloroform ug/L NS 1 U 1 U I U 1 U I U 1 U I U 1 U 1 U 1 U
1,2-Dichloroethane ug/L NS 1 U I U 1 U I U 1 U 1 U 1 U 1 U 1 U 1 U
2-Butanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1, I ,1-Trichloroethane ug/1. NS 1 U 1 U 1 U 1.4 1 U 1 U 1 U 1 U 1 U I U
Carbon Tetrachloride ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Bromodichloromethane ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
1,2-Dichloropropane ug/L NS 1 U I U • 1 U 1 U 1 U I U 1 U I U 1 U 1 U
cis-1,3-Dichloropropene ug/L NS I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Trichloroethene tig/L NS 480 220 1600 210 9.2 5.5 11 1.7 1.8 1 U
Dibromochloromethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
1,1,2-Trichloroethane ug/L NS 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U
Benzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
"1rans-1,3-Dichloropropene tig/I. NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Bromoform ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
4-Methyl-2-pentanone ug/L NS . 5 U 5 U . 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
2-1Iexanone ug/L NS 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Tetrachloroethene ug/L NS 68 5.3 31 13 21 12 82 190 220 4.6
1,1,2,2-Tetrachloroethane ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Toluene ug/L NS 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U 1 U
Chlorobenzene ug/L NS I U I U 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U
Ethylbenzene ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U
Styrene ug/L NS 1 U 1 U I U I U 1 U I U 1U I U 1 U I U
Xylem (total) ug/L NS 1 U 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U

Notes: U = Compound was analyzed for but not detected. Value shown is the method detection limit for quantification.
J = Indicates an estimated value.
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Table 2-4
Summary of Groundwater Analytical Results - August 2007

Black & Decker
Hampstead, Maryland

- PARAMETER Units
RFW-IA RFW-JB RFW-2A RFW-2B RFW-313 RFW-4A RFW-4B RFW-4B

(BIT)  

RFW-SA

'

.RFW.-6 RFW-7 RFW43. .: REW - 9 RF MI .40

Chloromethane ug/L 1 U 1 U 1 U I U 1 U 1 U 1 U I U NS 1 U 1 U NS 1 U NS
Bromomethane ttg/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS
Vinyl Chloride ug/1_, 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U I U NS 1 U NS
Chloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS I U 1 U NS 1 U NS
Methylene Chloride ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS
Acetone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS
Carbon Disulfide ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS
1, I -Dichloroethene ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS I NS
1,1-Dichloroethane ug/L I U 1 U 1 U 1 U 1 U 1 U I U 1 U NS 1 U I U NS 1.3 NS
1,2-Dichloroethene (total) ug/L 1 U 1 U 1 U 1 U 5.4 1 4 3.6 NS 1 U 1 U NS 14 NS
Chloroform ug/L 1 U I U - I U I U 1 U 1.1 1.8 1.7 NS 1 U I U NS 1 U NS
1,2-Dichloroethane u:,/L 1 Ii I U 1 U 1 U 1 U 1 U I U I U NS I U 1 U NS I U NS
2-Butanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS
1,1,1-Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U I U NS 1 U 1 U NS 1.5 NS
Carbon Tetrachloride ug/L I U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U I U NS 1 U NS
Bromodichloromethane ug/L 1 U 1 U 1 U I U 1 U 1 U 1 U 1 U NS I U 1 U NS 1 U NS
1,2-Dichloropropane ug/L 1 U 1 U I U 1 U 1 U 1 b I U I U NS I U I U NS 1 U NS
cis-1,3-Dichloropropene ug/L 1 U 1 U I U 1 U I U I U 1 U 1 U NS I U 1 U NS I U NS
Trichloroethene ug/L I U I U 1 I U 1 U 41 55 54 NS 2 5.2 NS 18 NS
Dibromochloromethane ug/L 1 U 1 U I U I U I U I U 1 U 1 U NS 1 U 1 U NS 1 U NS
1,1,2-Trichloroethane ug/L 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U NS 1 U 1 U NS 1 U NS
Benzene ug/L 1 U 1 U 1 U 1 U 1 U I U 1 U 1 U NS 1 U 1 U NS 1 U NS
Trans-1,3-Di eh I oropropene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS
Bromoform ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS
4-Methy1-2-pentanone ug/L 5 U 5 U 5 U 1 U 5 U, 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS
2-1-lexanone ug/L 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U NS 5 U 5 U NS 5 U NS
Tetrachloroethene ug/L 1 U 1 U 1 U 1 U 1.9 38 120 96 NS 2.6 1 U NS 6.4 NS
1,1,2,2-Tetrachloroethane ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS I U NS
Toluene ug/L 1 U 1 U 1 U 1 U I U 1 U I U 1 U NS 1 U 1 U NS 1 U NS
Chlorobenzene ug/L 1 U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS
Ethylbenzene ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS
Styrene ug/L I U 1 U 1 U 1 U I U 1 U 1 U 1 U NS 1 U 1 U NS I U NS
Xylene (total) ug/L 1 U 1 U 1 U 1 U 1 U 1 U 1 U 1 U NS 1 U 1 U NS 1 U NS

Notes: DUP = Dt plicate sat tple
NS = Not sampled

U = Compound was analyzed for but not detected. Value shown is the metl od detection limit for quantification.
J = Indicates an estimated value.
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Table 2-4
Summary of Groundwater Analytical Results - August 2007

Black & Decker
Hampstead, Maryland

PARAMETER Units
RFW-11ARIVW-1113RFW-1211 RFW-13 RFW-16 RFVV-17 Leister

Wiry
Leister
Res, 01....

Leister
Res. #2

Trip
. Blank

RFW-20 1211V-21 Town #22 Town #23 Trip
Blank

USEPA drinking water method •524.2 
Chloromethane ug/L NS 1 U I U I U NS I U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Bromomethane ug/L NS I U 1 U 1 U NS 1 U I U I U NS 1 U 1 U 1 U 1 U 1 U 1 U
Vinyl Chloride ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Chloroethane ug/L NS 1 U I U I U NS I U 1 U .1 U NS 1 U 1 U 1 U 1 U 1 U I U
Methylene Chloride ug/L NS 1 U 1 U I U NS 1.5 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Acetone ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U
Carbon Disulfide ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS 5 U NA NA NA NA NA
1,1 -Dichloroethene ug/L NS I U I U I U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
1,1-Dichloroethane ug/L NS 1 U I U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
1,2-Dichloroethene (total) ug/L NS 1 U 5.5 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Chloroform ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
1,2-Dichloroethane ug/L NS I U I U 1 U NS 1 U 1 0 I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
2-Butanone ug/L NS 5 U 5 U 5 U NS 5 U , 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U
1,1 ,1-Trichloroethane ug/L NS I U 1 U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U • 0.5 U
Carbon Tetrachloride ug/L NS 1 U 1 U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Bromodichloromethane ug/L NS 1 U 1 U 1 U NS I U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
1,2-Dichloropropane ug/L NS 1 U 1 U 1 U NS 1 U 1 U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
cis-1,3-Dichloropropene ug/L NS 1 U 1 U I U NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Trichloroethene ug/L NS 16 370 3.9 NS 1 U 1 U 1 U NS I U I 0.5 U 0.5 U 0.5 U 0.5 U
Dibromochloromethane ug/L NS 1 U 1 U 1 U NS I U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
1,1,2-Trichloroethane ug/L NS I U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U • 0.5 U 0.5 U
Benzene ug/L NS 1 U 1 U I U NS I U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Trans-1,3-Dichloropropene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Brom° form ug/L NS I U I U I U NS 1 U I U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
4-Methyl-2-pentanone ug/L NS 5 U 5 U 5 U NS 5 U, 5 U 5 U NS- 5 U 10 U 10 U 10 U 10 U 10 U
2-1-Iexanone ug/L NS 5 U 5 U 5 U NS 5 U 5 U 5 U NS 5 U 10 U 10 U 10 U 10 U 10 U
Tetrachloroethene ug/L NS 1 U 34 19 NS 1 U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
I ,I,2,2-Tetrachloroethane ug/L NS 1 U 1 U 1 U NS I U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Toluene ug/L NS I U 1 U I U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5. U
Chlorobenzene ug/L. NS 1 U I U 1 U NS 1 U I U I U NS I U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Ethylbenzene ug/L NS 1 U 1 U 1 U NS 1 U 1 U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Styrene tig/L NS 1 U 1 U I U NS I U I U 1 U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U
Xylene (total) ug/L NS I U 1 U 1 U NS I U I U I U NS 1 U 0.5 U 0.5 U 0.5 U 0.5 U 0.5 U

Notes: Samples from wells RFW-20 & 21, Town-22&23 are analyzed with the USEPA drinking water method 524.2 at the request of the MDE Source Protection and
Appropriation Division. Samples from all of the other wells are analyzed with USEPA Method 8260.
NS = Not sampled
U = Compound was analyzed but not detected.
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analytical data package is included in Appendix D.

As found in earlier sampling events at the Black & Decker facility, TCE and PCE were the

VOCs detected at the highest concentrations in the groundwater samples. The highest

concentration of TCE was detected in the groundwater samples collected from wells RFW-12B

and EW-4 and the highest concentration of PCE was detected in the groundwater sample

collected from wells RFW-4B and EW-9. The remainder of VOCs present were detected at

levels below the Federal Maximum Contaminant Levels (MCL).
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3. OPERATION AND MAINTENANCE OF THE TREATMENT SYSTEM

A summary of the maintenance activities which were undertaken with the extraction and

treatment system during the reporting period (July through September 2007) is provided in Table

3-1. This table is comprehensive in summarizing significant maintenance events or activities,

while not including those activities considered unworthy of note (such as replacement of light

bulbs, lubrication of moving parts as appropriate or other routine activities).

\\Nswc1 \CLIENT \ I \ Industrial \Folders.A-F\B&D-Hampstead 2006-2007\07 Reports \3rd()_2007gwmr \3007GWMR.doc
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Table 3-1
Treatment System Maintenance Activities - 3rd Quarter 2007

Black & Decker
Hampstead, Maryland

Event/Corrective

Jul-07
Micro-Tech Designs onsite for periodic calibration the of the Wet Well, Air
Stripper and the Chemical feed.

Aug-07

The pumps that drain the air stripper column were cycling. The valve in the
ceiling was adjusted to create a steady flow. This caused pressure to build in the
system. Wells EW-3 & EW-8 were turned off temporarily to reduce the pressure.
There was added demand to the system due to a 300-ton chiller used within the
facility. The chiller was drawing additional water from the system. The additional
demand caused the instability in the pumps that drain the air stripper column. The
two wells were off for 66 hours until the pressure could be reduced in the system.
All wells are running again.

\\Nswcl \CLIENT! \ Industrial\ Folders.A-RB&D-Hampstead 2006-2007107 Reports \3rd0_2007gwrnn3q07t3-1.xls



4. RECOMMENDATIONS

For the reporting period of July through September 2007, the treatment system continued to

create a hydraulic boundary preventing off-site migration of groundwater. The extraction system

will continue to operate as currently configured to pump and treat contaminated groundwater.

Depth-to-water measurements will continue to be collected on a monthly basis in all site monitor

wells to construct a groundwater elevation contour map for the site. The groundwater elevation

contour map will be used to verify that the required area of groundwater capture is being

maintained. If necessary, pumping rates will be adjusted to maintain groundwater capture due to

seasonal fluctuations in groundwater elevations. The treatment system will also continue to

operate as currently configured, as data collected have proven that the treatment system is fully

effective in removing VOCs from the extracted groundwater.
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APPENDIX A
GROUNDWATER TREATMENT SYSTEM PUMPING RECORDS•

(JULY - SEPTEMBER 2007)



NE 41r IMO EN SIB 11E1 MS NB NO MI all 1111 11111 INS 4101/1 11111

MARYLAND DEPARTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Operated By:
Maryland Environmental Service
259 Najoles Road, Millersville MD

Facility: BTR Capital Group 
Address: 626 Hanover Pike, Hampstead Maryland 

Permit Number: 02-DP-0022
Operator: Justin Myers

Certification # 8406

Month: JULY
Year # 2007

.......-
Final Effluent outfall 001 1

Outfall 101 Outfall 201 Comments
Da Appearance Discharge

MOD

pli

so

C12

mg/1

rerzda.,i,thria.

vet

1.1.1.nichk,..e.,c

. ugil

Trichlorocthent

ugA

DOD,

mg./1

TSS

mg/1

O&G

mg/1

Flow

MOD

Fccal

rn n

Basin

Inches

1.0

Alum

Gpd

Hypochlorite

Gpd

Post C,I2

mg/1

Tetrachloroethylene

ugA

1.1.1•Trichlumethane

ugA

Triclaoreathene

ugA

Discharge

mgd
1 clr 0.0740 0.00000 0.0 0.0 0.0 0.204465
2 clr 0.0860 0.19100 1.0 10.0 6.0 3.3 0.224121

clr 0.0760 7.2 0.00 0.29600 < 2 3.0 15.0 6.0 4.7 0.187321 ,
4 clr 0.0950 0.21400 6.0 15.0 7.0 3.0 0.251244
5 cldy 0.0830 6.8 0.00 • 0.20300 8.0 2.0 7.0 1.7 0.215354
6 clr 0.0880 0.00000 8.0 0.0 0.0 0.0 0.222376
7 clr 0.0900 0.00000 9.0 0.0 0.0 0.0 0.239155
8 clr 0.0750 0.00000 9.0 0.0 0.0 0.0 0.210498
9 clr 0.0880 0.00000 8.0 0.0 0.0 0.0 0.227667
10 clr 0.0850 0.00000 7.0 0.0 0.0 0.0 0.218605
11 clr 0.0810 8.0 0.00 0.00000• 7.0 0.0 0.0 0.0 0.194059
12 clr 0.0880 O.00000 6.0 0.0 0.0 0.0 0.246741
13 clr 0.0970 8.2 0.00 0.00000 5.0 0.0 0.0 0.0 0.210747
14 clr 0.0840 0.00000 5.0 0.0 0.0 0.0 0.211085
15 clr 0.0740 0.00000 5.0 0.0 0.0 0.0 0.219219
16 clr 0.0940 8.2 0.00 0.00000 4.0 0.0 0.0 0.0 0.231934
17 clr 0.0850 0.24400 4.0 20.0 8.0 1.5 0.228703
18 clr 0.0780 0.22100 7.0 20.0 6.0 3.9 0.201598
19III cldy 0.1720 0.16800 10.0 10.0 6.0 3.8 0.205881
20 clr 0.1640 8.0 0.00 0.00000 10.0 0.0 0.0 0.0

r-
0.205113

21 clr 0.1630 0.00000 10.0 0.0 0.0 0.0 0.211619
22 clr 0.1620 0.00000 9.0 0.0 0.0 0.0 0.232067
23 dr 0.1740 0.00000 9.0 0.0 0.0 0.0 0.243585
24 clr 0.1840 7.0 0.00 0.00000 8.0 5.0 8.0 0.0 0.212439
25 clr 0.1660 < 1.00 < 1.00 < 1.00 8.0 18.0 < 5.0 0.25700 < 2 11.0 5.0 6.0 3.1 < 1 < 1 < 1 0.213187
26 clr 0.1680 0.24100 14.0 5.0 5.0 3.0 0.221510
27 clr 0.1950 6.9 0.00 0.23900 14.0 0.5 2.0 3.0 0.236898
28 clr 0.1560

_

0.03.600 14.0 0.0 0.0 2.8 0.203975
29 clr .0.1.5615.. 0.017:1000 14.0 . 0.0 . 0.0 0.0 0.227755
30 clr 0.1610 0.00000 14.0 0.0 0.0 0.0 0.206030
31 clr 0.1710 7.9 0.00 0.00000 13.0 0.0 0.0 0.0 0.212820
Total 3.7130 68.2 0.00 0.0 0.0 0.0 8 18 0 2.31000 2 253.0 107.5 67.0 33.8 0.00 0.00 0.00 6.77777
Average 0.1198 7.6 <0.10 0.0 0.0 0.0 8 18 0 0.07452 1 8.2 3.5 2.2 1.1 0.00 0.00 0.00 0.21864
Minimim 0.0740 6.8 0.00 0.0 0.0 0.0 8 18 0 0.00000 1 1.0 0.0 0.0 0.0 0.00 0.00 0.00 0.18732
Maximim  0.1950 8.2 <0.10 0.0 0.0 0.0 8 18 0 {0.29600 1 14.0 20.0 8.0 4.7 0.00 0.00 0.00 0.25124 MOR 3-15-07



MARYLAND DEPAR"

Operated By:

Mn VI and Environmental Service

259 Na oles Road, Millersville MD

[WENT ()idle ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230

Facility: 13M Capital Group Pcimit Number: 02-DP-0022 Month: August

Address: 626 Hanover Pike, Hampstead Maryland Operator: Justin Myers Year: g 2007
Certification it 8406

Final Effluent outfall 001 Outfall 101 Outfall 201Comments
Date Appear:Ince Discharge

MOD

pH

su

Cl2

mg/I

TetrAAloroethylrne

ag4

I. 1.1.Trichloroethme

.0

Trichloroethene

41

BO D5

ine/1

TSS

ing/I

OgiO

mg/I

Flow

MOD

Fecal

mjt

Hasin

Inches

Alum

Gpd

l{vpachlorik

Opdg

Post Cl Thhoro,tht i.1.i.Trichho,o,th,, Thd,ho,th,v, Discharge

S
1 clear 0.1000 0.00000 14.0 0.0 0.0 0.0 0.229436

2 clear 0.0760 0.00000 14.0 0.0 0.0 0.0 0.196801

3 clear 0.0960 8.2 0.00 0.00000 14.0 0.0 0.0 0.0 0.208201

4 clear 0.0380 0.00000 14.0 0.0 0.0 0.0 0.228884

5 clear 0.0850

6 clear 0.0890 0.18300 10.0 15.0 6.0 2.3 0.209853

7 clear 0.0890 6.7 0.00 0.19500 4 12.0 15.0 8.0 3.3 0.253401

8 clear 0.0850 < 1.00 < 1.00 < 1.00 6.0 16.0 < 5.1 0.26800 12.0 5.0 8.0 3.4 0.230016

9 clear 0.0370 6.6 0.00 0.25600 14.0 15.0 7.0 5.0 0.227382

10 clear 0.0820

11 clear 0.0860 0.25000 14.0 5.0 6.0 3.4 0.227367

12 clear 0.0900 0.00000 14.0 0.0 0.0 3.7 0.256003

13 clear 0.0900

14 clear 0.0880 7.3 0.00 0.00000 14.0 0.0 0.0 0.0 0.132206

15 clear 0.0850 0.00000 14.0 0.0 0.0 0.0 0.187270

16 clear 0.0800 7.4 0.00 0.00000 14.0 0.0 0.0 0.0 0.218523

17 clear 0.0970 0.00000 14.0 0.0 0.0 0.0 0.233240

13 clear 0.0790 0.00000 14.0 0.0 0.0 0.0 0.205632
19 clear 0.0790

20 clear 0.0820 0.00000 14.0 0.0 0.0 0.0 0.229600
21 clear 0.0760 6.6 0.00 0.00000 11.0 0.0 0.0 0.0 0.195841
22 clear 0.0910 0.00000 10.0 0.0 0.0 0.0 0.243062
23 clear 0.0710

24 clear 0.0820 6.8 0.00

25 clear 0.0730

26 clear 0.0780
,

0.00000 6.0 0.0 0.0 0.0 0217204

27 clear 0.1240

28 clear 0.1290 7.1 0.00

29 clear 0.1130

30 clear 0.1030 7.0 0.00

31 clear 0.1220

Total 2.8000 63.7 0.00 0.0 0.0 0.0 6 16 0

Average 0.0903 7.1 <0.10 0.0 0.0 0.0 6 16 0

Minimim 0.0710 6.6 0.00 0.0 0.0 0.0 6 16 0

Maximim 0.1290 3.2 <0.10 0.0 0.0 0.0 6 16 0 MOR 3-15-07

11111 11111 41111111 NM 1111 EN 11111 INS INN EN NEI 11111 1111111 all NB 111111 ell, NM



Operated By:

Maryland Environmental Service
259 Najoles Road, Millersville

NIB Mill MO INN MO MIN MINI le SIM NMI Ili MIN III VIII Ell

YLAND DEPARTMENT of the ENVIRONMENT, WATER MANAGEMENT ADMINISTRATION, 1800 WASHINGTON BLVD, BALTIMORE, MD 21230
Faeility:BTR Capital Group
Address: 626 Hanover Pilce, Hanipateaci Maryland

Permit Number 02-DP-0022

Operator Justin Myers
Coslilloalion# 806

Month: Sept

Year # 2007

Final Effluent outfall 001 Outfall 101 Outfall 201 CommentsDate Appearance Discharge

MOD

pH

su

C12

mg/I

remehloreethylate

IS

1,13.7Tichlaoefhalo

nr/1

Triablegoathena

awl

ROD,

mg/1

TSS

mg/I

Otte

mg/1

Flow

MOD

Fecal

mpri

Basin

Inches

12.0

Alum

Opd

tlypochlerite

Oyd

Post C12'retra;bieroserytene

mg/I nill

1,1,l-ltfirootano

tigil

"Itichlotoeftne

lie

Discharge

mgd
1 clear 0.1160 . 0.00000 0.0 0.0 0.0 0.213490
2 clear 0.0940. 0.00000 14.0 0.0 0.0 0.0 0.1813 19
3 clear 0.1210

0.00000 9.0 0.0 0.0 0.0 0.233673
4 clear 0.1090 7.3 0.00 0.00000

..

7.0 0.0 0.0 0.0 0.211704
5 clear 0.1690 0.31500

-....
4.0 5.0 4.0 3.0 0.199536

6 clear 0.1770 7.4 0.00 0.35700 13 7.0 10.0 3.0 43 0.209575
7 clear 0.1730 0.37600 10.0 10.0 6.0 2.0 0.193160
8 clear 0.1980 0.40700 14.0 15.0 4.0 3.3 0.234268
9 dear 0.1600 0.00000 14.0 0.0 0.0 2.1 0.196039
10 , clear 0.1780 0.00000 14.0 0.0 0.0 0.0 0.216000
11 clear 0.2090 7.3 0.00 0.00000 11.0 0.0 0.0 0.0 0.237962
12 clear 0.1730

-,
0.00000 9.0 0.0 0.0 0.0 L 0.233729

13 clear 0.1690 7.7 0.00
1-

0.00000 8.0 0.0 0.0 0.0 0.251199
14 clear 0.1750 0.00000 7.0 0.0 0.0 0.0

....
0.221231

15 clear 0.1630
,-

0.00000 6.0 0.0 0.0 0.0 0.228765
16 clear 0.1630 0.00000 5.0 0.0 0.0 0.0 0.228785
17 clear 0.1710.

H
0.00000

r--
5.0 0.0 0.0 0.0

_

0.245043
18 clear 0.1610 7.4 0.00 0.24100 5.0 10.0 6.0 5.0 L 0.223899
19 clear 0.1690. < 1.00 < 1.00 < 1.00 4.0 10.0 8.4 0.25000 2 7.0 15.0 6.0 5.0 0.231663

.

20 dear 0.1860 7.1 0.00 0.31000 11.0 5.0 2.0 1.9

,

L 0.252853
21 cleat 0.1500 0.b0000 9.0 0.0 0.0 0.0 0.195334
22 clear 0.1610 0.00000 8.0 0.0 0.0 0.0 0.220658
23 clear 0.1730 0.00000 8.0 0.0 0.0 . 0.0 0.247072
24 clear 0.1620 0.29300 5.0 20.0 6.0 1.5 0.220646
25 clear 0.1780 7.3 0.00 0.30500 9.0 20.0 3.0 1.7 0.239564
26 cleat 0.1600 0.33400 < 2 11.0 15.0 3.0 5.0 0.218883
27 clear 0.1620 7.3 0.00 0.35400 14.0 25.0 6.0 2.0 0.222123
28 clear 0.1450 0.63000 14.0 10.0 2.5 1.7 0.223136
29 clear 0.1210 0.00000 14.0 0.0 0.0 0.0 0.223136
30 . clear 0.1630 0.00000 14.0 0.0 0.0 0.0 0.239652

, 31

VTotal 4.8090 58.8 0.00 0.0 0.0 0.0 4 10 8 4.17200 16 285.0 160.0 51.5 38.5 0.00 0.00 0.00 6.69410
Average 0.1603 7.4 <0.10 0.0 0.0 0.0 4 10 8 0.13907 5 9.5 - 5.3 1.7 1.3 #DIV/0! #DIV/0! #DIV/01 0.22314
Minimim 0.0940 7.1 0.00 0.0 0.0 0.0 4 10 8 0.00000 1 4.0 0.0 0.0 0.0 0.00 0.00 0.00 0.18132
Maximim 0.2090 7.7 <0.10 0.0 0.0 0.0 4 10 8 0.63000 13 14.0 25.0 6.0 5.0 0.00 0.00 0.00 0.25285 MOR 3-15-07
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APPENDIX B
DISCHARGE MONITORING REPORTS

(JULY - SEPTEMBER 2007)
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-.- IIIIIII IIIII Mill MIMI
U.

INS NMI IIIIIIII

PERMITTEE 
d

NAME/ADDRESS Incre
ifFacility Name/Location i lent •

NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM INPDES)
DISCHARGE MONITORING REPORT (OMR)

(2-16) (17.19)

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

State Discharge Permit
02-DP-0022

Form Approved. 12345
OMB No. 2040-0004.
Approval expires 05-31-98

Hampstead, MD 21074
MONITORING PERIODFACILITY Black and Decker WWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 07 01 TO 07 07 31 *** NO DISCHARGE ***
ATTN:

(20-2!) (22-23) (24-25) ( 26-27 ) ( 23-29 ) (30-31) NOTE: Read instructions before completing this form.
PARAMETER

(32.37)

( 3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

( 4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) (46-53) (54.6!) • 

—
NO.
EX

(62-63)

FREQUENCY
OF

ANALYSIS

(64.68)

SAMPLE
TYPE •

(69-70)
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

BOD,
(20 DEG. C)

00310 1 0 0...
EFFLUENT GROSS VALUE

MEASUREMENT 8 ( 19) 0
ONE/

MONTH
GRAB

•
QtAgr I
motqq•

,
B

...;*ii3iiif:''::
:. riou*,440;';:

. .4,..**4;:ii• • " ..
.•, i: ••••.- .-

•4,..'*f4 , • ... , . .„.
******.

••••....,.,.. ''' '-v• •• ***ie.*
•_ - 01..•• .:

pH

00400 1 0 0
EFFLUENTEFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ****** 6.8 ****** 8.2 ( 12) 0
TWO/

WEEK
GRAB

'

.
VI '
• •WEEK• ., .

la
. •• ! , •

GRAB ,
.,.:.

: ' Pg!ii•A it i .: • ,,!. ***** • t:

.v... k., -
'*ikiii. . • ,.. .-

****...•.f,;': v. -•
' .' ,. ..

;• .• •.•,.. .:',•:!:. •i •

- ..-;.;;;.,.:...!,,....;:

•

' " ..!

.. •-: , •1; SU
SOLIDS, TOTAL
SUSPEND.ED
00530 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 

****** ****** ****** 18 18 ( 19) 0
ONE/

MONTH
GRAB

•

:•::

01:4 
.i;.i TH
••

. :-.°..; • :" '• POmrk"4:',;`:•.:9E4100;lifit,;-'. ;t*****'.. 
...

::**44.**. -
, .'1".':.-4' . *. • 'Ii''.** ks*J":" :--:'

iSCik.; —

,i." .• i. i :,...7  L p

.iii• 1̀ ) l' i .

Y. '.,,, '.1." iS MG/L
FLOW, IN CONDUIT OR.
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 119774 195000 ( 07) ****** ******

._
****** 0

MEASURED RECORD

o.4:pv..? P R.„ CORP ' .

,-,
'..'''..4'lit '?OpilaEt : :•:.'.:.4e..''".° r". .. 

. PO.., ''. GPD
******  ..... . ** *

r-i
.

,.  

,••
`  *4

****

CHLORINE, TOTAL
RESIDUAL
50060 1 0 0****
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 

****** ****** ****** <0.1 <0.1 ( 19) 0
ONE/

MON11-1
GRAB

'
 -

64fiiii ''
'r. . 
GRAB'

: RMIlil 5. i , **Wyle**.ii ***44*- ' - ****.#*. ,-
i .1

••ONE!
. -• •-' MG/L

TETRACHLOROETHYLENE

34475 1 0 0E/V
EFFLUENT GROSS VALUE_

SAMPLE
MEASUREMENT 

****** ****** ****** ****** 0 0
ONEJ

MONTH
GRAB

.P.FFP,MT..ii.f•;;:;RE.qpiepAE6rr.,:.. *.**.**. , .:
**i**

****
. . •ki :„.kti

...•

.....GRAB .
•••,•••:•:-.D...,

.'• *****4c
.
..• W*.***.*. Li• -- ...i ; -.... . ug/1

1,1,1-TRICHLOROETHANE

34506 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ****** ****** ****** 0 0
()NE/
MONTH

GRAB

- 7 .POIT.!-'.!.• : .::•** iv**,;;;144:0001.AgOi"::;:::,...:-..,,I.f. , - , ****;4.• '.% PK-
Nom:: ....:,GRAB.

_ .... ,
- .*** :•••!

-. ;

. 
.•:*.4i*O.;*;

- . • . ' ' .i. ,.7..

.. , ,-
-.

7.!•,.•: . .!. ugh 1
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of law that Ws document and all attachments mre prepared

under my direcUon or supervision In accordance viith a system designed to assure
that qualified personnel properly gather and evaluate the information submitted.
Based on my Inquiry of the person or' persons v.ho manage the system. or those
persons directly responsible for gathering the information. the Information submitted
Is, to the best of my knoWedge and belief. true, accurate, and complete. I am aware
that there are significant penalties for submitling false information. Including the
possibility of fine and imprisonment for knoviing violations.

:
TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350 07 08 21

.

::........------

S1GNATU; 'SF PRINCIPA

. OR AUTHO

EXECUTIVE

ED AGENT
TYPED OR PRINTEDOFF AREA

COE NUMBER YEAR MO DAY
COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all nanclunents here)

"EPA-Form 3320.4-01-e-ni-95)

PAGE 1 09 2



PERMITTEE NAMEJADDRESS_finthrdeFacility Name/Location ifdiptent)
NAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge PermitDISCHARGE MONITORING REPORT (DMA)
(2-16) (17-19) 02-DP-0022

ADDRESS 626 Hanover Pike MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345
OMB No. 2040-0004.

05-31-98
Hampstead, MD 21074

MONITORING PERIOD Approval expires
FACILITY Black and Decker VVVVTP YEAR MO DAY YEAR MO DAY
LOCATION 626 Hanover Pike FROM 07 07 01 TO 07 07 31 *** NO DISCHARGE ***
ATTN: (20.2/) (22-23) (24-25) (26-27) (28-29) (30-31) NOTE: Read instructions before completing this form.

PARAMETER

(32-37 )

(3 Card Only) QUANTITY OR LOADING
(46-53) (34-6!)

(4 Card Only) QUANTITY OR CONCENTRATION
(38-45) (46-53) (54-61 )SAMPLE

EX

(62-63)

FREQUENCY

ANALYSIS

(64-68)

TYPE

( 69-70)
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

TRICHLOROETHENE

79141 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT 

****** ******

****

****** ****** 0

ugh I

0
ONEJ

MONTH
GRAB

....'''...• - .• •,:'•;:,••POIM.IT:!,-•. .

::.0.4.quiRcio.ENT ;-::.- -:.:....... • •

- •• - ••••:•:, A.7i
' *Iili- *:•...- 1•.';

•:,.--....!:,,,-. -.
.7y:, - .; - -• -Y...%.1
.'.•••••*1",440i•ii - -

" -• ;,..
. .,, •
. 004* -.„ .

• ' •• :••• -'•••
..*0**,

'''''.'1.::;i:;'''-.;•••

fr,:,,,>•-••:,:

-.4 ,.•: .•.:".•5.

4 z.,-,c,.;;

'

oNE/...1

MONTH' GRAB
:

OIL AND GREASE
TOTAL RECOVERABLE
70030 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

****** ******

****

****** 0 0 ( 19)

MG/L

0
ONE/

MON TH
GRAB

•:.::,.:4.•:.fr,'Ef041.T..- .. ....•,'.****** - • :*** **'
..:.:, ..,..-.:v4.-.0 .... n 4
:.:4-'4.44**ii...

,E.,
......

., '
,.,..

3;49ktV :-• i
GRAB

i• -
SAMPLE

MEASUREMENT

. %.:.' pERMIT•4:f. • ::..... .. . •• . ,...• .•
'..i..FIEOUIRMET.,:. •-

‘.. '1.• ' !'''' ; 4 ' .1.:. .. .
.
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,, .2:. d,  NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penally of law that ells document and all attachments were prepared
under my direction or supervision In accordance with a system designed to assure
that qualified personnel properly gather and evaluate the information submitted.
Based on my Inquiry of the person or persons vtho manage the system, or those
persons directiy responsible for gathering the information, the information submitted
is, to we best of my knovAeOge and belief, true, accurate, and complete. I am aware
that there are significant penalties for submitting false information. Including the
possibility of fine and Imprisonment for knowing violations.

'--7

4

/ ; K.

TELEPHONE D A T E
Jim Harkins, Director MES

410 729-8350 07 08 21

- ----"-77 ,
SIGNATURitfPRINCIPAL EXECUTIVE

"i o R AUTHORIZ.0

_,

AGENT
TYPED OR PRINTEDOFFICE AREA

CODE
NUMBER YEAR MO DAYNT AND EXPLANATION OF ANY VIOLATIONS(Reference all attachments here)

PA Form 3320-1 (Rev. 8-95)
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11111 IND an EN On UN INS 111111 I. 1111 111111 Inn

PERMITTEE NAME/ADDRESS includeFacility Nanze/Location jfdtfjeieittJ
NAME AG/GFI Hampstead, Inc
ADDRESS 626 Hanover Pike

Hampstead, MD 21074
FACILITY Black and Decker WWTP
LOCATION

ATTN:

626 Hanover Pike

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge PermitDISCHARGE MONITORING REPORT (DAIR )
( 2-16) (17-19) 02-DP-0022

MD0001881
PERMIT NUMBER

101
DISCHARGE NUMBER

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98

FROM

MONITORING PERIOD
YEAR MO DAY

TO

YEAR MO DAY

07 07 01 07 07 31 *** NO DISCHARGE ***
( 20-21 ) ( 22-23 ) ( 24-25 ) (26-27) (28-29) (30-31) NOTE: Read Instructions before completing this form.

PARAMETER

( 32-37 )

(3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

(4 Card Only) QUANTITY OR CONCENTRATION
(38-43) ( 46-33) (54-6!) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

(64-68)

SAMPLE
TYPE

(69-70)
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0

EFFLUENT GROSS VALUE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty 0110w !hat tNs document and PI attachments were prepared
under my direcUon or supervision In accordance with a system desig ed to assure
that qualified personnel pniperly gather and evatuate the informalion submitted
Based on my Inquiry of the person or perions who manage the system, or those
persons directly responsible for gathenng the Information, the Information submitted
Is, to the best of my knowledge and belief, true, accurale, and compete. I am aware
Oral there are significant penalUes for submitUng false Information. Including the
Possibility of One and impdsonnient for knowing violations

Sr
TELEPHONE D A T E

Jim Harkins, Director MES

410 729-8350 07 08 21

,.

.

SIGNATWJt ,RNCIPAL

OFFI AUTHORIZ

CUTIVE

AGENT
TYPED OR PRINTED

AREA
a DE

NUMBER YEAR MO DAY
COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments here)

-EPA Form 3320-1 (Rev. 8-95)

PAGE 1 OF 1



PERMI TT EE NAME/ADDRESS Ili:chute
Facilily Name/Lorotion if dig-bent)

NAME AG/GFI Hampstead, Inc

• • •
NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) State Discharge PermitDISCHARGE MONITORING REPORT (GM!?)

(2.16) (/7.19) 02-DP-0022
ADDRESS 626 Hanover Pike MD0001881

PERMIT NUMBER

001
DISCHARGE NUMBER

Form Approved. 12345
OMB No. 2040-0004.

Hampstead, MD 21074 MONITORING PERIOD Approval expires 05-31-98
FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 08 01 TO 07 08 31 *** NO DISCHARGE I ***
ATTN: ( 20-21 ) 22.23 24-25 26-27 28-29 30-31 NOTE: Read Instructions before completinq this form.

PARAMETER

(32.37)

( 3 Card Only) QUANTITY OR LOADING
(46.53) ( 54-61 )

(4 Card Only)
(38-45)

QUANTITY OR CONCENTRATION
(46.53) - ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS
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SAMPLE
TYPE

( 69-70 )
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of law that thls document and all attachments were prepared
under my direction or supervision In a cordance with a system designed to assure
that qualified personnel properly gather and evaluate the Informalion submitted.
Based on my Inquiry of the person or persons who manage the system, or those
persons direcUy responsible for gathering the Information, the Information submitted
Is. to the best of my knowiedge and belief, true, accurate, and complete. tam °mare
that there are significant penalties for submitting false Information includIng the
possibility of fine and imprisonment for knowing violations.
•• •

TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350. 07 09 27SIGNAT

F ER

...,-...-----
OF PRIN

OR AUT

IPAL EXECUTIVE

ORIZED AGENT
TYPED OR PRINTED

.-.. — ..................— .„
AREA
CODE

NUMBER YEAR MO DAY

EPA-F31W53-25-71Rev. 8-95)

c e ence ric onerns here

PAGE 1 OF 2
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MINI MIMI =III MINI IIIIII 1111111 IMO IIIIII 411,11 1•11

PERMITTEE NAME/ADDRESS fhtclude
Facility Nanic/Localion if diffetent)
NAME AG/GFI Hampstead Inc
ADDRESS 626 Hanover Pike

Hampstead MD 21074

NATIONAL POLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT ( DA1R ) State Discharge Permit

(2.16) (17-19) 02-DP-0022

MD0001881
PERMIT NUMBER

001
DISCHARGE NUMBER

MONITORING PERIOD
FACILITY Black and Decker VVWTP YEAR MO DAY

TO

YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 08 01 07 08 31
ATTN: (20.21) (22-23) (24-25) (26-27) (28-79) ( 30-31 )

Form Approved. 12345

OMB No. 2040-0004.

Approval expires 05-31-98

*** NO DISCHARGE ***

NOTE: Read instructions before completing this form.

PARAMETER

( 32-37 )

( 3 Card Only) QUANTITY OR LOADING
(46-53) ( 54-61 )

(4 Caul Only)
( 33-45 )

QUANTITY OR CONCENTRATION
(46-53) ( 54-61 ) NO.

EX

(62-63)

FREQUENCY
OF

ANALYSIS

(64-68)

SAMPLE
TYPE

( 69-70 )AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS
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MEASUREMENT
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'f'finil 1: E,E , 
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER

I certify under penalty of taw that this document and all attachments ante prepared
under my direction or supervision In accordance YAM a system designed to assure
that qualified personnel properly gather and evaluate the Information submitted.
Based on my inquiry of the person or persons who manage the system, or those
persons directly responsible for gathering the Information. the Information submitted
5. 10 the best of my knowledge and belief, tme, accurate. and complete. tore aware
that there are signIncant penalties for submitting false Information, including the
possibility of fine and imprisonment for boon-log violations.

.
TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350 07 09 27
._

SIGNAT
/
RE PRINCIPAL ECUTIVE

R AUTHORIZ 0 AGENTTYPED OR PRINTED AREA
CODE

NUMBER YEAR MO DAY

COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments tier-c)

EPA Form 3320.-1 (Rev. 8-9S) PAGE 2 OF 2



PERMITTEE NAME/ADDRESS_fhichtde
Facility Name/Locntion if (/iffetent)
NAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE
DISCHARGE MONITORING
( 2-16)

ELIMINATION SYSTEM (NPDES)

REPORT (L)MR)State
(17-19)

Discharge Permit
02-DP-0022

ADDRESS 626 Hanover Pike MD0001881 101 Form Approved. 12345
PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.

Hampstead, MD 21074 Approval expires 05-31-98MONITORING PERIOD
FACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAY

LOCATION 626 Hanover Pike FROM 07 08 01 TO 07 08 31 *** NO DISCHARGE ***

ATTN: (20-2!) (22-23) (24-25) 26-27) 28-29 30-3/ NOTE: Read instructions before completing this form.

PARAMETER

(32-37)

(3 Card Only ) QUANTITY OR LOADING
(46-53) (54.6!)

(4 Card Only) QUANTITY OR CONCENTRATION
( 38-45 ) (46-33) ( 54-61 ) NO.

EX

(52-63)

FREQUENCY
OF

ANALYSIS

( 64-68 )

SAMPLE
TYPE

(69.70)
AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE
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NAME/TITLE PRINCIPAL EXECUTIVE OFFICER

I certify under penalty of law that this document and all attachments %ere prepared
under my direction or supervislon In accordance with a system designed to assure
that qualified personnel properly gather and evaluate the Information submitted.
Based on my inquiry of the person or persons who manage die system. or those
Persons directly responsible for gathering the Information. the Information submitted
is. to the best of my knovAedge and belief, hue. accurate. and complete I am aware
thal there are significant penalties for subnillting false information. Including the
possibility of fine and Imprisonment for knowing 

violations..

TELEPHONE DATE

Jim Harkins, Director MES

410 729-8350 07 09 27

/

..ailk

SIGNATU - - 
VI 

PRINCIPA

OFFI II RI- AUTHORI
l

EXECUTIVE

0 AGENTTYPED OR PRINTED AREA
CODE

NUMBER YEAR MO DAY

NO EXPLANATION OF ANY VIOLATIONS(Re (trance cdl aline inienis here)

(Hey. 8-95)
PAGE 1 OF 1
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11111 1.111M. 111111

PERMITTEE NAM SS ilnclydeFacility Narnelollfrfdprent)
NAME AG/GFI Hampstead, Inc

GO ADDRESS

C

a

626 Hanover Pike

Hampstead, MD 21074
co FACILITY Black and Decker WWTP

LOCATION 626 Hanover Pike
ATIN:

PARAMETER

, (32-37)

BOD, 5-DAY
(20 DEG. C)

00310 1 0 0
EFFLUENT GROSS VALUE

pH

00400 1 0 0
EFFLUENT GROSS VALUE

SOLIDS, TOTAL
SUSPENDED
00530 1 0 0
EFFLUENT GROSS VALUE

44 FLOW, IN CONDUIT OR
Ei.1) THRU TREATMENT PLANT
50050 1 0 0

r;) EFFLUENT GROSS VALUE

CHLORINE, TOTAL
RESIDUAL
50060 1 0 0
EFFLUENT GROSS VALUE

TETRACHLOROETHYLENE

.?„34475 1 0 0
EFFLUENT GROSS VALUE

(e•ni 1,1,1-TRICHLOROETHANE
0
;134506 1 0 0
EFFLUENT GROSS VALUE

NAMEMTLE PRINCIPAL EXECUTIVE OFFICER

SAMPLE
MEASUREMENT

Jim Harkins, Director MES

(3 Card Only)
(46-53)

AVERAGE

NATIONAL POLUWSCHARGE ELIMINATION SYSTEM (NPOES)
DISCHARGE MONITORING REPORT ( DMR )

(2-16) (17-19)

MD0001881
PERMIT NUMBER

. FROM

001
DISCRARGENI/MBER

MONITORING PERIOD
YEAR MO DAY YEAR

07 09
MO DAY

01 
TO 07

(20-21) (22-23) (24-25) (26-27)
QUANTITY OR LOADING (4 Card Only)

(54-61) (38-45)

MAXIMUM

****** ******

UNITS

I certify under penalty of law that eds docubent and ell agadvnents were prepared
wrier my directon or supervisktn In accrirdance Wei a system designed to assure
that queened personnel properly gather and evaluate the informatbn submitted
Based on my Inquiry of the person or persons who menage the system. or Mose
persona directly responsible for gathering the Information, the Info:merlon submitted
ls, fo the best of my knowledge and belief, hue, accurate, and complete. I am Mare
that there are significant penalties for subrritilrg %Ise InfomiatIon, IniudIng theTYPED OR PRINTED possibaity of fine and Imprisonment for Imirm4ng violations. 

a ;OMMENT AND EXPLANATION OF ANY VIOIATIONS()feference all attachments here)

tr,
e

a

MINIMUM AVERAGE

****** ******

MINI MINI INN

State Discharge Permit
02-DP-0022

I.
Form Approved. 12345
OMB No. 204041004.
Approval expires 05-31-08

09 30 *** NO DISCHARGE   ***
(28-29) (30-31) NOTE: Read instructions before completing this form.

QUANTITY OR CONCENTRATION FREQUENCY
(46-53) (54-61)  NO. OF

EX ANALYSIS

(62-63) (64-68)
MAXIMUM UNITS

( 19) ONE/

MONTH

SAMPLE
TYPE

(69-70)

GRAB

DATE

Form 3320-1 (Rev. 8-95)
PAGE 1 OF 2



PERMITTEE NAME/ADDRESS lincludeFacility Name/Location if d tent)
NAME AG/GFI Hampstead, Inc

NATIONAL POLUTANT DISCHARGE
DISCHARGE MONFTORING

(2-16)

ELIMINATIONSYSTEM (NPDES)
REPORT (DMR )

17-19

State Discharge Permit
02-DP-0022co ADDRESS 626 Hanover Pike MD0001881 001 Form Approved. 12345

PERMIT NUMBER DISCHARGE NUMBER OMB No. 2040-0004.Hampstead, MD 21074
Approval expires 05-31-98MONITORING PERIODFACILITY Black and Decker VVWTP YEAR MO DAY YEAR MO DAYLOCATION 626 Hanover Pike FROM 07 09 01 TO 07 09 30 *** NO DISCHARGE ***ATTN.

(20-21) (22-23) (24-25) (26-27) (28-29) (30-31) NOTE: Read Instructions before completing this form.

H
 
E
N
G
 
S
E
R
V
I
C
E
S
 

4
1
0
7
2
9
8
3
4
0
 

PARAMETER
( 32-37 )

TRICHLOROETHENE

79141 1 0 0
EFFLUENT GROSS VALUE

OIL AND GREASE
TOTAL RECOVERABLE
70030 1 0 0
EFFLUENT GROSS VALUE

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

SAMPLE
MEASUREMENT

(3 Card Only) QUANTITY OR LOADING (4 Card Only) QUANTITY OR CONCENTRATION
38-45 46-53 ' 54-61

46-53 (34.6!)

AVERAGE MAXIMUM UNITS

`C NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I cedIfy under penalty of law Owe lilts document and all a eadvnents were preparedLL,  under my direction or supervislon In accattalce wtth a system designed to assure
that queened personnel plopetty paler and evaluate the information subnaterl.
Based on mY Wein of the person or persons who manage the sYstem. or those
persons directly responsible for gathering the information, the Intimation submitted
Is, to the beet of my knowledge and belief, true, Kele% BrEl elmiPlete I ern were
that there are sIgnifical peraltes forsubrnIttIng rEdse Intommeon. Inc/tiding ther— TYPED OR PRINTED passibility Of ithe ard Imprlsonment for knowrng violations.

(0 Jim Harkins, Director MES

0
°COMMENT AND EXPLANATION OF ANY VIOLATIONS(Reference all aaachmenes here)

eNi

PA Form 3320-1 (Rev. 8-95)

MINIMUM

 CON
ATU

FFIC

AVERAGE

NCIPAL ECUTIVE

OR, UTHORIZ AGENT

(62-63)

TELEPHONE

FREQUENCY
OF SAMPLE

ANALYSIS TYPE
(64-68) (69-70)

ONE/

MONTH

ONE/

MONTH

410 729-8350 07 
AREA NUMBER YEARCODE

DATE

PAGE 2 OF

INN S. SIM 1111 NM 111111 NMI Ell MO NMI NM al MI ...



1111111 1111,111

PERMITTEE NAM ES.Sjlnc4ideFacility Name/Lo tf dVtent)
NAME AG/GFI Hampstead, Inc

0111 11111 0111 MEI VIII 1111111 111111 11111 INN 0111 MID
NATIONAL POL 

fir
ISCHARGE ELIMINATION SYSTEM (NPDES)

( 2-16) ( 17-19 ) 

State Discharge PermitDISCHARGE MONITORING REPORT (DMR)

00 ADDRESS
0
o

626 Hanover Pike

.0. Hampstead, MD 2107.4

(5)
LOCATION

FACILITY Black and Decker WWTP
626 Hanover Pike

ATTN:

PARAMETER

( 32-37 )

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

COLIFORM, FECAL
GENERAL
74055 1 0 0
EFFLUENT GROSS VALUE

Cl,

4
1
0
7
2
9
8
3
4
0
 

r5.
r•-•
C•I

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER

Jim Harkins, Director MES

(3 Card Only)
( 46-53 )

AVERAGE

MD0001881
PERMIT NUMBER

FROM

101
DISCHARGE NUMBER

MONITORING PERIOD
YEAR MO DAY

07 09 01
(20-2!) (22-23) ( 24-25 )

02-DP-0022
Form Approved. 12345
OMB No. 2040-0004.
Approval expires 05-31-98

YEAR MO DAY 
To 07 09 30 *** NO DISCHARGE   ***
( 26-27 ) ( 28-29 ) ( 30-31 ) NOTE: Read Instructions before completing this form.

• QUANTITY OR LOADING (4 Card 0116,) QUANTITY OR CONCENIHATION( 54-61 ) (38-45) (46-53) ( 54-61 )

MAXIMUM UNITS MINIMUM AVERAGE . MAXIMUM

139067 630000 ( 07) ****** ****** ******

GPD

I certify under peneltiof law dial thin docinnent and all attachments sere prepared
uncier my diteLlon or supenrisbn In accordance with a system designed to assure
that qualified personnel properly gather and evaluate the infomlatlan submitted
Based on my Inquiry of the person or persons who manage the system, or those
persons directly responsible far galherfng the InfOrmation. die Mforrnallon submItted
Is. ID the hostel my knowledge and belief. We, accurate. and completes em aware
that there are sianilicart penottles for submitting false &demotion Including thet-- TYPED OR PRINTED passibility or rine mid Imprisonment for krer"ing violation°.

a COMMENT AND EXPLANATION OF ANY VIOLATIONS( Reference all attachments here)est

or.

SIGNATURE

OFFICE

F INCIPAL.

AUTHORIZ

UTNE

AGENT .

UNITS

TELEPHONE

NO.
EX

(62-63)

FREQUENCY
OF SAMPLE

ANALYSIS TYPE

(64-68) ( 69-70)
ONE/

MONTH
GRAB

GRAB

DATE

410 729-8350 07 10 23
AREA
CODE

NUMBER YEAR MO DAY

a  
EPA Form 3320-1 (Rey. 8-95)

PAGE 1 OF 1



PERMITTEE NAME/ADDRESSJ7ncIude
Facility Narne/Locationif di rent)
NAME AG/GA Hampstead, Inc

NATIONAL POLUTANT DISCHARGE
DISCHARGE MONITORING

(2-16)

ELIMINATION SYSTEM (NPDES)
REPORT (DMR)
( 17-19)

State Discharge Permit
02-DP-002200 ADDRESS 626 Hanover Pike MD0001881 201 Form Approved. 12345

PERMIT NUMBER =CHARGE NUMBER OMB No. 2040-0004.Q Hampstead, MD 21074
Approval expires 05-31-911MONITORING PERIODFACILITY Black and Decker WWTP YEAR MO DAY YEAR MO DAYLOCATION 626 Hanover Pike FROM 07 07 01 TO 07 09 30 *** NO DISCHARGE ***ATTN:

(20-21) (22-23) (24-25) ( 26-27 ) (28-29) (30-3!) NOTE: Read instructions before completing this form.

4
1
0
7
2
9
8
3
4
0
 

PARAMETER
(32-37)

FLOW, IN CONDUIT OR
THRU TREATMENT PLANT
50050 1 0 0
EFFLUENT GROSS VALUE

TETRACHLOROETHYLENE

34475 1 0 0
EFFLUENT GROSS VALUE

1,1,1-TRICHLOROETHANE

34506 1 0 0
EFFLUENT GROSS VALUE

TRICHLOROETHENE

79141 1 0 0
EFFLUENT GROSS VALUE

NAME/T1TLE PRINCIPAL EXECUTIVE OFFICER

Jim Harkins, Director MES

TYPED OR PRINTED

a :0MMENT AND EXPLANATION OF ANY VIOLATIONS(Referenee all ruradvnenrs here)CNI

Quarterly Reporti
cv
a

( 3 Card Only) QUANTITY OR LOADING (4 Card 0,1(y) QUANTITY OR CONCENTRATION( 46-53 ) (54-61) (38-45) (46-53 ) ( 54-61 )
AVERAGE

218161

—IVA Form 3320-1 (Rev. 8-95)

MAXIMUM

256003

UNITS MINIMUM AVERAGE MAXIMUM

( 07) ****** ****** ******

GPD

I certify under p3nally of law that this document and of attadunents sere prepared
under my direction or supervision In accordance with a system designed to assure
Oral quelled personnel properly gather and evaluate the inferrnafion submitted.
Based on my Inquiry of the person or persons who manage the system. or Mose
persona directly responsible for gathertro the Information, the Information subleatted

10 the best of my kneviedge end belief, true, accurate and complete lam mere
that there are significant penaltles rer stir:Maine false information, inducing the
possIblity of tine and Imprisonment for Telemann vielatlerre..

RINCIPAL XECUTIVE

AIJTHORIZdb AGENT

410

UNITS

0

FREQUENCY
NO. OF SAMPLE
EX ANALYSIS TYPE

(62-63) (64-68) (69-70)
MEASURED RECORD

GRAB

GRAB

GRAB

TELEPHONE DATE

729-8350 07 10 23
AREA
CODE

NUMBER YEAR MO DAY

PAGE 1 OF 1
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APPENDIX C
GROUNDWATER TREATMENT SYSTEM ANALYTICAL RESULTS

(JULY - SEPTEMBER 2007)



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 • 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

A07071329

Black & Decker WWTP

7/25/2007

MES_A

Black & Decker WWTP

_Sample # A07071329-01 Sample Date:. 7/25/2007 10:15

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Test

BOD-5

Total Suspended Solids

Matrix: Waste Water

Result Units RDL Method Analysis Date Analyst

8 mg/L 2 SM 5210 B 7/26/2007 10:00:00 AM SKent

18 mg/L 5 SM 2540D 7/27/2007 11:46:00 AM JMcGuire

_SaMple # A07071329-01A Sample Date: 7/25/2007 10:15

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5 mg/L

RDL

5

Method 

EPA 1664

Matrix: Waste Water

Analysis Date Analyst

7/25/2007 5:45:00 PM SHess

Sample # A07071329-01B Sample Date: 7/25/2007 10:15

Site: Black & Decker 001

Client Sample ID: B

Sample Comments: None

Test

1,1,1-Trichloroethane

Tetrachloroethene

Trichloroethene

Approved:

Result Units

<1 ug/L

<I ug/L

<1 ug/L

Quality Assurance Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers:

Matrix: Waste Water

RDL Method Analysis Date Analyst

1 EPA 8260B 8/1/2007 4:41:00 PM IMcMullen

1 EPA 8260B 8/1/2007 4:41:00 PM IMcMullen

1 EPA 8260B 8/1/2007 4:41:00 PM IMcMullen

Reported:

Delaware - DE00011 Maryland- #138 Pennsylvania - 68-335

8/17/2007 7:01:15 AM

New Jersey - DE568

Page 1 of 2



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

REPORT OF ANALYSIS

Order Number A07071332

Project Name: Black & Decker WWTP

Receive Date: 7/25/2007

Client Code: MES_A

Project Location: Black & Decker WWTP

Sample # A07071332-01 Sample Date: 7/25/2007 10:40

Site: Black & Decker 201

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst
1,1,1-Trichloroetharte <1 uga., 1 EPA 8260B 8/1/2007 5:12:00 PM IMcMullen
Tetrachloroethene <1 ug/L 1 EPA 8260B 8/1/2007 5:12:00 PM IMcMullen
Trichloroethene <1 ug/L 1 EPA 8260B 8/1/2007 5:12:00 PM IMcMullen

7.2Approved: Reported: 8/17/2007 7:01:17 AM

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 - 454-8720 (FAX)
WVVW.ATLANTICCOASTLABS.COM

Sample # A07080436-01

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Test

BOD-5

Total Suspended Solids

Result Units

6 mg/L

16 mg/L

RDL

2

A07080436

Black & Decker WWTP

8/8/2007

MES_A

Black & Decker WWTP

Sample Date: 8/8/2007 10:55

Matrix: Waste Water

Method 

SM 5210 B

SM 2540D

Analysis Date Analyst

8/9/2007 11:00:00 AM SKent

8/9/2007 12:15:00 PM MTinnerello

Sample # A07080436-01A Sample Date: 8/8/2007 10:55

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Result Units

<5.1 mg/L

RDL Method 

5.1 EPA 1664

Matrix: Waste Water

Analysis Date Analyst

8/14/2007 10:00:00 AM WVanArsdall

Sample # A07080436-01B Sample Date: 8/8/2007 10:55

Site: Black & Decker 001

Client Sample ID: B

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 8/10/2007 6:52:00 PM IMcMullen

Tetrachloroethene <1 ug/L 1 EPA 8260B 8/10/2007 6:52:00 PM IMcMullen

Trichloroethene <1 ug/L 1 EPA 8260B 8/10/2007 6:52:00 PM IMcMullen

Approved: 7)0_

Laboratory Operations Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011

Reported:

Maryland - 4138 Pennsylvania - 68-335

8/29/2007 12:06:35 PM

New Jersey - DE568

Page 1 of 2



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

630 Churchnians Road
Newark, Delaware 19702
302-266-9121 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

REPORT OF ANALYSIS

Order Number A07091004

Project Name: Black & Decker WWTP

Receive Date: 9/20/2007

Client Code: MES_A

Project Location: Black & Decker WWTP

Sample # A07091004-01 Sample Date: 9/19/2007 11:25

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst
1,1,1-Trichloroethane <1 ug/L 1 EPA 8260B 9/26/2007 11:47:00 PM IMcMullen
Tetrachloroethene <1 ug/L 1 EPA 8260B 9/26/2007 11:47:00 PM IMcMullen
Trichlorofluoromethane <1 ug/L 1 EPA 8260B 9/26/2007 11:47:00 PM IMcMullen

Approved:
Ouality Assurance Manager

Reported: 10/1/2007 7:04:05 AM

RDL Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers: Delaware - DE00011 Maryland - #138 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



ATLANTIC COAST
Laboratories, Incorporated

Maryland Environmental Services (A)

259 Najoles Road

Millersville, MD 21108

Attention: Mr. Jay Janney

REPORT OF ANALYSIS

Order Number

Project Name:

Receive Date:

Client Code:

Project Location:

630 Churchmans Road
Newark, Delaware 19702
302-266-9121 454-8720 (FAX)
WWW.ATLANTICCOASTLABS.COM

A07090959

Black & Decker WWTP

9/19/2007

MES_A

Black & Decker WWTP

Sample # A07090959-01 Sample Date: 9/19/2007 11:25

Site: Black & Decker 001

Client Sample ID:

Sample Comments: None

Matrix: Waste Water

Test Result Units RDL Method Analysis Date Analyst

BOD-5 4 mg/L 2 SM 5210 B 9/20/2007 11:00:00 AM SKent

Total Suspended Solids 10 mg/L 4 SM 2540D 9/24/2007 3:15:00 PM JMcGuire

Sample # A07090959-01A Sample Date: 9/19/2007 11:25

Site: Black & Decker 001

Client Sample ID: A

Sample Comments: None

Test

Oil and Grease (HEM)

Approved: ej,2,6"g-1,14se.,

Result Units

8.4 mg/L

Camay Assurance Manager

RDL = Reporting Detection Limit N/A = Not Applicable

Laboratory Certification Numbers:

RDL Method 

5.2 EPA 1664

Matrix: Waste Water

Analysis Date Analyst

9/30/2007 4:30:00 PM SHess

Reported: 10/9/2007 7:12:12 AM

Delaware - DE00011 Maryland - #I38 Pennsylvania - 68-335 New Jersey - DE568

Page 1 of 2



APPENDIX D
GROUNDWATER ANALYTICAL DATA PACKAGE

(AUGUST 2007)



TestAmerica
THE LEADER IN ENVIRONMENTAL TESTING

ANALYTICAL REPORT

Job Number: 500-5884-1

Job Description: Black and Decker

For:
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653

West Chester, PA 19380

Attention: Mr. Tom Cornuet

Richard C Wright
Project Manager II
rwright@stl-inc.com

08/23/2007

These test results meet all the requirements of NELAC for accredited parameters.

The Lab Certification ID# is 100201.

All questions regarding this test report should be directed to the TestAmerica Project Manager whose signature appears
on this report. All pages of this report are integral parts of the analytical data. Therefore, this report should be

TestAmerica Laboratories, Inc.

TestAmerica Chicago 2417 Bond Street, University Park, IL 60466

Tel (708) 534-5200 Fax (708) 534-5211 www.testamericainc.com 

Page 1 of 91 08/23/2007



Comments
No additional comments.

Receipt
All samples were received in good condition

GC/MS VOA
The following sample was diluted due to the
Elevated reporting limits (RLs) are provided.

Job Narrative
500-J5884-1

within temperature requirements.

abundance of target analytes: 18.

No other analytical or quality issues were noted.

Page 2 of 91 08/23/2007



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID

Analyte Result / Qualifier

Reporting
Limit Units

Job Number: 500-5884-1

Method

500-5884-3 RFW-2A

Trichloroethene 1.0 1.0 ug/L 8260B

500-5884-5 RFW-3B

cis-1,2-Dichloroethene 5.4 1.0 ug/L 8260B

Tetrachloroethene 1.9 1.0 ug/L 8260B

500-5884-6 RFW-4A

cis-1,2-Dichloroethene 1.0 1.0 ug/L 8260B

Chloroform 1.1 1.0 ug/L 8260B

Trichloroethene 41 1.0 ug/L 8260B

Tetrachloroethene 38 1.0 ug/L 8260B

500-5884-7 RFW-4B

cis-1,2-Dichloroethene 4.0 1.0 ug/L 8260B

Chloroform 1.8 1.0 ug/L 8260B

Trichloroethene 55 1.0 ug/L 8260B

Tetrachloroethene 120 10 ug/L 8260B

500-5884-8 RFW-4B-DUP

cis-1,2-Dichloroethene 3.6 1.0 ug/L 8260B

Chloroform 1.7 1.0 ug/L 8260B

Trichloroethene 54 1.0 ug/L 8260B

Tetrachloroethene 96 1.0 ug/L 8260B

500-5884-9 RFW-6

Trichloroethene 2.0 1.0 ug/L 8260B

Tetrachloroethene 2.6 1.0 ug/L 8260B

500-5884-10 RFW-7

Trichloroethene 5.2 1.0 ug/L 8260B

TestAmerica Chicago

Page 3 of 91 08/23/2007



EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc. Job Number: 500-5884-1

Lab Sample ID Client Sample ID
Analyte Result / Qualifier

Reporting
Limit Units Method

500-5884-11 RFW-9

1,1-Dichloroethene 1.0 1.0 ug/L 8260B
1,1-Dichloroethane 1.3 1.0 ug/L 8260B
cis-1,2-Dichloroethene 14 1.0 ug/L 8260B
1,1,1-Trichloroethane 1.5 1.0 ug/L 8260B
Trichloroethene 18 1.0 ug/L 8260B
Tetrachloroethene 6.4 1.0 ug/L 8260B

500-5884-12 RFW-11B

Trichloroethene 16 1.0 ug/L 8260B

500-5884-13 RFW-12B

cis-1,2-Dichloroethene 5.5 1.0 ug/L 8260B
Trichloroethene 370 10 ug/L 8260B
Tetrachloroethene 34 . 1.0 ug/L 8260B

500-5884-14 RFW-13

Trichloroethene 3.9 1.0 ug/L 8260B
Tetrachloroethene 19 1.0 ug/L 8260B

500-5884-15 RFW-17

Methylene Chloride 1.5 1.0 ug/L 8260B

500-5884-16 EW-2

cis-1,2-Dichloroethene 2.3 1.0 ug/L 8260B
Trichloroethene 480 10 ug/L 8260B
Tetrachloroethene 68 1.0 ug/L 8260B

500-5884-17 EW-3

cis-1,2-Dichloroethene 2.4 1.0 ug/L 8260B
Trichloroethene 220 10 ug/L 8260B
Tetrachloroethene 5.3 1.0 ug/L 8260B

500-5884-18 EW-4

Trichloroethene 1600 50 . ug/L 8260B
Tetrachloroethene 31 5.0 ug/L 8260B

TestAmerica Chicago
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EXECUTIVE SUMMARY - Detections

Client: Weston Solutions, Inc.

Lab Sample ID Client Sample ID

Analyte Result / Qualifier

Reporting

Limit Units

Job Number: 500-5884-1

Method

500-5884-19 EW-5

1,1,1-Trichloroethane 1.4 1.0 ug/L 8260B

Trichloroethene 210 10 ug/L 8260B

Tetrachloroethene 13 1.0 ug/L . 8260B

500-5884-20 EW-6

Trichloroethene 9.2 1.0 ug/L 8260B

Tetrachloroethene 21 1.0 ug/L 8260B

500-5884-21 EW-7

cis-1,2-Dichloroethene 5.8 1.0 ug/L 8260B

Trichloroethene 5.5 1.0 ug/L 8260B

Tetrachloroethene 12 1.0 ug/L 8260B

500-5884-22 EW-8

cis-1,2-Dichloroethene 19 1.0 ug/L 82608

Trichloroethene 11 1.0 tig/L 8260B
Tetrachloroethene 82 1.0 ug/L 8260B

500-5884-23 EW-9

Trichloroethene 1.7 1.0 ug/L 8260B •

Tetrachloroethene 190 10 ug/L 8260B

500-5884-24 EW-9 DUP

Trichloroethene 1.8 1.0 ug/L 8260B
Tetrachloroethene 220 10 ug/L 8260B

500-5884-25 EW-10

Tetrachloroethene 4.6 1.0 ug/L 8260B

TestAmerica Chicago
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METHOD SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-5884-1

Description Lab Location Method Preparation Method

Matrix: Water

VOC
Purge-and-Trap

Lab References:

TAL CHI = TestAmerica Chicago

TAL CHI
TAL CHI

SW846 8260B

SW846 5030B

Method References:

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

TestAmerica Chicago
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SAMPLE SUMMARY

Client: Weston Solutions, Inc. Job Number: 500-5884-1

Lab Sample ID Client Sample ID Client Matrix

Date/Time

Sampled

Date/Time

Received

500-5884-1 RFW-1A Water 08/06/2007 0810 08/09/2007 0950

500-5884-2 RFW-1B Water 08/06/2007 1725 08/09/2007 0950

500-5884-3 RFW-2A Water 08/06/2007 0900 08/09/2007 0950

500-5884-4 RFW-2B Water 08/06/2007 0920 08/09/2007 0950

500-5884-5 RFW-3B Water 08/06/2007 1815 08/09/2007 0950

500-5884-6 RFW-4A Water 08/07/2007 0845 08/09/2007 0950

500-5884-7 RFW-4B Water 08/07/2007 0950 08/09/2007 0950

500-5884-8 RFW-4B-DUP Water 08/07/2007 0950 08/09/2007 0950

500-5884-9 RFW-6 Water 08/07/2007 0700 08/09/2007 0950

500-5884-10 RFW-7 Water 08/07/2007 0955 08/09/2007 0950

500-5884-11 RFW-9 Water 08/07/2007 1725 08/09/2007 0950

500-5884-12 RFW-11B Water 08/07/2007 0715 08/09/2007 0950

500-5884-13 RFW-12B Water 08/07/2007 0935 08/09/2007 0950

500-5884-14 RFW-13 Water 08/06/2007 1435 08/09/2007 0950

500-5884-15 RFW-17 Water 08/06/2007 1030 08/09/2007 0950

500-5884-16 EW-2 Water 08/07/2007 0940 08/09/2007 0950

500-5884-17 EW-3 Water 08/07/2007 0950 08/09/2007 0950

500-5884-18 EW-4 Water 08/07/2007 1000 08/09/2007 0950

500-5884-19 EW-5 Water 08/07/2007 1010 08/09/2007 0950

500-5884-20 EW-6 Water 08/07/2007 1139 08/09/2007 0950

500-5884-21 EW-7 Water 08/07/2007 1215 08/09/2007 0950

500-5884-22 EW-8 Water 08/07/2007 1320 08/09/2007 0950

500-5884-23 EW-9 Water 08/07/2007 1240 08/09/2007 0950

500-5884-24 EW-9 DUP Water 08/07/2007 1240 08/09/2007 0950

500-5884-25 EW-10 Water 08/07/2007 1225 08/09/2007 0950

500-5884-26 LEISTER-1 Water 08/06/2007 1315 08/09/2007 0950

500-5884-27 LEISTER-DAIRY Water 08/06/2007 1320 08/09/2007 0950

500-5884-28 TRIP BLANK Water 08/06/2007 1200 08/09/2007 0950

TestAmerica Chicago
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-1A

Lab Sample ID: 500-5884-1

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 0810

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1137
08/15/2007 1137

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodiflyoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MUSK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 .1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-1A
Lab Sample ID: 500-5884-1

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 0810
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 . ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene - <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 103 % 70- 125
Toluene-d8 (Surr) 103 % 75- 120
4-Bromofluorobenzene (Surr) 98 75- 120
Dibromofluoromethane 100 % 75- 120
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-1B

Lab Sample ID: 500-5884-2

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1725

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 82606
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1200
08/15/2007 1200

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22, 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-1B
Lab Sample ID: 500-5884-2

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1725
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 tO 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 111 70 - 125
Toluene-d8 (Surr) 105 75 - 120
4-Bromofluorobenzene (Surr) 102 75- 120
Di bromofluoromethane 106 % 75- 120

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-2A

Lab Sample ID: 500-5884-3

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 0900

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1223
08/15/2007 1223

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Diahloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.2§ 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dic'hloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-2A
Lab Sample ID: 500-5884-3

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 0900
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoforrn <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene • <1.0 • ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 111 % 70 - 125
Toluene-d8 (Surr) 104 % 75- 120
4-Bromofluorobenzene (Surr) 100 % 75- 120
Dibromofluoromethane 106 % 75 - 120

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-2B

Lab Sample ID: 500-5884-4

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 0920

Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1246
08/15/2007 1246

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0
1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide •<5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0
cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0
2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
Trichloroethene <1.0 ug/L 0.13 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-2B
Lab Sample ID: 500-5884-4

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 0920
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L . 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 113 % 70 - 125
Toluene-d8 (Surr) 103 % 75- 120
4-Bromofluorobenzene (Surr) 102 % 75 - 120
Dibromofluoromethane 108 % 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-3B

Lab Sample ID: 500-5884-5

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1815

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1308
08/15/2007 1308

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 5.4 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 1.9 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-3B
Lab Sample ID: 500-5884-5

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1815
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 113 % 70 - 125
Toluene-d8(Surr) ' 102 % 75 - 120
4-Bromofluorobenzene (Surr) 101 ''/0 75 - 120
Dibromofluoromethane 109 % 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-4A

Lab Sample ID: 500-5884-6

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0845

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 50306

Date Analyzed:
Date Prepared:

08/15/2007 1415
08/15/2007 1415

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1-.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform 1.1 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 41 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 38 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-4A
Lab Sample ID: 500-5884-6

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0845
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36

.
1.0 1.0

Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 115 ok 70 - 125
Toluene-d8 (Surr) 103 % 75- 120
4-Bromofluorobenzene (Surr) 100 % 75 - 120
Dibromofluoromethane 112 % 75- 120

41

1
1
1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-4B

Lab Sample ID: 500-5884-7

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0950

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1438
08/15/2007 1438

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 4.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform 1.8 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 55 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 tO

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-4B
Lab Sample ID: 500-5884-7

Analyte Result/Qualifier

Date Sampled: 08/07/2007 0950
Date Received: 08/09/2007 0950
Client Matrix: Water

Unit MDL RL Dilution
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 tO
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 % 70- 125
Toluene-d8(Surr) 104 % 75 - 120
4-Bromofluorobenzene (Surr) 103 % 75 - 120
Dibromofluoromethane 113 % 75- 120

Method: 8260B Run Type: DL Date Analyzed: 08/15/2007 1509
Prep Method: 5030B Date Prepared: 08/15/2007 1509
Tetrachloroethene 120 ug/L 1.8 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 % 70- 125
Toluene-d8 (Surr) 105 cy. 75- 120
4-Bromofluorobenzene (Surr) 101 % 75 - 120
Dibromofluoromethane 112 % 75- 120
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-4B-DUP

Lab Sample ID: 500-5884-8

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0950

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1533
08/15/2007 1533

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 3.6 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform 1.7 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 54 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 96 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-4B-DUP
Lab Sample ID: 500-5884-8

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0950
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1 ,3 ,5-Tri methylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2 ,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 116 % 70 - 125
Toluene-d8(Surr) 105 % 75 - 120
4-Bromofluorobenzene (Surr) 99 % 75 - 120
Dibromofluoromethane 111 % 75 - 120

1

Page 24 of 91 08/23/2007



Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-6

Lab Sample ID: 500-5884-9

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0700

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1619
08/15/2007 1619

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1:0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 2.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 2.6 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-6
Lab Sample ID: 500-5884-9

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0700
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 116 % 70- 125
Toluene-d8 (Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) 100 % 75- 120
Dibromofluoromethane 111 % 75 - 120

1
1
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Mr. Tom Comuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-7

Lab Sample ID: 500-5884-10

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0955

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1642
08/15/2007 1642

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide •<5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 5.2 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-7
Lab Sample ID: 500-5884-10

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0955
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0. ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 * ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 116 % 70- 125
Toluene-d8 (Surr) 104 % 75- 120
4-Bromofluorobenzene (Surr) 103 % 75 - 120
Dibromofluoromethane 117 % 75- 120

1

1

1
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Mr. Tom Comuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-9

Lab Sample ID: 500-5884-11

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1725

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/15/2007 1705
08/15/2007 1705

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene 1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane 1.3 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 14 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 . 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1.,1-Trichloroethane 1.5 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.00 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 18 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 6.4 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-9
Lab Sample ID: 500-5884-11

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1725
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene . <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1..0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 116 % 70- 125
Toluene-d8 (Surr) 104 % 75 - 120
4-Bromofluorobenzene (Surr) 99 % 75- 120
Dibromofluoromethane 115 % 75- 120
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-11B
Lab Sample ID: 500-5884-12

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0715

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/16/2007 1052
08/16/2007 1052

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0. 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 16 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-11B
Lab Sample ID: 500-5884-12

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0715
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 % 70- 125
Toluene-d8 (Surr) 104 % 75 - 120
4-Bromofluorobenzene (Surr) 97 % 75 - 120
Dibromofluoromethane 116 ok 75 - 120

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-12B

Lab Sample ID: 500-5884-13

Date Sampled: 08/07/2007 0935

Date Received: 08/09/2007 0950

Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

Method: 8260B Date Analyzed: 08/16/2007 1138

Prep Method: 5030B Date Prepared: 08/16/2007 1138

Trichloroethene 370 ug/L 1.3 10 10

Surrogate Acceptance Limits

1,2-Dichloroethane-d4 (Surr) 117 % 70 - 125

Toluene-d8 (Surr) 105 % 75- 120

4-Bromofluorobenzene (Surr) 96 % 75- 120

Dibromofluoromethane 120 % 75- 120

Method: 8260B Run Type: DL Date Analyzed: 08/16/2007 1115

Prep Method: 5030B Date Prepared: 08/16/2007 1115

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.29 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0
trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0
2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 5.5 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0
Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0
1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0
1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

1
Client Sample ID: RFW-12B
Lab Sample ID: 500-5884-13

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0935
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution
Tetrachloroethene 34 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 115 % 70- 125
Toluene-d8 (Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) 101 % 75- 120
Dibromofluoromethane 119 % 75 - 120
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-13

Lab Sample ID: 500-5884-14

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1435 ,

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/16/2007 1201
08/16/2007 1201

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 .ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L , 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 3.9 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 19 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-13
Lab Sample ID: 500-5884-14

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1435
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36. 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 115 ok 70 - 125
Toluene-d8 (Surr) 104 % 75 - 120
4-Bromofluorobenzene (Surr) 100 % 75- 120
Dibromofluoromethane 119 ok 75 - 120
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Mr. Tom Cornuet

Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: RFW-17

Lab Sample ID: 500-5884-15

Analyte Result/Qualifier Unit

Date Sampled: 08/06/2007 1030

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B •

Date Analyzed:
Date Prepared:

08/17/2007 1305
08/17/2007 1305

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride 1.5 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene <1.0 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene <1.0 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Client Sample ID: RFW-17
Lab Sample ID: 500-5884-15

Job Number: 500-5884-1

Date Sampled: 08/06/2007 1030
Date Received: 08/09/2007 0950

Analyte Result/Qualifier Unit

Client Matrix:

MDL

Water

RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0

• 1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 • ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1:0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 % 70- 125
Toluene-d8 (Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) 100 % 75- 120
Dibromofluoromethane 106 % 75 - 120
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Mr. Tom Comuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-2

Lab Sample ID: 500-5884-16

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0940

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/16/2007 1247
08/16/2007 1247

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 2.3 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1:0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 68 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-2
Lab Sample ID: 500-5884-16

Date Sampled: 08/07/2007 0940
Date Received: 08/09/2007 0950
Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 116 70- 125
Toluene-d8 (Surr) 104 75- 120
4-Bromofluorobenzene (Surr) 96 % 75- 120
Dibromofluoromethane 115 % 75 - 120

Method: 8260B Run Type: DL Date Analyzed: 08/20/2007 1125
Prep Method: 5030B Date Prepared: 08/20/2007 1125
Trichloroethene 480 ug/L 1.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 109 % 70- 125
Toluene-d8(Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) ' 99 % 75 - 120
Dibromofluoromethane 105 % 75- 120

1

1
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-3

Lab Sample ID: 500-5884-17

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 0950

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/20/2007 1148
08/20/2007 1148

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 2.4 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0
Chloroform <1.0 ug/L 0.14 1.0 1.0

1, 1;1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 • ug/L 0.38 1.0 1.0
Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0
1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0
1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0
Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0
cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0
Toluene <1.0 ug/L 0.18 1.0 1.0
trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0
1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0
Tetrachloroethene 5.3 ug/L 0.18 1.0 1.0
1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0
2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Toni Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-3
Lab Sample ID: 500-5884-17

Date Sampled: 08/07/2007 0950
Date Received: 08/09/2007 0950
Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 110 % 70- 125
Toluene-d8 (Surr) 102 % 75 - 120
4-Bromofluorobenzene (Surr) 101 % 75- 120
Dibromofluoromethane 106 % 75 - 120

Method: 8260B Run Type: DL Date Analyzed: 08/20/2007 1212
Prep Method: 5030B Date Prepared: 08/20/2007 1212
Trichloroethene 220 ug/L 1.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 114 % 70- 125
Toluene-d8 (Surr) 103 % 75- 120
4-Bromofluorobenzene (Surr) 100 % 75 - 120
Dibromofluoromethane 108 % 75- 120
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-4

Lab Sample ID: 500-5884-18

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1000

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/20/2007 1235
08/20/2007 1235

Benzene <5.0 ug/L 1.2 5.0 5.0

Dichlorodifluoromethane <5.0 ug/L 0.60 5.0 5.0

Chloromethane <5.0 ug/L 1.0 5.0 5.0

Vinyl chloride <5.0 ug/L 0.80 5.0 5.0

Bromomethane <5.0 ug/L 3.0 5.0 5.0

Chloroethane <5.0 ug/L 1.6 5.0 5.0
Trichlorofluoromethane <5.0 ug/L 0.70 5.0 5.0

1,1-Dichloroethene <5.0 ug/L 1.3 5.0 5.0

Carbon disulfide <25 ug/L 0.75 25 5.0

Acetone <25 ug/L 7.0 25 5.0
Methylene Chloride <5.0 ug/L 1.2 5.0 5.0

trans-1,2-Dichloroethene <5.0 ug/L 1.5 - 5.0 5.0
1,1-Dichloroethane <5.0 ug/L 0.75 5.0 5.0

2,2-Dichloropropane <5.0 ug/L 0.85 5.0 5.0

cis-1,2-Dichloroethene <5.0 ug/L 1.0 5.0 5.0
2-Butanone (MEK) <25 ug/L 5.0 25 5.0

Bromochloromethane <5.0 ug/L 1.4 5.0 5.0
Chloroform <5.0 ug/L 0.70 5.0 5.0

1,1,1-Trichloroethane <5.0 ug/L 0.85 5.0 5.0

1,1-Dichloropropene <5.0 ug/L 1.9 5.0 5.0
Carbon tetrachloride <5.0 ug/L 1.7 5.0 5.0
1,2-Dichloroethane <5.0 ug/L 1.3 5.0 5.0
1,2-Dichloropropane <5.0 ug/L 0.95 5.0 5.0
Dibromomethane <5.0 ug/L 1.1 5.0 5.0
Bromodichloromethane <5.0 ug/L 1.1 5.0 5.0
cis-1,3-Dichloropropene <5.0 ug/L 0.75 5.0 5.0
4-Methyl-2-pentanone (MIBK) <25 ug/L 4.6 25 5.0
Toluene <5.0 ug/L 0.90 5.0 5.0
trans-1,3-Dichloropropene <5.0 ug/L 0.80 5.0 5.0
1,1,2-Trichloroethane <5.0 ug/L 1.2 5.0 5.0
Tetrachloroethene 31 ug/L 0.90 5.0 5.0
1,3-Dichloropropane <5.0 ug/L 1.1 5.0 5.0
2-Hexanone <25 ug/L 5.0 25 5.0
Dibromochloromethane <5.0 ug/L 1.1 5.0 5.0
1,2-Dibromoethane <5.0 ug/L 1.7 5.0 5.0
Chlorobenzene <5.0 ug/L 0.75 5.0 5.0
1,1,1,2-Tetrachloroethane <5.0 ug/L 1.7 5.0 5.0
Ethylbenzene <5.0 ug/L 1.1 5.0 5.0
m&p-Xylene <10 ug/L 1.8 10 5.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-4
Lab Sample ID: 500-5884-18

Date Sampled: 08/07/2007 1000
Date Received: 08/09/2007 0950
Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution
o-Xylene <5.0 ug/L 0.95 5.0 5.0
Styrene <5.0 ug/L 0.90 5.0 5.0
Bromoform <5.0 ug/L 1.6 5.0 5.0
lsopropylbenzene <5.0 ug/L 1.0 5.0 5.0
Bromobenzene <5.0 ug/L 1.1 5.0 5.0
1,1,2,2-Tetrachloroethane <5.0 ug/L 1.7 5.0 5.0
1,2,3-Trichloropropane <5.0 ug/L 1.8 5.0 5.0
N-Propylbenzene <5.0 ug/L 0.80 5.0 5.0
2-Chlorotoluene <5.0 ug/L 0.80 5.0 5.0
1,3,5-Trimethylbenzene <5.0 ug/L 0.90 5.0 5.0
4-Chlorotoluene <5.0 ug/L 0.90 5.0 5.0
tert-Butylbenzene <5.0 ug/L 0.80 5.0 5.0
1,2,4-Trimethylbenzene <5.0 ug/L 1.3 5.0 5.0
sec-Butylbenzene <5.0 ug/L 0.95 5.0 5.0
1,3-Dichlorobenzene <5.0 ug/L 1.1 5.0 5.0
p-Isopropyltoluene <5.0 ug/L 1.5 5.0 5.0
1,4-Dichlorobenzene <5.0 ug/L 1.3 5.0 5.0
n-Butylbenzene <5.0 ug/L 1.8 5.0 5.0
1,2-Dichlorobenzene <5.0 ug/L 1.5 5.0 5.0
1,2-Dibromo-3-Chloropropane <5.0 ug/L 2.1 5.0 5.0
1,2,4-Trichlorobenzene <5.0 ug/L 1.8 5.0 5.0
Hexachlorobutadiene <5.0 ug/L 1.8 5.0 5.0
Naphthalene <5.0 ug/L 1.9 5.0 5.0
1,2,3-Trichlorobenzene <5.0 ug/L 2.2 5.0 5.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 112 % 70 - 125
Toluene-d8 (Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) 103 % 75- 120
Dibromofluoromethane 109 % 75-120

Method: 8260B Run Type: DL Date Analyzed: 08/20/2007 1258
Prep Method: 5030B . Date Prepared: 08/20/2007 1258
Trichloroethene 1600 ug/L 6.5 50 50

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 116 % 70- 125
Toluene-d8 (Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) 102 % 75 - 120
Dibromofluoromethane 109 % 75 - 120

iJ
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-5

Lab Sample ID: 500-5884-19

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1010

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/20/2007 1322
08/20/2007 1322

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane 1.4 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 13 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0
Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-5
Lab Sample ID: 500-5884-19

Date Sampled: 08/07/2007 1010
Date Received: 08/09/2007 0950
Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 112 % 70 - 125
Toluene-d8 (Surr) 102 % 75- 120
4-Bromofluorobenzene (Surr) 101 ok 75- 120
Dibromofluoromethane 111 % 75- 120

Method: 8260B Run Type: DL Date Analyzed: 08/20/2007 1345
Prep Method: 5030B Date Prepared: 08/20/2007 1345
Trichloroethene 210 ug/L 1.3 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 113 ok 70- 125
Toluene-d8 (Surr) 101 % 75- 120
4-Bromofluorobenzene (Surr) 100 % 75- 120
Dibromofluoromethane 112 % 75- 120
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Mr. Tom Comuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-6

Lab Sample ID: 500-5884-20

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1139

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/20/2007 1408
08/20/2007 1408

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1:-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 9.2 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (M1BK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 21 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

Page 47 of 91 08/23/2007



Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-6
Lab Sample ID: 500-5884-20

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1139
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
Isopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene . <1.0 ug/L 0.16 1.0 1.0
1 ,3,5-T rimethylbenzene <1..0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-Isopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 115 % 70 - 125
Toluene-d8 (Surr) 103 ok 75- 120
4-Bromofluorobenzene (Surr) 102 % 75 - 120
Dibromofluoromethane 111 % 75-120

1

fit

IJ
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-7

Lab Sample ID: 500-5884-21

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1215

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 82606
Prep Method: 50306

Date Analyzed:
Date Prepared:

08/20/2007 1431
08/20/2007 1431

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0' ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 5.8 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 5.5 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 12 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0

Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0

1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-7
Lab Sample ID: 500-5884-21

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1215
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.25 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 113 % 70 - 125
Toluene-d8 (Surr) • 103 % 75 - 120
4-Bromofluorobenzene (Surr) 99 % 75 - 120
Dibromofluoromethane 111 % 75 - 120

4

1
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Mr. Tom Cornuet
Weston Solutions, Inc.

1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-8

Lab Sample ID: 500-5884-22

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1320

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/20/2007 1455
08/20/2007 1455

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0.29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene 19 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 11 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0

Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0

4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

Tetrachloroethene 82 ug/L 0.18 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0

1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0

Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0
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Mr. Tom Comuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-8
Lab Sample ID: 500-5884-22

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1320
Date Received: 08/09/2007 0950
Client Matrix: Water

MDL RL Dilution

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0.
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0 ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 113 % 70- 125
Toluene-d8 (Surr) 103 % 75 - 120
4-Bromofluorobenzene (Surr) 96 % 75 - 120
Dibromofluoromethane 108 % 75- 120
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Mr. Tom Corn uet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-9

Lab Sample ID: 500-5884-23

Analyte Result/Qualifier Unit

Date Sampled: 08/07/2007 1240

Date Received: 08/09/2007 0950

Client Matrix: Water

MDL RL Dilution

Method: 8260B
Prep Method: 5030B

Date Analyzed:
Date Prepared:

08/20/2007 1541
08/20/2007 1541

Benzene <1.0 ug/L 0.23 1.0 1.0

Dichlorodifluoromethane <1.0 ug/L 0.12 1.0 1.0

Chloromethane <1.0 ug/L 0.20 1.0 1.0

Vinyl chloride <1.0 ug/L 0.16 1.0 1.0

Bromomethane <1.0 ug/L 0.59 1.0 1.0

Chloroethane <1.0 ug/L 0.32 1.0 1.0

Trichlorofluoromethane <1.0 ug/L 0.14 1.0 1.0

1,1-Dichloroethene <1.0 ug/L 0.25 1.0 1.0

Carbon disulfide <5.0 ug/L 0.15 5.0 1.0

Acetone <5.0 ug/L 1.4 5.0 1.0

Methylene Chloride <1.0 ug/L 0.24 1.0 1.0

trans-1,2-Dichloroethene <1.0 ug/L 0..29 1.0 1.0

1,1-Dichloroethane <1.0 ug/L 0.15 1.0 1.0

2,2-Dichloropropane <1.0 ug/L 0.17 1.0 1.0

cis-1,2-Dichloroethene <1.0 ug/L 0.20 1.0 1.0

2-Butanone (MEK) <5.0 ug/L 1.0 5.0 1.0

Bromochloromethane <1.0 ug/L 0.27 1.0 1.0

Chloroform <1.0 ug/L 0.14 1.0 1.0

1,1,1-Trichloroethane <1.0 ug/L 0.17 1.0 1.0

1,1-Dichloropropene <1.0 ug/L 0.38 1.0 1.0

Carbon tetrachloride <1.0 ug/L 0.34 1.0 1.0

1,2-Dichloroethane <1.0 ug/L 0.25 1.0 1.0

Trichloroethene 1.7 ug/L 0.13 1.0 1.0

1,2-Dichloropropane <1.0 ug/L 0.19 1.0 1.0
Dibromomethane <1.0 ug/L 0.21 1.0 1.0

Bromodichloromethane <1.0 ug/L 0.22 1.0 1.0

cis-1,3-Dichloropropene <1.0 ug/L 0.15 1.0 1.0
4-Methyl-2-pentanone (MIBK) <5.0 ug/L 0.92 5.0 1.0

Toluene <1.0 ug/L 0.18 1.0 1.0

trans-1,3-Dichloropropene <1.0 ug/L 0.16 1.0 1.0

1,1,2-Trichloroethane <1.0 ug/L 0.24 1.0 1.0

1,3-Dichloropropane <1.0 ug/L 0.22 1.0 1.0

2-Hexanone <5.0 ug/L 0.99 5.0 1.0
Dibromochloromethane <1.0 ug/L 0.22 1.0 1.0
1,2-Dibromoethane <1.0 ug/L 0.33 1.0 1.0
Chlorobenzene <1.0 ug/L 0.15 1.0 1.0
1,1,1,2-Tetrachloroethane <1.0 ug/L 0.33 1.0 1.0

Ethylbenzene <1.0 ug/L 0.21 1.0 1.0

m&p-Xylene <2.0 ug/L 0.36 2.0 1.0
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Mr. Tom Cornuet
Weston Solutions, Inc.
1400 Weston Way
PO BOX 2653
West Chester, PA 19380

Job Number: 500-5884-1

Client Sample ID: EW-9
Lab Sample ID: 500-5884-23

Date Sampled: 08/07/2007 1240
Date Received: 08/09/2007 0950
Client Matrix: Water

Analyte Result/Qualifier Unit MDL RL Dilution

o-Xylene <1.0 ug/L 0.19 1.0 1.0
Styrene <1.0 ug/L 0.18 1.0 1.0
Bromoform <1.0 ug/L 0.32 1.0 1.0
lsopropylbenzene <1.0 ug/L 0.20 1.0 1.0
Bromobenzene <1.0 ug/L 0.22 1.0 1.0
1,1,2,2-Tetrachloroethane <1.0 ug/L 0.34 1.0 1.0
1,2,3-Trichloropropane <1.0 ug/L 0.35 1.0 1.0
N-Propylbenzene <1.0 ug/L 0.16 1.0 1.0
2-Chlorotoluene <1.0 ug/L 0.16 1.0 1.0
1,3,5-Trimethylbenzene <1.0 ug/L 0.18 1.0 1.0
4-Chlorotoluene <1.0 ug/L 0.18 1.0 1.0
tert-Butylbenzene <1.0 ug/L 0.16 1.0 1.0
1,2,4-Trimethylbenzene <1.0 ug/L 0.26 1.0 1.0
sec-Butylbenzene <1.0 ug/L 0.19 1.0 1.0
1,3-Dichlorobenzene <1.0 ug/L 0.21 1.0 1.0
p-lsopropyltoluene <1.0 ug/L 0.29 1.0 1.0
1,4-Dichlorobenzene <1.0 ug/L 0.25 1.0 1.0
n-Butylbenzene <1.0 ug/L 0.35 1.0 1.0
1,2-Dichlorobenzene <1.0. ug/L 0.29 1.0 1.0
1,2-Dibromo-3-Chloropropane <1.0 ug/L 0.41 1.0 1.0
1,2,4-Trichlorobenzene <1.0 ug/L 0.36 1.0 1.0
Hexachlorobutadiene <1.0 ug/L 0.36 1.0 1.0
Naphthalene <1.0 ug/L 0.37 1.0 1.0
1,2,3-Trichlorobenzene <1.0 ug/L 0.43 1.0 1.0

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 116 % 70 - 125
Toluene-d8 (Surr) 102 % 75- 120
4-Bromofluorobenzene (Surr) 99 % 75 - 120
Dibromofluoromethane 113 % 75 - 120

Method: 82606 Run Type: DL Date Analyzed: 08/20/2007 1604
Prep Method: 5030B Date Prepared: 08/20/2007 1604
Tetrachloroethene 190 ug/L 1.8 10 10

Surrogate Acceptance Limits
1,2-Dichloroethane-d4 (Surr) 109 % 70 - 125
Toluene-d8 (Surr) 101 75- 120
4-Bromofluorobenzene (Surr) 100 75- 120
Dibromofluoromethane 115 75- 120
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